DISTRICT 20

RIVERSIDE

DRINKING WATER MONITORING SCHEDULE

THE CALIFORNIA DEPARTMENT OF PUBLIC HEALTH (CDPH) MONITORING SCHEDULER LISTS
REQUIRED CONTAMINANT TESTING OF DRINKING WATER FOR PUBLIC WATER SYSTEMS IN
CALIFORNIA. THE SCHEDULE INCLUDES REQUIRED UPCOMING TESTING, AND PAST DUE
REQUIRED. IF NO TESTING IS LISTED ALL TESTING HAS BEEN WAIVED.

THIS INFORMATION IS VALID AS OF AUGUST 22, 2014.

UPDATES WILL BE REGULARLY PERFORMED REFLECTING CHANGES IN THE WATER
QUALITY MONITORING DATABASE. THESE DOCUMENTS SHOULD BE CONSIDERED "DRAFT"
IN THAT THEY MAY CHANGE WITH SUBSEQUENT UPDATES AS NEW DATA ARE SUBMITTED,
OR AS MONITORING SCHEDULES ARE REVISED. THIS MONITORING SCHEDULE SHOULD NOT
BE USED TO DETERMINE IF SYSTEMS ARE IN COMPLETE COMPLIANCE WITH MONITORING
REQUIREMENTS. THE PURPOSE IS TO ASSIST SYSTEMS IN THEIR PLANNING FOR SAMPLING
EVENTS, AND VERIFICATION OF SCHEDULED MONITORING WITH CDHS RECORDS.

THE TELEPHONE NUMBER FOR THE LOCAL DRINKING WATER OFFICE IS:
(619) 525-4159

Please be aware that the monitoring schedules do not reflect compliance with initial monitoring
for newly regulated constituents (such as MTBE), or constituents that require special monitoring
frequencies. Specifically, the database is unable to accurately forecast the following for the
Monitoring Schedules:

The SOC frequency for large water systems serving over 3,300 people of 2 quarters every 3 years.
In addition, if you have been advised of any increased monitoring that is not reflected in the
Monitoring Schedule for a particular source, please contact your local Drinking Water office

Some older data may not be present in the database, and these are indicated in the schedule as
"DUE." If these samples were taken, have your laboratory submit the data. Since January 1,
2001, data have been required to be submitted directly to CDPH via electronic data transfer
(EDT).

If sampled after January 1, 2001, have your lab submit those data (and data prior to 2001 if
possible) electronically as required to CDPH via EDT. Your laboratory can contact Anthony
Meeks in the CDPH Monitoring and Evaluation Unit at (916) 449-5568 or at edt@cdph.ca.gov for
further information. Changes in the monitoring notification documents will be seen in the next
update.



District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 1310011
System Name: COACHELLA VWD: |.D. NO. 11

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1310011-005
Source Name: WELL 8993-2
Source Number: 005
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/04/10 < 50.000
ANTIMONY 01097 036 2014/04/10 < 6.000
ARSENIC 01002 036 2014/04/10 < 2.000
BARIUM 01007 036 2014/04/10 < 100.000
BERYLLIUM 01012 036 2014/04/10 < 1.000
CADMIUM 01027 036 2014/04/10 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/04/10 < 1.000
CHROMIUM, HEXAVALENT 01032 036 2013/10/23 < 1.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2014/04/10 . 1.800
MERCURY 71900 036 2014/04/10 < 1.000
NICKEL 01067 036 2014/04/10 < 10.000
PERCHLORATE A-031 036 2014/04/10 < 4.000
SELENIUM 01147 036 2014/04/10 < 5.000
THALLIUM 01059 036 2014/04/10 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/04/10 . 5.600
NITRITE (AS N) 00620 036 2014/04/10 < 100.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2006/11/08 1.100
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/04/10 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/04/10 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/04/10 < 10.000
1,1,2-TRICHLOROETHANE 34511 036 2014/04/10 < .500
1,1-DICHLOROETHANE 34496 036 2014/04/10 < .500
1,1-DICHLOROETHYLENE 34501 036 2014/04/10 < .500
1,2,4-TRICHLOROBENZENE 34551 036 2014/04/10 < .500
1,2-DICHLOROBENZENE 34536 036 2014/04/10 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2016/10
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04

2015/04
2017/04

2015/11

2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 1310011
System Name: COACHELLA VWD: |.D. NO. 11

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1310011-005
Source Name: WELL 8993-2
Source Number: 005
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,2-DICHLOROETHANE 34531 036 2014/04/10 < .500 2017/04
1,2-DICHLOROPROPANE 34541 036 2014/04/10 < .500 2017/04
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2014/04/10 < .500 2017/04
1,4-DICHLOROBENZENE 34571 036 2014/04/10 < .500 2017/04
BENZENE 34030 036 2014/04/10 < .500 2017/04
CARBON TETRACHLORIDE 32102 036 2014/04/10 < .500 2017/04
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/04/10 < .500 2017/04
DICHLOROMETHANE 34423 036 2014/04/10 < .500 2017/04
ETHYLBENZENE 34371 036 2014/04/10 < .500 2017/04
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/04/10 < 3.000 2017/04
MONOCHLOROBENZENE 34301 036 2014/04/10 < .500 2017/04
STYRENE 77128 036 2014/04/10 < .500 2017/04
TETRACHLOROETHYLENE 34475 036 2014/04/10 < .500 2017/04
TOLUENE 34010 036 2014/04/10 < .500 2017/04
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/04/10 < .500 2017/04
TRICHLOROETHYLENE 39180 036 2014/04/10 < .500 2017/04
TRICHLOROFLUOROMETHANE 34488 036 2014/04/10 < 5.000 2017/04
VINYL CHLORIDE 39175 036 2014/04/10 < .500 2017/04
XYLENES (TOTAL) 81551 036 2014/04/10 < .500 2017/04
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2014/04/10 . 130.000 2017/04
CALCIUM 00916 036 2014/04/10 . 53.000 2017/04
CARBONATE ALKALINITY 00445 036 2014/04/10 < 3.000 2017/04
CHLORIDE 00940 036 2014/04/10 . 270.000 2017/04
COLOR 00081 036 2014/04/10 < 3.000 2017/04
COPPER 01042 036 2014/04/10 < 50.000 2017/04
FOAMING AGENTS (MBAS) 38260 036 2014/04/10 < .050 2017/04
HARDNESS (TOTAL) AS CACO3 00900 036 2014/04/10 . 210.000 2017/04
HYDROXIDE ALKALINITY 71830 036 2014/04/10 < 3.000 2017/04

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 1310011
System Name: COACHELLA VWD: |.D. NO. 11

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1310011-005
Source Name: WELL 8993-2
Source Number: 005
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
IRON 01045 036 2014/04/10 < 100.000
MAGNESIUM 00927 036 2014/04/10 . 19.000
MANGANESE 01055 036 2014/04/10 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2014/04/10 < 1.000
PH, LABORATORY 00403 036 2014/04/10 . 7.700
SILVER 01077 036 2014/04/10 < 10.000
SODIUM 00929 036 2014/04/10 . 220.000
SPECIFIC CONDUCTANCE 00095 036 2014/04/10 . 1500.000
SULFATE 00945 036 2014/04/10 . 220.000
TOTAL DISSOLVED SOLIDS 70300 036 2014/04/10 . 920.000
TURBIDITY, LABORATORY 82079 036 2014/04/10 < .200
ZINC 01092 036 2014/04/10 < 50.000
PS Code: 1310011-007
Source Name: WELL 8995-1
Source Number: 007
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/10 < 50.000
ANTIMONY 01097 036 2012/07/10 < 6.000
ARSENIC 01002 036 2012/07/10 < 2.000
BARIUM 01007 036 2012/07/10 < 100.000
BERYLLIUM 01012 036 2012/07/10 < 1.000
CADMIUM 01027 036 2012/07/10 < 1.000
CHROMIUM (TOTAL) 01034 036 2012/07/10 < 10.000
CHROMIUM, HEXAVALENT 01032 036 2013/11/05 < 1.000
CYANIDE 01291 072 2014/06/13 < 100.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2014/04/16 . 1.300
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04
2017/04

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2016/11
2020/06
2017/04
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 1310011
System Name: COACHELLA VWD: |.D. NO. 11

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1310011-007
Source Name: WELL 8995-1
Source Number: 007
Source Status: ACTIVE RAW
Water type: G
INORGANIC
MERCURY 71900 036 2012/07/10 < 1.000
NICKEL 01067 036 2012/07/10 < 10.000
PERCHLORATE A-031 036 2014/04/16 < 4.000
SELENIUM 01147 036 2012/07/10 < 5.000
THALLIUM 01059 036 2012/07/10 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/05/20 . 11.000
NITRITE (AS N) 00620 036 2012/07/10 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2008/09/29 2.250
REGULATED SOC
2,3,7,8-TCDD (DIOXIN) 34676 072 2014/06/13 . .000
2,4,5-TP (SILVEX) 39045 072 2014/06/13 < 1.000
2,4-D 39730 072 2014/06/13 < 10.000
ALACHLOR 77825 072 2014/06/13 < 1.000
ATRAZINE 39033 072 2014/06/13 < .500
BENTAZON 38710 072 2014/06/13 < 2.000
BENZO (A) PYRENE 34247 072 2014/06/13 < .100
CARBOFURAN 81405 072 2014/06/13 < 5.000
CHLORDANE 39350 072 2014/06/13 < .100
DALAPON 38432 072 2014/06/13 < 10.000
DI(2-ETHYLHEXYL)ADIPATE A-026 072 2014/06/13 < 5.000
DI(2-ETHYLHEXYL)PHTHALATE 39100 072 2014/06/13 < 3.000
DIBROMOCHLOROPROPANE (DBCP) 38761 072 2014/06/13 < .010
DINOSEB 81287 072 2014/06/13 < 2.000
DIQUAT 78885 072 2014/06/13 . .000
ENDOTHALL 38926 072 2014/06/13 < 45.000
ENDRIN 39390 072 2014/06/13 < .100
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07
2017/04
2015/07
2015/07

2015/05
2015/07

2017/09

2020/06
2020/06
2020/06
2020/06
2020/06
2020/06
2020/06
2020/06
2020/06
2020/06
2020/06
2020/06
2020/06
2020/06
2020/06
2020/06
2020/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 1310011
System Name: COACHELLA VWD: |.D. NO. 11

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1310011-007
Source Name: WELL 8995-1
Source Number: 007
Source Status: ACTIVE RAW
Water type: G
REGULATED SOC
ETHYLENE DIBROMIDE (EDB) 77651 072 2014/06/13 < .020 2020/06
GLYPHOSATE 79743 072 2014/06/13 . .000 2020/06
HEPTACHLOR 39410 072 2014/06/13 < .010 2020/06
HEPTACHLOR EPOXIDE 39420 072 2014/06/13 < .010 2020/06
HEXACHLOROBENZENE 39700 072 2014/06/13 < .500 2020/06
HEXACHLOROCYCLOPENTADIENE 34386 072 2014/06/13 < 1.000 2020/06
LINDANE 39340 072 2014/06/13 < .200 2020/06
METHOXYCHLOR 39480 072 2014/06/13 < 10.000 2020/06
MOLINATE 82199 072 2014/06/13 < 2.000 2020/06
OXAMYL 38865 072 2014/06/13 < 20.000 2020/06
PENTACHLOROPHENOL 39032 072 2014/06/13 < .200 2020/06
PICLORAM 39720 072 2014/06/13 < 1.000 2020/06
POLYCHLORINATED BIPHENYLS, TOTAL, AS DCB 39516 072 2014/06/13 < .500 2020/06
SIMAZINE 39055 072 2014/06/13 < 1.000 2020/06
THIOBENCARB A-001 072 2014/06/13 < 1.000 2020/06
TOXAPHENE 39400 072 2014/06/13 < 1.000 2020/06
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2013/10/11 < .500 2016/10
1,1,2,2-TETRACHLOROETHANE 34516 036 2013/10/11 < .500 2016/10
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2013/10/11 < 10.000 2016/10
1,1,2-TRICHLOROETHANE 34511 036 2013/10/11 < .500 2016/10
1,1-DICHLOROETHANE 34496 036 2013/10/11 < .500 2016/10
1,1-DICHLOROETHYLENE 34501 036 2013/10/11 < .500 2016/10
1,2,4-TRICHLOROBENZENE 34551 036 2013/10/11 < .500 2016/10
1,2-DICHLOROBENZENE 34536 036 2013/10/11 < .500 2016/10
1,2-DICHLOROETHANE 34531 036 2013/10/11 < .500 2016/10
1,2-DICHLOROPROPANE 34541 036 2013/10/11 < .500 2016/10
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2013/10/11 < .500 2016/10
1,4-DICHLOROBENZENE 34571 036 2013/10/11 < .500 2016/10

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014 Page 6 of 1813



District Number: 20
Riverside
(619) 525-4159

System Number: 1310011

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: COACHELLA VWD: |.D. NO. 11

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1310011-007

Source Name: WELL 8995-1

Source Number: 007

Source Status: ACTIVE RAW

Water type: G

REGULATED VOC
BENZENE 34030 036 2013/10/11 < .500
CARBON TETRACHLORIDE 32102 036 2013/10/11 < .500
CIS-1,2-DICHLOROETHYLENE 77093 036 2013/10/11 < .500
DICHLOROMETHANE 34423 036 2013/10/11 < .500
ETHYLBENZENE 34371 036 2013/10/11 < .500
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2013/10/11 < 3.000
MONOCHLOROBENZENE 34301 036 2013/10/11 < .500
STYRENE 77128 036 2013/10/11 < .500
TETRACHLOROETHYLENE 34475 036 2013/10/11 < .500
TOLUENE 34010 036 2013/10/11 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2013/10/11 < .500
TRICHLOROETHYLENE 39180 036 2013/10/11 < .500
TRICHLOROFLUOROMETHANE 34488 036 2013/10/11 < 5.000
VINYL CHLORIDE 39175 036 2013/10/11 < .500
XYLENES (TOTAL) 81551 036 2013/10/11 < .500
SECONDARY/GP

BICARBONATE ALKALINITY 00440 036 2012/07/10 130.000
CALCIUM 00916 036 2012/07/10 90.000
CARBONATE ALKALINITY 00445 036 2012/07/10 < .120
CHLORIDE 00940 036 2012/07/10 460.000
COLOR 00081 036 2012/07/10 < 1.000
COPPER 01042 036 2012/07/10 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/07/10 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/10 400.000
HYDROXIDE ALKALINITY 71830 036 2012/07/10 < .120
IRON 01045 036 2012/07/10 < 100.000
MAGNESIUM 00927 036 2012/07/10 40.000
MANGANESE 01055 036 2012/07/10 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/10 < 1.000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 1310011
System Name: COACHELLA VWD: |.D. NO. 11

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1310011-007
Source Name: WELL 8995-1
Source Number: 007
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
PH, LABORATORY 00403 036 2012/07/10 . 8.000
SILVER 01077 036 2012/07/10 < 10.000
SODIUM 00929 036 2012/07/10 290.000
SPECIFIC CONDUCTANCE 00095 036 2014/04/16 . 2500.000
SULFATE 00945 036 2012/07/10 320.000
TOTAL DISSOLVED SOLIDS 70300 036 2014/04/16 . 1500.000
TURBIDITY, LABORATORY 82079 036 2012/07/10 . .080
ZINC 01092 036 2012/07/10 < 50.000
PS Code: 1310011-010
Source Name: WELL 8995-2
Source Number: 010
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/18 < 50.000
ANTIMONY 01097 036 2012/07/18 < 6.000
ARSENIC 01002 036 2012/07/18 < 2.000
BARIUM 01007 036 2012/07/18 < 100.000
BERYLLIUM 01012 036 2012/07/18 < 1.000
CADMIUM 01027 036 2012/07/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2012/07/18 < 10.000
CHROMIUM, HEXAVALENT 01032 036 2013/10/09 < 1.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/18 . .600
MERCURY 71900 036 2012/07/18 < 1.000
NICKEL 01067 036 2012/07/18 < 10.000
PERCHLORATE A-031 036 2014/04/16 < 4.000
SELENIUM 01147 036 2012/07/18 < 5.000
THALLIUM 01059 036 2012/07/18 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07
2015/07
2017/04
2015/07
2017/04
2015/07
2015/07

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2016/10
2015/07
2015/07
2015/07
2017/04
2015/07
2015/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 1310011
System Name: COACHELLA VWD: |.D. NO. 11

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 1310011-010
Source Name: WELL 8995-2
Source Number: 010
Source Status: ACTIVE RAW
Water type: G
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/05/22 . 13.000 2014/05 DUE
NITRITE (AS N) 00620 036 2012/07/18 < 400.000 2015/07
RADIOLOGICAL
GROSS ALPHA 01501 072 2008/04/22 3.880 2014/04 DUE
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/02 < .500 2017/07
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/02 < .500 2017/07
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/02 < 10.000 2017/07
1,1,2-TRICHLOROETHANE 34511 036 2014/07/02 < .500 2017/07
1,1-DICHLOROETHANE 34496 036 2014/07/02 < .500 2017/07
1,1-DICHLOROETHYLENE 34501 036 2014/07/02 < .500 2017/07
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/02 < .500 2017/07
1,2-DICHLOROBENZENE 34536 036 2014/07/02 < .500 2017/07
1,2-DICHLOROETHANE 34531 036 2014/07/02 < .500 2017/07
1,2-DICHLOROPROPANE 34541 036 2014/07/02 < .500 2017/07
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/23 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2014/07/02 < .500 2017/07
BENZENE 34030 036 2014/07/02 < .500 2017/07
CARBON TETRACHLORIDE 32102 036 2014/07/02 < .500 2017/07
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/02 < .500 2017/07
DICHLOROMETHANE 34423 036 2014/07/02 < .500 2017/07
ETHYLBENZENE 34371 036 2014/07/02 < .500 2017/07
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/02 < 3.000 2017/07
MONOCHLOROBENZENE 34301 036 2014/07/02 < .500 2017/07
STYRENE 77128 036 2014/07/02 < .500 2017/07
TETRACHLOROETHYLENE 34475 036 2014/07/02 < .500 2017/07
TOLUENE 34010 036 2014/07/02 < .500 2017/07
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/02 < .500 2017/07
TRICHLOROETHYLENE 39180 036 2014/07/02 < .500 2017/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014 Page 9 of 1813



District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 1310011
System Name: COACHELLA VWD: |.D. NO. 11

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 1310011-010
Source Name: WELL 8995-2
Source Number: 010
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
TRICHLOROFLUOROMETHANE 34488 036 2014/07/02 < 5.000
VINYL CHLORIDE 39175 036 2014/07/02 < .500
XYLENES (TOTAL) 81551 036 2014/07/02 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/07/18 . 190.000
CALCIUM 00916 036 2012/07/18 . 64.000
CARBONATE ALKALINITY 00445 036 2012/07/18 < .120
CHLORIDE 00940 036 2012/07/18 . 250.000
COLOR 00081 036 2012/07/18 < 1.000
COPPER 01042 036 2012/07/18 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/07/18 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/18 . 270.000
HYDROXIDE ALKALINITY 71830 036 2012/07/18 < .120
IRON 01045 036 2012/07/18 < 100.000
MAGNESIUM 00927 036 2012/07/18 . 23.000
MANGANESE 01055 036 2012/07/18 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/18 < 1.000
PH, LABORATORY 00403 036 2012/07/18 . 7.300
SILVER 01077 036 2012/07/18 < 10.000
SODIUM 00929 036 2012/07/18 230.000
SPECIFIC CONDUCTANCE 00095 036 2014/04/16 . 1800.000
SULFATE 00945 036 2012/07/18 330.000
TOTAL DISSOLVED SOLIDS 70300 036 2014/04/16 . 1100.000
TURBIDITY, LABORATORY 82079 036 2012/07/18 . .090
ZINC 01092 036 2012/07/18 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2017/07
2017/07

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2017/04
2015/07
2017/04
2015/07
2015/07
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District Number: 20
Riverside
(619) 525-4159

System Number: 1310011
System Name: COACHELLA VWD: |.D. NO. 11

STORET

DRINKING WATER MONITORING SCHEDULE -

DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
INTERVAL DATE

LAST RESULT

NUMBER

(MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 1310011-801
Source Name: DIAMOND ROAD SAMPLING STATION - STG2 DBP

Source Number: 801

Source Status: DISTRIBUTION TREATED

Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 1310011-802
Source Name: MARINA DRIVE SAMPLING STATION - STG2 DBP

Source Number: 802

Source Status: DISTRIBUTION TREATED

Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

999

999

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

Page 11 of 1813



District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Riverside
(619) 525-4159

System Number: 3301031
System Name: BANNING HTS. MUTUAL WATER CO.

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

REPORTED

PS Code: 3301031-001
Source Name: EAST FORK OF WHITE WATER

Source Number: 001

Source Status: ACTIVE RAW
Water type: S

INORGANIC
ALUMINUM 01105
ANTIMONY 01097
ARSENIC 01002
ASBESTOS 81855
BARIUM 01007
BERYLLIUM 01012
CADMIUM 01027
CHROMIUM (TOTAL) 01034
CHROMIUM, HEXAVALENT 01032
CYANIDE 01291
FLUORIDE (F) (NATURAL-SOURCE) 00951
LEAD 01051
MERCURY 71900
NICKEL 01067
PERCHLORATE A-031
SELENIUM 01147
THALLIUM 01059

NITRATE/NITRITE
NITRATE (AS NO3) 71850
NITRITE (AS N) 00620

REGULATED SOC

2,3,7,8-TCDD (DIOXIN) 34676
2,4,5-TP (SILVEX) 39045
2,4-D 39730
ALACHLOR 77825
ATRAZINE 39033
BENTAZON 38710
BENZO (A) PYRENE 34247
CARBOFURAN 81405

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

036
036
036
000
036
036
036
036
000
036
036
036
036
036
012
036
036

012
036

072
072
072
072
072
072
072
072

2010/11/07
2010/11/07
2012/07/03

2010/11/07
2010/11/07
2010/11/07
2010/11/07

2010/11/07
2010/11/07
2010/11/07
2010/11/07
2010/11/07
2010/11/07
2010/11/07
2010/11/07

2012/07/16
2010/11/07

< 50.000
< 6.000
< 2.000

< 100.000
< 1.000
< 1.000
< 1.000

< 100.000

.300

< 5.000
< 1.000
< 10.000
< 4.000
< 5.000
< 1.000

< 1.000
< 100.000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2013/11
2013/11
2015/07

2013/11
2013/11
2013/11
2013/11

2013/11
2013/11
2013/11
2013/11
2013/11
2011/11
2013/11
2013/11

2013/07
2013/11

DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District N
Riverside

umber: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

(619) 525-4159

System Number: 3301031
System Name: BANNING HTS. MUTUAL WATER CO.

PS Code: 3301031-001
Source Name: EAST FORK OF WHITE WATER

Source Number: 001
Source Status: ACTIVE RAW

Wate

rtype: S

REGULATED SOC

CHLORDANE

DALAPON
DI(2-ETHYLHEXYL)ADIPATE
DI(2-ETHYLHEXYL)PHTHALATE
DIBROMOCHLOROPROPANE (DBCP)
DINOSEB

DIQUAT

ENDOTHALL

ENDRIN

ETHYLENE DIBROMIDE (EDB)
GLYPHOSATE

HEPTACHLOR

HEPTACHLOR EPOXIDE
HEXACHLOROBENZENE
HEXACHLOROCYCLOPENTADIENE
LINDANE

METHOXYCHLOR

MOLINATE

OXAMYL

PENTACHLOROPHENOL
PICLORAM

POLYCHLORINATED BIPHENYLS, TOTAL, AS DCB
SIMAZINE

THIOBENCARB

TOXAPHENE

REGULATED VOC

*Testing

1,1,1-TRICHLOROETHANE
1,1,2,2-TETRACHLOROETHANE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE

interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invali

d (NOT) valid analyses reported

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

REPORTED

39350
38432
A-026
39100
38761
81287
78885
38926
39390
77651
79743
39410
39420
39700
34386
39340
39480
82199
38865
39032
39720
39516
39055
A-001
39400

34506
34516
81611

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE

072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072

012
012
012

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
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District N
Riverside

umber: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

(619) 525-4159

System Number: 3301031
System Name: BANNING HTS. MUTUAL WATER CO.

PS Code: 3301031-001

Source Name: EAST FORK OF WHITE WATER

Source Number: 001
Source Status: ACTIVE RAW

Wate

rtype: S

REGULATED VOC

1,1,2-TRICHLOROETHANE
1,1-DICHLOROETHANE
1,1-DICHLOROETHYLENE
1,2,4-TRICHLOROBENZENE
1,2-DICHLOROBENZENE
1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE
BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE
TRANS-1,2-DICHLOROETHYLENE
TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

*Testing

AGGRSSIVE INDEX (CORROSIVITY)
BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY

interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invali

d (NOT) valid analyses reported

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT
REPORTED

34511
34496
34501
34551
34536
34531
34541
34561
34571
34030
32102
77093
34423
34371
46491
34301
77128
34475
34010
34546
39180
34488
39175
81551

82383
00440
00916
00445

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE

012
012
012
012
012
012
012
012
012
012
012
012
012
012
012
012
012
012
012
012
012
012
012
012

000
036
036
036

2010/11/07
2010/11/07
2010/11/07

77.000
24.000
< 3.000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
2013/11 DUE
2013/11 DUE
2013/11 DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301031
System Name: BANNING HTS. MUTUAL WATER CO.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301031-001
Source Name: EAST FORK OF WHITE WATER
Source Number: 001
Source Status: ACTIVE RAW
Water type: S
SECONDARY/GP
CHLORIDE 00940 036 2010/11/07 < 1.000
COLOR 00081 000
COPPER 01042 036 2010/11/07 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2010/11/07 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2010/11/07 77.000
HYDROXIDE ALKALINITY 71830 036 2010/11/07 < 3.000
IRON 01045 036 2010/11/07 < 100.000
MAGNESIUM 00927 036 2010/11/07 3.800
MANGANESE 01055 036 2010/11/07 < 20.000
ODOR THRESHOLD @ 60 C 00086 000
PH, LABORATORY 00403 036 2010/11/07 8.100
SILVER 01077 036 2010/11/07 < 10.000
SODIUM 00929 036 2010/11/07 3.300
SPECIFIC CONDUCTANCE 00095 036 2010/11/07 180.000
SULFATE 00945 036 2010/11/07 20.000
TOTAL DISSOLVED SOLIDS 70300 036 2010/11/07 100.000
TURBIDITY, LABORATORY 82079 000
ZINC 01092 036 2010/11/07 < 50.000
PS Code: 3301031-002
Source Name: 1 PUMP HOUSE RD (WELL #1)
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/03/19 < 50.000
ANTIMONY 01097 036 2013/03/19 < 6.000
ARSENIC 01002 036 2013/03/19 < 2.000
BARIUM 01007 036 2013/03/19 < 100.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2013/11

2013/11
2013/11
2013/11
2013/11
2013/11
2013/11
2013/11

2013/11
2013/11
2013/11
2013/11
2013/11
2013/11

2013/11

2016/03
2016/03
2016/03
2016/03

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301031
System Name: BANNING HTS. MUTUAL WATER CO.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3301031-002
Source Name: 1 PUMP HOUSE RD (WELL #1)
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
INORGANIC
BERYLLIUM 01012 036 2013/03/19 < 1.000 2016/03
CADMIUM 01027 036 2013/03/19 < 1.000 2016/03
CHROMIUM (TOTAL) 01034 036 2013/03/19 < 1.000 2016/03
CYANIDE 01291 036 2013/03/19 < 100.000 2016/03
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/03/19 . .500 2016/03
LEAD 01051 036 2013/03/19 < 5.000 2016/03
MERCURY 71900 036 2013/03/19 < 1.000 2016/03
NICKEL 01067 036 2013/03/19 < 10.000 2016/03
PERCHLORATE A-031 036 2013/03/19 < 4.000 2016/03
SELENIUM 01147 036 2013/03/19 < 5.000 2016/03
THALLIUM 01059 036 2013/03/19 < 1.000 2016/03
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/06/16 . 20.000 2015/06
NITRITE (AS N) 00620 036 2013/03/19 < 100.000 2016/03
RADIOLOGICAL
GROSS ALPHA 01501 108 2013/03/19 . 1.360 2022/03
RADIUM 228 11501 108 2013/03/19 . .000 2022/03
REGULATED SOC
2,3,7,8-TCDD (DIOXIN) 34676 072 DUE
2,4,5-TP (SILVEX) 39045 072 2007/03/08 < 1.000 2013/03 DUE
2.4-D 39730 072 2007/03/08 < 10.000 2013/03 DUE
ALACHLOR 77825 072 1998/04/17 .000 2004/04 DUE
ATRAZINE 39033 072 1998/04/17 .000 2004/04 DUE
BENTAZON 38710 072 2007/03/08 < 2.000 2013/03 DUE
BENZO (A) PYRENE 34247 072 1998/04/17 .000 2004/04 DUE
CARBOFURAN 81405 072 1998/04/17 .000 2004/04 DUE
CHLORDANE 39350 072 2013/03/19 < .100 2019/03
DALAPON 38432 072 2007/03/08 < 10.000 2013/03 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014 Page 16 of 1813



District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301031
System Name: BANNING HTS. MUTUAL WATER CO.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301031-002
Source Name: 1 PUMP HOUSE RD (WELL #1)
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
REGULATED SOC
DI(2-ETHYLHEXYL)ADIPATE A-026 072 1998/04/17 .000
DI(2-ETHYLHEXYL)PHTHALATE 39100 072 1998/04/17 .000
DIBROMOCHLOROPROPANE (DBCP) 38761 072 1998/04/17 .000
DINOSEB 81287 072 2007/03/08 < 2.000
DIQUAT 78885 072
ENDOTHALL 38926 072 1998/04/17 .000
ENDRIN 39390 072 2013/03/19 < .100
ETHYLENE DIBROMIDE (EDB) 77651 072 1998/04/17 .000
GLYPHOSATE 79743 072 1998/04/17 .000
HEPTACHLOR 39410 072 2013/03/19 < .010
HEPTACHLOR EPOXIDE 39420 072 2013/03/19 < .010
HEXACHLOROBENZENE 39700 072 2013/03/19 < .500
HEXACHLOROCYCLOPENTADIENE 34386 072 2013/03/19 < 1.000
LINDANE 39340 072 2013/03/19 < .200
METHOXYCHLOR 39480 072 2013/03/19 < 10.000
MOLINATE 82199 072 1998/04/17 .000
OXAMYL 38865 072 1998/04/17 .000
PENTACHLOROPHENOL 39032 072 2007/03/08 < .200
PICLORAM 39720 072 2007/03/08 < 1.000
POLYCHLORINATED BIPHENYLS, TOTAL, AS DCB 39516 072 2013/03/19 < .500
SIMAZINE 39055 072 1998/04/17 .000
THIOBENCARB A-001 072 1998/04/17 .000
TOXAPHENE 39400 072 2013/03/19 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2013/03/19 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2013/03/19 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2013/03/19 < 10.000
1,1,2-TRICHLOROETHANE 34511 036 2013/03/19 < .500
1,1-DICHLOROETHANE 34496 036 2013/03/19 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2004/04
2004/04
2004/04
2013/03

2004/04
2019/03
2004/04
2004/04
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2004/04
2004/04
2013/03
2013/03
2019/03
2004/04
2004/04
2019/03

2016/03
2016/03
2016/03
2016/03
2016/03

DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE

DUE
DUE
DUE
DUE

DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301031
System Name: BANNING HTS. MUTUAL WATER CO.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3301031-002
Source Name: 1 PUMP HOUSE RD (WELL #1)
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1-DICHLOROETHYLENE 34501 036 2013/03/19 < .500 2016/03
1,2,4-TRICHLOROBENZENE 34551 036 2013/03/19 < .500 2016/03
1,2-DICHLOROBENZENE 34536 036 2013/03/19 < .500 2016/03
1,2-DICHLOROETHANE 34531 036 2013/03/19 < .500 2016/03
1,2-DICHLOROPROPANE 34541 036 2013/03/19 < .500 2016/03
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2013/03/19 < .500 2016/03
1,4-DICHLOROBENZENE 34571 036 2013/03/19 < .500 2016/03
BENZENE 34030 036 2013/03/19 < .500 2016/03
CARBON TETRACHLORIDE 32102 036 2013/03/19 < .500 2016/03
CIS-1,2-DICHLOROETHYLENE 77093 036 2013/03/19 < .500 2016/03
DICHLOROMETHANE 34423 036 2013/03/19 < .500 2016/03
ETHYLBENZENE 34371 036 2013/03/19 < .500 2016/03
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2013/03/19 < 3.000 2016/03
MONOCHLOROBENZENE 34301 036 2013/03/19 < .500 2016/03
STYRENE 77128 036 2013/03/19 < .500 2016/03
TETRACHLOROETHYLENE 34475 036 2013/03/19 < .500 2016/03
TOLUENE 34010 036 2013/03/19 < .500 2016/03
TRANS-1,2-DICHLOROETHYLENE 34546 036 2013/03/19 < .500 2016/03
TRICHLOROETHYLENE 39180 036 2013/03/19 < .500 2016/03
TRICHLOROFLUOROMETHANE 34488 036 2013/03/19 < 5.000 2016/03
VINYL CHLORIDE 39175 036 2013/03/19 < .500 2016/03
XYLENES (TOTAL) 81551 036 2013/03/19 < .500 2016/03
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/03/19 . 120.000 2016/03
CALCIUM 00916 036 2013/03/19 . 29.000 2016/03
CARBONATE ALKALINITY 00445 036 2013/03/19 < 3.000 2016/03
CHLORIDE 00940 036 2013/03/19 . 5.300 2016/03
COLOR 00081 036 2013/03/19 . 5.000 2016/03
COPPER 01042 036 2013/03/19 < 50.000 2016/03

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301031
System Name: BANNING HTS. MUTUAL WATER CO.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301031-002
Source Name: 1 PUMP HOUSE RD (WELL #1)
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
FOAMING AGENTS (MBAS) 38260 036 2013/03/19 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/03/19 . 110.000
HYDROXIDE ALKALINITY 71830 036 2013/03/19 < 3.000
IRON 01045 036 2013/03/19 < 100.000
MAGNESIUM 00927 036 2013/03/19 . 9.400
MANGANESE 01055 036 2013/03/19 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/03/19 < 1.000
PH, LABORATORY 00403 036 2013/03/19 . 7.700
SILVER 01077 036 2013/03/19 < 10.000
SODIUM 00929 036 2013/03/19 13.000
SPECIFIC CONDUCTANCE 00095 036 2013/03/19 . 290.000
SULFATE 00945 036 2013/03/19 15.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/03/19 . 170.000
TURBIDITY, LABORATORY 82079 036 2013/03/19 . 1.400
ZINC 01092 036 2013/03/19 < 50.000
PS Code: 3301031-003
Source Name: 5 MESA (WELL #5)
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/03/19 < 50.000
ANTIMONY 01097 036 2013/03/19 < 6.000
ARSENIC 01002 036 2013/03/19 < 2.000
BARIUM 01007 036 2013/03/19 < 100.000
BERYLLIUM 01012 036 2013/03/19 < 1.000
CADMIUM 01027 036 2013/03/19 < 1.000
CHROMIUM (TOTAL) 01034 036 2013/03/19 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03

2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301031
System Name: BANNING HTS. MUTUAL WATER CO.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3301031-003
Source Name: 5 MESA (WELL #5)
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
INORGANIC
CYANIDE 01291 036 2013/03/19 < 100.000 2016/03
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/03/19 . .600 2016/03
LEAD 01051 036 2013/03/19 < 5.000 2016/03
MERCURY 71900 036 2013/03/19 < 1.000 2016/03
NICKEL 01067 036 2013/03/19 < 10.000 2016/03
PERCHLORATE A-031 036 2013/03/19 < 4.000 2016/03
SELENIUM 01147 036 2013/03/19 < 5.000 2016/03
THALLIUM 01059 036 2013/03/19 < 1.000 2016/03
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/06/16 . 15.000 2015/06
NITRITE (AS N) 00620 036 2013/03/19 < 100.000 2016/03
RADIOLOGICAL
GROSS ALPHA 01501 108 2013/03/19 . 2530 2022/03
RADIUM 228 11501 108 2013/03/19 . .044 2022/03
REGULATED SOC
2,3,7,8-TCDD (DIOXIN) 34676 072 DUE
2,4,5-TP (SILVEX) 39045 072 2007/03/08 < 1.000 2013/03 DUE
2.4-D 39730 072 2007/03/08 < 10.000 2013/03 DUE
ALACHLOR 77825 072 1998/04/17 .000 2004/04 DUE
ATRAZINE 39033 072 1998/04/17 .000 2004/04 DUE
BENTAZON 38710 072 2007/03/08 < 2.000 2013/03 DUE
BENZO (A) PYRENE 34247 072 1998/04/17 .000 2004/04 DUE
CARBOFURAN 81405 072 1998/04/17 .000 2004/04 DUE
CHLORDANE 39350 072 2013/03/19 < .100 2019/03
DALAPON 38432 072 2007/03/08 < 10.000 2013/03 DUE
DI(2-ETHYLHEXYL)ADIPATE A-026 072 1998/04/17 .000 2004/04 DUE
DI(2-ETHYLHEXYL)PHTHALATE 39100 072 1998/04/17 .000 2004/04 DUE
DIBROMOCHLOROPROPANE (DBCP) 38761 072 1998/04/17 .000 2004/04 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301031
System Name: BANNING HTS. MUTUAL WATER CO.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3301031-003
Source Name: 5 MESA (WELL #5)
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
REGULATED SOC
DINOSEB 81287 072 2007/03/08 < 2.000 2013/03 DUE
DIQUAT 78885 072 DUE
ENDOTHALL 38926 072 1998/04/17 .000 2004/04 DUE
ENDRIN 39390 072 2013/03/19 < .100 2019/03
ETHYLENE DIBROMIDE (EDB) 77651 072 1998/04/17 .000 2004/04 DUE
GLYPHOSATE 79743 072 1998/04/17 .000 2004/04 DUE
HEPTACHLOR 39410 072 2013/03/19 < .010 2019/03
HEPTACHLOR EPOXIDE 39420 072 2013/03/19 < .010 2019/03
HEXACHLOROBENZENE 39700 072 2013/03/19 < .500 2019/03
HEXACHLOROCYCLOPENTADIENE 34386 072 2013/03/19 < 1.000 2019/03
LINDANE 39340 072 2013/03/19 < .200 2019/03
METHOXYCHLOR 39480 072 2013/03/19 < 10.000 2019/03
MOLINATE 82199 072 1998/04/17 .000 2004/04 DUE
OXAMYL 38865 072 1998/04/17 .000 2004/04 DUE
PENTACHLOROPHENOL 39032 072 2007/03/08 < .200 2013/03 DUE
PICLORAM 39720 072 2007/03/08 < 1.000 2013/03 DUE
POLYCHLORINATED BIPHENYLS, TOTAL, AS DCB 39516 072 2013/03/19 < .500 2019/03
SIMAZINE 39055 072 1998/04/17 .000 2004/04 DUE
THIOBENCARB A-001 072 1998/04/17 .000 2004/04 DUE
TOXAPHENE 39400 072 2013/03/19 < 1.000 2019/03
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2013/03/19 < .500 2016/03
1,1,2,2-TETRACHLOROETHANE 34516 036 2013/03/19 < .500 2016/03
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2013/03/19 < 10.000 2016/03
1,1,2-TRICHLOROETHANE 34511 036 2013/03/19 < .500 2016/03
1,1-DICHLOROETHANE 34496 036 2013/03/19 < .500 2016/03
1,1-DICHLOROETHYLENE 34501 036 2013/03/19 < .500 2016/03
1,2,4-TRICHLOROBENZENE 34551 036 2013/03/19 < .500 2016/03
1,2-DICHLOROBENZENE 34536 036 2013/03/19 < .500 2016/03

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301031
System Name: BANNING HTS. MUTUAL WATER CO.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301031-003
Source Name: 5 MESA (WELL #5)
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,2-DICHLOROETHANE 34531 036 2013/03/19 < .500
1,2-DICHLOROPROPANE 34541 036 2013/03/19 < .500
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2013/03/19 < .500
1,4-DICHLOROBENZENE 34571 036 2013/03/19 < .500
BENZENE 34030 036 2013/03/19 < .500
CARBON TETRACHLORIDE 32102 036 2013/03/19 < .500
CIS-1,2-DICHLOROETHYLENE 77093 036 2013/03/19 < .500
DICHLOROMETHANE 34423 036 2013/03/19 < .500
ETHYLBENZENE 34371 036 2013/03/19 < .500
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2013/03/19 < 3.000
MONOCHLOROBENZENE 34301 036 2013/03/19 < .500
STYRENE 77128 036 2013/03/19 < .500
TETRACHLOROETHYLENE 34475 036 2013/03/19 < .500
TOLUENE 34010 036 2013/03/19 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2013/03/19 < .500
TRICHLOROETHYLENE 39180 036 2013/03/19 < .500
TRICHLOROFLUOROMETHANE 34488 036 2013/03/19 < 5.000
VINYL CHLORIDE 39175 036 2013/03/19 < .500
XYLENES (TOTAL) 81551 036 2013/03/19 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/03/19 . 140.000
CALCIUM 00916 036 2013/03/19 . 31.000
CARBONATE ALKALINITY 00445 036 2013/03/19 < 3.000
CHLORIDE 00940 036 2013/03/19 . 4.400
COLOR 00081 036 2013/03/19 < 3.000
COPPER 01042 036 2013/03/19 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/03/19 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/03/19 . 120.000
HYDROXIDE ALKALINITY 71830 036 2013/03/19 < 3.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03

2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301031
System Name: BANNING HTS. MUTUAL WATER CO.

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301031-003
Source Name: 5 MESA (WELL #5)
Source Number: 003
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
IRON 01045 036 2013/03/19 < 100.000
MAGNESIUM 00927 036 2013/03/19 . 11.000
MANGANESE 01055 036 2013/03/19 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/03/19 < 1.000
PH, LABORATORY 00403 036 2013/03/19 . 7.800
SILVER 01077 036 2013/03/19 < 10.000
SODIUM 00929 036 2013/03/19 17.000
SPECIFIC CONDUCTANCE 00095 036 2013/03/19 . 320.000
SULFATE 00945 036 2013/03/19 19.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/03/19 . 200.000
TURBIDITY, LABORATORY 82079 036 2013/03/19 . .250
ZINC 01092 036 2013/03/19 < 50.000
PS Code: 3301031-004
Source Name: SOUTHFORK OF WHITE WATER
Source Number: 004
Source Status: ACTIVE RAW
Water type: S
INORGANIC
ALUMINUM 01105 036 2010/11/07 < 50.000
ANTIMONY 01097 036 2010/11/07 < 6.000
ARSENIC 01002 036 2012/07/03 < 2.000
BARIUM 01007 036 2010/11/07 < 100.000
BERYLLIUM 01012 036 2010/11/07 < 1.000
CADMIUM 01027 036 2010/11/07 < 1.000
CHROMIUM (TOTAL) 01034 036 2010/11/07 < 1.000
CHROMIUM, HEXAVALENT 01032 000
CYANIDE 01291 036 2010/11/07 < 100.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2010/11/07 .300
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03
2016/03

2013/11
2013/11
2015/07
2013/11
2013/11
2013/11
2013/11

2013/11
2013/11

DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Riverside
(619) 525-4159

System Number: 3301031
System Name: BANNING HTS. MUTUAL WATER CO.

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

REPORTED

PS Code: 3301031-004
Source Name: SOUTHFORK OF WHITE WATER

Source Number: 004

Source Status: ACTIVE RAW
Water type: S

INORGANIC
LEAD 01051
MERCURY 71900
NICKEL 01067
PERCHLORATE A-031
SELENIUM 01147
THALLIUM 01059

NITRATE/NITRITE
NITRATE (AS NO3) 71850
NITRITE (AS N) 00620

RADIOLOGICAL
GROSS ALPHA 01501

REGULATED SOC

2,3,7,8-TCDD (DIOXIN) 34676
2,4,5-TP (SILVEX) 39045
2,4-D 39730
ALACHLOR 77825
ATRAZINE 39033
BENTAZON 38710
BENZO (A) PYRENE 34247
CARBOFURAN 81405
CHLORDANE 39350
DALAPON 38432
DI(2-ETHYLHEXYL)ADIPATE A-026
DI(2-ETHYLHEXYL)PHTHALATE 39100
DIBROMOCHLOROPROPANE (DBCP) 38761
DINOSEB 81287
DIQUAT 78885
ENDOTHALL 38926

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

036
036
036
012
036
036

012
036

108

072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072

2010/11/07
2010/11/07
2010/11/07
2010/11/07
2010/11/07
2010/11/07

2012/07/16
2010/11/07

< 5.000
< 1.000
< 10.000
< 4.000
< 5.000
< 1.000

< 1.000
< 100.000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2013/11
2013/11
2013/11
2011/11
2013/11
2013/11

2013/07
2013/11

DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE

DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Riverside
(619) 525-4159

System Number: 3301031
System Name: BANNING HTS. MUTUAL WATER CO.

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

REPORTED

PS Code: 3301031-004

Source Name: SOUTHFORK OF WHITE WATER
Source Number: 004

Source Status: ACTIVE RAW

Water type: S

REGULATED SOC

ENDRIN 39390
ETHYLENE DIBROMIDE (EDB) 77651
GLYPHOSATE 79743
HEPTACHLOR 39410
HEPTACHLOR EPOXIDE 39420
HEXACHLOROBENZENE 39700
HEXACHLOROCYCLOPENTADIENE 34386
LINDANE 39340
METHOXYCHLOR 39480
MOLINATE 82199
OXAMYL 38865
PENTACHLOROPHENOL 39032
PICLORAM 39720
POLYCHLORINATED BIPHENYLS, TOTAL, AS DCB 39516
SIMAZINE 39055
THIOBENCARB A-001
TOXAPHENE 39400
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506
1,1,2,2-TETRACHLOROETHANE 34516
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611
1,1,2-TRICHLOROETHANE 34511
1,1-DICHLOROETHANE 34496
1,1-DICHLOROETHYLENE 34501
1,2,4-TRICHLOROBENZENE 34551
1,2-DICHLOROBENZENE 34536
1,2-DICHLOROETHANE 34531
1,2-DICHLOROPROPANE 34541
1,3-DICHLOROPROPENE (TOTAL) 34561

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072

012
012
012
012
012
012
012
012
012
012
012

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Riverside
(619) 525-4159

System Number: 3301031
System Name: BANNING HTS. MUTUAL WATER CO.

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

REPORTED

PS Code: 3301031-004
Source Name: SOUTHFORK OF WHITE WATER

Source Number: 004

Source Status: ACTIVE RAW
Water type: S

REGULATED VOC
1,4-DICHLOROBENZENE 34571
BENZENE 34030
CARBON TETRACHLORIDE 32102
CIS-1,2-DICHLOROETHYLENE 77093
DICHLOROMETHANE 34423
ETHYLBENZENE 34371
METHYL-TERT-BUTYL-ETHER (MTBE) 46491
MONOCHLOROBENZENE 34301
STYRENE 77128
TETRACHLOROETHYLENE 34475
TOLUENE 34010
TRANS-1,2-DICHLOROETHYLENE 34546
TRICHLOROETHYLENE 39180
TRICHLOROFLUOROMETHANE 34488
VINYL CHLORIDE 39175
XYLENES (TOTAL) 81551

SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383
BICARBONATE ALKALINITY 00440
CALCIUM 00916
CARBONATE ALKALINITY 00445
CHLORIDE 00940
COLOR 00081
COPPER 01042
FOAMING AGENTS (MBAS) 38260
HARDNESS (TOTAL) AS CACO3 00900
HYDROXIDE ALKALINITY 71830
IRON 01045
MAGNESIUM 00927

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

012
012
012
012
012
012
012
012
012
012
012
012
012
012
012
012

000
036
036
036
036
000
036
036
036
036
036
036

2010/11/07
2010/11/07
2010/11/07
2010/11/07

2010/11/07
2010/11/07
2010/11/07
2010/11/07
2010/11/07
2010/11/07

100.000
21.000

< 3.000

1.200

< 50.000
< .050

79.000

< 3.000
< 100.000

6.500

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2013/11
2013/11
2013/11
2013/11

2013/11
2013/11
2013/11
2013/11
2013/11
2013/11

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301031
System Name: BANNING HTS. MUTUAL WATER CO.

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 3301031-004

Source Name: SOUTHFORK OF WHITE WATER

Source Number: 004

Source Status: ACTIVE RAW

Water type: S

SECONDARY/GP

MANGANESE 01055 036 2010/11/07 < 20.000 2013/11 DUE
ODOR THRESHOLD @ 60 C 00086 000 DUE
PH, LABORATORY 00403 036 2010/11/07 8.000 2013/11 DUE
SILVER 01077 036 2010/11/07 < 10.000 2013/11 DUE
SODIUM 00929 036 2010/11/07 4.300 2013/11 DUE
SPECIFIC CONDUCTANCE 00095 036 2010/11/07 190.000 2013/11 DUE
SULFATE 00945 036 2010/11/07 5.900 2013/11 DUE
TOTAL DISSOLVED SOLIDS 70300 036 2010/11/07 100.000 2013/11 DUE
TURBIDITY, LABORATORY 82079 000 DUE
ZINC 01092 036 2010/11/07 < 50.000 2013/11 DUE

PS Code: 3301031-006

Source Name: CITY OF BANNING CONNECTION

Source Number: 006

Source Status: PURCHASED UNTREATED

Water type: S
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999

PS Code: 3301031-009

Source Name: RAW WATER TANK OUTLET

Source Number: 009

Source Status: ACTIVE RAW

Water type: S
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20
Riverside
(619) 525-4159

System Number: 3301031

DRINKING WATER MONITORING SCHEDULE -

System Name: BANNING HTS. MUTUAL WATER CO.

PS Code: 3301031-801
Source Name: MESA STREET (ZONE 5) - STG2 DBP

Source Number: 801

Source Status: DISTRIBUTION TREATED

Water type: S

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 3301031-802
Source Name: BLUFF ROAD (ZONE 5A) - STG2 DBP

Source Number: 802

Source Status: DISTRIBUTION TREATED

Water type: S

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
999
999

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE -

Riverside
(619) 525-4159

System Number: 3301075
System Name: CALTRANS, CACTUS CITY REST AREA

STORET

DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
INTERVAL DATE

NUMBER

(MONTHS)* (yyyy/mm/dd)

LAST RESULT

REPORTED

PS Code: 3301075-001
Source Name: MWD-COLORADO RIVER - RAW

Source Number: 001

Source Status: PURCHASED RAW
Water type: S

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

PS Code: 3301075-002
Source Name: CALTRANS SWTP (ROSEDALE) - TREATED

Source Number: 002

Source Status: ACTIVE TREATED
Water type: S

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED ***

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

999

999

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Riverside
(619) 525-4159

System Number: 3301082
System Name: CALTRANS, WHITEWATER REST AREA

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301082-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
CHROMIUM, HEXAVALENT 01032 000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 4.100
NITRITE (AS N) 00620 036 2014/03/26 < .000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

DUE

2015/03
2017/03
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301428
System Name: BLYTHE - MESA RANCH

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301428-005
Source Name: MESA RANCH WELL 03
Source Number: 005
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/05/07 < 50.000
ANTIMONY 01097 036 2014/05/07 < 6.000
ARSENIC 01002 036 2014/05/07 < 2.000
BARIUM 01007 036 2014/05/07 < 100.000
BERYLLIUM 01012 036 2014/05/07 < 1.000
CADMIUM 01027 036 2014/05/07 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/05/07 < 1.000
CHROMIUM, HEXAVALENT 01032 000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2014/05/07 . .500
LEAD 01051 036 2014/05/07 < 5.000
MERCURY 71900 036 2014/05/07 < 1.000
NICKEL 01067 036 2014/05/07 < 10.000
PERCHLORATE A-031 036 2014/05/07 < 4.000
SELENIUM 01147 036 2014/05/07 < 5.000
THALLIUM 01059 036 2014/05/07 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/09/24 < 1.000
NITRITE (AS N) 00620 036 2014/05/07 < 100.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2013/12/11 . 4.280
REGULATED SOC
ATRAZINE 39033 072 2011/12/06 < .500
SIMAZINE 39055 072 2011/12/06 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/05/07 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/05/07 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/05/07 < 10.000
1,1,2-TRICHLOROETHANE 34511 036 2014/05/07 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
DUE
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05

2014/09
2017/05

2019/12

2017/12
2017/12

2017/05
2017/05
2017/05
2017/05
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301428
System Name: BLYTHE - MESA RANCH

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3301428-005
Source Name: MESA RANCH WELL 03
Source Number: 005
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1-DICHLOROETHANE 34496 036 2014/05/07 < .500 2017/05
1,1-DICHLOROETHYLENE 34501 036 2014/05/07 < .500 2017/05
1,2,4-TRICHLOROBENZENE 34551 036 2014/05/07 < .500 2017/05
1,2-DICHLOROBENZENE 34536 036 2014/05/07 < .500 2017/05
1,2-DICHLOROETHANE 34531 036 2014/05/07 < .500 2017/05
1,2-DICHLOROPROPANE 34541 036 2014/05/07 < .500 2017/05
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2014/05/07 < .500 2017/05
1,4-DICHLOROBENZENE 34571 036 2014/05/07 < .500 2017/05
BENZENE 34030 036 2014/05/07 < .500 2017/05
CARBON TETRACHLORIDE 32102 036 2014/05/07 < .500 2017/05
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/05/07 < .500 2017/05
DICHLOROMETHANE 34423 036 2014/05/07 < .500 2017/05
ETHYLBENZENE 34371 036 2014/05/07 < .500 2017/05
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/05/07 < 3.000 2017/05
MONOCHLOROBENZENE 34301 036 2014/05/07 < .500 2017/05
STYRENE 77128 036 2014/05/07 < .500 2017/05
TETRACHLOROETHYLENE 34475 036 2014/05/07 < .500 2017/05
TOLUENE 34010 036 2014/05/07 < .500 2017/05
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/05/07 < .500 2017/05
TRICHLOROETHYLENE 39180 036 2014/05/07 < .500 2017/05
TRICHLOROFLUOROMETHANE 34488 036 2014/05/07 < 5.000 2017/05
VINYL CHLORIDE 39175 036 2014/05/07 < .500 2017/05
XYLENES (TOTAL) 81551 036 2014/05/07 < .500 2017/05
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2014/05/07 . 270.000 2017/05
CALCIUM 00916 036 2014/05/07 . 120.000 2017/05
CARBONATE ALKALINITY 00445 036 2014/05/07 < 3.000 2017/05
CHLORIDE 00940 036 2014/05/07 . 230.000 2017/05
COLOR 00081 036 2014/05/07 < 3.000 2017/05

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301428
System Name: BLYTHE - MESA RANCH

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301428-005
Source Name: MESA RANCH WELL 03
Source Number: 005
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
COPPER 01042 036 2014/05/07 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2014/05/07 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2014/05/07 . 450.000
HYDROXIDE ALKALINITY 71830 036 2014/05/07 < 3.000
IRON 01045 036 2014/05/07 < 100.000
MAGNESIUM 00927 036 2014/05/07 . 38.000
MANGANESE 01055 036 2014/05/07 . 85.000
ODOR THRESHOLD @ 60 C 00086 036 2014/05/07 < 1.000
PH, LABORATORY 00403 036 2014/05/07 . 7.700
SILVER 01077 036 2014/05/07 < 10.000
SODIUM 00929 036 2014/05/07 . 240.000
SPECIFIC CONDUCTANCE 00095 036 2014/05/07 . 1900.000
SULFATE 00945 036 2014/05/07 . 420.000
TOTAL DISSOLVED SOLIDS 70300 036 2014/05/07 . 1200.000
TURBIDITY, LABORATORY 82079 036 2014/05/07 . .310
ZINC 01092 036 2014/05/07 < 50.000
PS Code: 3301428-006
Source Name: PALO VERDE COLLEGE WELL 02
Source Number: 006
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/05/07 < 50.000
ANTIMONY 01097 036 2014/05/07 < 6.000
ARSENIC 01002 036 2014/05/07 . 2.900
BARIUM 01007 036 2014/05/07 < 100.000
BERYLLIUM 01012 036 2014/05/07 < 1.000
CADMIUM 01027 036 2014/05/07 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05

2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301428
System Name: BLYTHE - MESA RANCH

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301428-006
Source Name: PALO VERDE COLLEGE WELL 02
Source Number: 006
Source Status: ACTIVE RAW
Water type: G
INORGANIC
CHROMIUM (TOTAL) 01034 036 2014/05/07 . 1.200
CHROMIUM, HEXAVALENT 01032 000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2014/05/07 . 1.900
LEAD 01051 036 2014/05/07 < 5.000
MERCURY 71900 036 2014/05/07 < 1.000
NICKEL 01067 036 2014/05/07 < 10.000
PERCHLORATE A-031 036 2014/05/07 < 4.000
SELENIUM 01147 036 2014/05/07 < 5.000
THALLIUM 01059 036 2014/05/07 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/09/24 . 5.600
NITRITE (AS N) 00620 036 2014/05/07 < 100.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2006/02/09 4.530
REGULATED SOC
ATRAZINE 39033 072 2011/12/06 < .500
SIMAZINE 39055 072 2011/12/06 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/05/07 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/05/07 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/05/07 < 10.000
1,1,2-TRICHLOROETHANE 34511 036 2014/05/07 < .500
1,1-DICHLOROETHANE 34496 036 2014/05/07 < .500
1,1-DICHLOROETHYLENE 34501 036 2014/05/07 < .500
1,2,4-TRICHLOROBENZENE 34551 036 2014/05/07 < .500
1,2-DICHLOROBENZENE 34536 036 2014/05/07 < .500
1,2-DICHLOROETHANE 34531 036 2014/05/07 < .500
1,2-DICHLOROPROPANE 34541 036 2014/05/07 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/05
DUE
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05

2014/09
2017/05

2015/02

2017/12
2017/12

2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301428
System Name: BLYTHE - MESA RANCH

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301428-006
Source Name: PALO VERDE COLLEGE WELL 02
Source Number: 006
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2014/05/07 < .500
1,4-DICHLOROBENZENE 34571 036 2014/05/07 < .500
BENZENE 34030 036 2014/05/07 < .500
CARBON TETRACHLORIDE 32102 036 2014/05/07 < .500
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/05/07 < .500
DICHLOROMETHANE 34423 036 2014/05/07 < .500
ETHYLBENZENE 34371 036 2014/05/07 < .500
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/05/07 < 3.000
MONOCHLOROBENZENE 34301 036 2014/05/07 < .500
STYRENE 77128 036 2014/05/07 < .500
TETRACHLOROETHYLENE 34475 036 2014/05/07 < .500
TOLUENE 34010 036 2014/05/07 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/05/07 < .500
TRICHLOROETHYLENE 39180 036 2014/05/07 < .500
TRICHLOROFLUOROMETHANE 34488 036 2014/05/07 < 5.000
VINYL CHLORIDE 39175 036 2014/05/07 < .500
XYLENES (TOTAL) 81551 036 2014/05/07 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2014/05/07 . 230.000
CALCIUM 00916 036 2014/05/07 . 22.000
CARBONATE ALKALINITY 00445 036 2014/05/07 < 3.000
CHLORIDE 00940 036 2014/05/07 . 200.000
COLOR 00081 036 2014/05/07 < 3.000
COPPER 01042 036 2014/05/07 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2014/05/07 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2014/05/07 . 75.000
HYDROXIDE ALKALINITY 71830 036 2014/05/07 < 3.000
IRON 01045 036 2014/05/07 < 100.000
MAGNESIUM 00927 036 2014/05/07 . 4.700
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05

2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301428
System Name: BLYTHE - MESA RANCH

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301428-006
Source Name: PALO VERDE COLLEGE WELL 02
Source Number: 006
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
MANGANESE 01055 036 2014/05/07 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2014/05/07 < 1.000
PH, LABORATORY 00403 036 2014/05/07 . 8.200
SILVER 01077 036 2014/05/07 < 10.000
SODIUM 00929 036 2014/05/07 . 270.000
SPECIFIC CONDUCTANCE 00095 036 2014/05/07 . 1400.000
SULFATE 00945 036 2014/05/07 . 210.000
TOTAL DISSOLVED SOLIDS 70300 036 2014/05/07 . 860.000
TURBIDITY, LABORATORY 82079 036 2014/05/07 . .220
ZINC 01092 036 2014/05/07 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
2017/05
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District Number: 20
Riverside
(619) 525-4159

System Number: 3301534

System Name: RANCHO CALIMESA MOBILE HOME PARK

PS Code: 3301534-001
Source Name: WELL 01 (MACHINE SHOP)

Source Number: 001
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC

ALUMINUM

ANTIMONY

ARSENIC

BARIUM

BERYLLIUM

CADMIUM

CHROMIUM (TOTAL)

FLUORIDE (F) (NATURAL-SOURCE)

LEAD

MERCURY

NICKEL

PERCHLORATE

SELENIUM

THALLIUM

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

RADIOLOGICAL
GROSS ALPHA

REGULATED SOC
ATRAZINE
SIMAZINE

REGULATED VOC
1,1,1-TRICHLOROETHANE
1,1,2,2-TETRACHLOROETHANE
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE
1,1,2-TRICHLOROETHANE
1,1-DICHLOROETHANE

*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

LAST RESULT
REPORTED

01105
01097
01002
01007
01012
01027
01034
00951
01051
71900
01067
A-031
01147
01059

71850
00620

01501

39033
39055

34506
34516
81611
34511
34496

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

036
036
036
036
036
036
036
036
036
036
036
036
036
036

012
036

108

108
108

072
072
072
072
072

2011/02/04
2011/02/04
2011/02/04
2011/02/04
2011/02/04
2011/02/04
2011/02/04
2011/02/04
2011/02/04
2011/02/04
2011/02/04
2011/02/04
2011/02/04
2011/02/04

2014/04/04
2011/02/04

2007/12/07

2007/02/08
2007/02/08

2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23

50.000
6.000
2.000
100.000
1.000
1.000
6.200
.500
5.800
1.000
10.000
4.000
5.000
1.000

28.000
100.000

410

.500
1.000

.500
.500
10.000
.500
.500

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02

2015/04
2014/02

2016/12

2016/02
2016/02

2014/02
2014/02
2014/02
2014/02
2014/02

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE

DUE
DUE
DUE
DUE
DUE
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District N
Riverside

umber: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

(619) 525-4159

System Number: 3301534
System Name: RANCHO CALIMESA MOBILE HOME PARK

PS Code: 3301534-001
Source Name: WELL 01 (MACHINE SHOP)

Source Number: 001
Source Status: ACTIVE UNTREATED

Wate

rtype: G

REGULATED VOC

1,1-DICHLOROETHYLENE
1,2,4-TRICHLOROBENZENE
1,2-DICHLOROBENZENE
1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE
BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE
TRANS-1,2-DICHLOROETHYLENE
TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

*Testing

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COLOR

COPPER

interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invali

d (NOT) valid analyses reported

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT

REPORTED

34501
34551
34536
34531
34541
34561
34571
34030
32102
77093
34423
34371
46491
34301
77128
34475
34010
34546
39180
34488
39175
81551

00440
00916
00445
00940
00081
01042

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE

072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072
072

036
036
036
036
036
036

2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23

2011/02/04
2011/02/04
2011/02/04
2011/02/04
2011/02/04
2011/02/04

< .500
< .500
< .500
< .500
< .500
< .500
< .500
< .500
< .500
< .500
< .500
< .500
< 3.000
< .500
< .500
< .500
< .500
< .500
< .500
< 5.000
< .500
< .500

220.000
46.000

< 3.000

18.000

< 3.000
< 50.000

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02

2014/02
2014/02
2014/02
2014/02
2014/02
2014/02

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301534
System Name: RANCHO CALIMESA MOBILE HOME PARK

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301534-001
Source Name: WELL 01 (MACHINE SHOP)
Source Number: 001
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
FOAMING AGENTS (MBAS) 38260 036 2011/02/04 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2011/02/04 . 190.000
HYDROXIDE ALKALINITY 71830 036 2011/02/04 < 3.000
IRON 01045 036 2011/02/04 < 100.000
MAGNESIUM 00927 036 2011/02/04 . 17.000
MANGANESE 01055 036 2011/02/04 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2011/02/04 < 1.000
PH, LABORATORY 00403 036 2011/02/04 . 7.700
SILVER 01077 036 2011/02/04 < 10.000
SODIUM 00929 036 2011/02/04 24.000
SPECIFIC CONDUCTANCE 00095 036 2011/02/04 . 730.000
SULFATE 00945 036 2011/02/04 10.000
TOTAL DISSOLVED SOLIDS 70300 036 2011/02/04 . 280.000
TURBIDITY, LABORATORY 82079 036 2011/02/04 . .580
ZINC 01092 036 2011/02/04 . 250.000
PS Code: 3301534-002
Source Name: WELL 02 (PUMP HOUSE 02)
Source Number: 002
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/02/01 < 50.000
ANTIMONY 01097 036 2013/02/01 < 6.000
ARSENIC 01002 036 2013/02/01 < 2.000
BARIUM 01007 036 2013/02/01 < 100.000
BERYLLIUM 01012 036 2013/02/01 < 1.000
CADMIUM 01027 036 2013/02/01 < 1.000
CHROMIUM (TOTAL) 01034 036 2013/02/01 . 7.500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02

2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Riverside
(619) 525-4159

System Number: 3301534

System Name: RANCHO CALIMESA MOBILE HOME PARK

STORET

TESTING

LAST TEST

INTERVAL

NUMBER

(MONTHS)*

DATE
(yyyy/mm/dd)

LAST RESULT
REPORTED

PS Code: 3301534-002
Source Name: WELL 02 (PUMP HOUSE 02)

Source Number: 002

Source Status: ACTIVE UNTREATED
Water type: G

INORGANIC
FLUORIDE (F) (NATURAL-SOURCE) 00951
LEAD 01051
MERCURY 71900
NICKEL 01067
PERCHLORATE A-031
SELENIUM 01147
THALLIUM 01059

NITRATE/NITRITE
NITRATE (AS NO3) 71850
NITRITE (AS N) 00620

RADIOLOGICAL
GROSS ALPHA 01501

REGULATED SOC

ATRAZINE 39033
SIMAZINE 39055
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506
1,1,2,2-TETRACHLOROETHANE 34516
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611
1,1,2-TRICHLOROETHANE 34511
1,1-DICHLOROETHANE 34496
1,1-DICHLOROETHYLENE 34501
1,2,4-TRICHLOROBENZENE 34551
1,2-DICHLOROBENZENE 34536
1,2-DICHLOROETHANE 34531
1,2-DICHLOROPROPANE 34541
1,3-DICHLOROPROPENE (TOTAL) 34561
1,4-DICHLOROBENZENE 34571

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

036
036
036
036
036
036
036

003
036

108

108
108

072
072
072
072
072
072
072
072
072
072
072
072

2013/02/01
2013/02/01
2013/02/01
2013/02/01
2013/02/01
2013/02/01
2013/02/01

2014/07/11
2013/02/01

2007/12/07

2007/02/08
2007/02/08

2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23
2008/02/23

.800
5.000
1.000
10.000
4.000
5.000
1.000

28.000
100.000

410

.500
1.000

.500
.500
10.000
.500
.500
.500
.500
.500
.500
.500
.500
.500

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02

2014/10
2016/02

2016/12

2016/02
2016/02

2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301534
System Name: RANCHO CALIMESA MOBILE HOME PARK

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3301534-002
Source Name: WELL 02 (PUMP HOUSE 02)
Source Number: 002
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
BENZENE 34030 072 2008/02/23 < .500 2014/02 DUE
CARBON TETRACHLORIDE 32102 072 2008/02/23 < .500 2014/02 DUE
CIS-1,2-DICHLOROETHYLENE 77093 072 2008/02/23 < .500 2014/02 DUE
DICHLOROMETHANE 34423 072 2008/02/23 < .500 2014/02 DUE
ETHYLBENZENE 34371 072 2008/02/23 < .500 2014/02 DUE
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2008/02/23 < 3.000 2014/02 DUE
MONOCHLOROBENZENE 34301 072 2008/02/23 < .500 2014/02 DUE
STYRENE 77128 072 2008/02/23 < .500 2014/02 DUE
TETRACHLOROETHYLENE 34475 072 2008/02/23 < .500 2014/02 DUE
TOLUENE 34010 072 2008/02/23 < .500 2014/02 DUE
TRANS-1,2-DICHLOROETHYLENE 34546 072 2008/02/23 < .500 2014/02 DUE
TRICHLOROETHYLENE 39180 072 2008/02/23 < .500 2014/02 DUE
TRICHLOROFLUOROMETHANE 34488 072 2008/02/23 < 5.000 2014/02 DUE
VINYL CHLORIDE 39175 072 2008/02/23 < .500 2014/02 DUE
XYLENES (TOTAL) 81551 072 2008/02/23 < .500 2014/02 DUE
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/02/01 . 210.000 2016/02
CALCIUM 00916 036 2013/02/01 . 41.000 2016/02
CARBONATE ALKALINITY 00445 036 2013/02/01 < 3.000 2016/02
CHLORIDE 00940 036 2013/02/01 . 23.000 2016/02
COLOR 00081 036 2013/02/01 < 3.000 2016/02
COPPER 01042 036 2013/02/01 . 62.000 2016/02
FOAMING AGENTS (MBAS) 38260 036 2013/02/01 < .050 2016/02
HARDNESS (TOTAL) AS CACO3 00900 036 2013/02/01 . 170.000 2016/02
HYDROXIDE ALKALINITY 71830 036 2013/02/01 < 3.000 2016/02
IRON 01045 036 2013/02/01 < 100.000 2016/02
MAGNESIUM 00927 036 2013/02/01 . 17.000 2016/02
MANGANESE 01055 036 2013/02/01 < 20.000 2016/02
ODOR THRESHOLD @ 60 C 00086 036 2013/02/01 < 1.000 2016/02

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Riverside
(619) 525-4159

System Number: 3301534
System Name: RANCHO CALIMESA MOBILE HOME PARK

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301534-002
Source Name: WELL 02 (PUMP HOUSE 02)
Source Number: 002
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
PH, LABORATORY 00403 036 2013/02/01 7.800
SILVER 01077 036 2013/02/01 < 10.000
SODIUM 00929 036 2013/02/01 35.000
SPECIFIC CONDUCTANCE 00095 036 2013/02/01 470.000
SULFATE 00945 036 2013/02/01 10.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/02/01 320.000
TURBIDITY, LABORATORY 82079 036 2013/02/01 < .200
ZINC 01092 036 2013/02/01 < 50.000
PS Code: 3301534-801
Source Name: SITE #69 - STG2 DBP
Source Number: 801
Source Status: DISTRIBUTION TREATED
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 3301534-802
Source Name: SITE #89 - STG2 DBP
Source Number: 802
Source Status: DISTRIBUTION TREATED
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301630
System Name: BLYTHE - HIDDEN BEACHES

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301630-002
Source Name: HIDDEN BEACHES WELL 02
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2011/12/06 < 50.000
ANTIMONY 01097 036 2011/12/06 < 6.000
ARSENIC 01002 036 2011/12/06 < 2.000
BARIUM 01007 036 2011/12/06 < 100.000
BERYLLIUM 01012 036 2011/12/06 < 1.000
CADMIUM 01027 036 2011/12/06 < 1.000
CHROMIUM (TOTAL) 01034 036 2011/12/06 < 1.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/12/06 . .200
LEAD 01051 036 2011/12/06 < 5.000
MERCURY 71900 036 2011/12/06 < 1.000
NICKEL 01067 036 2011/12/06 < 10.000
PERCHLORATE A-031 036 2011/12/06 < 4.000
SELENIUM 01147 036 2011/12/06 < 5.000
THALLIUM 01059 036 2011/12/06 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/09/24 < 1.000
NITRITE (AS N) 00620 036 2011/12/06 < 100.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2013/12/11 . 1.760
REGULATED SOC
ATRAZINE 39033 072 2008/10/15 < .500
SIMAZINE 39055 072 2008/10/15 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/12/06 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/12/06 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/12/06 < 10.000
1,1,2-TRICHLOROETHANE 34511 036 2011/12/06 < .500
1,1-DICHLOROETHANE 34496 036 2011/12/06 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12

2014/09
2014/12

2022/12

2014/10
2014/10

2014/12
2014/12
2014/12
2014/12
2014/12
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301630
System Name: BLYTHE - HIDDEN BEACHES

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3301630-002
Source Name: HIDDEN BEACHES WELL 02
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1-DICHLOROETHYLENE 34501 036 2011/12/06 < .500 2014/12
1,2,4-TRICHLOROBENZENE 34551 036 2011/12/06 < .500 2014/12
1,2-DICHLOROBENZENE 34536 036 2011/12/06 < .500 2014/12
1,2-DICHLOROETHANE 34531 036 2011/12/06 < .500 2014/12
1,2-DICHLOROPROPANE 34541 036 2011/12/06 < .500 2014/12
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/12/06 < .500 2014/12
1,4-DICHLOROBENZENE 34571 036 2011/12/06 < .500 2014/12
BENZENE 34030 036 2011/12/06 < .500 2014/12
CARBON TETRACHLORIDE 32102 036 2011/12/06 < .500 2014/12
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/12/06 < .500 2014/12
DICHLOROMETHANE 34423 036 2011/12/06 < .500 2014/12
ETHYLBENZENE 34371 036 2011/12/06 < .500 2014/12
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/12/06 < 3.000 2014/12
MONOCHLOROBENZENE 34301 036 2011/12/06 < .500 2014/12
STYRENE 77128 036 2011/12/06 < .500 2014/12
TETRACHLOROETHYLENE 34475 036 2011/12/06 < .500 2014/12
TOLUENE 34010 036 2011/12/06 < .500 2014/12
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/12/06 < .500 2014/12
TRICHLOROETHYLENE 39180 036 2011/12/06 < .500 2014/12
TRICHLOROFLUOROMETHANE 34488 036 2011/12/06 < 5.000 2014/12
VINYL CHLORIDE 39175 036 2011/12/06 < .500 2014/12
XYLENES (TOTAL) 81551 036 2011/12/06 < .500 2014/12
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/12/06 . 200.000 2014/12
CALCIUM 00916 036 2011/12/06 . 98.000 2014/12
CARBONATE ALKALINITY 00445 036 2011/12/06 < 3.000 2014/12
CHLORIDE 00940 036 2011/12/06 . 120.000 2014/12
COLOR 00081 036 2011/12/06 5.000 2014/12
COPPER 01042 036 2011/12/06 < 50.000 2014/12

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20
Riverside
(619) 525-4159

System Number: 3301630

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: BLYTHE - HIDDEN BEACHES

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 3301630-002

Source Name: HIDDEN BEACHES WELL 02

Source Number: 002

Source Status: ACTIVE RAW

Water type: G

SECONDARY/GP

FOAMING AGENTS (MBAS) 38260 036 2011/12/06 .050
HARDNESS (TOTAL) AS CACO3 00900 036 2011/12/06 350.000
HYDROXIDE ALKALINITY 71830 036 2011/12/06 3.000
IRON 01045 036 2014/03/30 100.000
MAGNESIUM 00927 036 2011/12/06 26.000
MANGANESE 01055 003 2014/03/30 270.000
ODOR THRESHOLD @ 60 C 00086 036 2011/12/06 1.000
PH, LABORATORY 00403 036 2011/12/06 7.800
SILVER 01077 036 2011/12/06 10.000
SODIUM 00929 036 2011/12/06 98.000
SPECIFIC CONDUCTANCE 00095 036 2011/12/06 1100.000
SULFATE 00945 036 2011/12/06 250.000
TOTAL DISSOLVED SOLIDS 70300 036 2011/12/06 730.000
TURBIDITY, LABORATORY 82079 036 2011/12/06 .300
ZINC 01092 036 2011/12/06 50.000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/12
2014/12
2014/12
2017/03
2014/12
2014/06 DUE
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301879
System Name: SHARONDALE MESA HOA

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3301879-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2011/02/04 < 50.000 2014/02 DUE
ANTIMONY 01097 036 2011/02/04 < 6.000 2014/02 DUE
ARSENIC 01002 036 2011/02/04 < 2.000 2014/02 DUE
BARIUM 01007 036 2011/02/04 < 100.000 2014/02 DUE
BERYLLIUM 01012 036 2011/02/04 < 1.000 2014/02 DUE
CADMIUM 01027 036 2011/02/04 < 1.000 2014/02 DUE
CHROMIUM (TOTAL) 01034 036 2011/02/04 . 5.600 2014/02 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/02/04 . .500 2014/02 DUE
LEAD 01051 036 2011/02/04 < 5.000 2014/02 DUE
MERCURY 71900 036 2011/02/04 < 1.000 2014/02 DUE
NICKEL 01067 036 2011/02/04 < 10.000 2014/02 DUE
PERCHLORATE A-031 036 2011/02/04 < 4.000 2014/02 DUE
SELENIUM 01147 036 2011/02/04 < 5.000 2014/02 DUE
THALLIUM 01059 036 2011/02/04 < 1.000 2014/02 DUE
NITRATE/NITRITE
NITRATE (AS NO3) 71850 003 2014/07/11 . 21.000 2014/10
NITRITE (AS N) 00620 036 2011/02/04 < 100.000 2014/02 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 2008/01/21 .250 2017/01
REGULATED SOC
ATRAZINE 39033 108 2006/03/28 < .500 2015/03
SIMAZINE 39055 108 2006/03/28 < 1.000 2015/03
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2013/03/05 < .500 2019/03
1,1,2,2-TETRACHLOROETHANE 34516 072 2013/03/05 < .500 2019/03
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2013/03/05 < 10.000 2019/03
1,1,2-TRICHLOROETHANE 34511 072 2013/03/05 < .500 2019/03
1,1-DICHLOROETHANE 34496 072 2013/03/05 < .500 2019/03

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301879
System Name: SHARONDALE MESA HOA

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3301879-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1-DICHLOROETHYLENE 34501 072 2013/03/05 < .500 2019/03
1,2,4-TRICHLOROBENZENE 34551 072 2013/03/05 < .500 2019/03
1,2-DICHLOROBENZENE 34536 072 2013/03/05 < .500 2019/03
1,2-DICHLOROETHANE 34531 072 2013/03/05 < .500 2019/03
1,2-DICHLOROPROPANE 34541 072 2013/03/05 < .500 2019/03
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2013/03/05 < .500 2019/03
1,4-DICHLOROBENZENE 34571 072 2013/03/05 < .500 2019/03
BENZENE 34030 072 2013/03/05 < .500 2019/03
CARBON TETRACHLORIDE 32102 072 2013/03/05 < .500 2019/03
CIS-1,2-DICHLOROETHYLENE 77093 072 2013/03/05 < .500 2019/03
DICHLOROMETHANE 34423 072 2013/03/05 < .500 2019/03
ETHYLBENZENE 34371 072 2013/03/05 < .500 2019/03
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2013/03/05 < 3.000 2019/03
MONOCHLOROBENZENE 34301 072 2013/03/05 < .500 2019/03
STYRENE 77128 072 2013/03/05 < .500 2019/03
TETRACHLOROETHYLENE 34475 072 2013/03/05 < .500 2019/03
TOLUENE 34010 072 2013/03/05 < .500 2019/03
TRANS-1,2-DICHLOROETHYLENE 34546 072 2013/03/05 < .500 2019/03
TRICHLOROETHYLENE 39180 072 2013/03/05 < .500 2019/03
TRICHLOROFLUOROMETHANE 34488 072 2013/03/05 < 5.000 2019/03
VINYL CHLORIDE 39175 072 2013/03/05 < .500 2019/03
XYLENES (TOTAL) 81551 072 2013/03/05 < .500 2019/03
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/02/04 . 280.000 2014/02 DUE
CALCIUM 00916 036 2011/02/04 . 55.000 2014/02 DUE
CARBONATE ALKALINITY 00445 036 2011/02/04 < 3.000 2014/02 DUE
CHLORIDE 00940 036 2011/02/04 . 29.000 2014/02 DUE
COLOR 00081 036 2011/02/04 < 3.000 2014/02 DUE
COPPER 01042 036 2011/02/04 < 50.000 2014/02 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301879
System Name: SHARONDALE MESA HOA

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301879-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
FOAMING AGENTS (MBAS) 38260 036 2011/02/04 . .070
HARDNESS (TOTAL) AS CACO3 00900 036 2011/02/04 . 230.000
HYDROXIDE ALKALINITY 71830 036 2011/02/04 < 3.000
IRON 01045 036 2011/02/04 < 100.000
MAGNESIUM 00927 036 2011/02/04 . 23.000
MANGANESE 01055 036 2011/02/04 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2011/02/04 < 1.000
PH, LABORATORY 00403 036 2011/02/04 . 7.600
SILVER 01077 036 2011/02/04 < 10.000
SODIUM 00929 036 2011/02/04 43.000
SPECIFIC CONDUCTANCE 00095 036 2011/02/04 . 630.000
SULFATE 00945 036 2011/02/04 20.000
TOTAL DISSOLVED SOLIDS 70300 036 2011/02/04 . 360.000
TURBIDITY, LABORATORY 82079 036 2011/02/04 . .280
ZINC 01092 036 2011/02/04 < 50.000
PS Code: 3301879-002
Source Name: WELL 02
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2011/02/04 < 50.000
ANTIMONY 01097 036 2011/02/04 < 6.000
ARSENIC 01002 036 2011/02/04 < 2.000
BARIUM 01007 036 2011/02/04 < 100.000
BERYLLIUM 01012 036 2011/02/04 < 1.000
CADMIUM 01027 036 2011/02/04 < 1.000
CHROMIUM (TOTAL) 01034 036 2011/02/04 . 9.100
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02

2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301879
System Name: SHARONDALE MESA HOA

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301879-002
Source Name: WELL 02
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
INORGANIC
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/02/04 . .600
LEAD 01051 036 2011/02/04 < 5.000
MERCURY 71900 036 2011/02/04 < 1.000
NICKEL 01067 036 2011/02/04 < 10.000
PERCHLORATE A-031 036 2011/02/04 < 4.000
SELENIUM 01147 036 2011/02/04 < 5.000
THALLIUM 01059 036 2011/02/04 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/03 . 19.000
NITRITE (AS N) 00620 036 2011/02/04 < 100.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2008/01/21 .180
REGULATED SOC
ATRAZINE 39033 108 2006/03/28 < .500
SIMAZINE 39055 108 2006/03/28 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2013/03/05 < .500
1,1,2,2-TETRACHLOROETHANE 34516 072 2013/03/05 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2013/03/05 < 10.000
1,1,2-TRICHLOROETHANE 34511 072 2013/03/05 < .500
1,1-DICHLOROETHANE 34496 072 2013/03/05 < .500
1,1-DICHLOROETHYLENE 34501 072 2013/03/05 < .500
1,2,4-TRICHLOROBENZENE 34551 072 2013/03/05 < .500
1,2-DICHLOROBENZENE 34536 072 2013/03/05 < .500
1,2-DICHLOROETHANE 34531 072 2013/03/05 < .500
1,2-DICHLOROPROPANE 34541 072 2013/03/05 < .500
1,3-DICHLOROPROPENE (TOTAL) 34561 072 2013/03/05 < .500
1,4-DICHLOROBENZENE 34571 072 2013/03/05 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02

2015/01
2014/02

2017/01

2015/03
2015/03

2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03

DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301879
System Name: SHARONDALE MESA HOA

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301879-002
Source Name: WELL 02
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
BENZENE 34030 072 2013/03/05 < .500
CARBON TETRACHLORIDE 32102 072 2013/03/05 < .500
CIS-1,2-DICHLOROETHYLENE 77093 072 2013/03/05 < .500
DICHLOROMETHANE 34423 072 2013/03/05 < .500
ETHYLBENZENE 34371 072 2013/03/05 < .500
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 072 2013/03/05 < 3.000
MONOCHLOROBENZENE 34301 072 2013/03/05 < .500
STYRENE 77128 072 2013/03/05 < .500
TETRACHLOROETHYLENE 34475 072 2013/03/05 < .500
TOLUENE 34010 072 2013/03/05 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 072 2013/03/05 < .500
TRICHLOROETHYLENE 39180 072 2013/03/05 < .500
TRICHLOROFLUOROMETHANE 34488 072 2013/03/05 < 5.000
VINYL CHLORIDE 39175 072 2013/03/05 < .500
XYLENES (TOTAL) 81551 072 2013/03/05 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/02/04 . 230.000
CALCIUM 00916 036 2011/02/04 . 44.000
CARBONATE ALKALINITY 00445 036 2011/02/04 < 3.000
CHLORIDE 00940 036 2011/02/04 . 28.000
COLOR 00081 036 2011/02/04 < 3.000
COPPER 01042 036 2011/02/04 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2011/02/04 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2011/02/04 . 180.000
HYDROXIDE ALKALINITY 71830 036 2011/02/04 < 3.000
IRON 01045 036 2011/02/04 < 100.000
MAGNESIUM 00927 036 2011/02/04 . 17.000
MANGANESE 01055 036 2011/02/04 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2011/02/04 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03
2019/03

2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02
2014/02

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301879
System Name: SHARONDALE MESA HOA

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3301879-002
Source Name: WELL 02
Source Number: 002
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
PH, LABORATORY 00403 036 2011/02/04 . 7.800 2014/02 DUE
SILVER 01077 036 2011/02/04 < 10.000 2014/02 DUE
SODIUM 00929 036 2011/02/04 38.000 2014/02 DUE
SPECIFIC CONDUCTANCE 00095 036 2011/02/04 . 520.000 2014/02 DUE
SULFATE 00945 036 2011/02/04 12.000 2014/02 DUE
TOTAL DISSOLVED SOLIDS 70300 036 2011/02/04 . 290.000 2014/02 DUE
TURBIDITY, LABORATORY 82079 036 2011/02/04 < .200 2014/02 DUE
ZINC 01092 036 2011/02/04 < 50.000 2014/02 DUE
PS Code: 3301879-003
Source Name: YUCAIPA VALLEY WD INTERTIE-TREATED
Source Number: 003
Source Status: PURCHASED TREATED
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 3301879-801
Source Name: CLUBHOUSE - STG2 DBP
Source Number: 801
Source Status: DISTRIBUTION TREATED
Water type: G
** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301879
System Name: SHARONDALE MESA HOA

TESTING LAST TEST NEXT TEST

STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)

PS Code: 3301879-802

Source Name: MAINTENANCE YARD - STG2 DBP

Source Number: 802

Source Status: DISTRIBUTION TREATED

Water type: G

*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301943
System Name: PLANTATION ON THE LAKE PARK

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301943-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/03/18 < 50.000
ANTIMONY 01097 036 2014/03/18 < 6.000
ARSENIC 01002 036 2014/03/18 < 2.000
BARIUM 01007 036 2014/03/18 < 100.000
BERYLLIUM 01012 036 2014/03/18 < 1.000
CADMIUM 01027 036 2014/03/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/03/18 . 4.800
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2014/03/18 . .500
LEAD 01051 036 2014/03/18 < 5.000
MERCURY 71900 036 2014/03/18 < 1.000
NICKEL 01067 036 2014/03/18 < 10.000
PERCHLORATE A-031 036 2014/03/18 < 4.000
SELENIUM 01147 036 2014/03/18 < 5.000
THALLIUM 01059 036 2014/03/18 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/05/30 . 1.800
NITRITE (AS N) 00620 036 2014/03/18 < 100.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2009/01/15 1.160
REGULATED SOC
ATRAZINE 39033 108 2014/03/18 < .500
SIMAZINE 39055 108 2014/03/18 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 072 2010/02/17 < .500
1,1,2,2-TETRACHLOROETHANE 34516 072 2010/02/17 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 072 2010/02/17 < 10.000
1,1,2-TRICHLOROETHANE 34511 072 2010/02/17 < .500
1,1-DICHLOROETHANE 34496 072 2010/02/17 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03

2015/05
2017/03

2018/01

2023/03
2023/03

2016/02
2016/02
2016/02
2016/02
2016/02
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District N
Riverside

umber: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

(619) 525-4159

System Number: 3301943

System Name: PLANTATION ON THE LAKE PARK

PS Code: 3301943-001
Source Name: WELL 01

Source Number: 001
Source Status: ACTIVE RAW

Wate

rtype: G

REGULATED VOC

1,1-DICHLOROETHYLENE
1,2,4-TRICHLOROBENZENE
1,2-DICHLOROBENZENE
1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE
BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE
TRANS-1,2-DICHLOROETHYLENE
TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

*Testing

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COLOR

COPPER

interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invali

d (NOT) valid analyses reported

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
34501 072 2010/02/17 < .500
34551 072 2010/02/17 < .500
34536 072 2010/02/17 < .500
34531 072 2010/02/17 < .500
34541 072 2010/02/17 < .500
34561 072 2010/02/17 < .500
34571 072 2010/02/17 < .500
34030 072 2010/02/17 < .500
32102 072 2010/02/17 < .500
77093 072 2010/02/17 < .500
34423 072 2010/02/17 < .500
34371 072 2010/02/17 < .500
46491 072 2010/02/17 < 3.000
34301 072 2010/02/17 < .500
77128 072 2010/02/17 < .500
34475 072 2010/02/17 < .500
34010 072 2010/02/17 < .500
34546 072 2010/02/17 < .500
39180 072 2010/02/17 < .500
34488 072 2010/02/17 < 5.000
39175 072 2010/02/17 < .500
81551 072 2010/02/17 < .500
00440 036 2014/03/18 240.000
00916 036 2014/03/18 53.000
00445 036 2014/03/18 < 3.000
00940 036 2014/03/18 14.000
00081 036 2014/03/18 < 3.000
01042 036 2014/03/18 < 50.000

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02
2016/02

2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301943
System Name: PLANTATION ON THE LAKE PARK

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301943-001
Source Name: WELL 01
Source Number: 001
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
FOAMING AGENTS (MBAS) 38260 036 2014/03/18 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2014/03/18 . 210.000
HYDROXIDE ALKALINITY 71830 036 2014/03/18 < 3.000
IRON 01045 036 2014/03/18 < 100.000
MAGNESIUM 00927 036 2014/03/18 . 18.000
MANGANESE 01055 036 2014/03/18 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2014/03/18 < 1.000
PH, LABORATORY 00403 036 2014/03/18 . 7.800
SILVER 01077 036 2014/03/18 < 10.000
SODIUM 00929 036 2014/03/18 . 20.000
SPECIFIC CONDUCTANCE 00095 036 2014/03/18 . 440.000
SULFATE 00945 036 2014/03/18 . 12.000
TOTAL DISSOLVED SOLIDS 70300 036 2014/03/18 . 250.000
TURBIDITY, LABORATORY 82079 036 2014/03/18 . .280
ZINC 01092 036 2014/03/18 < 50.000
PS Code: 3301943-002
Source Name: BCVWD - EMERGENCY 4 INCH INTERTIE - STBY
Source Number: 002
Source Status: STANDBY TREATED
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
2017/03
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3301943
System Name: PLANTATION ON THE LAKE PARK

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3301943-801
Source Name: SPACE #8 - STG2 DBP
Source Number: 801
Source Status: DISTRIBUTION TREATED
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 3301943-802
Source Name: SPACE #38 - STG2 DBP
Source Number: 802
Source Status: DISTRIBUTION TREATED
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-011
Source Name: WELL 4504-1
Source Number: 011
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/07/01 < 50.000 2017/07
ANTIMONY 01097 036 2014/07/01 < 6.000 2017/07
ARSENIC 01002 036 2011/03/22 < 2.000 2014/03 DUE
BARIUM 01007 036 2014/07/01 < 100.000 2017/07
BERYLLIUM 01012 036 2014/07/01 < 1.000 2017/07
CADMIUM 01027 036 2014/07/01 < 1.000 2017/07
CHROMIUM (TOTAL) 01034 036 2011/03/22 . 3.500 2014/03 DUE
CHROMIUM, HEXAVALENT 01032 036 2013/10/23 . 3.100 2016/10
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/22 . 500 2014/03 DUE
MERCURY 71900 036 2014/07/01 < 1.000 2017/07
NICKEL 01067 036 2014/07/01 < 10.000 2017/07
PERCHLORATE A-031 036 2014/04/16 < 4.000 2017/04
SELENIUM 01147 036 2011/03/22 < 5.000 2014/03 DUE
THALLIUM 01059 036 2014/07/01 < 1.000 2017/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/22 . 2.800 2015/01
NITRITE (AS N) 00620 036 2011/03/22 < 400.000 2014/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 2006/07/25 1.900 2015/07
REGULATED SOC
ATRAZINE 39033 072 2008/11/13 .000 2014/11
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2002/11/19 . .000 2002/11 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2002/11/19 . .000 2002/11 DUE
SIMAZINE 39055 072 2008/11/13 .000 2014/11
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/01 < .500 2017/07
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/01 < .500 2017/07
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/01 < 10.000 2017/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-011
Source Name: WELL 4504-1
Source Number: 011
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,1,2-TRICHLOROETHANE 34511 036 2014/07/01 < .500 2017/07
1,1-DICHLOROETHANE 34496 036 2014/07/01 < .500 2017/07
1,1-DICHLOROETHYLENE 34501 036 2014/07/01 < .500 2017/07
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/01 < .500 2017/07
1,2-DICHLOROBENZENE 34536 036 2014/07/01 < .500 2017/07
1,2-DICHLOROETHANE 34531 036 2014/07/01 < .500 2017/07
1,2-DICHLOROPROPANE 34541 036 2014/07/01 < .500 2017/07
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/15 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2014/07/01 < .500 2017/07
BENZENE 34030 036 2014/07/01 < .500 2017/07
CARBON TETRACHLORIDE 32102 036 2014/07/01 < .500 2017/07
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/01 < .500 2017/07
DICHLOROMETHANE 34423 036 2014/07/01 < .500 2017/07
ETHYLBENZENE 34371 036 2014/07/01 < .500 2017/07
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/01 < 3.000 2017/07
MONOCHLOROBENZENE 34301 036 2014/07/01 < .500 2017/07
STYRENE 77128 036 2014/07/01 < .500 2017/07
TETRACHLOROETHYLENE 34475 036 2014/07/01 < .500 2017/07
TOLUENE 34010 036 2014/07/01 < .500 2017/07
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/01 < .500 2017/07
TRICHLOROETHYLENE 39180 036 2014/07/01 < .500 2017/07
TRICHLOROFLUOROMETHANE 34488 036 2014/07/01 < 5.000 2017/07
VINYL CHLORIDE 39175 036 2014/07/01 < .500 2017/07
XYLENES (TOTAL) 81551 036 2014/07/01 < .500 2017/07
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/22 .~ 160.000 2014/03 DUE
CALCIUM 00916 036 2011/03/22 . 39.000 2014/03 DUE
CARBONATE ALKALINITY 00445 036 2011/03/22 .000 2014/03 DUE
CHLORIDE 00940 036 2011/03/22 . 15.000 2014/03 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-011
Source Name: WELL 4504-1
Source Number: 011
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
COLOR 00081 036 2011/03/22 < 1.000
COPPER 01042 036 2011/03/22 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2014/07/01 < .080
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/22 . 140.000
HYDROXIDE ALKALINITY 71830 036 2011/03/22 . .000
IRON 01045 036 2014/07/01 < 100.000
MAGNESIUM 00927 036 2011/03/22 . 7.900
MANGANESE 01055 036 2014/07/01 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2014/07/01 < 1.000
PH, LABORATORY 00403 036 2011/03/22 . 7.800
SILVER 01077 036 2014/07/01 < 10.000
SODIUM 00929 036 2011/03/22 20.000
SPECIFIC CONDUCTANCE 00095 036 2011/03/22 . 380.000
SULFATE 00945 036 2011/03/22 41.000
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/22 . 240.000
TURBIDITY, LABORATORY 82079 036 2011/03/22 . .080
ZINC 01092 036 2014/07/01 < 50.000
PS Code: 3310001-020
Source Name: WELL 4519-1
Source Number: 020
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/07/08 < 50.000
ANTIMONY 01097 036 2014/07/08 < 6.000
ARSENIC 01002 036 2011/03/22 < 2.000
BARIUM 01007 036 2014/07/08 < 100.000
BERYLLIUM 01012 036 2014/07/08 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/03
2014/03
2017/07
2014/03
2014/03
2017/07
2014/03
2017/07
2017/07
2014/03
2017/07
2014/03
2014/03
2014/03
2014/03
2014/03
2017/07

2017/07
2017/07
2014/03
2017/07
2017/07

DUE
DUE

DUE
DUE

DUE

DUE

DUE
DUE
DUE
DUE
DUE

DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-020
Source Name: WELL 4519-1
Source Number: 020
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
CADMIUM 01027 036 2014/07/08 < 1.000 2017/07
CHROMIUM (TOTAL) 01034 036 2011/03/22 . 3.700 2014/03 DUE
CHROMIUM, HEXAVALENT 01032 036 2013/11/27 < 10.000 2016/11
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/22 . .200 2014/03 DUE
MERCURY 71900 036 2014/07/08 < 1.000 2017/07
NICKEL 01067 036 2014/07/08 < 10.000 2017/07
PERCHLORATE A-031 036 2014/04/30 < 4.000 2017/04
SELENIUM 01147 036 2011/03/22 < 5.000 2014/03 DUE
THALLIUM 01059 036 2014/07/08 < 1.000 2017/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/05/01 . 3.700 2014/05 DUE
NITRITE (AS N) 00620 036 2011/03/22 < 400.000 2014/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/10/18 . 7.200 2017/10
REGULATED SOC
ATRAZINE 39033 072 2013/10/03 < .500 2019/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2001/10/11 . .000 2001/10 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2001/10/11 . .000 2001/10 DUE
SIMAZINE 39055 072 2013/10/03 < 1.000 2019/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/15 < .000 2014/11
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/15 < .000 2014/11
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/15 < .000 2014/11
1,1,2-TRICHLOROETHANE 34511 036 2011/11/15 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/15 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/15 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/15 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/15 < .000 2014/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014 Page 60 of 1813



District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-020
Source Name: WELL 4519-1
Source Number: 020
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,2-DICHLOROETHANE 34531 036 2011/11/15 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/15 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/15 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/15 < .000 2014/11
BENZENE 34030 036 2011/11/15 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/15 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/15 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/15 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/15 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/15 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/15 < .000 2014/11
STYRENE 77128 036 2011/11/15 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/15 < .000 2014/11
TOLUENE 34010 036 2011/11/15 < .000 2014/11
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/15 < .000 2014/11
TRICHLOROETHYLENE 39180 036 2011/11/15 < .000 2014/11
TRICHLOROFLUOROMETHANE 34488 036 2011/11/15 < .000 2014/11
VINYL CHLORIDE 39175 036 2011/11/15 < .000 2014/11
XYLENES (TOTAL) 81551 036 2011/11/15 < .000 2014/11
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/22 . 150.000 2014/03 DUE
CALCIUM 00916 036 2011/03/22 . 40.000 2014/03 DUE
CARBONATE ALKALINITY 00445 036 2011/03/22 .000 2014/03 DUE
CHLORIDE 00940 036 2011/03/22 . 20.000 2014/03 DUE
COLOR 00081 036 2011/03/22 < 1.000 2014/03 DUE
COPPER 01042 036 2011/03/22 . 79.000 2014/03 DUE
FOAMING AGENTS (MBAS) 38260 036 2014/07/08 < .200 2017/07
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/22 . 130.000 2014/03 DUE
HYDROXIDE ALKALINITY 71830 036 2011/03/22 . .000 2014/03 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-020
Source Name: WELL 4519-1
Source Number: 020
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
IRON 01045 036 2014/07/08 < 100.000
MAGNESIUM 00927 036 2011/03/22 . 4.500
MANGANESE 01055 036 2014/07/08 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2014/07/08 < 1.000
PH, LABORATORY 00403 036 2011/03/22 . 7.700
SILVER 01077 036 2014/07/08 < 10.000
SODIUM 00929 036 2011/03/22 24.000
SPECIFIC CONDUCTANCE 00095 036 2011/03/22 . 390.000
SULFATE 00945 036 2011/03/22 37.000
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/22 . 240.000
TURBIDITY, LABORATORY 82079 036 2011/03/22 . .040
ZINC 01092 036 2014/07/08 < 50.000
PS Code: 3310001-022
Source Name: WELL 4521-1
Source Number: 022
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/06/18 < 50.000
ANTIMONY 01097 036 2014/06/18 < 6.000
ARSENIC 01002 036 2011/03/15 < 2.000
BARIUM 01007 036 2014/06/18 < 100.000
BERYLLIUM 01012 036 2014/06/18 < 1.000
CADMIUM 01027 036 2014/06/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2011/03/15 . 4.400
CHROMIUM, HEXAVALENT 01032 036 2013/10/10 . 3.400
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/15 . .700
MERCURY 71900 036 2014/06/18 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2014/03
2017/07
2017/07
2014/03
2017/07
2014/03
2014/03
2014/03
2014/03
2014/03
2017/07

2017/06
2017/06
2014/03
2017/06
2017/06
2017/06
2014/03
2016/10
2014/03
2017/06

DUE

DUE
DUE
DUE
DUE

DUE
DUE

DUE

DUE

DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-022
Source Name: WELL 4521-1
Source Number: 022
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
NICKEL 01067 036 2014/06/18 < 10.000 2017/06
PERCHLORATE A-031 036 2014/04/30 < 4.000 2017/04
SELENIUM 01147 036 2011/03/15 < 5.000 2014/03 DUE
THALLIUM 01059 036 2014/06/18 < 1.000 2017/06
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/05/21 . 5.900 2014/05 DUE
NITRITE (AS N) 00620 036 2011/03/15 < 400.000 2014/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 048 2013/10/04 . 11.000 2017/10
REGULATED SOC
ATRAZINE 39033 072 2013/10/04 < .500 2019/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2002/11/19 . .000 2002/11 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2002/11/19 . .000 2002/11 DUE
SIMAZINE 39055 072 2013/10/04 < 1.000 2019/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/12/02 < .000 2014/12
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/12/02 < .000 2014/12
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/12/02 < .000 2014/12
1,1,2-TRICHLOROETHANE 34511 036 2011/12/02 < .000 2014/12
1,1-DICHLOROETHANE 34496 036 2011/12/02 < .000 2014/12
1,1-DICHLOROETHYLENE 34501 036 2011/12/02 < .000 2014/12
1,2,4-TRICHLOROBENZENE 34551 036 2011/12/02 < .000 2014/12
1,2-DICHLOROBENZENE 34536 036 2011/12/02 < .000 2014/12
1,2-DICHLOROETHANE 34531 036 2011/12/02 < .000 2014/12
1,2-DICHLOROPROPANE 34541 036 2011/12/02 < .000 2014/12
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/12/02 < .000 2014/12
1,4-DICHLOROBENZENE 34571 036 2011/12/02 < .000 2014/12
BENZENE 34030 036 2011/12/02 < .000 2014/12

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-022
Source Name: WELL 4521-1
Source Number: 022
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
CARBON TETRACHLORIDE 32102 036 2011/12/02 < .000 2014/12
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/12/02 < .000 2014/12
DICHLOROMETHANE 34423 036 2011/12/02 < .000 2014/12
ETHYLBENZENE 34371 036 2011/12/02 < .000 2014/12
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/12/02 < .000 2014/12
MONOCHLOROBENZENE 34301 036 2011/12/02 < .000 2014/12
STYRENE 77128 036 2011/12/02 < .000 2014/12
TETRACHLOROETHYLENE 34475 036 2011/12/02 < .000 2014/12
TOLUENE 34010 036 2011/12/02 < .000 2014/12
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/12/02 < .000 2014/12
TRICHLOROETHYLENE 39180 036 2011/12/02 < .000 2014/12
TRICHLOROFLUOROMETHANE 34488 036 2011/12/02 < .000 2014/12
VINYL CHLORIDE 39175 036 2011/12/02 < .000 2014/12
XYLENES (TOTAL) 81551 036 2011/12/02 < .000 2014/12
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/15 .~ 190.000 2014/03 DUE
CALCIUM 00916 036 2011/03/15 . 64.000 2014/03 DUE
CARBONATE ALKALINITY 00445 036 2011/03/15 .000 2014/03 DUE
CHLORIDE 00940 036 2011/03/15 . 29.000 2014/03 DUE
COLOR 00081 036 2011/03/15 < 1.000 2014/03 DUE
COPPER 01042 036 2011/03/15 . 150.000 2014/03 DUE
FOAMING AGENTS (MBAS) 38260 036 2014/06/18 < .080 2017/06
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/15 . 220.000 2014/03 DUE
HYDROXIDE ALKALINITY 71830 036 2011/03/15 . .000 2014/03 DUE
IRON 01045 036 2014/06/18 < 100.000 2017/06
MAGNESIUM 00927 036 2011/03/15 . 14.000 2014/03 DUE
MANGANESE 01055 036 2014/06/18 < 20.000 2017/06
ODOR THRESHOLD @ 60 C 00086 036 2014/06/18 < 1.000 2017/06
PH, LABORATORY 00403 036 2011/03/15 . 7.600 2014/03 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-022
Source Name: WELL 4521-1
Source Number: 022
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
SILVER 01077 036 2014/06/18 < 10.000 2017/06
SODIUM 00929 036 2011/03/15 22.000 2014/03 DUE
SPECIFIC CONDUCTANCE 00095 036 2011/03/15 . 560.000 2014/03 DUE
SULFATE 00945 036 2011/03/15 81.000 2014/03 DUE
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/15 . 360.000 2014/03 DUE
TURBIDITY, LABORATORY 82079 036 2011/03/15 . .190 2014/03 DUE
ZINC 01092 036 2014/06/18 < 50.000 2017/06
PS Code: 3310001-023
Source Name: WELL 4522-1
Source Number: 023
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/07/31 < 50.000 2016/07
ANTIMONY 01097 036 2013/07/31 < 6.000 2016/07
ARSENIC 01002 036 2013/07/31 < 2.000 2016/07
BARIUM 01007 036 2013/07/31 < 100.000 2016/07
BERYLLIUM 01012 036 2013/07/31 < 1.000 2016/07
CADMIUM 01027 036 2013/07/31 < 1.000 2016/07
CHROMIUM (TOTAL) 01034 036 2013/07/31 < 10.000 2016/07
CHROMIUM, HEXAVALENT 01032 036 2013/10/09 . 2.200 2016/10
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/07/31 < .630 2016/07
MERCURY 71900 036 2013/07/31 < 1.000 2016/07
NICKEL 01067 036 2013/07/31 < 10.000 2016/07
PERCHLORATE A-031 036 2014/05/21 < 4.000 2017/05
SELENIUM 01147 036 2013/07/31 < 5.000 2016/07
THALLIUM 01059 036 2013/07/31 < 1.000 2016/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-023
Source Name: WELL 4522-1
Source Number: 023
Source Status: ACTIVE UNTREATED
Water type: G
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 . 2.400
NITRITE (AS N) 00620 036 2013/07/31 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/10/18 . 14.000
REGULATED SOC
ATRAZINE 39033 072 2013/10/09 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2002/11/13 . .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2002/11/13 . .000
SIMAZINE 39055 072 2013/10/09 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/15 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/15 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/15 < 10.000
1,1,2-TRICHLOROETHANE 34511 036 2014/07/15 < .500
1,1-DICHLOROETHANE 34496 036 2014/07/15 < .500
1,1-DICHLOROETHYLENE 34501 036 2014/07/15 < .500
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/15 < .500
1,2-DICHLOROBENZENE 34536 036 2014/07/15 < .500
1,2-DICHLOROETHANE 34531 036 2014/07/15 < .500
1,2-DICHLOROPROPANE 34541 036 2014/07/15 < .500
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/15 < .000
1,4-DICHLOROBENZENE 34571 036 2014/07/15 < .500
BENZENE 34030 036 2014/07/15 < .500
CARBON TETRACHLORIDE 32102 036 2014/07/15 < .500
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/15 < .500
DICHLOROMETHANE 34423 036 2014/07/15 < .500
ETHYLBENZENE 34371 036 2014/07/15 < .500
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/15 < 3.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/03
2016/07

2017/10

2019/10
2002/11 DUE

2002/11 DUE
2019/10

2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2014/11
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-023
Source Name: WELL 4522-1
Source Number: 023
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
MONOCHLOROBENZENE 34301 036 2014/07/15 < .500
STYRENE 77128 036 2014/07/15 < .500
TETRACHLOROETHYLENE 34475 036 2014/07/15 < .500
TOLUENE 34010 036 2014/07/15 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/15 < .500
TRICHLOROETHYLENE 39180 036 2014/07/15 < .500
TRICHLOROFLUOROMETHANE 34488 036 2014/07/15 < 5.000
VINYL CHLORIDE 39175 036 2014/07/15 < .500
XYLENES (TOTAL) 81551 036 2014/07/15 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/07/31 < 180.000
CALCIUM 00916 036 2013/07/31 < 81.000
CARBONATE ALKALINITY 00445 036 2013/07/31 < .120
CHLORIDE 00940 036 2013/07/31 < 44.000
COLOR 00081 036 2013/07/31 < 1.000
COPPER 01042 036 2013/07/31 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/07/31 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/07/31 < 270.000
HYDROXIDE ALKALINITY 71830 036 2013/07/31 < .120
IRON 01045 036 2013/07/31 < 100.000
MAGNESIUM 00927 036 2013/07/31 < 17.000
MANGANESE 01055 036 2013/07/31 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/07/31 < 1.000
PH, LABORATORY 00403 036 2013/07/31 < 8.200
SILVER 01077 036 2013/07/31 < 10.000
SODIUM 00929 036 2013/07/31 < 30.000
SPECIFIC CONDUCTANCE 00095 036 2013/07/31 < 680.000
SULFATE 00945 036 2013/07/31 < 140.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/07/31 < 460.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-023
Source Name: WELL 4522-1
Source Number: 023
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
TURBIDITY, LABORATORY 82079 036 2013/07/31 < .050
ZINC 01092 036 2013/07/31 < 50.000
PS Code: 3310001-024
Source Name: WELL 4523-1
Source Number: 024
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/12/11 < 50.000
ANTIMONY 01097 036 2013/12/11 < 6.000
ARSENIC 01002 036 2013/12/11 < 2.000
BARIUM 01007 036 2013/12/11 < 100.000
BERYLLIUM 01012 036 2013/12/11 < 1.000
CADMIUM 01027 036 2013/12/11 < 1.000
CHROMIUM (TOTAL) 01034 036 2013/12/11 < 10.000
CHROMIUM, HEXAVALENT 01032 036 2013/12/11 . 1.400
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/12/11 . .560
MERCURY 71900 036 2013/12/11 < 1.000
NICKEL 01067 036 2013/12/11 < 10.000
PERCHLORATE A-031 036 2014/05/21 < 4.000
SELENIUM 01147 036 2013/12/11 < 5.000
THALLIUM 01059 036 2013/12/11 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 . 2.400
NITRITE (AS N) 00620 036 2013/12/11 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/10/18 . 13.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07

2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2017/05
2016/12
2016/12

2015/03
2016/12

2017/10
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-024
Source Name: WELL 4523-1
Source Number: 024
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED SOC
ATRAZINE 39033 072 2013/12/11 < .500 2019/12
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2002/11/19 . .000 2002/11 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2002/11/19 . .000 2002/11 DUE
SIMAZINE 39055 072 2013/12/11 < 1.000 2019/12
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/15 < .500 2017/07
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/15 < .500 2017/07
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/15 < 10.000 2017/07
1,1,2-TRICHLOROETHANE 34511 036 2014/07/15 < .500 2017/07
1,1-DICHLOROETHANE 34496 036 2014/07/15 < .500 2017/07
1,1-DICHLOROETHYLENE 34501 036 2014/07/15 < .500 2017/07
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/15 < .500 2017/07
1,2-DICHLOROBENZENE 34536 036 2014/07/15 < .500 2017/07
1,2-DICHLOROETHANE 34531 036 2014/07/15 < .500 2017/07
1,2-DICHLOROPROPANE 34541 036 2014/07/15 < .500 2017/07
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/22 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2014/07/15 < .500 2017/07
BENZENE 34030 036 2014/07/15 < .500 2017/07
CARBON TETRACHLORIDE 32102 036 2014/07/15 < .500 2017/07
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/15 < .500 2017/07
DICHLOROMETHANE 34423 036 2014/07/15 < .500 2017/07
ETHYLBENZENE 34371 036 2014/07/15 < .500 2017/07
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/15 < 3.000 2017/07
MONOCHLOROBENZENE 34301 036 2014/07/15 < .500 2017/07
STYRENE 77128 036 2014/07/15 < .500 2017/07
TETRACHLOROETHYLENE 34475 036 2014/07/15 < .500 2017/07
TOLUENE 34010 036 2014/07/15 < .500 2017/07
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/15 < .500 2017/07
TRICHLOROETHYLENE 39180 036 2014/07/15 < .500 2017/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-024
Source Name: WELL 4523-1
Source Number: 024
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
TRICHLOROFLUOROMETHANE 34488 036 2014/07/15 < 5.000
VINYL CHLORIDE 39175 036 2014/07/15 < .500
XYLENES (TOTAL) 81551 036 2014/07/15 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/12/11 . 160.000
CALCIUM 00916 036 2013/12/11 . 91.000
CARBONATE ALKALINITY 00445 036 2013/12/11 < 2.000
CHLORIDE 00940 036 2013/12/11 . 52.000
COLOR 00081 036 2013/12/11 < 3.000
COPPER 01042 036 2013/12/11 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/12/11 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/12/11 . 300.000
HYDROXIDE ALKALINITY 71830 036 2013/12/11 < 2.000
IRON 01045 036 2013/12/11 < 100.000
MAGNESIUM 00927 036 2013/12/11 . 19.000
MANGANESE 01055 036 2013/12/11 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/12/11 . 1.000
PH, LABORATORY 00403 036 2013/12/11 . 7.800
SILVER 01077 036 2013/12/11 < 10.000
SODIUM 00929 036 2013/12/11 31.000
SPECIFIC CONDUCTANCE 00095 036 2013/12/11 . 730.000
SULFATE 00945 036 2013/12/11 160.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/12/11 . 450.000
TURBIDITY, LABORATORY 82079 036 2013/12/11 . .098
ZINC 01092 036 2013/12/11 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2017/07
2017/07

2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
2016/12
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District Number: 20
Riverside
(619) 525-4159

System Number: 3310001

System Name: COACHELLA VWD: COVE COMMUNITY

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-025
Source Name: WELL 4524-1
Source Number: 025
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/07/31 < 50.000
ANTIMONY 01097 036 2013/07/31 < 6.000
ARSENIC 01002 036 2013/07/31 < 2.000
BARIUM 01007 036 2013/07/31 < 100.000
BERYLLIUM 01012 036 2013/07/31 < 1.000
CADMIUM 01027 036 2013/07/31 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/06/10 4.100
CHROMIUM, HEXAVALENT 01032 036 2014/05/01 9.900
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/07/31 < .730
MERCURY 71900 036 2013/07/31 < 1.000
NICKEL 01067 036 2013/07/31 < 10.000
PERCHLORATE A-031 036 2014/05/28 < 4.000
SELENIUM 01147 036 2013/07/31 < 5.000
THALLIUM 01059 036 2013/07/31 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/22 2.800
NITRITE (AS N) 00620 036 2013/07/31 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2005/01/05 7.400
REGULATED SOC
ATRAZINE 39033 072 2013/10/09 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/05/13 .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/05/13 .000
SIMAZINE 39055 072 2013/10/09 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2012/06/27 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2012/06/27 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2012/06/27 < 10.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2017/06
2017/05
2016/07
2016/07
2016/07
2017/05
2016/07
2016/07

2015/01
2016/07

2011/01 DUE

2019/10
2003/05 DUE

2003/05 DUE
2019/10

2015/06
2015/06
2015/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-025
Source Name: WELL 4524-1
Source Number: 025
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,1,2-TRICHLOROETHANE 34511 036 2012/06/27 < .500 2015/06
1,1-DICHLOROETHANE 34496 036 2012/06/27 < .500 2015/06
1,1-DICHLOROETHYLENE 34501 036 2012/06/27 < .500 2015/06
1,2,4-TRICHLOROBENZENE 34551 036 2012/06/27 < .500 2015/06
1,2-DICHLOROBENZENE 34536 036 2012/06/27 < .500 2015/06
1,2-DICHLOROETHANE 34531 036 2012/06/27 < .500 2015/06
1,2-DICHLOROPROPANE 34541 036 2012/06/27 < .500 2015/06
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2012/06/27 < .500 2015/06
1,4-DICHLOROBENZENE 34571 036 2012/06/27 < .500 2015/06
BENZENE 34030 036 2012/06/27 < .500 2015/06
CARBON TETRACHLORIDE 32102 036 2012/06/27 < .500 2015/06
CIS-1,2-DICHLOROETHYLENE 77093 036 2012/06/27 < .500 2015/06
DICHLOROMETHANE 34423 036 2012/06/27 < .500 2015/06
ETHYLBENZENE 34371 036 2012/06/27 < .500 2015/06
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2012/06/27 < 3.000 2015/06
MONOCHLOROBENZENE 34301 036 2012/06/27 < .500 2015/06
STYRENE 77128 036 2012/06/27 < .500 2015/06
TETRACHLOROETHYLENE 34475 036 2012/06/27 < .500 2015/06
TOLUENE 34010 036 2012/06/27 < .500 2015/06
TRANS-1,2-DICHLOROETHYLENE 34546 036 2012/06/27 < .500 2015/06
TRICHLOROETHYLENE 39180 036 2012/06/27 < .500 2015/06
TRICHLOROFLUOROMETHANE 34488 036 2012/06/27 < 5.000 2015/06
VINYL CHLORIDE 39175 036 2012/06/27 < .500 2015/06
XYLENES (TOTAL) 81551 036 2012/06/27 < .500 2015/06
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/07/31 < 180.000 2016/07
CALCIUM 00916 036 2013/07/31 < 73.000 2016/07
CARBONATE ALKALINITY 00445 036 2013/07/31 < .120 2016/07
CHLORIDE 00940 036 2013/07/31 < 34.000 2016/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-025
Source Name: WELL 4524-1
Source Number: 025
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
COLOR 00081 036 2013/07/31 < 1.000
COPPER 01042 036 2013/07/31 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/07/31 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/07/31 < 240.000
HYDROXIDE ALKALINITY 71830 036 2013/07/31 < .120
IRON 01045 036 2013/07/31 . 230.000
MAGNESIUM 00927 036 2013/07/31 < 14.000
MANGANESE 01055 036 2013/07/31 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/07/31 < 1.000
PH, LABORATORY 00403 036 2013/07/31 < 8.200
SILVER 01077 036 2013/07/31 < 10.000
SODIUM 00929 036 2013/07/31 < 23.000
SPECIFIC CONDUCTANCE 00095 036 2013/07/31 < 600.000
SULFATE 00945 036 2013/07/31 < 110.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/07/31 < 380.000
TURBIDITY, LABORATORY 82079 036 2013/07/31 < .070
ZINC 01092 036 2013/07/31 < 50.000
PS Code: 3310001-029
Source Name: WELL 4563-1
Source Number: 029
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/07/31 < 50.000
ANTIMONY 01097 036 2013/07/31 < 6.000
ARSENIC 01002 036 2013/07/31 < 2.000
BARIUM 01007 036 2013/07/31 < 100.000
BERYLLIUM 01012 036 2013/07/31 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07

2016/07
2016/07
2016/07
2016/07
2016/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-029
Source Name: WELL 4563-1
Source Number: 029
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
CADMIUM 01027 036 2013/07/31 < 1.000
CHROMIUM (TOTAL) 01034 036 2013/07/31 < 10.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/07/31 < .770
MERCURY 71900 036 2013/07/31 < 1.000
NICKEL 01067 036 2013/07/31 < 10.000
PERCHLORATE A-031 036 2014/04/30 < 4.000
SELENIUM 01147 036 2013/07/31 < 5.000
THALLIUM 01059 036 2013/07/31 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/22 . 2.000
NITRITE (AS N) 00620 036 2013/07/31 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 048 2013/10/09 . 10.000
REGULATED SOC
ATRAZINE 39033 072 2013/10/11 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2001/10/11 . .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2001/10/11 . .000
SIMAZINE 39055 072 2013/10/11 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/22 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/22 < .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/22 < .000
1,1,2-TRICHLOROETHANE 34511 036 2011/11/22 < .000
1,1-DICHLOROETHANE 34496 036 2011/11/22 < .000
1,1-DICHLOROETHYLENE 34501 036 2011/11/22 < .000
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/22 < .000
1,2-DICHLOROBENZENE 34536 036 2011/11/22 < .000
1,2-DICHLOROETHANE 34531 036 2011/11/22 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07
2016/07
2017/04
2016/07
2016/07

2015/01
2016/07

2017/10

2019/10
2001/10 DUE

2001/10 DUE
2019/10

2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-029
Source Name: WELL 4563-1
Source Number: 029
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,2-DICHLOROPROPANE 34541 036 2011/11/22 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/22 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/22 < .000 2014/11
BENZENE 34030 036 2011/11/22 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/22 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/22 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/22 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/22 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/22 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/22 < .000 2014/11
STYRENE 77128 036 2011/11/22 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/22 < .000 2014/11
TOLUENE 34010 036 2011/11/22 < .000 2014/11
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/22 < .000 2014/11
TRICHLOROETHYLENE 39180 036 2011/11/22 < .000 2014/11
TRICHLOROFLUOROMETHANE 34488 036 2011/11/22 < .000 2014/11
VINYL CHLORIDE 39175 036 2011/11/22 < .000 2014/11
XYLENES (TOTAL) 81551 036 2011/11/22 < .000 2014/11
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/07/31 < 180.000 2016/07
CALCIUM 00916 036 2013/07/31 < 78.000 2016/07
CARBONATE ALKALINITY 00445 036 2013/07/31 < .120 2016/07
CHLORIDE 00940 036 2013/07/31 < 36.000 2016/07
COLOR 00081 036 2013/07/31 < 1.000 2016/07
COPPER 01042 036 2013/07/31 . 120.000 2016/07
FOAMING AGENTS (MBAS) 38260 036 2013/07/31 < .050 2016/07
HARDNESS (TOTAL) AS CACO3 00900 036 2013/07/31 < 250.000 2016/07
HYDROXIDE ALKALINITY 71830 036 2013/07/31 < .120 2016/07
IRON 01045 036 2013/07/31 < 100.000 2016/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-029
Source Name: WELL 4563-1
Source Number: 029
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
MAGNESIUM 00927 036 2013/07/31 < 14.000
MANGANESE 01055 036 2013/07/31 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/07/31 < 1.000
PH, LABORATORY 00403 036 2013/07/31 < 8.200
SILVER 01077 036 2013/07/31 < 10.000
SODIUM 00929 036 2013/07/31 < 23.000
SPECIFIC CONDUCTANCE 00095 036 2013/07/31 < 630.000
SULFATE 00945 036 2013/07/31 < 120.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/07/31 < 400.000
TURBIDITY, LABORATORY 82079 036 2013/07/31 < .050
ZINC 01092 036 2013/07/31 < 50.000
PS Code: 3310001-030
Source Name: WELL 4564-1
Source Number: 030
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/07/16 < 50.000
ANTIMONY 01097 036 2013/07/16 < 6.000
ARSENIC 01002 036 2013/07/16 < 2.000
BARIUM 01007 036 2013/07/16 < 100.000
BERYLLIUM 01012 036 2013/07/16 < 1.000
CADMIUM 01027 036 2013/07/16 < 1.000
CHROMIUM (TOTAL) 01034 036 2013/07/16 < 10.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/07/16 . .660
MERCURY 71900 036 2013/07/16 < 1.000
NICKEL 01067 036 2013/07/16 < 10.000
PERCHLORATE A-031 036 2014/04/15 < 4.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2017/04
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-030
Source Name: WELL 4564-1
Source Number: 030
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
SELENIUM 01147 036 2013/07/16 < 5.000
THALLIUM 01059 036 2013/07/16 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 . 2.200
NITRITE (AS N) 00620 036 2013/07/16 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 036 2013/11/27 . 9.400
REGULATED SOC
ATRAZINE 39033 072 2014/06/13 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2014/06/13 < .010
ETHYLENE DIBROMIDE (EDB) 77651 000 2014/06/13 < .020
SIMAZINE 39055 072 2014/06/13 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/17 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/17 < .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/17 < .000
1,1,2-TRICHLOROETHANE 34511 036 2011/11/17 < .000
1,1-DICHLOROETHANE 34496 036 2011/11/17 < .000
1,1-DICHLOROETHYLENE 34501 036 2011/11/17 < .000
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/17 < .000
1,2-DICHLOROBENZENE 34536 036 2011/11/17 < .000
1,2-DICHLOROETHANE 34531 036 2011/11/17 < .000
1,2-DICHLOROPROPANE 34541 036 2011/11/17 < .000
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/17 < .000
1,4-DICHLOROBENZENE 34571 036 2011/11/17 < .000
BENZENE 34030 036 2011/11/17 < .000
CARBON TETRACHLORIDE 32102 036 2011/11/17 < .000
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/17 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07

2015/03
2016/07

2016/11

2020/06
2014/06 DUE

2014/06 DUE
2020/06

2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-030
Source Name: WELL 4564-1
Source Number: 030
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
DICHLOROMETHANE 34423 036 2011/11/17 < .000
ETHYLBENZENE 34371 036 2011/11/17 < .000
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/17 < .000
MONOCHLOROBENZENE 34301 036 2011/11/17 < .000
STYRENE 77128 036 2011/11/17 < .000
TETRACHLOROETHYLENE 34475 036 2011/11/17 < .000
TOLUENE 34010 036 2011/11/17 < .000
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/17 < .000
TRICHLOROETHYLENE 39180 036 2011/11/17 < .000
TRICHLOROFLUOROMETHANE 34488 036 2011/11/17 < .000
VINYL CHLORIDE 39175 036 2011/11/17 < .000
XYLENES (TOTAL) 81551 036 2011/11/17 < .000
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/07/16 . 170.000
CALCIUM 00916 036 2013/07/16 . 92.000
CARBONATE ALKALINITY 00445 036 2013/07/16 < .120
CHLORIDE 00940 036 2013/07/16 . 53.000
COLOR 00081 036 2013/07/16 < 1.000
COPPER 01042 036 2013/07/16 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/07/16 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/07/16 . 300.000
HYDROXIDE ALKALINITY 71830 036 2013/07/16 < .120
IRON 01045 036 2013/07/16 < 100.000
MAGNESIUM 00927 036 2013/07/16 . 18.000
MANGANESE 01055 036 2013/07/16 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/07/16 < 1.000
PH, LABORATORY 00403 036 2013/07/16 . 8.200
SILVER 01077 036 2013/07/16 < 10.000
SODIUM 00929 036 2013/07/16 28.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-030
Source Name: WELL 4564-1
Source Number: 030
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
SPECIFIC CONDUCTANCE 00095 036 2013/07/16 . 750.000
SULFATE 00945 036 2013/07/16 170.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/07/16 . 490.000
TURBIDITY, LABORATORY 82079 036 2013/07/16 . .520
ZINC 01092 036 2013/07/16 < 50.000
PS Code: 3310001-031
Source Name: WELL 4565-1
Source Number: 031
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/10/03 < 50.000
ANTIMONY 01097 036 2013/10/03 < 6.000
ARSENIC 01002 036 2013/10/03 < 2.000
BARIUM 01007 036 2013/10/03 < 100.000
BERYLLIUM 01012 036 2013/10/03 < 1.000
CADMIUM 01027 036 2013/10/03 < 1.000
CHROMIUM (TOTAL) 01034 036 2013/10/03 < 10.000
CHROMIUM, HEXAVALENT 01032 036 2013/11/06 < 10.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/10/03 . .740
MERCURY 71900 036 2013/10/03 < 1.000
NICKEL 01067 036 2013/10/03 < 10.000
PERCHLORATE A-031 036 2014/07/15 < 4.000
SELENIUM 01147 036 2013/10/03 < 5.000
THALLIUM 01059 036 2013/10/03 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/22 . 2.800
NITRITE (AS N) 00620 036 2013/10/03 < 400.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07
2016/07

2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/11
2016/10
2016/10
2016/10
2017/07
2016/10
2016/10

2015/01
2016/10
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-031
Source Name: WELL 4565-1
Source Number: 031
Source Status: ACTIVE UNTREATED
Water type: G
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/10/18 . 11.000 2017/10
REGULATED SOC
ATRAZINE 39033 072 2013/10/03 < .500 2019/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2001/10/11 . .000 2001/10 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2001/10/11 . .000 2001/10 DUE
SIMAZINE 39055 072 2013/10/03 < 1.000 2019/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/15 < .500 2017/07
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/15 < .500 2017/07
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/15 < 10.000 2017/07
1,1,2-TRICHLOROETHANE 34511 036 2014/07/15 < .500 2017/07
1,1-DICHLOROETHANE 34496 036 2014/07/15 < .500 2017/07
1,1-DICHLOROETHYLENE 34501 036 2014/07/15 < .500 2017/07
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/15 < .500 2017/07
1,2-DICHLOROBENZENE 34536 036 2014/07/15 < .500 2017/07
1,2-DICHLOROETHANE 34531 036 2014/07/15 < .500 2017/07
1,2-DICHLOROPROPANE 34541 036 2014/07/15 < .500 2017/07
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/15 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2014/07/15 < .500 2017/07
BENZENE 34030 036 2014/07/15 < .500 2017/07
CARBON TETRACHLORIDE 32102 036 2014/07/15 < .500 2017/07
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/15 < .500 2017/07
DICHLOROMETHANE 34423 036 2014/07/15 < .500 2017/07
ETHYLBENZENE 34371 036 2014/07/15 < .500 2017/07
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/15 < 3.000 2017/07
MONOCHLOROBENZENE 34301 036 2014/07/15 < .500 2017/07
STYRENE 77128 036 2014/07/15 < .500 2017/07
TETRACHLOROETHYLENE 34475 036 2014/07/15 < .500 2017/07
TOLUENE 34010 036 2014/07/15 < .500 2017/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-031
Source Name: WELL 4565-1
Source Number: 031
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/15 < .500
TRICHLOROETHYLENE 39180 036 2014/07/15 < .500
TRICHLOROFLUOROMETHANE 34488 036 2014/07/15 < 5.000
VINYL CHLORIDE 39175 036 2014/07/15 < .500
XYLENES (TOTAL) 81551 036 2014/07/15 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/10/03 . 180.000
CALCIUM 00916 036 2013/10/03 . 83.000
CARBONATE ALKALINITY 00445 036 2013/10/03 < .120
CHLORIDE 00940 036 2013/10/03 . 48.000
COLOR 00081 036 2013/10/03 < 3.000
COPPER 01042 036 2013/10/03 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/10/03 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/10/03 . 280.000
HYDROXIDE ALKALINITY 71830 036 2013/10/03 < .120
IRON 01045 036 2013/10/03 < 100.000
MAGNESIUM 00927 036 2013/10/03 . 18.000
MANGANESE 01055 036 2013/10/03 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/10/03 < 1.000
PH, LABORATORY 00403 036 2013/10/03 . 8.200
SILVER 01077 036 2013/10/03 < 10.000
SODIUM 00929 036 2013/10/03 27.000
SPECIFIC CONDUCTANCE 00095 036 2013/10/03 . 700.000
SULFATE 00945 036 2013/10/03 150.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/10/03 . 480.000
TURBIDITY, LABORATORY 82079 036 2013/10/03 < .200
ZINC 01092 036 2013/10/03 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2017/07
2017/07
2017/07
2017/07

2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
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District Number: 20
Riverside
(619) 525-4159

System Number: 3310001

System Name: COACHELLA VWD: COVE COMMUNITY

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-032
Source Name: WELL 4566-1
Source Number: 032
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/07/31 < 50.000
ANTIMONY 01097 036 2013/07/31 < 6.000
ARSENIC 01002 036 2013/07/31 < 2.000
BARIUM 01007 036 2013/07/31 < 100.000
BERYLLIUM 01012 036 2013/07/31 < 1.000
CADMIUM 01027 036 2013/07/31 < 1.000
CHROMIUM (TOTAL) 01034 036 2013/07/31 < 10.000
CHROMIUM, HEXAVALENT 01032 036 2013/10/10 3.800
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/07/31 < .680
MERCURY 71900 036 2013/07/31 < 1.000
NICKEL 01067 036 2013/07/31 < 10.000
PERCHLORATE A-031 036 2014/05/28 < 4.000
SELENIUM 01147 036 2013/07/31 < 5.000
THALLIUM 01059 036 2013/07/31 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/27 3.600
NITRITE (AS N) 00620 036 2013/07/31 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/10/18 4.800
REGULATED SOC
ATRAZINE 39033 072 2014/06/13 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2014/06/13 < .010
ETHYLENE DIBROMIDE (EDB) 77651 000 2014/06/13 < .020
SIMAZINE 39055 072 2014/06/13 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/18 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/18 < .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/18 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/10
2016/07
2016/07
2016/07
2017/05
2016/07
2016/07

2015/03
2016/07

2017/10

2020/06
2014/06 DUE

2014/06 DUE
2020/06

2014/11
2014/11
2014/11
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-032
Source Name: WELL 4566-1
Source Number: 032
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,1,2-TRICHLOROETHANE 34511 036 2011/11/18 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/18 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/18 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/18 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/18 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/18 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/18 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/18 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/18 < .000 2014/11
BENZENE 34030 036 2011/11/18 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/18 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/18 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/18 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/18 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/18 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/18 < .000 2014/11
STYRENE 77128 036 2011/11/18 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/18 < .000 2014/11
TOLUENE 34010 036 2011/11/18 < .000 2014/11
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/18 < .000 2014/11
TRICHLOROETHYLENE 39180 036 2011/11/18 < .000 2014/11
TRICHLOROFLUOROMETHANE 34488 036 2011/11/18 < .000 2014/11
VINYL CHLORIDE 39175 036 2011/11/18 < .000 2014/11
XYLENES (TOTAL) 81551 036 2011/11/18 < .000 2014/11
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/07/31 < 180.000 2016/07
CALCIUM 00916 036 2013/07/31 < 55.000 2016/07
CARBONATE ALKALINITY 00445 036 2013/07/31 < .120 2016/07
CHLORIDE 00940 036 2013/07/31 < 23.000 2016/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-032
Source Name: WELL 4566-1
Source Number: 032
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
COLOR 00081 036 2013/07/31 < 1.000
COPPER 01042 036 2013/07/31 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/07/31 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/07/31 < 190.000
HYDROXIDE ALKALINITY 71830 036 2013/07/31 < .120
IRON 01045 036 2013/07/31 < 100.000
MAGNESIUM 00927 036 2013/07/31 < 12.000
MANGANESE 01055 036 2013/07/31 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/07/31 < 1.000
PH, LABORATORY 00403 036 2013/07/31 < 8.200
SILVER 01077 036 2013/07/31 < 10.000
SODIUM 00929 036 2013/07/31 < 20.000
SPECIFIC CONDUCTANCE 00095 036 2013/07/31 < 480.000
SULFATE 00945 036 2013/07/31 < 66.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/07/31 < 290.000
TURBIDITY, LABORATORY 82079 036 2013/07/31 < .040
ZINC 01092 036 2013/07/31 < 50.000
PS Code: 3310001-041
Source Name: WELL 4629-1
Source Number: 041
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/07/31 < 50.000
ANTIMONY 01097 036 2013/07/31 < 6.000
ARSENIC 01002 036 2013/07/31 < 2.000
BARIUM 01007 036 2013/07/31 < 100.000
BERYLLIUM 01012 036 2013/07/31 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07

2016/07
2016/07
2016/07
2016/07
2016/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-041
Source Name: WELL 4629-1
Source Number: 041
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
CADMIUM 01027 036 2013/07/31 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 9.300
CHROMIUM, HEXAVALENT 01032 036 2014/05/01 . 9.100
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/07/31 < .760
MERCURY 71900 036 2013/07/31 < 1.000
NICKEL 01067 036 2013/07/31 < 10.000
PERCHLORATE A-031 036 2014/04/02 < 4.000
SELENIUM 01147 036 2013/07/31 < 5.000
THALLIUM 01059 036 2013/07/31 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/22 . 2.400
NITRITE (AS N) 00620 036 2013/07/31 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/10/18 . 9.100
REGULATED SOC
ATRAZINE 39033 072 2013/10/09 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2001/10/11 . .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2001/10/11 . .000
SIMAZINE 39055 072 2013/10/09 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/15 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/15 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/15 < 10.000
1,1,2-TRICHLOROETHANE 34511 036 2014/07/15 < .500
1,1-DICHLOROETHANE 34496 036 2014/07/15 < .500
1,1-DICHLOROETHYLENE 34501 036 2014/07/15 < .500
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/15 < .500
1,2-DICHLOROBENZENE 34536 036 2014/07/15 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2017/06
2017/05
2016/07
2016/07
2016/07
2017/04
2016/07
2016/07

2015/01
2016/07

2017/10

2019/10
2001/10 DUE

2001/10 DUE
2019/10

2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-041
Source Name: WELL 4629-1
Source Number: 041
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,2-DICHLOROETHANE 34531 036 2014/07/15 < .500
1,2-DICHLOROPROPANE 34541 036 2014/07/15 < .500
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/12/01 < .000
1,4-DICHLOROBENZENE 34571 036 2014/07/15 < .500
BENZENE 34030 036 2014/07/15 < .500
CARBON TETRACHLORIDE 32102 036 2014/07/15 < .500
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/15 < .500
DICHLOROMETHANE 34423 036 2014/07/15 < .500
ETHYLBENZENE 34371 036 2014/07/15 < .500
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/15 < 3.000
MONOCHLOROBENZENE 34301 036 2014/07/15 < .500
STYRENE 77128 036 2014/07/15 < .500
TETRACHLOROETHYLENE 34475 036 2014/07/15 < .500
TOLUENE 34010 036 2014/07/15 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/15 < .500
TRICHLOROETHYLENE 39180 036 2014/07/15 < .500
TRICHLOROFLUOROMETHANE 34488 036 2014/07/15 < 5.000
VINYL CHLORIDE 39175 036 2014/07/15 < .500
XYLENES (TOTAL) 81551 036 2014/07/15 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/07/31 < 180.000
CALCIUM 00916 036 2013/07/31 < 38.000
CARBONATE ALKALINITY 00445 036 2013/07/31 < .710
CHLORIDE 00940 036 2013/07/31 < 8.400
COLOR 00081 036 2013/07/31 < 1.000
COPPER 01042 036 2013/07/31 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/07/31 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/07/31 < 120.000
HYDROXIDE ALKALINITY 71830 036 2013/07/31 < .120
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2017/07
2014/12
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07

Page 86 of 1813



District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-041
Source Name: WELL 4629-1
Source Number: 041
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
IRON 01045 036 2013/07/31 < 100.000
MAGNESIUM 00927 036 2013/07/31 < 6.800
MANGANESE 01055 036 2013/07/31 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/07/31 < 1.000
PH, LABORATORY 00403 036 2013/07/31 < 8.300
SILVER 01077 036 2013/07/31 < 10.000
SODIUM 00929 036 2013/07/31 < 21.000
SPECIFIC CONDUCTANCE 00095 036 2013/07/31 < 350.000
SULFATE 00945 036 2013/07/31 < 25.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/07/31 < 210.000
TURBIDITY, LABORATORY 82079 036 2013/07/31 < .090
ZINC 01092 036 2013/07/31 < 50.000
PS Code: 3310001-042
Source Name: WELL 4630-1
Source Number: 042
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/06/18 < 50.000
ANTIMONY 01097 036 2013/06/18 < 6.000
ARSENIC 01002 036 2013/06/18 < 2.000
BARIUM 01007 036 2013/06/18 < 100.000
BERYLLIUM 01012 036 2013/06/18 < 1.000
CADMIUM 01027 036 2013/06/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2013/06/18 . 12.000
CHROMIUM, HEXAVALENT 01032 036 2013/11/06 . 10.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/06/18 . .840
MERCURY 71900 036 2013/06/18 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07

2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/11
2016/06
2016/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-042
Source Name: WELL 4630-1
Source Number: 042
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
NICKEL 01067 036 2013/06/18 < 10.000
PERCHLORATE A-031 036 2014/04/30 < 4.000
SELENIUM 01147 036 2013/06/18 < 5.000
THALLIUM 01059 036 2013/06/18 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/27 < 2.000
NITRITE (AS N) 00620 036 2013/06/18 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/10/18 5.600
REGULATED SOC
ATRAZINE 39033 072 2013/11/27 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2001/10/11 . .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2001/10/11 . .000
SIMAZINE 39055 072 2013/11/27 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/15 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/15 < .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/15 < .000
1,1,2-TRICHLOROETHANE 34511 036 2011/11/15 < .000
1,1-DICHLOROETHANE 34496 036 2011/11/15 < .000
1,1-DICHLOROETHYLENE 34501 036 2011/11/15 < .000
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/15 < .000
1,2-DICHLOROBENZENE 34536 036 2011/11/15 < .000
1,2-DICHLOROETHANE 34531 036 2011/11/15 < .000
1,2-DICHLOROPROPANE 34541 036 2011/11/15 < .000
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/15 < .000
1,4-DICHLOROBENZENE 34571 036 2011/11/15 < .000
BENZENE 34030 036 2011/11/15 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/06
2017/04
2016/06
2016/06

2015/03
2016/06

2017/10

2019/11
2001/10 DUE

2001/10 DUE
2019/11

2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
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District Number: 20
Riverside
(619) 525-4159

System Number: 3310001

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED

PS Code: 3310001-042

Source Name: WELL 4630-1

Source Number: 042

Source Status: ACTIVE UNTREATED

Water type: G

REGULATED VOC
CARBON TETRACHLORIDE 32102 036 2011/11/15 < .000
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/15 < .000
DICHLOROMETHANE 34423 036 2011/11/15 < .000
ETHYLBENZENE 34371 036 2011/11/15 < .000
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/15 < .000
MONOCHLOROBENZENE 34301 036 2011/11/15 < .000
STYRENE 77128 036 2011/11/15 < .000
TETRACHLOROETHYLENE 34475 036 2011/11/15 < .000
TOLUENE 34010 036 2011/11/15 < .000
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/15 < .000
TRICHLOROETHYLENE 39180 036 2011/11/15 < .000
TRICHLOROFLUOROMETHANE 34488 036 2011/11/15 < .000
VINYL CHLORIDE 39175 036 2011/11/15 < .000
XYLENES (TOTAL) 81551 036 2011/11/15 < .000
SECONDARY/GP

BICARBONATE ALKALINITY 00440 036 2013/06/18 150.000
CALCIUM 00916 036 2013/06/18 36.000
CARBONATE ALKALINITY 00445 036 2013/06/18 < .120
CHLORIDE 00940 036 2013/06/18 11.000
COLOR 00081 036 2013/06/18 < 1.000
COPPER 01042 036 2013/06/18 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/06/18 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/06/18 110.000
HYDROXIDE ALKALINITY 71830 036 2013/06/18 < .120
IRON 01045 036 2013/06/18 < 100.000
MAGNESIUM 00927 036 2013/06/18 5.600
MANGANESE 01055 036 2013/06/18 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/06/18 < 1.000
PH, LABORATORY 00403 036 2013/06/18 < 8.200

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11

2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-042
Source Name: WELL 4630-1
Source Number: 042
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
SILVER 01077 036 2013/06/18 < 10.000
SODIUM 00929 036 2013/06/18 38.000
SPECIFIC CONDUCTANCE 00095 036 2013/06/18 . 411.000
SULFATE 00945 036 2013/06/18 68.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/06/18 . 260.000
TURBIDITY, LABORATORY 82079 036 2013/06/18 . .060
ZINC 01092 036 2013/06/18 < 50.000
PS Code: 3310001-073
Source Name: WELL 5624-1
Source Number: 073
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/10 < 50.000
ANTIMONY 01097 036 2012/07/10 < 6.000
ARSENIC 01002 036 2012/07/10 < 2.000
BARIUM 01007 036 2012/07/10 < 100.000
BERYLLIUM 01012 036 2012/07/10 < 1.000
CADMIUM 01027 036 2012/07/10 < 1.000
CHROMIUM (TOTAL) 01034 036 2012/07/10 < 10.000
CHROMIUM, HEXAVALENT 01032 036 2001/05/15 5.500
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/10 . .400
MERCURY 71900 036 2012/07/10 < 1.000
NICKEL 01067 036 2012/07/10 < 10.000
PERCHLORATE A-031 036 2011/11/15 < .000
SELENIUM 01147 036 2012/07/10 < 5.000
THALLIUM 01059 036 2012/07/10 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2004/05 DUE
2015/07
2015/07
2015/07
2014/11
2015/07
2015/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-073
Source Name: WELL 5624-1
Source Number: 073
Source Status: ACTIVE UNTREATED
Water type: G
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/04/24 . 8.000 2014/04 DUE
NITRITE (AS N) 00620 036 2012/07/10 < 400.000 2015/07
RADIOLOGICAL
GROSS ALPHA 01501 108 2005/11/23 . 1.590 2014/11
REGULATED SOC
ATRAZINE 39033 072 2007/12/08 .000 2013/12 DUE
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2001/12/05 . .000 2001/12 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2001/12/05 . .000 2001/12 DUE
SIMAZINE 39055 072 2007/12/08 .000 2013/12 DUE
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/15 < .000 2014/11
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/15 < .000 2014/11
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/15 < .000 2014/11
1,1,2-TRICHLOROETHANE 34511 036 2011/11/15 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/15 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/15 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/15 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/15 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/15 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/15 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/15 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/15 < .000 2014/11
BENZENE 34030 036 2011/11/15 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/15 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/15 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/15 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/15 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/15 < .000 2014/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-073
Source Name: WELL 5624-1
Source Number: 073
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
MONOCHLOROBENZENE 34301 036 2011/11/15 < .000
STYRENE 77128 036 2011/11/15 < .000
TETRACHLOROETHYLENE 34475 036 2011/11/15 < .000
TOLUENE 34010 036 2011/11/15 < .000
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/15 < .000
TRICHLOROETHYLENE 39180 036 2011/11/15 < .000
TRICHLOROFLUOROMETHANE 34488 036 2011/11/15 < .000
VINYL CHLORIDE 39175 036 2011/11/15 < .000
XYLENES (TOTAL) 81551 036 2011/11/15 < .000
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/07/10 . 140.000
CALCIUM 00916 036 2012/07/10 . 31.000
CARBONATE ALKALINITY 00445 036 2012/07/10 < .120
CHLORIDE 00940 036 2012/07/10 . 14.000
COLOR 00081 036 2012/07/10 < 1.000
COPPER 01042 036 2012/07/10 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/07/10 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/10 . 110.000
HYDROXIDE ALKALINITY 71830 036 2012/07/10 < .120
IRON 01045 036 2012/07/10 < 100.000
MAGNESIUM 00927 036 2012/07/10 . 5.300
MANGANESE 01055 036 2012/07/10 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/10 < 1.000
PH, LABORATORY 00403 036 2012/07/10 . 7.900
SILVER 01077 036 2012/07/10 < 10.000
SODIUM 00929 036 2012/07/10 25.000
SPECIFIC CONDUCTANCE 00095 036 2012/07/10 . 330.000
SULFATE 00945 036 2012/07/10 26.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/10 . 210.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-073
Source Name: WELL 5624-1
Source Number: 073
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
TURBIDITY, LABORATORY 82079 036 2012/07/10 . .060
ZINC 01092 036 2012/07/10 < 50.000
PS Code: 3310001-079
Source Name: WELL 5630-1
Source Number: 079
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/06/13 < 50.000
ANTIMONY 01097 036 2012/06/13 < 6.000
ARSENIC 01002 036 2012/06/13 < 2.000
BARIUM 01007 036 2012/06/13 < 100.000
BERYLLIUM 01012 036 2012/06/13 < 1.000
CADMIUM 01027 036 2012/06/13 < 1.000
CHROMIUM (TOTAL) 01034 036 2012/06/13 < 10.000
CHROMIUM, HEXAVALENT 01032 036 2013/10/23 . 5.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/06/13 . .700
MERCURY 71900 036 2012/06/13 < 1.000
NICKEL 01067 036 2012/06/13 < 10.000
PERCHLORATE A-031 036 2014/06/04 < 4.000
SELENIUM 01147 036 2012/06/13 < 5.000
THALLIUM 01059 036 2012/06/13 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/27 . 23.000
NITRITE (AS N) 00620 036 2012/06/13 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2005/02/23 < 3.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2016/10
2015/06
2015/06
2015/06
2017/06
2015/06
2015/06

2015/03
2015/06

2014/02 DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-079
Source Name: WELL 5630-1
Source Number: 079
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED SOC
ATRAZINE 39033 072 2013/10/04 < .500 2019/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2001/12/05 . .000 2001/12 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2001/12/05 . .000 2001/12 DUE
SIMAZINE 39055 072 2013/10/04 < 1.000 2019/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/22 < .000 2014/11
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/22 < .000 2014/11
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/22 < .000 2014/11
1,1,2-TRICHLOROETHANE 34511 036 2011/11/22 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/22 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/22 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/22 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/22 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/22 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/22 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/22 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/22 < .000 2014/11
BENZENE 34030 036 2011/11/22 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/22 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/22 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/22 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/22 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/22 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/22 < .000 2014/11
STYRENE 77128 036 2011/11/22 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/22 < .000 2014/11
TOLUENE 34010 036 2011/11/22 < .000 2014/11
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/22 < .000 2014/11
TRICHLOROETHYLENE 39180 036 2011/11/22 < .000 2014/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-079
Source Name: WELL 5630-1
Source Number: 079
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
TRICHLOROFLUOROMETHANE 34488 036 2011/11/22 < .000
VINYL CHLORIDE 39175 036 2011/11/22 < .000
XYLENES (TOTAL) 81551 036 2011/11/22 < .000
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/06/13 . 160.000
CALCIUM 00916 036 2012/06/13 . 38.000
CARBONATE ALKALINITY 00445 036 2012/06/13 < .120
CHLORIDE 00940 036 2012/06/13 . 12.000
COLOR 00081 036 2012/06/13 < 1.000
COPPER 01042 036 2012/06/13 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/06/13 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/06/13 . 140.000
HYDROXIDE ALKALINITY 71830 036 2012/06/13 < .120
IRON 01045 036 2012/06/13 < 100.000
MAGNESIUM 00927 036 2012/06/13 . 8.800
MANGANESE 01055 036 2012/06/13 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/06/13 < 1.000
PH, LABORATORY 00403 036 2012/06/13 . 8.100
SILVER 01077 036 2012/06/13 < 10.000
SODIUM 00929 036 2012/06/13 22.000
SPECIFIC CONDUCTANCE 00095 036 2012/06/13 . 380.000
SULFATE 00945 036 2012/06/13 27.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/06/13 . 230.000
TURBIDITY, LABORATORY 82079 036 2012/06/13 . .070
ZINC 01092 036 2012/06/13 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/11
2014/11
2014/11

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
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District Number: 20
Riverside
(619) 525-4159

System Number: 3310001

System Name: COACHELLA VWD: COVE COMMUNITY

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-080
Source Name: WELL 5631-1
Source Number: 080
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/07/16 < 50.000
ANTIMONY 01097 036 2013/07/16 < 6.000
ARSENIC 01002 036 2013/07/16 < 2.000
BARIUM 01007 036 2013/07/16 < 100.000
BERYLLIUM 01012 036 2013/07/16 < 1.000
CADMIUM 01027 036 2013/07/16 < 1.000
CHROMIUM (TOTAL) 01034 036 2013/07/16 < 10.000
CHROMIUM, HEXAVALENT 01032 036 2013/10/09 5.500
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/07/16 < 570
MERCURY 71900 036 2013/07/16 < 1.000
NICKEL 01067 036 2013/07/16 < 10.000
PERCHLORATE A-031 036 2014/04/16 < 4.000
SELENIUM 01147 036 2013/07/16 < 5.000
THALLIUM 01059 036 2013/07/16 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/22 11.000
NITRITE (AS N) 00620 036 2013/07/16 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/10/18 5.500
REGULATED SOC
ATRAZINE 39033 072 2013/10/09 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2001/12/05 .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2001/12/05 .000
SIMAZINE 39055 072 2013/10/09 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/18 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/18 < .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/18 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/10
2016/07
2016/07
2016/07
2017/04
2016/07
2016/07

2015/01
2016/07

2017/10

2019/10
2001/12 DUE

2001/12 DUE
2019/10

2014/11
2014/11
2014/11
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-080
Source Name: WELL 5631-1
Source Number: 080
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,1,2-TRICHLOROETHANE 34511 036 2011/11/18 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/18 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/18 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/18 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/18 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/18 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/18 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/18 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/18 < .000 2014/11
BENZENE 34030 036 2011/11/18 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/18 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/18 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/18 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/18 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/18 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/18 < .000 2014/11
STYRENE 77128 036 2011/11/18 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/18 < .000 2014/11
TOLUENE 34010 036 2011/11/18 < .000 2014/11
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/18 < .000 2014/11
TRICHLOROETHYLENE 39180 036 2011/11/18 < .000 2014/11
TRICHLOROFLUOROMETHANE 34488 036 2011/11/18 < .000 2014/11
VINYL CHLORIDE 39175 036 2011/11/18 < .000 2014/11
XYLENES (TOTAL) 81551 036 2011/11/18 < .000 2014/11
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/07/16 < 150.000 2016/07
CALCIUM 00916 036 2013/07/16 < 33.000 2016/07
CARBONATE ALKALINITY 00445 036 2013/07/16 < .120 2016/07
CHLORIDE 00940 036 2013/07/16 < 8.900 2016/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-080
Source Name: WELL 5631-1
Source Number: 080
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
COLOR 00081 036 2013/07/16 < 1.000
COPPER 01042 036 2013/07/16 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/07/16 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/07/16 < 110.000
HYDROXIDE ALKALINITY 71830 036 2013/07/16 < .120
IRON 01045 036 2013/07/16 < 100.000
MAGNESIUM 00927 036 2013/07/16 < 6.300
MANGANESE 01055 036 2013/07/16 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/07/16 < 1.000
PH, LABORATORY 00403 036 2013/07/16 < 8.200
SILVER 01077 036 2013/07/16 < 10.000
SODIUM 00929 036 2013/07/16 < 20.000
SPECIFIC CONDUCTANCE 00095 036 2013/07/16 < 320.000
SULFATE 00945 036 2013/07/16 < 23.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/07/16 < 210.000
TURBIDITY, LABORATORY 82079 036 2013/07/16 < .040
ZINC 01092 036 2013/07/16 < 50.000
PS Code: 3310001-084
Source Name: WELL 4507-2
Source Number: 084
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/07/08 < 50.000
ANTIMONY 01097 036 2014/07/08 < 6.000
ARSENIC 01002 036 2011/07/20 < 2.000
ASBESTOS 81855 036 2012/08/30 < .200
BARIUM 01007 036 2014/07/08 < 100.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07

2017/07
2017/07
2014/07
2015/08
2017/07

Page 98 of 1813



District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-084
Source Name: WELL 4507-2
Source Number: 084
Source Status: ACTIVE RAW
Water type: G
INORGANIC
BERYLLIUM 01012 036 2014/07/08 < 1.000
CADMIUM 01027 036 2014/07/08 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 11.000
CHROMIUM, HEXAVALENT 01032 036 2014/05/01 . 10.000
CYANIDE 01291 036 2014/06/13 < 100.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/07/20 . .700
MERCURY 71900 036 2014/07/08 < 1.000
NICKEL 01067 036 2014/07/08 < 10.000
PERCHLORATE A-031 036 2014/04/16 < 4.000
SELENIUM 01147 036 2011/07/20 < 5.000
THALLIUM 01059 036 2014/07/08 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/22 . 3.000
NITRITE (AS N) 00620 036 2011/07/20 < 100.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/03/01 5.240
REGULATED SOC
ATRAZINE 39033 072 2014/06/13 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 072 2014/06/13 < .010
ETHYLENE DIBROMIDE (EDB) 77651 072 2014/06/13 < .020
SIMAZINE 39055 072 2014/06/13 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2012/03/01 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2012/03/01 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2012/03/01 < 10.000
1,1,2-TRICHLOROETHANE 34511 036 2012/03/01 < .500
1,1-DICHLOROETHANE 34496 036 2012/03/01 < .500
1,1-DICHLOROETHYLENE 34501 036 2012/03/01 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2017/07
2017/06
2017/05
2017/06
2014/07
2017/07
2017/07
2017/04
2014/07
2017/07

2015/01
2014/07

2018/03

2020/06
2020/06
2020/06
2020/06

2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
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District N
Riverside

umber: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

PS Code: 3310001-084
Source Name: WELL 4507-2

Source Number: 084
Source Status: ACTIVE RAW

Wate

rtype: G

REGULATED VOC

1,2,4-TRICHLOROBENZENE
1,2-DICHLOROBENZENE
1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE
BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE
TRANS-1,2-DICHLOROETHYLENE
TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

*Testing

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COLOR

COPPER

FOAMING AGENTS (MBAS)

interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invali

d (NOT) valid analyses reported

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
34551 036 2012/03/01 < .500
34536 036 2012/03/01 < .500
34531 036 2012/03/01 < .500
34541 036 2012/03/01 < .500
34561 036 2012/03/01 < .500
34571 036 2012/03/01 < .500
34030 036 2012/03/01 < .500
32102 036 2012/03/01 < .500
77093 036 2012/03/01 < .500
34423 036 2012/03/01 < .500
34371 036 2012/03/01 < .500
46491 036 2012/03/01 < 3.000
34301 036 2012/03/01 < .500
77128 036 2012/03/01 < .500
34475 036 2012/03/01 < .500
34010 036 2012/03/01 < .500
34546 036 2012/03/01 < .500
39180 036 2012/03/01 < .500
34488 036 2012/03/01 < 5.000
39175 036 2012/03/01 < .500
81551 036 2012/03/01 < .500
00440 036 2011/07/20 180.000
00916 036 2011/07/20 30.000
00445 036 2011/07/20 < .100
00940 036 2011/07/20 10.000
00081 036 2011/07/20 < 1.000
01042 036 2011/07/20 < 50.000
38260 036 2014/07/08 < .200

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03
2015/03

2014/07
2014/07
2014/07
2014/07
2014/07
2014/07
2017/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-084
Source Name: WELL 4507-2
Source Number: 084
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
HARDNESS (TOTAL) AS CACO3 00900 036 2011/07/20 . 110.000 2014/07
HYDROXIDE ALKALINITY 71830 036 2011/07/20 < .100 2014/07
IRON 01045 036 2014/07/08 < 100.000 2017/07
MAGNESIUM 00927 036 2011/07/20 . 7.700 2014/07
MANGANESE 01055 036 2014/07/08 < 20.000 2017/07
ODOR THRESHOLD @ 60 C 00086 036 2014/07/08 < 1.000 2017/07
PH, LABORATORY 00403 036 2011/12/01 . 7.800 2014/12
SILVER 01077 036 2014/07/08 < 10.000 2017/07
SODIUM 00929 036 2011/07/20 28.000 2014/07
SPECIFIC CONDUCTANCE 00095 036 2011/07/20 . 350.000 2014/07
SULFATE 00945 036 2011/07/20 22.000 2014/07
TOTAL DISSOLVED SOLIDS 70300 036 2011/07/20 . 210.000 2014/07
TURBIDITY, LABORATORY 82079 036 2011/07/20 . .030 2014/07
ZINC 01092 036 2014/07/08 < 50.000 2017/07
PS Code: 3310001-088
Source Name: WELL 5639-1
Source Number: 088
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2011/03/22 < 50.000 2014/03 DUE
ANTIMONY 01097 036 2011/03/22 < 6.000 2014/03 DUE
ARSENIC 01002 036 2011/03/22 < 2.000 2014/03 DUE
BARIUM 01007 036 2011/03/22 < 100.000 2014/03 DUE
BERYLLIUM 01012 036 2011/03/22 < 1.000 2014/03 DUE
CADMIUM 01027 036 2011/03/22 < 1.000 2014/03 DUE
CHROMIUM (TOTAL) 01034 036 2011/03/22 . 5.800 2014/03 DUE
CHROMIUM, HEXAVALENT 01032 036 2013/11/05 < 10.000 2016/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-088
Source Name: WELL 5639-1
Source Number: 088
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/22 . .200 2014/03 DUE
MERCURY 71900 036 2011/03/22 < 1.000 2014/03 DUE
NICKEL 01067 036 2011/03/22 < 10.000 2014/03 DUE
PERCHLORATE A-031 036 2014/04/02 < 4.000 2017/04
SELENIUM 01147 036 2011/03/22 < 5.000 2014/03 DUE
THALLIUM 01059 036 2011/03/22 < 1.000 2014/03 DUE
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/05/20 . 40.000 2015/05
NITRITE (AS N) 00620 036 2011/03/22 < 400.000 2014/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 2005/11/23 . .580 2014/11
REGULATED SOC
ATRAZINE 39033 072 2013/10/04 < .500 2019/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2014/06/13 < .010 2014/06 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2001/12/05 . .000 2001/12 DUE
SIMAZINE 39055 072 2013/10/04 < 1.000 2019/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/02 < .500 2017/07
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/02 < .500 2017/07
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/02 < 10.000 2017/07
1,1,2-TRICHLOROETHANE 34511 036 2014/07/02 < .500 2017/07
1,1-DICHLOROETHANE 34496 036 2014/07/02 < .500 2017/07
1,1-DICHLOROETHYLENE 34501 036 2014/07/02 < .500 2017/07
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/02 < .500 2017/07
1,2-DICHLOROBENZENE 34536 036 2014/07/02 < .500 2017/07
1,2-DICHLOROETHANE 34531 036 2014/07/02 < .500 2017/07
1,2-DICHLOROPROPANE 34541 036 2014/07/02 < .500 2017/07
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/23 < .000 2014/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014 Page 102 of 1813



District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-088
Source Name: WELL 5639-1
Source Number: 088
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,4-DICHLOROBENZENE 34571 036 2014/07/02 < .500
BENZENE 34030 036 2014/07/02 < .500
CARBON TETRACHLORIDE 32102 036 2014/07/02 < .500
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/02 < .500
DICHLOROMETHANE 34423 036 2014/07/02 < .500
ETHYLBENZENE 34371 036 2014/07/02 < .500
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/02 < 3.000
MONOCHLOROBENZENE 34301 036 2014/07/02 < .500
STYRENE 77128 036 2014/07/02 < .500
TETRACHLOROETHYLENE 34475 036 2014/07/02 < .500
TOLUENE 34010 036 2014/07/02 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/02 < .500
TRICHLOROETHYLENE 39180 036 2014/07/02 < .500
TRICHLOROFLUOROMETHANE 34488 036 2014/07/02 < 5.000
VINYL CHLORIDE 39175 036 2014/07/02 < .500
XYLENES (TOTAL) 81551 036 2014/07/02 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/22 . 110.000
CALCIUM 00916 036 2011/03/22 . 35.000
CARBONATE ALKALINITY 00445 036 2011/03/22 .000
CHLORIDE 00940 036 2011/03/22 . 25.000
COLOR 00081 036 2011/03/22 < 1.000
COPPER 01042 036 2011/03/22 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2011/03/22 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/22 . 120.000
HYDROXIDE ALKALINITY 71830 036 2011/03/22 . .000
IRON 01045 036 2011/03/22 < 100.000
MAGNESIUM 00927 036 2011/03/22 . 5,500
MANGANESE 01055 036 2011/03/22 < 20.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07

2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-088
Source Name: WELL 5639-1
Source Number: 088
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
ODOR THRESHOLD @ 60 C 00086 036 2011/03/22 < 1.000
PH, LABORATORY 00403 036 2011/03/22 . 7.400
SILVER 01077 036 2011/03/22 < 10.000
SODIUM 00929 036 2011/03/22 28.000
SPECIFIC CONDUCTANCE 00095 036 2011/03/22 . 400.000
SULFATE 00945 036 2011/03/22 41.000
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/22 . 240.000
TURBIDITY, LABORATORY 82079 036 2011/03/22 . .060
ZINC 01092 036 2011/03/22 < 50.000
PS Code: 3310001-103
Source Name: WELL 5656-1
Source Number: 103
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/07/31 < 50.000
ANTIMONY 01097 036 2013/07/31 < 6.000
ARSENIC 01002 036 2013/07/31 < 2.000
BARIUM 01007 036 2013/07/31 < 100.000
BERYLLIUM 01012 036 2013/07/31 < 1.000
CADMIUM 01027 036 2013/07/31 < 1.000
CHROMIUM (TOTAL) 01034 036 2013/07/31 < 10.000
CHROMIUM, HEXAVALENT 01032 036 2013/10/23 . 4.900
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/07/31 < .590
MERCURY 71900 036 2013/07/31 < 1.000
NICKEL 01067 036 2013/07/31 < 10.000
PERCHLORATE A-031 036 2014/04/02 < 4.000
SELENIUM 01147 036 2013/07/31 < 5.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/10
2016/07
2016/07
2016/07
2017/04
2016/07

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-103
Source Name: WELL 5656-1
Source Number: 103
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
THALLIUM 01059 036 2013/07/31 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/05/07 . 34.000
NITRITE (AS N) 00620 036 2013/07/31 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/10/18 7.300
REGULATED SOC
ATRAZINE 39033 072 2014/06/13 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2014/06/13 < .010
ETHYLENE DIBROMIDE (EDB) 77651 000 2014/06/13 < .020
SIMAZINE 39055 072 2014/06/13 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/02 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/02 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/02 < 10.000
1,1,2-TRICHLOROETHANE 34511 036 2014/07/02 < .500
1,1-DICHLOROETHANE 34496 036 2014/07/02 < .500
1,1-DICHLOROETHYLENE 34501 036 2014/07/02 < .500
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/02 < .500
1,2-DICHLOROBENZENE 34536 036 2014/07/02 < .500
1,2-DICHLOROETHANE 34531 036 2014/07/02 < .500
1,2-DICHLOROPROPANE 34541 036 2014/07/02 < .500
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/15 < .000
1,4-DICHLOROBENZENE 34571 036 2014/07/02 < .500
BENZENE 34030 036 2014/07/02 < .500
CARBON TETRACHLORIDE 32102 036 2014/07/02 < .500
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/02 < .500
DICHLOROMETHANE 34423 036 2014/07/02 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07

2015/05
2016/07

2017/10

2020/06
2014/06 DUE

2014/06 DUE
2020/06

2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2014/11
2017/07
2017/07
2017/07
2017/07
2017/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-103
Source Name: WELL 5656-1
Source Number: 103
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
ETHYLBENZENE 34371 036 2014/07/02 < .500
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/02 < 3.000
MONOCHLOROBENZENE 34301 036 2014/07/02 < .500
STYRENE 77128 036 2014/07/02 < .500
TETRACHLOROETHYLENE 34475 036 2014/07/02 < .500
TOLUENE 34010 036 2014/07/02 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/02 < .500
TRICHLOROETHYLENE 39180 036 2014/07/02 < .500
TRICHLOROFLUOROMETHANE 34488 036 2014/07/02 < 5.000
VINYL CHLORIDE 39175 036 2014/07/02 < .500
XYLENES (TOTAL) 81551 036 2014/07/02 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/07/31 < 150.000
CALCIUM 00916 036 2013/07/31 < 56.000
CARBONATE ALKALINITY 00445 036 2013/07/31 < .120
CHLORIDE 00940 036 2013/07/31 < 20.000
COLOR 00081 036 2013/07/31 < 1.000
COPPER 01042 036 2013/07/31 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/07/31 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/07/31 < 180.000
HYDROXIDE ALKALINITY 71830 036 2013/07/31 < .120
IRON 01045 036 2013/07/31 < 100.000
MAGNESIUM 00927 036 2013/07/31 < 11.000
MANGANESE 01055 036 2013/07/31 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/07/31 < 1.000
PH, LABORATORY 00403 036 2013/07/31 < 8.200
SILVER 01077 036 2013/07/31 < 10.000
SODIUM 00929 036 2013/07/31 < 20.000
SPECIFIC CONDUCTANCE 00095 036 2013/07/31 < 490.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-103
Source Name: WELL 5656-1
Source Number: 103
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
SULFATE 00945 036 2013/07/31 < 65.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/07/31 < 320.000
TURBIDITY, LABORATORY 82079 036 2013/07/31 < .050
ZINC 01092 036 2013/07/31 < 50.000
PS Code: 3310001-105
Source Name: WELL 5658-1
Source Number: 105
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/18 < 50.000
ANTIMONY 01097 036 2012/07/18 < 6.000
ARSENIC 01002 036 2012/07/18 < 2.000
BARIUM 01007 036 2012/07/18 < 100.000
BERYLLIUM 01012 036 2012/07/18 < 1.000
CADMIUM 01027 036 2012/07/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 9.200
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/18 . .800
MERCURY 71900 036 2012/07/18 < 1.000
NICKEL 01067 036 2012/07/18 < 10.000
PERCHLORATE A-031 036 2014/04/16 < 4.000
SELENIUM 01147 036 2012/07/18 < 5.000
THALLIUM 01059 036 2012/07/18 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 . 2.200
NITRITE (AS N) 00620 036 2012/07/18 < 400.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2017/06
2015/07
2015/07
2015/07
2017/04
2015/07
2015/07

2015/03
2015/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-105
Source Name: WELL 5658-1
Source Number: 105
Source Status: ACTIVE UNTREATED
Water type: G
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/10/18 . 6.200 2017/10
REGULATED SOC
ATRAZINE 39033 072 2014/06/13 < .500 2020/06
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2014/06/13 < .010 2014/06 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2014/06/13 < .020 2014/06 DUE
SIMAZINE 39055 072 2014/06/13 < 1.000 2020/06
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/22 < .000 2014/11
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/22 < .000 2014/11
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/22 < .000 2014/11
1,1,2-TRICHLOROETHANE 34511 036 2011/11/22 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/22 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/22 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/22 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/22 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/22 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/22 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/22 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/22 < .000 2014/11
BENZENE 34030 036 2011/11/22 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/22 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/22 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/22 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/22 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/22 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/22 < .000 2014/11
STYRENE 77128 036 2011/11/22 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/22 < .000 2014/11
TOLUENE 34010 036 2011/11/22 < .000 2014/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-105
Source Name: WELL 5658-1
Source Number: 105
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/22 < .000
TRICHLOROETHYLENE 39180 036 2011/11/22 < .000
TRICHLOROFLUOROMETHANE 34488 036 2011/11/22 < .000
VINYL CHLORIDE 39175 036 2011/11/22 < .000
XYLENES (TOTAL) 81551 036 2011/11/22 < .000
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/07/18 . 170.000
CALCIUM 00916 036 2012/07/18 . 31.000
CARBONATE ALKALINITY 00445 036 2012/07/18 < .120
CHLORIDE 00940 036 2012/07/18 . 8.000
COLOR 00081 036 2012/07/18 < 1.000
COPPER 01042 036 2012/07/18 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/07/18 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/18 . 120.000
HYDROXIDE ALKALINITY 71830 036 2012/07/18 < .120
IRON 01045 036 2012/07/18 < 100.000
MAGNESIUM 00927 036 2012/07/18 . 6.900
MANGANESE 01055 036 2012/07/18 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/18 < 1.000
PH, LABORATORY 00403 036 2012/07/18 . 7.300
SILVER 01077 036 2012/07/18 < 10.000
SODIUM 00929 036 2012/07/18 20.000
SPECIFIC CONDUCTANCE 00095 036 2012/07/18 . 330.000
SULFATE 00945 036 2012/07/18 21.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/18 . 190.000
TURBIDITY, LABORATORY 82079 036 2012/07/18 . .200
ZINC 01092 036 2012/07/18 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/11
2014/11
2014/11
2014/11
2014/11

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
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District Number: 20
Riverside
(619) 525-4159

System Number: 3310001

System Name: COACHELLA VWD: COVE COMMUNITY

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-106
Source Name: WELL 5659-1
Source Number: 106
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/18 < 50.000
ANTIMONY 01097 036 2012/07/18 < 6.000
ARSENIC 01002 036 2012/07/18 < 2.000
BARIUM 01007 036 2012/07/18 < 100.000
BERYLLIUM 01012 036 2012/07/18 < 1.000
CADMIUM 01027 036 2012/07/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2012/07/18 < 10.000
CHROMIUM, HEXAVALENT 01032 036 2013/10/11 5.500
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/18 .500
MERCURY 71900 036 2012/07/18 < 1.000
NICKEL 01067 036 2012/07/18 < 10.000
PERCHLORATE A-031 036 2014/05/21 < 4.000
SELENIUM 01147 036 2012/07/18 < 5.000
THALLIUM 01059 036 2012/07/18 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/22 3.600
NITRITE (AS N) 00620 036 2012/07/18 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2007/04/11 2.550
REGULATED SOC
ATRAZINE 39033 072 2013/10/03 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2002/11/19 .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2002/11/19 .000
SIMAZINE 39055 072 2013/10/03 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/18 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/18 < .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/18 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2016/10
2015/07
2015/07
2015/07
2017/05
2015/07
2015/07

2015/01
2015/07

2016/04

2019/10
2002/11 DUE

2002/11 DUE
2019/10

2014/11
2014/11
2014/11
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-106
Source Name: WELL 5659-1
Source Number: 106
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,1,2-TRICHLOROETHANE 34511 036 2011/11/18 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/18 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/18 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/18 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/18 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/18 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/18 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/18 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/18 < .000 2014/11
BENZENE 34030 036 2011/11/18 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/18 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/18 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/18 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/18 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/18 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/18 < .000 2014/11
STYRENE 77128 036 2011/11/18 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/18 < .000 2014/11
TOLUENE 34010 036 2011/11/18 < .000 2014/11
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/18 < .000 2014/11
TRICHLOROETHYLENE 39180 036 2011/11/18 < .000 2014/11
TRICHLOROFLUOROMETHANE 34488 036 2011/11/18 < .000 2014/11
VINYL CHLORIDE 39175 036 2011/11/18 < .000 2014/11
XYLENES (TOTAL) 81551 036 2011/11/18 < .000 2014/11
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/07/18 . 140.000 2015/07
CALCIUM 00916 036 2012/07/18 . 24.000 2015/07
CARBONATE ALKALINITY 00445 036 2012/07/18 < .120 2015/07
CHLORIDE 00940 036 2012/07/18 . 7.600 2015/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-106
Source Name: WELL 5659-1
Source Number: 106
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
COLOR 00081 036 2012/07/18 < 1.000
COPPER 01042 036 2012/07/18 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/07/18 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/18 . 87.000
HYDROXIDE ALKALINITY 71830 036 2012/07/18 < .120
IRON 01045 036 2012/07/18 < 100.000
MAGNESIUM 00927 036 2012/07/18 . 4.200
MANGANESE 01055 036 2012/07/18 < 20.000
PH, LABORATORY 00403 036 2012/07/18 . 7.400
SILVER 01077 036 2012/07/18 < 10.000
SODIUM 00929 036 2012/07/18 20.000
SPECIFIC CONDUCTANCE 00095 036 2012/07/18 . 280.000
SULFATE 00945 036 2012/07/18 20.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/18 . 160.000
TURBIDITY, LABORATORY 82079 036 2012/07/18 . .060
ZINC 01092 036 2012/07/18 < 50.000
PS Code: 3310001-109
Source Name: WELL 5664-1
Source Number: 109
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/10 < 50.000
ANTIMONY 01097 036 2012/07/10 < 6.000
ARSENIC 01002 036 2012/07/10 < 2.000
BARIUM 01007 036 2012/07/10 < 100.000
BERYLLIUM 01012 036 2012/07/10 < 1.000
CADMIUM 01027 036 2012/07/10 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-109
Source Name: WELL 5664-1
Source Number: 109
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
CHROMIUM (TOTAL) 01034 036 2012/07/10 . 15.000
CHROMIUM, HEXAVALENT 01032 036 2013/10/11 . 12.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/10 . .700
MERCURY 71900 036 2012/07/10 < 1.000
NICKEL 01067 036 2012/07/10 < 10.000
PERCHLORATE A-031 036 2014/04/02 < 4.000
SELENIUM 01147 036 2012/07/10 < 5.000
THALLIUM 01059 036 2012/07/10 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/22 . 2.600
NITRITE (AS N) 00620 036 2012/07/10 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2013/10/03 . 5.100
REGULATED SOC
ATRAZINE 39033 072 2013/10/03 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2001/10/24 . .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2001/10/24 . .000
SIMAZINE 39055 072 2013/10/03 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/23 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/23 < .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/23 < .000
1,1,2-TRICHLOROETHANE 34511 036 2011/11/23 < .000
1,1-DICHLOROETHANE 34496 036 2011/11/23 < .000
1,1-DICHLOROETHYLENE 34501 036 2011/11/23 < .000
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/23 < .000
1,2-DICHLOROBENZENE 34536 036 2011/11/23 < .000
1,2-DICHLOROETHANE 34531 036 2011/11/23 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2016/10
2015/07
2015/07
2015/07
2017/04
2015/07
2015/07

2015/01
2015/07

2019/10

2019/10
2001/10 DUE

2001/10 DUE
2019/10

2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-109
Source Name: WELL 5664-1
Source Number: 109
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,2-DICHLOROPROPANE 34541 036 2011/11/23 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/23 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/23 < .000 2014/11
BENZENE 34030 036 2011/11/23 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/23 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/23 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/23 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/23 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/23 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/23 < .000 2014/11
STYRENE 77128 036 2011/11/23 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/23 < .000 2014/11
TOLUENE 34010 036 2011/11/23 < .000 2014/11
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/23 < .000 2014/11
TRICHLOROETHYLENE 39180 036 2011/11/23 < .000 2014/11
TRICHLOROFLUOROMETHANE 34488 036 2011/11/23 < .000 2014/11
VINYL CHLORIDE 39175 036 2011/11/23 < .000 2014/11
XYLENES (TOTAL) 81551 036 2011/11/23 < .000 2014/11
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/07/10 . 160.000 2015/07
CALCIUM 00916 036 2012/07/10 . 30.000 2015/07
CARBONATE ALKALINITY 00445 036 2012/07/10 < .120 2015/07
CHLORIDE 00940 036 2012/07/10 . 9.000 2015/07
COLOR 00081 036 2012/07/10 < 1.000 2015/07
COPPER 01042 036 2012/07/10 < 50.000 2015/07
FOAMING AGENTS (MBAS) 38260 036 2012/07/10 < .050 2015/07
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/10 . 110.000 2015/07
HYDROXIDE ALKALINITY 71830 036 2012/07/10 < .120 2015/07
IRON 01045 036 2012/07/10 < 100.000 2015/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-109
Source Name: WELL 5664-1
Source Number: 109
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
MAGNESIUM 00927 036 2012/07/10 . 6.200
MANGANESE 01055 036 2012/07/10 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/10 < 1.000
PH, LABORATORY 00403 036 2012/07/10 . 8.100
SILVER 01077 036 2012/07/10 < 10.000
SODIUM 00929 036 2012/07/10 18.000
SPECIFIC CONDUCTANCE 00095 036 2012/07/10 . 330.000
SULFATE 00945 036 2012/07/10 23.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/10 . 210.000
TURBIDITY, LABORATORY 82079 036 2012/07/10 . .080
ZINC 01092 036 2012/07/10 < 50.000
PS Code: 3310001-117
Source Name: WELL 5708-1
Source Number: 117
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2011/03/30 < 50.000
ANTIMONY 01097 036 2011/03/30 < 6.000
ARSENIC 01002 036 2011/03/30 < 2.000
BARIUM 01007 036 2011/03/30 < 100.000
BERYLLIUM 01012 036 2011/03/30 < 1.000
CADMIUM 01027 036 2011/03/30 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 7.200
CHROMIUM, HEXAVALENT 01032 036 2014/05/01 . 7.900
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/30 . .400
MERCURY 71900 036 2011/03/30 < 1.000
NICKEL 01067 036 2011/03/30 < 10.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07

2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2017/06
2017/05
2014/03
2014/03
2014/03

DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-117
Source Name: WELL 5708-1
Source Number: 117
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
PERCHLORATE A-031 036 2014/04/02 < 4.000
SELENIUM 01147 036 2011/03/30 < 5.000
THALLIUM 01059 036 2011/03/30 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/05/07 . 23.000
NITRITE (AS N) 00620 036 2011/03/30 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2006/11/08 2.810
REGULATED SOC
ATRAZINE 39033 072 2014/06/13 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2014/06/13 < .010
ETHYLENE DIBROMIDE (EDB) 77651 000 2014/06/13 < .020
SIMAZINE 39055 072 2014/06/13 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/02 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/02 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/02 < 10.000
1,1,2-TRICHLOROETHANE 34511 036 2014/07/02 < .500
1,1-DICHLOROETHANE 34496 036 2014/07/02 < .500
1,1-DICHLOROETHYLENE 34501 036 2014/07/02 < .500
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/02 < .500
1,2-DICHLOROBENZENE 34536 036 2014/07/02 < .500
1,2-DICHLOROETHANE 34531 036 2014/07/02 < .500
1,2-DICHLOROPROPANE 34541 036 2014/07/02 < .500
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/23 < .000
1,4-DICHLOROBENZENE 34571 036 2014/07/02 < .500
BENZENE 34030 036 2014/07/02 < .500
CARBON TETRACHLORIDE 32102 036 2014/07/02 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/04
2014/03
2014/03

2015/05
2014/03

2015/11

2020/06
2014/06

2014/06
2020/06

2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2014/11
2017/07
2017/07
2017/07

DUE
DUE

DUE

DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-117
Source Name: WELL 5708-1
Source Number: 117
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/02 < .500
DICHLOROMETHANE 34423 036 2014/07/02 < .500
ETHYLBENZENE 34371 036 2014/07/02 < .500
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/02 < 3.000
MONOCHLOROBENZENE 34301 036 2014/07/02 < .500
STYRENE 77128 036 2014/07/02 < .500
TETRACHLOROETHYLENE 34475 036 2014/07/02 < .500
TOLUENE 34010 036 2014/07/02 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/02 < .500
TRICHLOROETHYLENE 39180 036 2014/07/02 < .500
TRICHLOROFLUOROMETHANE 34488 036 2014/07/02 < 5.000
VINYL CHLORIDE 39175 036 2014/07/02 < .500
XYLENES (TOTAL) 81551 036 2014/07/02 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/30 . 150.000
CALCIUM 00916 036 2011/03/30 . 48.000
CARBONATE ALKALINITY 00445 036 2011/03/30 .000
CHLORIDE 00940 036 2011/03/30 . 30.000
COLOR 00081 036 2011/03/30 < 1.000
COPPER 01042 036 2011/03/30 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2011/03/30 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/30 . 170.000
HYDROXIDE ALKALINITY 71830 036 2011/03/30 . .000
IRON 01045 036 2011/03/30 < 100.000
MAGNESIUM 00927 036 2011/03/30 . 9.000
MANGANESE 01055 036 2011/03/30 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2011/03/30 < 1.000
PH, LABORATORY 00403 036 2011/03/30 . 7.700
SILVER 01077 036 2011/03/30 < 10.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07

2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-117
Source Name: WELL 5708-1
Source Number: 117
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
SODIUM 00929 036 2011/03/30 29.000 2014/03 DUE
SPECIFIC CONDUCTANCE 00095 036 2011/03/30 . 500.000 2014/03 DUE
SULFATE 00945 036 2011/03/30 61.000 2014/03 DUE
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/30 . 310.000 2014/03 DUE
TURBIDITY, LABORATORY 82079 036 2011/03/30 . .020 2014/03 DUE
ZINC 01092 036 2011/03/30 < 50.000 2014/03 DUE
PS Code: 3310001-118
Source Name: WELL 5709-1
Source Number: 118
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/06/18 < 50.000 2017/06
ANTIMONY 01097 036 2014/06/18 < 6.000 2017/06
ARSENIC 01002 036 2011/03/22 < 2.000 2014/03 DUE
BARIUM 01007 036 2014/06/18 < 100.000 2017/06
BERYLLIUM 01012 036 2014/06/18 < 1.000 2017/06
CADMIUM 01027 036 2014/06/18 < 1.000 2017/06
CHROMIUM (TOTAL) 01034 036 2011/03/22 . 7.700 2014/03 DUE
CHROMIUM, HEXAVALENT 01032 036 2013/11/27 < 10.000 2016/11
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/22 . 500 2014/03 DUE
MERCURY 71900 036 2014/06/18 < 1.000 2017/06
NICKEL 01067 036 2014/06/18 < 10.000 2017/06
PERCHLORATE A-031 036 2014/05/21 < 4.000 2017/05
SELENIUM 01147 036 2011/03/22 < 5.000 2014/03 DUE
THALLIUM 01059 036 2014/06/18 < 1.000 2017/06
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 . 25.000 2015/03

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-118
Source Name: WELL 5709-1
Source Number: 118
Source Status: ACTIVE UNTREATED
Water type: G
NITRATE/NITRITE
NITRITE (AS N) 00620 036 2011/03/22 < 400.000 2014/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/10/18 . 5.500 2017/10
REGULATED SOC
ATRAZINE 39033 072 2013/10/03 < .500 2019/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/05/13 . .000 2003/05 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/05/13 . .000 2003/05 DUE
SIMAZINE 39055 072 2013/10/03 < 1.000 2019/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/17 < .000 2014/11
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/17 < .000 2014/11
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/17 < .000 2014/11
1,1,2-TRICHLOROETHANE 34511 036 2011/11/17 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/17 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/17 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/17 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/17 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/17 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/17 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/17 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/17 < .000 2014/11
BENZENE 34030 036 2011/11/17 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/17 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/17 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/17 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/17 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/17 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/17 < .000 2014/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-118
Source Name: WELL 5709-1
Source Number: 118
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
STYRENE 77128 036 2011/11/17 < .000
TETRACHLOROETHYLENE 34475 036 2011/11/17 < .000
TOLUENE 34010 036 2011/11/17 < .000
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/17 < .000
TRICHLOROETHYLENE 39180 036 2011/11/17 < .000
TRICHLOROFLUOROMETHANE 34488 036 2011/11/17 < .000
VINYL CHLORIDE 39175 036 2011/11/17 < .000
XYLENES (TOTAL) 81551 036 2011/11/17 < .000
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/22 . 150.000
CALCIUM 00916 036 2011/03/22 . 41.000
CARBONATE ALKALINITY 00445 036 2011/03/22 .000
CHLORIDE 00940 036 2011/03/22 . 23.000
COLOR 00081 036 2011/03/22 < 1.000
COPPER 01042 036 2011/03/22 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2014/06/18 < .080
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/22 . 150.000
HYDROXIDE ALKALINITY 71830 036 2011/03/22 . .000
IRON 01045 036 2014/06/18 < 100.000
MAGNESIUM 00927 036 2011/03/22 . 9.400
MANGANESE 01055 036 2014/06/18 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2014/06/18 < 1.000
PH, LABORATORY 00403 036 2011/03/22 . 8.000
SILVER 01077 036 2014/06/18 < 10.000
SODIUM 00929 036 2011/03/22 21.000
SPECIFIC CONDUCTANCE 00095 036 2011/03/22 . 420.000
SULFATE 00945 036 2011/03/22 47.000
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/22 . 260.000
TURBIDITY, LABORATORY 82079 036 2011/03/22 . .050
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11

2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2017/06
2014/03
2014/03
2017/06
2014/03
2017/06
2017/06
2014/03
2017/06
2014/03
2014/03
2014/03
2014/03
2014/03

DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE

DUE

DUE

DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-118
Source Name: WELL 5709-1
Source Number: 118
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
ZINC 01092 036 2014/06/18 < 50.000
PS Code: 3310001-125
Source Name: WELL 6701-1
Source Number: 125
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/07/16 < 50.000
ANTIMONY 01097 036 2013/07/16 < 6.000
ARSENIC 01002 036 2013/07/16 < 2.000
BARIUM 01007 036 2013/07/16 < 100.000
BERYLLIUM 01012 036 2013/07/16 < 1.000
CADMIUM 01027 036 2013/07/16 < 1.000
CHROMIUM (TOTAL) 01034 036 2013/07/16 . 16.000
CHROMIUM, HEXAVALENT 01032 036 2013/10/10 . 14.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/07/16 < .420
MERCURY 71900 036 2013/07/16 < 1.000
NICKEL 01067 036 2013/07/16 < 10.000
PERCHLORATE A-031 036 2014/05/21 < 4.000
SELENIUM 01147 036 2013/07/16 < 5.000
THALLIUM 01059 036 2013/07/16 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 . 6.400
NITRITE (AS N) 00620 036 2013/07/16 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2005/01/11 < 3.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/06

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/10
2016/07
2016/07
2016/07
2017/05
2016/07
2016/07

2015/03
2016/07

2014/01 DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-125
Source Name: WELL 6701-1
Source Number: 125
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED SOC
ATRAZINE 39033 072 2013/10/10 < .500 2019/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2014/06/13 < .010 2014/06 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2014/06/13 < .020 2014/06 DUE
SIMAZINE 39055 072 2013/10/10 < 1.000 2019/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/29 < .000 2014/11
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/29 < .000 2014/11
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/29 < .000 2014/11
1,1,2-TRICHLOROETHANE 34511 036 2011/11/29 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/29 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/29 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/29 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/29 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/29 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/29 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/29 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/29 < .000 2014/11
BENZENE 34030 036 2011/11/29 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/29 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/29 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/29 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/29 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/29 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/29 < .000 2014/11
STYRENE 77128 036 2011/11/29 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/29 < .000 2014/11
TOLUENE 34010 036 2011/11/29 < .000 2014/11
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/29 < .000 2014/11
TRICHLOROETHYLENE 39180 036 2011/11/29 < .000 2014/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-125
Source Name: WELL 6701-1
Source Number: 125
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
TRICHLOROFLUOROMETHANE 34488 036 2011/11/29 < .000
VINYL CHLORIDE 39175 036 2011/11/29 < .000
XYLENES (TOTAL) 81551 036 2011/11/29 < .000
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/07/16 < 77.000
CALCIUM 00916 036 2013/07/16 < 17.000
CARBONATE ALKALINITY 00445 036 2013/07/16 < .120
CHLORIDE 00940 036 2013/07/16 < 30.000
COLOR 00081 036 2013/07/16 < 1.000
COPPER 01042 036 2013/07/16 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/07/16 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/07/16 < 47.000
HYDROXIDE ALKALINITY 71830 036 2013/07/16 < .120
IRON 01045 036 2013/07/16 < 100.000
MAGNESIUM 00927 036 2013/07/16 < 1.100
MANGANESE 01055 036 2013/07/16 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/07/16 < 1.000
PH, LABORATORY 00403 036 2013/07/16 < 7.400
SILVER 01077 036 2013/07/16 < 10.000
SODIUM 00929 036 2013/07/16 < 48.000
SPECIFIC CONDUCTANCE 00095 036 2013/07/16 < 340.000
SULFATE 00945 036 2013/07/16 < 47.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/07/16 < 210.000
TURBIDITY, LABORATORY 82079 036 2013/07/16 < .050
ZINC 01092 036 2013/07/16 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/11
2014/11
2014/11

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-128
Source Name: WELL 4720-1
Source Number: 128
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/07/16 < 50.000
ANTIMONY 01097 036 2013/07/16 < 6.000
ARSENIC 01002 036 2013/07/16 < 2.000
BARIUM 01007 036 2013/07/16 < 100.000
BERYLLIUM 01012 036 2013/07/16 < 1.000
CADMIUM 01027 036 2013/07/16 < 1.000
CHROMIUM (TOTAL) 01034 036 2013/07/16 . 18.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/07/16 < .790
MERCURY 71900 036 2013/07/16 < 1.000
NICKEL 01067 036 2013/07/16 < 10.000
PERCHLORATE A-031 036 2014/04/02 < 4.000
SELENIUM 01147 036 2013/07/16 < 5.000
THALLIUM 01059 036 2013/07/16 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/22 < 2.000
NITRITE (AS N) 00620 036 2013/07/16 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/15 3.600
REGULATED SOC
ATRAZINE 39033 072 2013/10/04 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2002/12/04 . .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2002/12/04 . .000
SIMAZINE 39055 072 2013/10/04 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/15 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/15 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/15 < 10.000
1,1,2-TRICHLOROETHANE 34511 036 2014/07/15 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2017/04
2016/07
2016/07

2015/01
2016/07

2018/08

2019/10
2002/12 DUE

2002/12 DUE
2019/10

2017/07
2017/07
2017/07
2017/07
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District N
Riverside

umber: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

PS Code: 3310001-128
Source Name: WELL 4720-1

Source Number: 128
Source Status: ACTIVE UNTREATED

Wate

rtype: G

REGULATED VOC

1,1-DICHLOROETHANE
1,1-DICHLOROETHYLENE
1,2,4-TRICHLOROBENZENE
1,2-DICHLOROBENZENE
1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE
BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE
TRANS-1,2-DICHLOROETHYLENE
TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

*Testing

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COLOR

interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invali

d (NOT) valid analyses reported

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
34496 036 2014/07/15 < .500
34501 036 2014/07/15 < .500
34551 036 2014/07/15 < .500
34536 036 2014/07/15 < .500
34531 036 2014/07/15 < .500
34541 036 2014/07/15 < .500
34561 036 2011/11/22 < .000
34571 036 2014/07/15 < .500
34030 036 2014/07/15 < .500
32102 036 2014/07/15 < .500
77093 036 2014/07/15 < .500
34423 036 2014/07/15 < .500
34371 036 2014/07/15 < .500
46491 036 2014/07/15 < 3.000
34301 036 2014/07/15 < .500
77128 036 2014/07/15 < .500
34475 036 2014/07/15 < .500
34010 036 2014/07/15 < .500
34546 036 2014/07/15 < .500
39180 036 2014/07/15 < .500
34488 036 2014/07/15 < 5.000
39175 036 2014/07/15 < .500
81551 036 2014/07/15 < .500
00440 036 2013/07/16 < 140.000
00916 036 2013/07/16 < 27.000
00445 036 2013/07/16 < .120
00940 036 2013/07/16 < 8.000
00081 036 2013/07/16 < 1.000

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2014/11
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07

2016/07
2016/07
2016/07
2016/07
2016/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-128
Source Name: WELL 4720-1
Source Number: 128
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
COPPER 01042 036 2013/07/16 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/07/16 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/07/16 < 87.000
HYDROXIDE ALKALINITY 71830 036 2013/07/16 < .120
IRON 01045 036 2013/07/16 < 100.000
MAGNESIUM 00927 036 2013/07/16 < 4.900
MANGANESE 01055 036 2013/07/16 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/07/16 < 1.000
PH, LABORATORY 00403 036 2013/07/16 < 7.800
SILVER 01077 036 2013/07/16 < 10.000
SODIUM 00929 036 2013/07/16 < 31.000
SPECIFIC CONDUCTANCE 00095 036 2013/07/16 < 340.000
SULFATE 00945 036 2013/07/16 < 46.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/07/16 < 210.000
TURBIDITY, LABORATORY 82079 036 2013/07/16 < .090
ZINC 01092 036 2013/07/16 < 50.000
PS Code: 3310001-129
Source Name: WELL 5720-1
Source Number: 129
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/06/18 < 50.000
ANTIMONY 01097 036 2013/06/18 < 6.000
ARSENIC 01002 036 2013/06/18 < 2.000
BARIUM 01007 036 2013/06/18 < 100.000
BERYLLIUM 01012 036 2013/06/18 < 1.000
CADMIUM 01027 036 2013/06/18 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07

2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-129
Source Name: WELL 5720-1
Source Number: 129
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
CHROMIUM (TOTAL) 01034 036 2013/06/18 . 17.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/06/18 . .760
MERCURY 71900 036 2013/06/18 < 1.000
NICKEL 01067 036 2013/06/18 < 10.000
PERCHLORATE A-031 036 2014/04/08 < 4.000
SELENIUM 01147 036 2013/06/18 < 5.000
THALLIUM 01059 036 2013/06/18 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 < 2.000
NITRITE (AS N) 00620 036 2013/06/18 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/16 . 8.700
REGULATED SOC
ATRAZINE 39033 072 2014/06/13 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2014/06/13 < .010
ETHYLENE DIBROMIDE (EDB) 77651 000 2014/06/13 < .020
SIMAZINE 39055 072 2014/06/13 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2012/08/16 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2012/08/16 < .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2012/08/16 < .000
1,1,2-TRICHLOROETHANE 34511 036 2012/08/16 < .000
1,1-DICHLOROETHANE 34496 036 2012/08/16 < .000
1,1-DICHLOROETHYLENE 34501 036 2012/08/16 < .000
1,2,4-TRICHLOROBENZENE 34551 036 2012/08/16 < .000
1,2-DICHLOROBENZENE 34536 036 2012/08/16 < .000
1,2-DICHLOROETHANE 34531 036 2012/08/16 < .000
1,2-DICHLOROPROPANE 34541 036 2012/08/16 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/06
2016/06
2016/06
2016/06
2017/04
2016/06
2016/06

2015/03
2016/06

2018/08

2020/06
2014/06 DUE

2014/06 DUE
2020/06

2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-129
Source Name: WELL 5720-1
Source Number: 129
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2012/08/16 < .000 2015/08
1,4-DICHLOROBENZENE 34571 036 2012/08/16 < .000 2015/08
BENZENE 34030 036 2012/08/16 < .000 2015/08
CARBON TETRACHLORIDE 32102 036 2012/08/16 < .000 2015/08
CIS-1,2-DICHLOROETHYLENE 77093 036 2012/08/16 < .000 2015/08
DICHLOROMETHANE 34423 036 2012/08/16 < .000 2015/08
ETHYLBENZENE 34371 036 2012/08/16 < .000 2015/08
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2012/08/16 < .000 2015/08
MONOCHLOROBENZENE 34301 036 2012/08/16 < .000 2015/08
STYRENE 77128 036 2012/08/16 < .000 2015/08
TETRACHLOROETHYLENE 34475 036 2012/08/16 < .000 2015/08
TOLUENE 34010 036 2012/08/16 < .000 2015/08
TRANS-1,2-DICHLOROETHYLENE 34546 036 2012/08/16 < .000 2015/08
TRICHLOROETHYLENE 39180 036 2012/08/16 < .000 2015/08
TRICHLOROFLUOROMETHANE 34488 036 2012/08/16 < .000 2015/08
VINYL CHLORIDE 39175 036 2012/08/16 < .000 2015/08
XYLENES (TOTAL) 81551 036 2012/08/16 < .000 2015/08
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/06/18 . 140.000 2016/06
CALCIUM 00916 036 2013/06/18 . 29.000 2016/06
CARBONATE ALKALINITY 00445 036 2013/06/18 < .120 2016/06
CHLORIDE 00940 036 2013/06/18 . 7.200 2016/06
COLOR 00081 036 2013/06/18 < 1.000 2016/06
COPPER 01042 036 2013/06/18 < 50.000 2016/06
FOAMING AGENTS (MBAS) 38260 036 2013/06/18 < .050 2016/06
HARDNESS (TOTAL) AS CACO3 00900 036 2013/06/18 . 93.000 2016/06
HYDROXIDE ALKALINITY 71830 036 2013/06/18 < .120 2016/06
IRON 01045 036 2013/06/18 < 100.000 2016/06
MAGNESIUM 00927 036 2013/06/18 . 5.000 2016/06

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-129
Source Name: WELL 5720-1
Source Number: 129
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
MANGANESE 01055 036 2013/06/18 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/06/18 < 1.000
PH, LABORATORY 00403 036 2013/06/18 < 8.100
SILVER 01077 036 2013/06/18 < 10.000
SODIUM 00929 036 2013/06/18 25.000
SPECIFIC CONDUCTANCE 00095 036 2013/06/18 . 320.000
SULFATE 00945 036 2013/06/18 31.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/06/18 . 200.000
TURBIDITY, LABORATORY 82079 036 2013/06/18 . .060
ZINC 01092 036 2013/06/18 < 50.000
PS Code: 3310001-130
Source Name: WELL 5669-1
Source Number: 130
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/10 < 50.000
ANTIMONY 01097 036 2012/07/10 < 6.000
ARSENIC 01002 036 2012/07/10 < 2.000
BARIUM 01007 036 2012/07/10 < 100.000
BERYLLIUM 01012 036 2012/07/10 < 1.000
CADMIUM 01027 036 2012/07/10 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 8.800
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/10 . .700
MERCURY 71900 036 2012/07/10 < 1.000
NICKEL 01067 036 2012/07/10 < 10.000
PERCHLORATE A-031 036 2014/04/08 < 4.000
SELENIUM 01147 036 2012/07/10 < 5.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2017/06
2015/07
2015/07
2015/07
2017/04
2015/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-130
Source Name: WELL 5669-1
Source Number: 130
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
THALLIUM 01059 036 2012/07/10 < 1.000 2015/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 . 5.900 2015/03
NITRITE (AS N) 00620 036 2012/07/10 < 400.000 2015/07
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/10 . 4.900 2018/08
REGULATED SOC
ATRAZINE 39033 072 2009/10/27 .000 2015/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2014/06/19 . .049 2014/06 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/03/12 . .000 2003/03 DUE
SIMAZINE 39055 072 2009/10/27 .000 2015/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2012/08/10 < .000 2015/08
1,1,2,2-TETRACHLOROETHANE 34516 036 2012/08/10 < .000 2015/08
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2012/08/10 < .000 2015/08
1,1,2-TRICHLOROETHANE 34511 036 2012/08/10 < .000 2015/08
1,1-DICHLOROETHANE 34496 036 2012/08/10 < .000 2015/08
1,1-DICHLOROETHYLENE 34501 036 2012/08/10 < .000 2015/08
1,2,4-TRICHLOROBENZENE 34551 036 2012/08/10 < .000 2015/08
1,2-DICHLOROBENZENE 34536 036 2012/08/10 < .000 2015/08
1,2-DICHLOROETHANE 34531 036 2012/08/10 < .000 2015/08
1,2-DICHLOROPROPANE 34541 036 2012/08/10 < .000 2015/08
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2012/08/10 < .000 2015/08
1,4-DICHLOROBENZENE 34571 036 2012/08/10 < .000 2015/08
BENZENE 34030 036 2012/08/10 < .000 2015/08
CARBON TETRACHLORIDE 32102 036 2012/08/10 < .000 2015/08
CIS-1,2-DICHLOROETHYLENE 77093 036 2012/08/10 < .000 2015/08
DICHLOROMETHANE 34423 036 2012/08/10 < .000 2015/08

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-130
Source Name: WELL 5669-1
Source Number: 130
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
ETHYLBENZENE 34371 036 2012/08/10 < .000
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2012/08/10 < .000
MONOCHLOROBENZENE 34301 036 2012/08/10 < .000
STYRENE 77128 036 2012/08/10 < .000
TETRACHLOROETHYLENE 34475 036 2012/08/10 < .000
TOLUENE 34010 036 2012/08/10 < .000
TRANS-1,2-DICHLOROETHYLENE 34546 036 2012/08/10 < .000
TRICHLOROETHYLENE 39180 036 2012/08/10 < .000
TRICHLOROFLUOROMETHANE 34488 036 2012/08/10 < .000
VINYL CHLORIDE 39175 036 2012/08/10 < .000
XYLENES (TOTAL) 81551 036 2012/08/10 < .000
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/07/10 . 170.000
CALCIUM 00916 036 2012/07/10 . 30.000
CARBONATE ALKALINITY 00445 036 2012/07/10 < .120
CHLORIDE 00940 036 2012/07/10 . 9.600
COLOR 00081 036 2012/07/10 < 1.000
COPPER 01042 036 2012/07/10 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/07/10 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/10 . 120.000
HYDROXIDE ALKALINITY 71830 036 2012/07/10 < .120
IRON 01045 036 2012/07/10 < 100.000
MAGNESIUM 00927 036 2012/07/10 . 8.300
MANGANESE 01055 036 2012/07/10 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/10 < 1.000
PH, LABORATORY 00403 036 2012/07/10 . 8.100
SILVER 01077 036 2012/07/10 < 10.000
SODIUM 00929 036 2012/07/10 22.000
SPECIFIC CONDUCTANCE 00095 036 2012/07/10 . 340.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-130
Source Name: WELL 5669-1
Source Number: 130
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
SULFATE 00945 036 2012/07/10 21.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/10 . 220.000
TURBIDITY, LABORATORY 82079 036 2012/07/10 . .070
ZINC 01092 036 2012/07/10 < 50.000
PS Code: 3310001-131
Source Name: WELL 5667-1
Source Number: 131
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/07/31 < 50.000
ANTIMONY 01097 036 2013/07/31 < 6.000
ARSENIC 01002 036 2013/07/31 < 2.000
BARIUM 01007 036 2013/07/31 < 100.000
BERYLLIUM 01012 036 2013/07/31 < 1.000
CADMIUM 01027 036 2013/07/31 < 1.000
CHROMIUM (TOTAL) 01034 036 2013/07/31 < 10.000
CHROMIUM, HEXAVALENT 01032 036 2013/10/09 . 3.300
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/07/31 < .210
MERCURY 71900 036 2013/07/31 < 1.000
NICKEL 01067 036 2013/07/31 < 10.000
PERCHLORATE A-031 036 2014/05/07 < 4.000
SELENIUM 01147 036 2013/07/31 < 5.000
THALLIUM 01059 036 2013/07/31 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/05/07 . 25.000
NITRITE (AS N) 00620 036 2013/07/31 < 400.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07
2015/07
2015/07

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/10
2016/07
2016/07
2016/07
2017/05
2016/07
2016/07

2015/05
2016/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-131
Source Name: WELL 5667-1
Source Number: 131
Source Status: ACTIVE UNTREATED
Water type: G
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/14 < .000 2018/08
REGULATED SOC
ATRAZINE 39033 072 2013/10/09 < .500 2019/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/01/21 . .000 2003/01 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/01/21 . .000 2003/01 DUE
SIMAZINE 39055 072 2013/10/09 < 1.000 2019/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/15 < .000 2014/11
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/15 < .000 2014/11
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/15 < .000 2014/11
1,1,2-TRICHLOROETHANE 34511 036 2011/11/15 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/15 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/15 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/15 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/15 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/15 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/15 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/15 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/15 < .000 2014/11
BENZENE 34030 036 2011/11/15 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/15 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/15 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/15 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/15 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/15 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/15 < .000 2014/11
STYRENE 77128 036 2011/11/15 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/15 < .000 2014/11
TOLUENE 34010 036 2011/11/15 < .000 2014/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-131
Source Name: WELL 5667-1
Source Number: 131
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/15 < .000
TRICHLOROETHYLENE 39180 036 2011/11/15 < .000
TRICHLOROFLUOROMETHANE 34488 036 2011/11/15 < .000
VINYL CHLORIDE 39175 036 2011/11/15 < .000
XYLENES (TOTAL) 81551 036 2011/11/15 < .000
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/07/31 < 130.000
CALCIUM 00916 036 2013/07/31 < 42.000
CARBONATE ALKALINITY 00445 036 2013/07/31 < .120
CHLORIDE 00940 036 2013/07/31 < 22.000
COLOR 00081 036 2013/07/31 < 1.000
COPPER 01042 036 2013/07/31 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/07/31 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/07/31 < 130.000
HYDROXIDE ALKALINITY 71830 036 2013/07/31 < .120
IRON 01045 036 2013/07/31 < 100.000
MAGNESIUM 00927 036 2013/07/31 < 5.500
MANGANESE 01055 036 2013/07/31 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/07/31 < 1.000
PH, LABORATORY 00403 036 2013/07/31 < 8.200
SILVER 01077 036 2013/07/31 < 10.000
SODIUM 00929 036 2013/07/31 < 23.000
SPECIFIC CONDUCTANCE 00095 036 2013/07/31 < 390.000
SULFATE 00945 036 2013/07/31 < 39.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/07/31 < 260.000
TURBIDITY, LABORATORY 82079 036 2013/07/31 < .030
ZINC 01092 036 2013/07/31 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/11
2014/11
2014/11
2014/11
2014/11

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
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District Number: 20
Riverside
(619) 525-4159

System Number: 3310001

System Name: COACHELLA VWD: COVE COMMUNITY

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-132
Source Name: WELL 4525-1
Source Number: 132
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/08/20 < 50.000
ANTIMONY 01097 036 2013/08/20 < 6.000
ARSENIC 01002 036 2013/08/20 < 2.000
BARIUM 01007 036 2013/08/20 < 100.000
BERYLLIUM 01012 036 2013/08/20 < 1.000
CADMIUM 01027 036 2013/08/20 < 1.000
CHROMIUM (TOTAL) 01034 036 2013/08/20 < 10.000
CHROMIUM, HEXAVALENT 01032 036 2013/10/23 5.100
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/08/20 < .740
MERCURY 71900 036 2013/08/20 < 1.000
NICKEL 01067 036 2013/08/20 < 10.000
PERCHLORATE A-031 036 2014/05/21 < 4.000
SELENIUM 01147 036 2013/08/20 < 5.000
THALLIUM 01059 036 2013/08/20 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/27 3.000
NITRITE (AS N) 00620 036 2013/08/20 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/14 6.600
REGULATED SOC
ATRAZINE 39033 072 2013/10/11 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2002/11/13 .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2002/11/13 .000
SIMAZINE 39055 072 2013/10/11 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/29 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/29 < .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/29 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/08
2016/08
2016/08
2016/08
2016/08
2016/08
2016/08
2016/10
2016/08
2016/08
2016/08
2017/05
2016/08
2016/08

2015/03
2016/08

2018/08

2019/10
2002/11 DUE

2002/11 DUE
2019/10

2014/11
2014/11
2014/11
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-132
Source Name: WELL 4525-1
Source Number: 132
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,1,2-TRICHLOROETHANE 34511 036 2011/11/29 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/29 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/29 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/29 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/29 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/29 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/29 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/29 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/29 < .000 2014/11
BENZENE 34030 036 2011/11/29 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/29 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/29 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/29 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/29 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/29 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/29 < .000 2014/11
STYRENE 77128 036 2011/11/29 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/29 < .000 2014/11
TOLUENE 34010 036 2011/11/29 < .000 2014/11
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/29 < .000 2014/11
TRICHLOROETHYLENE 39180 036 2011/11/29 < .000 2014/11
TRICHLOROFLUOROMETHANE 34488 036 2011/11/29 < .000 2014/11
VINYL CHLORIDE 39175 036 2011/11/29 < .000 2014/11
XYLENES (TOTAL) 81551 036 2011/11/29 < .000 2014/11
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/08/20 < 200.000 2016/08
CALCIUM 00916 036 2013/08/20 < 51.000 2016/08
CARBONATE ALKALINITY 00445 036 2013/08/20 < .120 2016/08
CHLORIDE 00940 036 2013/08/20 < 19.000 2016/08

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-132
Source Name: WELL 4525-1
Source Number: 132
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
COLOR 00081 036 2013/08/20 < 3.000
COPPER 01042 036 2013/08/20 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/08/20 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/08/20 < 170.000
HYDROXIDE ALKALINITY 71830 036 2013/08/20 < .120
IRON 01045 036 2013/08/20 < 100.000
MAGNESIUM 00927 036 2013/08/20 < 11.000
MANGANESE 01055 036 2013/08/20 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/08/20 < 1.000
PH, LABORATORY 00403 036 2013/08/20 < 8.300
SILVER 01077 036 2013/08/20 < 10.000
SODIUM 00929 036 2013/08/20 < 21.000
SPECIFIC CONDUCTANCE 00095 036 2013/08/20 < 450.000
SULFATE 00945 036 2013/08/20 < 48.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/08/20 < 280.000
TURBIDITY, LABORATORY 82079 036 2013/08/20 < .200
ZINC 01092 036 2013/08/20 < 50.000
PS Code: 3310001-134
Source Name: WELL 5668-1
Source Number: 134
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/06/13 < 50.000
ANTIMONY 01097 036 2012/06/13 < 6.000
ARSENIC 01002 036 2012/06/13 < 2.000
BARIUM 01007 036 2012/06/13 < 100.000
BERYLLIUM 01012 036 2012/06/13 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/08
2016/08
2016/08
2016/08
2016/08
2016/08
2016/08
2016/08
2016/08
2016/08
2016/08
2016/08
2016/08
2016/08
2016/08
2016/08
2016/08

2015/06
2015/06
2015/06
2015/06
2015/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-134
Source Name: WELL 5668-1
Source Number: 134
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
CADMIUM 01027 036 2012/06/13 < 1.000
CHROMIUM (TOTAL) 01034 036 2012/06/13 < 10.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/06/13 . .400
MERCURY 71900 036 2012/06/13 < 1.000
NICKEL 01067 036 2012/06/13 < 10.000
PERCHLORATE A-031 036 2014/04/16 < 4.000
SELENIUM 01147 036 2012/06/13 < 5.000
THALLIUM 01059 036 2012/06/13 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/22 . 20.000
NITRITE (AS N) 00620 036 2012/06/13 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/14 . 3.600
REGULATED SOC
ATRAZINE 39033 072 2014/06/13 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2014/06/13 < .010
ETHYLENE DIBROMIDE (EDB) 77651 000 2014/06/13 < .020
SIMAZINE 39055 072 2014/06/13 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2013/10/03 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2013/10/03 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2013/10/03 < 10.000
1,1,2-TRICHLOROETHANE 34511 036 2013/10/03 < .500
1,1-DICHLOROETHANE 34496 036 2013/10/03 < .500
1,1-DICHLOROETHYLENE 34501 036 2013/10/03 < .500
1,2,4-TRICHLOROBENZENE 34551 036 2013/10/03 < .500
1,2-DICHLOROBENZENE 34536 036 2013/10/03 < .500
1,2-DICHLOROETHANE 34531 036 2013/10/03 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/06
2015/06
2015/06
2015/06
2015/06
2017/04
2015/06
2015/06

2015/01
2015/06

2018/08

2020/06
2014/06 DUE

2014/06 DUE
2020/06

2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10

Page 138 of 1813



District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-134
Source Name: WELL 5668-1
Source Number: 134
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,2-DICHLOROPROPANE 34541 036 2013/10/03 < .500
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2013/10/03 < .500
1,4-DICHLOROBENZENE 34571 036 2013/10/03 < .500
BENZENE 34030 036 2013/10/03 < .500
CARBON TETRACHLORIDE 32102 036 2013/10/03 < .500
CIS-1,2-DICHLOROETHYLENE 77093 036 2013/10/03 < .500
DICHLOROMETHANE 34423 036 2013/10/03 < .500
ETHYLBENZENE 34371 036 2013/10/03 < .500
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2013/10/03 < 3.000
MONOCHLOROBENZENE 34301 036 2013/10/03 < .500
STYRENE 77128 036 2013/10/03 < .500
TETRACHLOROETHYLENE 34475 036 2013/10/03 < .500
TOLUENE 34010 036 2013/10/03 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2013/10/03 < .500
TRICHLOROETHYLENE 39180 036 2013/10/03 < .500
TRICHLOROFLUOROMETHANE 34488 036 2013/10/03 < 5.000
VINYL CHLORIDE 39175 036 2013/10/03 < .500
XYLENES (TOTAL) 81551 036 2013/10/03 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/06/13 . 130.000
CALCIUM 00916 036 2012/06/13 . 30.000
CARBONATE ALKALINITY 00445 036 2012/06/13 < .120
CHLORIDE 00940 036 2012/06/13 . 12.000
COLOR 00081 036 2012/06/13 < 1.000
COPPER 01042 036 2012/06/13 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/06/13 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/06/13 . 100.000
HYDROXIDE ALKALINITY 71830 036 2012/06/13 < .120
IRON 01045 036 2012/06/13 < 100.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-134
Source Name: WELL 5668-1
Source Number: 134
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
MAGNESIUM 00927 036 2012/06/13 . 5.000
MANGANESE 01055 036 2012/06/13 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/06/13 < 1.000
PH, LABORATORY 00403 036 2012/06/13 . 8.200
SILVER 01077 036 2012/06/13 < 10.000
SODIUM 00929 036 2012/06/13 28.000
SPECIFIC CONDUCTANCE 00095 036 2012/06/13 . 330.000
SULFATE 00945 036 2012/06/13 29.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/06/13 . 200.000
TURBIDITY, LABORATORY 82079 036 2012/06/13 . .070
ZINC 01092 036 2012/06/13 < 50.000
PS Code: 3310001-135
Source Name: WELL 6724-1
Source Number: 135
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/06/13 < 50.000
ANTIMONY 01097 036 2012/06/13 < 6.000
ARSENIC 01002 036 2012/06/13 < 2.000
BARIUM 01007 036 2012/06/13 < 100.000
BERYLLIUM 01012 036 2012/06/13 < 1.000
CADMIUM 01027 036 2012/06/13 < 1.000
CHROMIUM (TOTAL) 01034 036 2012/06/13 . 15.000
CHROMIUM, HEXAVALENT 01032 036 2013/10/10 . 13.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/06/13 . .400
MERCURY 71900 036 2012/06/13 < 1.000
NICKEL 01067 036 2012/06/13 < 10.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2016/10
2015/06
2015/06
2015/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-135
Source Name: WELL 6724-1
Source Number: 135
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
PERCHLORATE A-031 036 2014/04/02 < 4.000 2017/04
SELENIUM 01147 036 2012/06/13 < 5.000 2015/06
THALLIUM 01059 036 2012/06/13 < 1.000 2015/06
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/04/02 . 7.400 2015/04
NITRITE (AS N) 00620 036 2012/06/13 < 400.000 2015/06
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/14 < .000 2018/08
REGULATED SOC
ATRAZINE 39033 072 2013/10/10 < .500 2019/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/05/14 . .000 2003/05 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/05/14 . .000 2003/05 DUE
SIMAZINE 39055 072 2013/10/10 < 1.000 2019/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/29 < .000 2014/11
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/29 < .000 2014/11
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/29 < .000 2014/11
1,1,2-TRICHLOROETHANE 34511 036 2011/11/29 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/29 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/29 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/29 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/29 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/29 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/29 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/29 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/29 < .000 2014/11
BENZENE 34030 036 2011/11/29 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/29 < .000 2014/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-135
Source Name: WELL 6724-1
Source Number: 135
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/29 < .000
DICHLOROMETHANE 34423 036 2011/11/29 < .000
ETHYLBENZENE 34371 036 2011/11/29 < .000
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/29 < .000
MONOCHLOROBENZENE 34301 036 2011/11/29 < .000
STYRENE 77128 036 2011/11/29 < .000
TETRACHLOROETHYLENE 34475 036 2011/11/29 < .000
TOLUENE 34010 036 2011/11/29 < .000
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/29 < .000
TRICHLOROETHYLENE 39180 036 2011/11/29 < .000
TRICHLOROFLUOROMETHANE 34488 036 2011/11/29 < .000
VINYL CHLORIDE 39175 036 2011/11/29 < .000
XYLENES (TOTAL) 81551 036 2011/11/29 < .000
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/06/13 . 110.000
CALCIUM 00916 036 2012/06/13 . 36.000
CARBONATE ALKALINITY 00445 036 2012/06/13 < .120
CHLORIDE 00940 036 2012/06/13 . 38.000
COLOR 00081 036 2012/06/13 < 1.000
COPPER 01042 036 2012/06/13 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/06/13 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/06/13 . 120.000
HYDROXIDE ALKALINITY 71830 036 2012/06/13 < .120
IRON 01045 036 2012/06/13 < 100.000
MAGNESIUM 00927 036 2012/06/13 . 4.400
MANGANESE 01055 036 2012/06/13 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/06/13 < 1.000
PH, LABORATORY 00403 036 2012/06/13 . 8.100
SILVER 01077 036 2012/06/13 < 10.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-135
Source Name: WELL 6724-1
Source Number: 135
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
SODIUM 00929 036 2012/06/13 46.000
SPECIFIC CONDUCTANCE 00095 036 2012/06/13 . 470.000
SULFATE 00945 036 2012/06/13 74.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/06/13 . 290.000
TURBIDITY, LABORATORY 82079 036 2012/06/13 . .070
ZINC 01092 036 2012/06/13 < 50.000
PS Code: 3310001-136
Source Name: WELL 4721-1
Source Number: 136
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/07/31 < 50.000
ANTIMONY 01097 036 2013/07/31 < 6.000
ARSENIC 01002 036 2013/07/31 < 2.000
BARIUM 01007 036 2013/07/31 < 100.000
BERYLLIUM 01012 036 2013/07/31 < 1.000
CADMIUM 01027 036 2013/07/31 < 1.000
CHROMIUM (TOTAL) 01034 036 2013/07/31 . 18.000
CHROMIUM, HEXAVALENT 01032 036 2013/10/11 . 17.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/07/31 < .840
MERCURY 71900 036 2013/07/31 < 1.000
NICKEL 01067 036 2013/07/31 < 10.000
PERCHLORATE A-031 036 2014/04/30 < 4.000
SELENIUM 01147 036 2013/07/31 < 5.000
THALLIUM 01059 036 2013/07/31 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/27 < 2.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/10
2016/07
2016/07
2016/07
2017/04
2016/07
2016/07

2015/03
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-136
Source Name: WELL 4721-1
Source Number: 136
Source Status: ACTIVE UNTREATED
Water type: G
NITRATE/NITRITE
NITRITE (AS N) 00620 036 2013/07/31 < 400.000 2016/07
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/14 < .000 2018/08
REGULATED SOC
ATRAZINE 39033 072 2013/10/03 < .500 2019/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/03/18 . .000 2003/03 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/03/18 . .000 2003/03 DUE
SIMAZINE 39055 072 2013/10/03 < 1.000 2019/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/18 < .000 2014/11
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/18 < .000 2014/11
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/18 < .000 2014/11
1,1,2-TRICHLOROETHANE 34511 036 2011/11/18 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/18 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/18 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/18 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/18 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/18 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/18 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/18 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/18 < .000 2014/11
BENZENE 34030 036 2011/11/18 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/18 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/18 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/18 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/18 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/18 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/18 < .000 2014/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-136
Source Name: WELL 4721-1
Source Number: 136
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
STYRENE 77128 036 2011/11/18 < .000
TETRACHLOROETHYLENE 34475 036 2011/11/18 < .000
TOLUENE 34010 036 2011/11/18 < .000
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/18 < .000
TRICHLOROETHYLENE 39180 036 2011/11/18 < .000
TRICHLOROFLUOROMETHANE 34488 036 2011/11/18 < .000
VINYL CHLORIDE 39175 036 2011/11/18 < .000
XYLENES (TOTAL) 81551 036 2011/11/18 < .000
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/07/31 < 130.000
CALCIUM 00916 036 2013/07/31 < 33.000
CARBONATE ALKALINITY 00445 036 2013/07/31 < .120
CHLORIDE 00940 036 2013/07/31 < 13.000
COLOR 00081 036 2013/07/31 < 1.000
COPPER 01042 036 2013/07/31 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/07/31 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/07/31 < 110.000
HYDROXIDE ALKALINITY 71830 036 2013/07/31 < .120
IRON 01045 036 2013/07/31 < 100.000
MAGNESIUM 00927 036 2013/07/31 < 6.400
MANGANESE 01055 036 2013/07/31 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2014/07/01 < 1.000
PH, LABORATORY 00403 036 2013/07/31 < 8.200
SILVER 01077 036 2013/07/31 < 10.000
SODIUM 00929 036 2013/07/31 < 41.000
SPECIFIC CONDUCTANCE 00095 036 2013/07/31 < 430.000
SULFATE 00945 036 2013/07/31 < 85.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/07/31 < 270.000
TURBIDITY, LABORATORY 82079 036 2013/07/31 < .030
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2017/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-136
Source Name: WELL 4721-1
Source Number: 136
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
ZINC 01092 036 2013/07/31 < 50.000
PS Code: 3310001-143
Source Name: WELL 5670-1
Source Number: 143
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/07/31 < 50.000
ANTIMONY 01097 036 2013/07/31 < 6.000
ARSENIC 01002 036 2013/07/31 < 2.000
BARIUM 01007 036 2013/07/31 < 100.000
BERYLLIUM 01012 036 2013/07/31 < 1.000
CADMIUM 01027 036 2013/07/31 < 1.000
CHROMIUM (TOTAL) 01034 036 2013/07/31 < 10.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/07/31 < .550
MERCURY 71900 036 2013/07/31 < 1.000
NICKEL 01067 036 2013/07/31 < 10.000
PERCHLORATE A-031 036 2014/04/02 < 4.000
SELENIUM 01147 036 2013/07/31 < 5.000
THALLIUM 01059 036 2013/07/31 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/05/07 . 34.000
NITRITE (AS N) 00620 036 2013/07/31 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2013/02/07 5.170
REGULATED SOC
ATRAZINE 39033 072 2013/10/04 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2017/04
2016/07
2016/07

2015/05
2016/07

2022/02

2019/10
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-143
Source Name: WELL 5670-1
Source Number: 143
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED SOC
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2001/10/23 . .000 2001/10 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2001/10/23 . .000 2001/10 DUE
SIMAZINE 39055 072 2013/10/04 < 1.000 2019/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/02 < .500 2017/07
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/02 < .500 2017/07
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/02 < 10.000 2017/07
1,1,2-TRICHLOROETHANE 34511 036 2014/07/02 < .500 2017/07
1,1-DICHLOROETHANE 34496 036 2014/07/02 < .500 2017/07
1,1-DICHLOROETHYLENE 34501 036 2014/07/02 < .500 2017/07
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/02 < .500 2017/07
1,2-DICHLOROBENZENE 34536 036 2014/07/02 < .500 2017/07
1,2-DICHLOROETHANE 34531 036 2014/07/02 < .500 2017/07
1,2-DICHLOROPROPANE 34541 036 2014/07/02 < .500 2017/07
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/12/13 < .000 2014/12
1,4-DICHLOROBENZENE 34571 036 2014/07/02 < .500 2017/07
BENZENE 34030 036 2014/07/02 < .500 2017/07
CARBON TETRACHLORIDE 32102 036 2014/07/02 < .500 2017/07
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/02 < .500 2017/07
DICHLOROMETHANE 34423 036 2014/07/02 < .500 2017/07
ETHYLBENZENE 34371 036 2014/07/02 < .500 2017/07
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/02 < 3.000 2017/07
MONOCHLOROBENZENE 34301 036 2014/07/02 < .500 2017/07
STYRENE 77128 036 2014/07/02 < .500 2017/07
TETRACHLOROETHYLENE 34475 036 2014/07/02 < .500 2017/07
TOLUENE 34010 036 2014/07/02 < .500 2017/07
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/02 < .500 2017/07
TRICHLOROETHYLENE 39180 036 2014/07/02 < .500 2017/07
TRICHLOROFLUOROMETHANE 34488 036 2014/07/02 < 5.000 2017/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-143
Source Name: WELL 5670-1
Source Number: 143
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
VINYL CHLORIDE 39175 036 2014/07/02 < .500
XYLENES (TOTAL) 81551 036 2014/07/02 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/07/31 < 160.000
CALCIUM 00916 036 2013/07/31 < 55.000
CARBONATE ALKALINITY 00445 036 2013/07/31 < .120
CHLORIDE 00940 036 2013/07/31 < 19.000
COLOR 00081 036 2013/07/31 < 1.000
COPPER 01042 036 2013/07/31 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/07/31 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/07/31 < 180.000
HYDROXIDE ALKALINITY 71830 036 2013/07/31 < .120
IRON 01045 036 2013/07/31 < 100.000
MAGNESIUM 00927 036 2013/07/31 < 10.000
MANGANESE 01055 036 2013/07/31 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/07/31 < 1.000
PH, LABORATORY 00403 036 2013/07/31 < 8.300
SILVER 01077 036 2013/07/31 < 10.000
SODIUM 00929 036 2013/07/31 < 20.000
SPECIFIC CONDUCTANCE 00095 036 2013/07/31 < 480.000
SULFATE 00945 036 2013/07/31 < 63.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/07/31 < 330.000
TURBIDITY, LABORATORY 82079 036 2013/07/31 < .040
ZINC 01092 036 2013/07/31 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2017/07

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
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District Number: 20
Riverside
(619) 525-4159

System Number: 3310001

System Name: COACHELLA VWD: COVE COMMUNITY

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-145
Source Name: WELL 5671-1
Source Number: 145
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/06/13 < 50.000
ANTIMONY 01097 036 2012/06/13 < 6.000
ARSENIC 01002 036 2012/06/13 < 2.000
BARIUM 01007 036 2012/06/13 < 100.000
BERYLLIUM 01012 036 2012/06/13 < 1.000
CADMIUM 01027 036 2012/06/13 < 1.000
CHROMIUM (TOTAL) 01034 036 2012/06/13 < 10.000
CHROMIUM, HEXAVALENT 01032 036 2013/10/11 4.700
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/06/13 .600
MERCURY 71900 036 2012/06/13 < 1.000
NICKEL 01067 036 2012/06/13 < 10.000
PERCHLORATE A-031 036 2014/04/02 < 4.000
SELENIUM 01147 036 2012/06/13 < 5.000
THALLIUM 01059 036 2012/06/13 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/04/02 8.100
NITRITE (AS N) 00620 036 2012/06/13 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 036 2011/02/09 1.960
REGULATED SOC
ATRAZINE 39033 072 2013/10/03 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/05/13 .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/05/13 .000
SIMAZINE 39055 072 2013/10/03 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/15 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/15 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/15 < 10.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2016/10
2015/06
2015/06
2015/06
2017/04
2015/06
2015/06

2015/04
2015/06

2014/02 DUE

2019/10
2003/05 DUE

2003/05 DUE
2019/10

2017/07
2017/07
2017/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-145
Source Name: WELL 5671-1
Source Number: 145
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,1,2-TRICHLOROETHANE 34511 036 2014/07/15 < .500 2017/07
1,1-DICHLOROETHANE 34496 036 2014/07/15 < .500 2017/07
1,1-DICHLOROETHYLENE 34501 036 2014/07/15 < .500 2017/07
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/15 < .500 2017/07
1,2-DICHLOROBENZENE 34536 036 2014/07/15 < .500 2017/07
1,2-DICHLOROETHANE 34531 036 2014/07/15 < .500 2017/07
1,2-DICHLOROPROPANE 34541 036 2014/07/15 < .500 2017/07
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/12/01 < .000 2014/12
1,4-DICHLOROBENZENE 34571 036 2014/07/15 < .500 2017/07
BENZENE 34030 036 2014/07/15 < .500 2017/07
CARBON TETRACHLORIDE 32102 036 2014/07/15 < .500 2017/07
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/15 < .500 2017/07
DICHLOROMETHANE 34423 036 2014/07/15 < .500 2017/07
ETHYLBENZENE 34371 036 2014/07/15 < .500 2017/07
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/15 < 3.000 2017/07
MONOCHLOROBENZENE 34301 036 2014/07/15 < .500 2017/07
STYRENE 77128 036 2014/07/15 < .500 2017/07
TETRACHLOROETHYLENE 34475 036 2014/07/15 < .500 2017/07
TOLUENE 34010 036 2014/07/15 < .500 2017/07
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/15 < .500 2017/07
TRICHLOROETHYLENE 39180 036 2014/07/15 < .500 2017/07
TRICHLOROFLUOROMETHANE 34488 036 2014/07/15 < 5.000 2017/07
VINYL CHLORIDE 39175 036 2014/07/15 < .500 2017/07
XYLENES (TOTAL) 81551 036 2014/07/15 < .500 2017/07
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/06/13 . 160.000 2015/06
CALCIUM 00916 036 2012/06/13 . 33.000 2015/06
CARBONATE ALKALINITY 00445 036 2012/06/13 < .120 2015/06
CHLORIDE 00940 036 2012/06/13 . 9.300 2015/06

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-145
Source Name: WELL 5671-1
Source Number: 145
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
COLOR 00081 036 2012/06/13 < 1.000
COPPER 01042 036 2012/06/13 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/06/13 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/06/13 . 120.000
HYDROXIDE ALKALINITY 71830 036 2012/06/13 < .120
IRON 01045 036 2012/06/13 < 100.000
MAGNESIUM 00927 036 2012/06/13 . 7.100
MANGANESE 01055 036 2012/06/13 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/06/13 < 1.000
PH, LABORATORY 00403 036 2012/06/13 . 8.200
SILVER 01077 036 2012/06/13 < 10.000
SODIUM 00929 036 2012/06/13 21.000
SPECIFIC CONDUCTANCE 00095 036 2012/06/13 . 330.000
SULFATE 00945 036 2012/06/13 24.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/06/13 . 200.000
TURBIDITY, LABORATORY 82079 036 2012/06/13 . .070
ZINC 01092 036 2012/06/13 < 50.000
PS Code: 3310001-146
Source Name: WELL 6723-1
Source Number: 146
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/10 < 50.000
ANTIMONY 01097 036 2012/07/10 < 6.000
ARSENIC 01002 036 2012/07/10 < 2.000
BARIUM 01007 036 2012/07/10 < 100.000
BERYLLIUM 01012 036 2012/07/10 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06

2015/07
2015/07
2015/07
2015/07
2015/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-146
Source Name: WELL 6723-1
Source Number: 146
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
CADMIUM 01027 036 2012/07/10 < 1.000
CHROMIUM (TOTAL) 01034 036 2012/07/10 . 13.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/10 . .300
MERCURY 71900 036 2012/07/10 < 1.000
NICKEL 01067 036 2012/07/10 < 10.000
PERCHLORATE A-031 036 2014/04/23 < 4.000
SELENIUM 01147 036 2012/07/10 < 5.000
THALLIUM 01059 036 2012/07/10 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 . 4.900
NITRITE (AS N) 00620 036 2012/07/10 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2006/11/08 2.560
REGULATED SOC
ATRAZINE 39033 072 2013/10/04 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2001/10/23 . .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2001/10/23 . .000
SIMAZINE 39055 072 2013/10/04 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/22 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/22 < .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/22 < .000
1,1,2-TRICHLOROETHANE 34511 036 2011/11/22 < .000
1,1-DICHLOROETHANE 34496 036 2011/11/22 < .000
1,1-DICHLOROETHYLENE 34501 036 2011/11/22 < .000
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/22 < .000
1,2-DICHLOROBENZENE 34536 036 2011/11/22 < .000
1,2-DICHLOROETHANE 34531 036 2011/11/22 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07
2015/07
2015/07
2015/07
2017/04
2015/07
2015/07

2015/03
2015/07

2015/11

2019/10
2001/10 DUE

2001/10 DUE
2019/10

2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-146
Source Name: WELL 6723-1
Source Number: 146
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,2-DICHLOROPROPANE 34541 036 2011/11/22 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/22 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/22 < .000 2014/11
BENZENE 34030 036 2011/11/22 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/22 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/22 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/22 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/22 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/22 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/22 < .000 2014/11
STYRENE 77128 036 2011/11/22 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/22 < .000 2014/11
TOLUENE 34010 036 2011/11/22 < .000 2014/11
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/22 < .000 2014/11
TRICHLOROETHYLENE 39180 036 2011/11/22 < .000 2014/11
TRICHLOROFLUOROMETHANE 34488 036 2011/11/22 < .000 2014/11
VINYL CHLORIDE 39175 036 2011/11/22 < .000 2014/11
XYLENES (TOTAL) 81551 036 2011/11/22 < .000 2014/11
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/07/10 . 100.000 2015/07
CALCIUM 00916 036 2012/07/10 . 37.000 2015/07
CARBONATE ALKALINITY 00445 036 2012/07/10 < .120 2015/07
CHLORIDE 00940 036 2012/07/10 . 34.000 2015/07
COLOR 00081 036 2012/07/10 < 1.000 2015/07
COPPER 01042 036 2012/07/10 < 50.000 2015/07
FOAMING AGENTS (MBAS) 38260 036 2012/07/10 < .050 2015/07
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/10 . 110.000 2015/07
HYDROXIDE ALKALINITY 71830 036 2012/07/10 < .120 2015/07
IRON 01045 036 2012/07/10 < 100.000 2015/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-146
Source Name: WELL 6723-1
Source Number: 146
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
MAGNESIUM 00927 036 2012/07/10 3.600
MANGANESE 01055 036 2012/07/10 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/10 < 1.000
PH, LABORATORY 00403 036 2012/07/10 8.000
SILVER 01077 036 2012/07/10 < 10.000
SODIUM 00929 036 2012/07/10 39.000
SPECIFIC CONDUCTANCE 00095 036 2012/07/10 440.000
SULFATE 00945 036 2012/07/10 73.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/10 280.000
TURBIDITY, LABORATORY 82079 036 2012/07/10 .060
ZINC 01092 036 2012/07/10 < 50.000
PS Code: 3310001-154
Source Name: WELL 5662-1
Source Number: 154
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/06/18 < 50.000
ANTIMONY 01097 036 2014/06/18 < 6.000
ARSENIC 01002 036 2011/03/15 < 2.000
BARIUM 01007 036 2014/06/18 < 100.000
BERYLLIUM 01012 036 2014/06/18 < 1.000
CADMIUM 01027 036 2014/06/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2011/03/15 4.600
CHROMIUM, HEXAVALENT 01032 036 2013/11/22 < 10.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/15 .200
MERCURY 71900 036 2014/06/18 < 1.000
NICKEL 01067 036 2014/06/18 < 10.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07

2017/06
2017/06

2014/03 DUE
2017/06
2017/06
2017/06

2014/03 DUE
2016/11

2014/03 DUE
2017/06
2017/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-154
Source Name: WELL 5662-1
Source Number: 154
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
PERCHLORATE A-031 036 2014/04/02 < 4.000 2017/04
SELENIUM 01147 036 2011/03/15 < 5.000 2014/03 DUE
THALLIUM 01059 036 2014/06/18 < 1.000 2017/06
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/05/07 . 31.000 2015/05
NITRITE (AS N) 00620 036 2011/03/15 < 400.000 2014/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 072 2006/11/08 3.530 2012/11 DUE
REGULATED SOC
ATRAZINE 39033 072 2008/11/13 .000 2014/11
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2002/11/19 . .000 2002/11 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2002/11/19 . .000 2002/11 DUE
SIMAZINE 39055 072 2008/11/13 .000 2014/11
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/02 < .500 2017/07
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/02 < .500 2017/07
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/02 < 10.000 2017/07
1,1,2-TRICHLOROETHANE 34511 036 2014/07/02 < .500 2017/07
1,1-DICHLOROETHANE 34496 036 2014/07/02 < .500 2017/07
1,1-DICHLOROETHYLENE 34501 036 2014/07/02 < .500 2017/07
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/02 < .500 2017/07
1,2-DICHLOROBENZENE 34536 036 2014/07/02 < .500 2017/07
1,2-DICHLOROETHANE 34531 036 2014/07/02 < .500 2017/07
1,2-DICHLOROPROPANE 34541 036 2014/07/02 < .500 2017/07
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/22 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2014/07/02 < .500 2017/07
BENZENE 34030 036 2014/07/02 < .500 2017/07
CARBON TETRACHLORIDE 32102 036 2014/07/02 < .500 2017/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-154
Source Name: WELL 5662-1
Source Number: 154
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/02 < .500 2017/07
DICHLOROMETHANE 34423 036 2014/07/02 < .500 2017/07
ETHYLBENZENE 34371 036 2014/07/02 < .500 2017/07
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/02 < 3.000 2017/07
MONOCHLOROBENZENE 34301 036 2014/07/02 < .500 2017/07
STYRENE 77128 036 2014/07/02 < .500 2017/07
TETRACHLOROETHYLENE 34475 036 2014/07/02 < .500 2017/07
TOLUENE 34010 036 2014/07/02 < .500 2017/07
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/02 < .500 2017/07
TRICHLOROETHYLENE 39180 036 2014/07/02 < .500 2017/07
TRICHLOROFLUOROMETHANE 34488 036 2014/07/02 < 5.000 2017/07
VINYL CHLORIDE 39175 036 2014/07/02 < .500 2017/07
XYLENES (TOTAL) 81551 036 2014/07/02 < .500 2017/07
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/15 . 120.000 2014/03 DUE
CALCIUM 00916 036 2011/03/15 . 59.000 2014/03 DUE
CARBONATE ALKALINITY 00445 036 2011/03/15 .000 2014/03 DUE
CHLORIDE 00940 036 2011/03/15 . 46.000 2014/03 DUE
COLOR 00081 036 2011/03/15 < 1.000 2014/03 DUE
COPPER 01042 036 2011/03/15 < 50.000 2014/03 DUE
FOAMING AGENTS (MBAS) 38260 036 2014/06/18 < .080 2017/06
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/15 .~ 190.000 2014/03 DUE
HYDROXIDE ALKALINITY 71830 036 2011/03/15 . .000 2014/03 DUE
IRON 01045 036 2014/06/18 < 100.000 2017/06
MAGNESIUM 00927 036 2011/03/15 . 7.900 2014/03 DUE
MANGANESE 01055 036 2014/06/18 < 20.000 2017/06
ODOR THRESHOLD @ 60 C 00086 036 2014/06/18 < 1.000 2017/06
PH, LABORATORY 00403 036 2011/03/15 . 7.600 2014/03 DUE
SILVER 01077 036 2014/06/18 < 10.000 2017/06

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-154
Source Name: WELL 5662-1
Source Number: 154
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
SODIUM 00929 036 2011/03/15 33.000 2014/03 DUE
SPECIFIC CONDUCTANCE 00095 036 2011/03/15 . 560.000 2014/03 DUE
SULFATE 00945 036 2011/03/15 77.000 2014/03 DUE
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/15 . 330.000 2014/03 DUE
TURBIDITY, LABORATORY 82079 036 2011/03/15 . .040 2014/03 DUE
ZINC 01092 036 2014/06/18 < 50.000 2017/06
PS Code: 3310001-155
Source Name: WELL 4562-2
Source Number: 155
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/07/16 < 50.000 2016/07
ANTIMONY 01097 036 2013/07/16 < 6.000 2016/07
ARSENIC 01002 036 2013/07/16 < 2.000 2016/07
BARIUM 01007 036 2013/07/16 < 100.000 2016/07
BERYLLIUM 01012 036 2013/07/16 < 1.000 2016/07
CADMIUM 01027 036 2013/07/16 < 1.000 2016/07
CHROMIUM (TOTAL) 01034 036 2013/07/16 < 10.000 2016/07
CHROMIUM, HEXAVALENT 01032 036 2013/10/10 . 4.200 2016/10
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/07/16 . .790 2016/07
MERCURY 71900 036 2013/07/16 < 1.000 2016/07
NICKEL 01067 036 2013/07/16 < 10.000 2016/07
PERCHLORATE A-031 036 2014/04/15 < 4.000 2017/04
SELENIUM 01147 036 2013/07/16 < 5.000 2016/07
THALLIUM 01059 036 2013/07/16 < 1.000 2016/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 . 2.200 2015/03

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-155
Source Name: WELL 4562-2
Source Number: 155
Source Status: ACTIVE UNTREATED
Water type: G
NITRATE/NITRITE
NITRITE (AS N) 00620 036 2013/07/16 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 048 2013/10/04 . 7.100
REGULATED SOC
ATRAZINE 39033 072 2013/10/04 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2001/10/11 . .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2001/10/11 . .000
SIMAZINE 39055 072 2013/10/04 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2013/10/04 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2013/10/04 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2013/10/04 < 10.000
1,1,2-TRICHLOROETHANE 34511 036 2013/10/04 < .500
1,1-DICHLOROETHANE 34496 036 2013/10/04 < .500
1,1-DICHLOROETHYLENE 34501 036 2013/10/04 < .500
1,2,4-TRICHLOROBENZENE 34551 036 2013/10/04 < .500
1,2-DICHLOROBENZENE 34536 036 2013/10/04 < .500
1,2-DICHLOROETHANE 34531 036 2013/10/04 < .500
1,2-DICHLOROPROPANE 34541 036 2013/10/04 < .500
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2013/10/04 < .500
1,4-DICHLOROBENZENE 34571 036 2013/10/04 < .500
BENZENE 34030 036 2013/10/04 < .500
CARBON TETRACHLORIDE 32102 036 2013/10/04 < .500
CIS-1,2-DICHLOROETHYLENE 77093 036 2013/10/04 < .500
DICHLOROMETHANE 34423 036 2013/10/04 < .500
ETHYLBENZENE 34371 036 2013/10/04 < .500
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2013/10/04 < 3.000
MONOCHLOROBENZENE 34301 036 2013/10/04 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07

2017/10

2019/10
2001/10 DUE

2001/10 DUE
2019/10

2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-155
Source Name: WELL 4562-2
Source Number: 155
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
STYRENE 77128 036 2013/10/04 < .500
TETRACHLOROETHYLENE 34475 036 2013/10/04 < .500
TOLUENE 34010 036 2013/10/04 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2013/10/04 < .500
TRICHLOROETHYLENE 39180 036 2013/10/04 < .500
TRICHLOROFLUOROMETHANE 34488 036 2013/10/04 < 5.000
VINYL CHLORIDE 39175 036 2013/10/04 < .500
XYLENES (TOTAL) 81551 036 2013/10/04 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/07/16 . 180.000
CALCIUM 00916 036 2013/07/16 . 66.000
CARBONATE ALKALINITY 00445 036 2013/07/16 < .120
CHLORIDE 00940 036 2013/07/16 . 30.000
COLOR 00081 036 2013/07/16 < 1.000
COPPER 01042 036 2013/07/16 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/07/16 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/07/16 . 210.000
HYDROXIDE ALKALINITY 71830 036 2013/07/16 < .120
IRON 01045 036 2013/07/16 < 100.000
MAGNESIUM 00927 036 2013/07/16 . 11.000
MANGANESE 01055 036 2013/07/16 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/07/16 < 1.000
PH, LABORATORY 00403 036 2013/07/16 . 8.200
SILVER 01077 036 2013/07/16 < 10.000
SODIUM 00929 036 2013/07/16 24.000
SPECIFIC CONDUCTANCE 00095 036 2013/07/16 . 560.000
SULFATE 00945 036 2013/07/16 97.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/07/16 . 360.000
TURBIDITY, LABORATORY 82079 036 2013/07/16 . .090
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-155
Source Name: WELL 4562-2
Source Number: 155
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
ZINC 01092 036 2013/07/16 < 50.000
PS Code: 3310001-158
Source Name: WELL 5672-1
Source Number: 158
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/18 < 50.000
ANTIMONY 01097 036 2012/07/18 < 6.000
ARSENIC 01002 036 2012/07/18 < 2.000
BARIUM 01007 036 2012/07/18 < 100.000
BERYLLIUM 01012 036 2012/07/18 < 1.000
CADMIUM 01027 036 2012/07/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2012/07/18 < 10.000
CHROMIUM, HEXAVALENT 01032 036 2013/11/06 < 10.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/18 . .600
MERCURY 71900 036 2012/07/18 < 1.000
NICKEL 01067 036 2012/07/18 < 10.000
PERCHLORATE A-031 036 2014/04/16 < 4.000
SELENIUM 01147 036 2012/07/18 < 5.000
THALLIUM 01059 036 2012/07/18 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 . 8.600
NITRITE (AS N) 00620 036 2012/07/18 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2005/02/22 < 3.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2016/11
2015/07
2015/07
2015/07
2017/04
2015/07
2015/07

2015/03
2015/07

2014/02 DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-158
Source Name: WELL 5672-1
Source Number: 158
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED SOC
ATRAZINE 39033 072 2009/10/27 .000 2015/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/05/14 . .000 2003/05 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/05/14 . .000 2003/05 DUE
SIMAZINE 39055 072 2009/10/27 .000 2015/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/15 < .500 2017/07
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/15 < .500 2017/07
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/15 < 10.000 2017/07
1,1,2-TRICHLOROETHANE 34511 036 2014/07/15 < .500 2017/07
1,1-DICHLOROETHANE 34496 036 2014/07/15 < .500 2017/07
1,1-DICHLOROETHYLENE 34501 036 2014/07/15 < .500 2017/07
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/15 < .500 2017/07
1,2-DICHLOROBENZENE 34536 036 2014/07/15 < .500 2017/07
1,2-DICHLOROETHANE 34531 036 2014/07/15 < .500 2017/07
1,2-DICHLOROPROPANE 34541 036 2014/07/15 < .500 2017/07
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/18 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2014/07/15 < .500 2017/07
BENZENE 34030 036 2014/07/15 < .500 2017/07
CARBON TETRACHLORIDE 32102 036 2014/07/15 < .500 2017/07
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/15 < .500 2017/07
DICHLOROMETHANE 34423 036 2014/07/15 < .500 2017/07
ETHYLBENZENE 34371 036 2014/07/15 < .500 2017/07
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/15 < 3.000 2017/07
MONOCHLOROBENZENE 34301 036 2014/07/15 < .500 2017/07
STYRENE 77128 036 2014/07/15 < .500 2017/07
TETRACHLOROETHYLENE 34475 036 2014/07/15 < .500 2017/07
TOLUENE 34010 036 2014/07/15 < .500 2017/07
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/15 < .500 2017/07
TRICHLOROETHYLENE 39180 036 2014/07/15 < .500 2017/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014 Page 161 of 1813



District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-158
Source Name: WELL 5672-1
Source Number: 158
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
TRICHLOROFLUOROMETHANE 34488 036 2014/07/15 < 5.000
VINYL CHLORIDE 39175 036 2014/07/15 < .500
XYLENES (TOTAL) 81551 036 2014/07/15 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/07/18 . 160.000
CALCIUM 00916 036 2012/07/18 . 33.000
CARBONATE ALKALINITY 00445 036 2012/07/18 < .120
CHLORIDE 00940 036 2012/07/18 . 11.000
COLOR 00081 036 2012/07/18 < 1.000
COPPER 01042 036 2012/07/18 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/07/18 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/18 . 120.000
HYDROXIDE ALKALINITY 71830 036 2012/07/18 < .120
IRON 01045 036 2012/07/18 < 100.000
MAGNESIUM 00927 036 2012/07/18 . 6.200
MANGANESE 01055 036 2012/07/18 < 20.000
PH, LABORATORY 00403 036 2012/07/18 . 7.500
SILVER 01077 036 2012/07/18 < 10.000
SODIUM 00929 036 2012/07/18 17.000
SPECIFIC CONDUCTANCE 00095 036 2012/07/18 . 330.000
SULFATE 00945 036 2012/07/18 25.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/18 . 200.000
TURBIDITY, LABORATORY 82079 036 2012/07/18 . .050
ZINC 01092 036 2012/07/18 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2017/07
2017/07

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
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District Number: 20
Riverside
(619) 525-4159

System Number: 3310001

System Name: COACHELLA VWD: COVE COMMUNITY

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-159
Source Name: WELL 5673-1
Source Number: 159
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/25 < 50.000
ANTIMONY 01097 036 2012/07/25 < 6.000
ARSENIC 01002 036 2012/07/25 < 2.000
BARIUM 01007 036 2012/07/25 < 100.000
BERYLLIUM 01012 036 2012/07/25 < 1.000
CADMIUM 01027 036 2012/07/25 < 1.000
CHROMIUM (TOTAL) 01034 036 2012/07/25 < 10.000
CHROMIUM, HEXAVALENT 01032 036 2013/11/06 < 10.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/25 .300
MERCURY 71900 036 2012/07/25 < 1.000
NICKEL 01067 036 2012/07/25 < 10.000
PERCHLORATE A-031 036 2014/04/02 < 4.000
SELENIUM 01147 036 2012/07/25 < 5.000
THALLIUM 01059 036 2012/07/25 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/04/02 23.000
NITRITE (AS N) 00620 036 2012/07/25 < 100.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2005/02/22 < 3.000
REGULATED SOC
ATRAZINE 39033 072 2009/11/04 .000
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/05/08 .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/05/08 .000
SIMAZINE 39055 072 2009/11/04 .000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2012/08/10 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2012/08/10 < .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2012/08/10 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2016/11
2015/07
2015/07
2015/07
2017/04
2015/07
2015/07

2015/04
2015/07

2014/02 DUE

2015/11
2003/05 DUE

2003/05 DUE
2015/11

2015/08
2015/08
2015/08
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-159
Source Name: WELL 5673-1
Source Number: 159
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,1,2-TRICHLOROETHANE 34511 036 2012/08/10 < .000 2015/08
1,1-DICHLOROETHANE 34496 036 2012/08/10 < .000 2015/08
1,1-DICHLOROETHYLENE 34501 036 2012/08/10 < .000 2015/08
1,2,4-TRICHLOROBENZENE 34551 036 2012/08/10 < .000 2015/08
1,2-DICHLOROBENZENE 34536 036 2012/08/10 < .000 2015/08
1,2-DICHLOROETHANE 34531 036 2012/08/10 < .000 2015/08
1,2-DICHLOROPROPANE 34541 036 2012/08/10 < .000 2015/08
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2012/08/10 < .000 2015/08
1,4-DICHLOROBENZENE 34571 036 2012/08/10 < .000 2015/08
BENZENE 34030 036 2012/08/10 < .000 2015/08
CARBON TETRACHLORIDE 32102 036 2012/08/10 < .000 2015/08
CIS-1,2-DICHLOROETHYLENE 77093 036 2012/08/10 < .000 2015/08
DICHLOROMETHANE 34423 036 2012/08/10 < .000 2015/08
ETHYLBENZENE 34371 036 2012/08/10 < .000 2015/08
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2012/08/10 < .000 2015/08
MONOCHLOROBENZENE 34301 036 2012/08/10 < .000 2015/08
STYRENE 77128 036 2012/08/10 < .000 2015/08
TETRACHLOROETHYLENE 34475 036 2012/08/10 < .000 2015/08
TOLUENE 34010 036 2012/08/10 < .000 2015/08
TRANS-1,2-DICHLOROETHYLENE 34546 036 2012/08/10 < .000 2015/08
TRICHLOROETHYLENE 39180 036 2012/08/10 < .000 2015/08
TRICHLOROFLUOROMETHANE 34488 036 2012/08/10 < .000 2015/08
VINYL CHLORIDE 39175 036 2012/08/10 < .000 2015/08
XYLENES (TOTAL) 81551 036 2012/08/10 < .000 2015/08
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/07/25 . 120.000 2015/07
CALCIUM 00916 036 2012/07/25 . 38.000 2015/07
CARBONATE ALKALINITY 00445 036 2012/07/25 < .120 2015/07
CHLORIDE 00940 036 2012/07/25 . 20.000 2015/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-159
Source Name: WELL 5673-1
Source Number: 159
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
COLOR 00081 036 2012/07/25 < 1.000
COPPER 01042 036 2012/07/25 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/07/25 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/25 . 120.000
HYDROXIDE ALKALINITY 71830 036 2012/07/25 < .120
IRON 01045 036 2012/07/25 < 100.000
MAGNESIUM 00927 036 2012/07/25 . 4.700
MANGANESE 01055 036 2012/07/25 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/25 < 1.000
PH, LABORATORY 00403 036 2012/07/25 . 7.500
SILVER 01077 036 2012/07/25 < 10.000
SODIUM 00929 036 2012/07/25 30.000
SPECIFIC CONDUCTANCE 00095 036 2012/07/25 . 400.000
SULFATE 00945 036 2012/07/25 36.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/25 . 260.000
TURBIDITY, LABORATORY 82079 036 2012/07/25 . .140
ZINC 01092 036 2012/07/25 < 50.000
PS Code: 3310001-160
Source Name: WELL 5713-1
Source Number: 160
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/06/18 < 50.000
ANTIMONY 01097 036 2013/06/18 < 6.000
ARSENIC 01002 036 2013/06/18 < 2.000
BARIUM 01007 036 2013/06/18 < 100.000
BERYLLIUM 01012 036 2013/06/18 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07

2016/06
2016/06
2016/06
2016/06
2016/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-160
Source Name: WELL 5713-1
Source Number: 160
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
CADMIUM 01027 036 2013/06/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 11.000
CHROMIUM, HEXAVALENT 01032 036 2014/05/01 . 8.300
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/06/18 . .640
MERCURY 71900 036 2013/06/18 < 1.000
NICKEL 01067 036 2013/06/18 < 10.000
PERCHLORATE A-031 036 2014/04/23 < 4.000
SELENIUM 01147 036 2013/06/18 < 5.000
THALLIUM 01059 036 2013/06/18 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 . 3.800
NITRITE (AS N) 00620 036 2013/06/18 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/10/18 . 5.500
REGULATED SOC
ATRAZINE 39033 072 2013/10/10 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2001/10/24 . .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2001/10/24 . .000
SIMAZINE 39055 072 2013/10/10 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/15 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/15 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/15 < 10.000
1,1,2-TRICHLOROETHANE 34511 036 2014/07/15 < .500
1,1-DICHLOROETHANE 34496 036 2014/07/15 < .500
1,1-DICHLOROETHYLENE 34501 036 2014/07/15 < .500
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/15 < .500
1,2-DICHLOROBENZENE 34536 036 2014/07/15 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/06
2017/06
2017/05
2016/06
2016/06
2016/06
2017/04
2016/06
2016/06

2015/03
2016/06

2017/10

2019/10
2001/10 DUE

2001/10 DUE
2019/10

2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-160
Source Name: WELL 5713-1
Source Number: 160
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,2-DICHLOROETHANE 34531 036 2014/07/15 < .500
1,2-DICHLOROPROPANE 34541 036 2014/07/15 < .500
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/12/01 < .000
1,4-DICHLOROBENZENE 34571 036 2014/07/15 < .500
BENZENE 34030 036 2014/07/15 < .500
CARBON TETRACHLORIDE 32102 036 2014/07/15 < .500
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/15 < .500
DICHLOROMETHANE 34423 036 2014/07/15 < .500
ETHYLBENZENE 34371 036 2014/07/15 < .500
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/15 < 3.000
MONOCHLOROBENZENE 34301 036 2014/07/15 < .500
STYRENE 77128 036 2014/07/15 < .500
TETRACHLOROETHYLENE 34475 036 2014/07/15 < .500
TOLUENE 34010 036 2014/07/15 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/15 < .500
TRICHLOROETHYLENE 39180 036 2014/07/15 < .500
TRICHLOROFLUOROMETHANE 34488 036 2014/07/15 < 5.000
VINYL CHLORIDE 39175 036 2014/07/15 < .500
XYLENES (TOTAL) 81551 036 2014/07/15 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/06/18 . 160.000
CALCIUM 00916 036 2013/06/18 . 29.000
CARBONATE ALKALINITY 00445 036 2013/06/18 < .120
CHLORIDE 00940 036 2013/06/18 . 10.000
COLOR 00081 036 2013/06/18 < 1.000
COPPER 01042 036 2013/06/18 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/06/18 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/06/18 . 98.000
HYDROXIDE ALKALINITY 71830 036 2013/06/18 < .120
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2017/07
2014/12
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07

2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-160
Source Name: WELL 5713-1
Source Number: 160
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
IRON 01045 036 2013/06/18 < 100.000
MAGNESIUM 00927 036 2013/06/18 . 6.400
MANGANESE 01055 036 2013/06/18 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/06/18 < 1.000
PH, LABORATORY 00403 036 2013/06/18 < 8.200
SILVER 01077 036 2013/06/18 < 10.000
SODIUM 00929 036 2013/06/18 25.000
SPECIFIC CONDUCTANCE 00095 036 2013/06/18 . 320.000
SULFATE 00945 036 2013/06/18 21.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/06/18 . 200.000
TURBIDITY, LABORATORY 82079 036 2013/06/18 . .070
ZINC 01092 036 2013/06/18 < 50.000
PS Code: 3310001-164
Source Name: WELL 4610-1
Source Number: 164
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/06/18 < 50.000
ANTIMONY 01097 036 2014/06/18 < 6.000
ARSENIC 01002 036 2011/03/15 < 2.000
BARIUM 01007 036 2014/06/18 < 100.000
BERYLLIUM 01012 036 2014/06/18 < 1.000
CADMIUM 01027 036 2014/06/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2011/03/15 . 15.000
CHROMIUM, HEXAVALENT 01032 036 2013/10/10 . 14.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/15 . .600
MERCURY 71900 036 2014/06/18 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06

2017/06
2017/06

2014/03 DUE
2017/06
2017/06
2017/06

2014/03 DUE
2016/10

2014/03 DUE
2017/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-164
Source Name: WELL 4610-1
Source Number: 164
Source Status: ACTIVE RAW
Water type: G
INORGANIC
NICKEL 01067 036 2014/06/18 < 10.000 2017/06
PERCHLORATE A-031 036 2014/04/08 < 4.000 2017/04
SELENIUM 01147 036 2011/03/15 < 5.000 2014/03 DUE
THALLIUM 01059 036 2014/06/18 < 1.000 2017/06
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/22 . 2.400 2015/01
NITRITE (AS N) 00620 036 2011/03/15 < 400.000 2014/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/10 . 4.600 2018/08
REGULATED SOC
ATRAZINE 39033 072 2008/12/10 .000 2014/12
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2002/11/20 . .000 2002/11 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2002/11/20 . .000 2002/11 DUE
SIMAZINE 39055 072 2008/12/10 .000 2014/12
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2012/08/10 < .000 2015/08
1,1,2,2-TETRACHLOROETHANE 34516 036 2012/08/10 < .000 2015/08
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2012/08/10 < .000 2015/08
1,1,2-TRICHLOROETHANE 34511 036 2012/08/10 < .000 2015/08
1,1-DICHLOROETHANE 34496 036 2012/08/10 < .000 2015/08
1,1-DICHLOROETHYLENE 34501 036 2012/08/10 < .000 2015/08
1,2,4-TRICHLOROBENZENE 34551 036 2012/08/10 < .000 2015/08
1,2-DICHLOROBENZENE 34536 036 2012/08/10 < .000 2015/08
1,2-DICHLOROETHANE 34531 036 2012/08/10 < .000 2015/08
1,2-DICHLOROPROPANE 34541 036 2012/08/10 < .000 2015/08
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2012/08/10 < .000 2015/08
1,4-DICHLOROBENZENE 34571 036 2012/08/10 < .000 2015/08
BENZENE 34030 036 2012/08/10 < .000 2015/08

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-164
Source Name: WELL 4610-1
Source Number: 164
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
CARBON TETRACHLORIDE 32102 036 2012/08/10 < .000 2015/08
CIS-1,2-DICHLOROETHYLENE 77093 036 2012/08/10 < .000 2015/08
DICHLOROMETHANE 34423 036 2012/08/10 < .000 2015/08
ETHYLBENZENE 34371 036 2012/08/10 < .000 2015/08
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2012/08/10 < .000 2015/08
MONOCHLOROBENZENE 34301 036 2012/08/10 < .000 2015/08
STYRENE 77128 036 2012/08/10 < .000 2015/08
TETRACHLOROETHYLENE 34475 036 2012/08/10 < .000 2015/08
TOLUENE 34010 036 2012/08/10 < .000 2015/08
TRANS-1,2-DICHLOROETHYLENE 34546 036 2012/08/10 < .000 2015/08
TRICHLOROETHYLENE 39180 036 2012/08/10 < .000 2015/08
TRICHLOROFLUOROMETHANE 34488 036 2012/08/10 < .000 2015/08
VINYL CHLORIDE 39175 036 2012/08/10 < .000 2015/08
XYLENES (TOTAL) 81551 036 2012/08/10 < .000 2015/08
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/15 . 160.000 2014/03 DUE
CALCIUM 00916 036 2011/03/15 . 25.000 2014/03 DUE
CARBONATE ALKALINITY 00445 036 2011/03/15 .000 2014/03 DUE
CHLORIDE 00940 036 2011/03/15 . 10.000 2014/03 DUE
COLOR 00081 036 2011/03/15 < 1.000 2014/03 DUE
COPPER 01042 036 2011/03/15 < 50.000 2014/03 DUE
FOAMING AGENTS (MBAS) 38260 036 2014/06/18 < .080 2017/06
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/15 . 91.000 2014/03 DUE
HYDROXIDE ALKALINITY 71830 036 2011/03/15 . .000 2014/03 DUE
IRON 01045 036 2014/06/18 < 100.000 2017/06
MAGNESIUM 00927 036 2011/03/15 . 5.500 2014/03 DUE
MANGANESE 01055 036 2014/06/18 < 20.000 2017/06
ODOR THRESHOLD @ 60 C 00086 036 2014/06/18 < 1.000 2017/06
PH, LABORATORY 00403 036 2011/03/15 . 7.300 2014/03 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-164
Source Name: WELL 4610-1
Source Number: 164
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
SILVER 01077 036 2014/06/18 < 10.000 2017/06
SODIUM 00929 036 2011/03/15 31.000 2014/03 DUE
SPECIFIC CONDUCTANCE 00095 036 2011/03/15 . 330.000 2014/03 DUE
SULFATE 00945 036 2011/03/15 26.000 2014/03 DUE
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/15 .~ 200.000 2014/03 DUE
TURBIDITY, LABORATORY 82079 036 2011/03/15 . .500 2014/03 DUE
ZINC 01092 036 2014/06/18 < 50.000 2017/06
PS Code: 3310001-165
Source Name: WELL 4526-1
Source Number: 165
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/06/18 < 50.000 2016/06
ANTIMONY 01097 036 2013/06/18 < 6.000 2016/06
ARSENIC 01002 036 2013/06/18 < 2.000 2016/06
BARIUM 01007 036 2013/06/18 < 100.000 2016/06
BERYLLIUM 01012 036 2013/06/18 < 1.000 2016/06
CADMIUM 01027 036 2013/06/18 < 1.000 2016/06
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 11.000 2017/06
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/06/18 . .830 2016/06
MERCURY 71900 036 2013/06/18 < 1.000 2016/06
NICKEL 01067 036 2013/06/18 < 10.000 2016/06
PERCHLORATE A-031 036 2014/04/22 < 4.000 2017/04
SELENIUM 01147 036 2013/06/18 < 5.000 2016/06
THALLIUM 01059 036 2013/06/18 < 1.000 2016/06
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 . 2.600 2015/03

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-165
Source Name: WELL 4526-1
Source Number: 165
Source Status: ACTIVE RAW
Water type: G
NITRATE/NITRITE
NITRITE (AS N) 00620 036 2013/06/18 < 400.000 2016/06
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/09 . 6.900 2018/08
REGULATED SOC
ATRAZINE 39033 072 2008/11/14 .000 2014/11
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2002/12/04 . .000 2002/12 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2002/12/04 . .000 2002/12 DUE
SIMAZINE 39055 072 2008/11/14 .000 2014/11
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2012/08/09 < .000 2015/08
1,1,2,2-TETRACHLOROETHANE 34516 036 2012/08/09 < .000 2015/08
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2012/08/09 < .000 2015/08
1,1,2-TRICHLOROETHANE 34511 036 2012/08/09 < .000 2015/08
1,1-DICHLOROETHANE 34496 036 2012/08/09 < .000 2015/08
1,1-DICHLOROETHYLENE 34501 036 2012/08/09 < .000 2015/08
1,2,4-TRICHLOROBENZENE 34551 036 2012/08/09 < .000 2015/08
1,2-DICHLOROBENZENE 34536 036 2012/08/09 < .000 2015/08
1,2-DICHLOROETHANE 34531 036 2012/08/09 < .000 2015/08
1,2-DICHLOROPROPANE 34541 036 2012/08/09 < .000 2015/08
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2012/08/09 < .000 2015/08
1,4-DICHLOROBENZENE 34571 036 2012/08/09 < .000 2015/08
BENZENE 34030 036 2012/08/09 < .000 2015/08
CARBON TETRACHLORIDE 32102 036 2012/08/09 < .000 2015/08
CIS-1,2-DICHLOROETHYLENE 77093 036 2012/08/09 < .000 2015/08
DICHLOROMETHANE 34423 036 2012/08/09 < .000 2015/08
ETHYLBENZENE 34371 036 2012/08/09 < .000 2015/08
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2012/08/09 < .000 2015/08
MONOCHLOROBENZENE 34301 036 2012/08/09 < .000 2015/08

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-165
Source Name: WELL 4526-1
Source Number: 165
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
STYRENE 77128 036 2012/08/09 < .000
TETRACHLOROETHYLENE 34475 036 2012/08/09 < .000
TOLUENE 34010 036 2012/08/09 < .000
TRANS-1,2-DICHLOROETHYLENE 34546 036 2012/08/09 < .000
TRICHLOROETHYLENE 39180 036 2012/08/09 < .000
TRICHLOROFLUOROMETHANE 34488 036 2012/08/09 < .000
VINYL CHLORIDE 39175 036 2012/08/09 < .000
XYLENES (TOTAL) 81551 036 2012/08/09 < .000
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/06/18 . 180.000
CALCIUM 00916 036 2013/06/18 . 35.000
CARBONATE ALKALINITY 00445 036 2013/06/18 < .120
CHLORIDE 00940 036 2013/06/18 . 11.000
COLOR 00081 036 2013/06/18 < 1.000
COPPER 01042 036 2013/06/18 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/06/18 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/06/18 . 120.000
HYDROXIDE ALKALINITY 71830 036 2013/06/18 < .120
IRON 01045 036 2013/06/18 < 100.000
MAGNESIUM 00927 036 2013/06/18 . 7.800
MANGANESE 01055 036 2013/06/18 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/06/18 < 1.000
PH, LABORATORY 00403 036 2013/06/18 < 8.200
SILVER 01077 036 2013/06/18 < 10.000
SODIUM 00929 036 2013/06/18 29.000
SPECIFIC CONDUCTANCE 00095 036 2013/06/18 . 360.000
SULFATE 00945 036 2013/06/18 25.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/06/18 . 220.000
TURBIDITY, LABORATORY 82079 036 2013/06/18 . .050
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08

2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-165
Source Name: WELL 4526-1
Source Number: 165
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
ZINC 01092 036 2013/06/18 < 50.000
PS Code: 3310001-166
Source Name: WELL 5625-2
Source Number: 166
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/06/18 < 50.000
ANTIMONY 01097 036 2013/06/18 < 6.000
ARSENIC 01002 036 2013/06/18 < 2.000
BARIUM 01007 036 2013/06/18 < 100.000
BERYLLIUM 01012 036 2013/06/18 < 1.000
CADMIUM 01027 036 2013/06/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2013/06/18 < 10.000
CHROMIUM, HEXAVALENT 01032 036 2013/11/27 < 10.000
CYANIDE 01291 036
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/06/18 . .280
MERCURY 71900 036 2013/06/18 < 1.000
NICKEL 01067 036 2013/06/18 < 10.000
PERCHLORATE A-031 036 2014/04/23 < 4.000
SELENIUM 01147 036 2013/06/18 < 5.000
THALLIUM 01059 036 2013/06/18 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 . 3.500
NITRITE (AS N) 00620 036 2013/06/18 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2008/07/24 2.560
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/06

2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/11
DUE
2016/06
2016/06
2016/06
2017/04
2016/06
2016/06

2015/03
2016/06

2017/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-166
Source Name: WELL 5625-2
Source Number: 166
Source Status: ACTIVE RAW
Water type: G
REGULATED SOC
2,3,7,8-TCDD (DIOXIN) 34676 000
2,4,5-TP (SILVEX) 39045 000
2,4-D 39730 000
ALACHLOR 77825 000
ATRAZINE 39033 003 2013/10/03 < .500 2014/01
BENTAZON 38710 000
BENZO (A) PYRENE 34247 000
CARBOFURAN 81405 000
CHLORDANE 39350 000
DALAPON 38432 000
DI(2-ETHYLHEXYL)ADIPATE A-026 000
DI(2-ETHYLHEXYL)PHTHALATE 39100 000
DIBROMOCHLOROPROPANE (DBCP) 38761 000
DINOSEB 81287 000
DIQUAT 78885 000
ENDOTHALL 38926 000
ENDRIN 39390 000
ETHYLENE DIBROMIDE (EDB) 77651 000
GLYPHOSATE 79743 000
HEPTACHLOR 39410 000
HEPTACHLOR EPOXIDE 39420 000
HEXACHLOROBENZENE 39700 000
HEXACHLOROCYCLOPENTADIENE 34386 000
LINDANE 39340 000
METHOXYCHLOR 39480 000
MOLINATE 82199 000
OXAMYL 38865 000
PENTACHLOROPHENOL 39032 000
PICLORAM 39720 000
POLYCHLORINATED BIPHENYLS, TOTAL, AS DCB 39516 000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-166
Source Name: WELL 5625-2
Source Number: 166
Source Status: ACTIVE RAW
Water type: G
REGULATED SOC
SIMAZINE 39055 003 2013/10/03 < 1.000 2014/01 DUE
THIOBENCARB A-001 000 DUE
TOXAPHENE 39400 000 DUE
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/18 < .000 2014/11
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/18 < .000 2014/11
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/18 < .000 2014/11
1,1,2-TRICHLOROETHANE 34511 036 2011/11/18 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/18 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/18 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/18 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/18 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/18 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/18 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/18 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/18 < .000 2014/11
BENZENE 34030 036 2011/11/18 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/18 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/18 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/18 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/18 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/18 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/18 < .000 2014/11
STYRENE 77128 036 2011/11/18 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/18 < .000 2014/11
TOLUENE 34010 036 2011/11/18 < .000 2014/11
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/18 < .000 2014/11
TRICHLOROETHYLENE 39180 036 2011/11/18 < .000 2014/11
TRICHLOROFLUOROMETHANE 34488 036 2011/11/18 < .000 2014/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-166
Source Name: WELL 5625-2
Source Number: 166
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
VINYL CHLORIDE 39175 036 2011/11/18 < .000
XYLENES (TOTAL) 81551 036 2011/11/18 < .000
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/06/18 . 110.000
CALCIUM 00916 036 2013/06/18 . 22.000
CARBONATE ALKALINITY 00445 036 2013/06/18 < .120
CHLORIDE 00940 036 2013/06/18 . 13.000
COLOR 00081 036 2013/06/18 < 1.000
COPPER 01042 036 2013/06/18 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/06/18 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/06/18 . 69.000
HYDROXIDE ALKALINITY 71830 036 2013/06/18 < .120
IRON 01045 036 2013/06/18 < 100.000
MAGNESIUM 00927 036 2013/06/18 . 3.000
MANGANESE 01055 036 2013/06/18 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/06/18 < 1.000
PH, LABORATORY 00403 036 2013/06/18 < 8.200
SILVER 01077 036 2013/06/18 < 10.000
SODIUM 00929 036 2013/06/18 26.000
SPECIFIC CONDUCTANCE 00095 036 2013/06/18 . 269.000
SULFATE 00945 036 2013/06/18 22.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/06/18 . 160.000
TURBIDITY, LABORATORY 82079 036 2013/06/18 . .040
ZINC 01092 036 2013/06/18 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/11
2014/11

2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-167
Source Name: WELL 5678-1
Source Number: 167
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/07/08 < 50.000 2017/07
ANTIMONY 01097 036 2014/07/08 < 6.000 2017/07
ARSENIC 01002 036 2011/03/30 < 2.000 2014/03 DUE
BARIUM 01007 036 2014/07/08 < 100.000 2017/07
BERYLLIUM 01012 036 2014/07/08 < 1.000 2017/07
CADMIUM 01027 036 2014/07/08 < 1.000 2017/07
CHROMIUM (TOTAL) 01034 036 2011/03/30 . 17.000 2014/03 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/30 . .600 2014/03 DUE
MERCURY 71900 036 2014/07/08 < 1.000 2017/07
NICKEL 01067 036 2014/07/08 < 10.000 2017/07
PERCHLORATE A-031 036 2014/04/08 < 4.000 2017/04
SELENIUM 01147 036 2011/03/30 < 5.000 2014/03 DUE
THALLIUM 01059 036 2014/07/08 < 1.000 2017/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/04/30 . 2.400 2014/04 DUE
NITRITE (AS N) 00620 036 2011/03/30 < 400.000 2014/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/09 3.100 2018/08
REGULATED SOC
ATRAZINE 39033 072 2008/12/17 .000 2014/12
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2002/11/19 . .000 2002/11 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2002/11/19 . .000 2002/11 DUE
SIMAZINE 39055 072 2008/12/17 .000 2014/12
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/08 < .500 2017/07
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/08 < .500 2017/07
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/08 < 10.000 2017/07
1,1,2-TRICHLOROETHANE 34511 036 2014/07/08 < .500 2017/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-167
Source Name: WELL 5678-1
Source Number: 167
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1-DICHLOROETHANE 34496 036 2014/07/08 < .500 2017/07
1,1-DICHLOROETHYLENE 34501 036 2014/07/08 < .500 2017/07
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/08 < .500 2017/07
1,2-DICHLOROBENZENE 34536 036 2014/07/08 < .500 2017/07
1,2-DICHLOROETHANE 34531 036 2014/07/08 < .500 2017/07
1,2-DICHLOROPROPANE 34541 036 2014/07/08 < .500 2017/07
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/23 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2014/07/08 < .500 2017/07
BENZENE 34030 036 2014/07/08 < .500 2017/07
CARBON TETRACHLORIDE 32102 036 2014/07/08 < .500 2017/07
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/08 < .500 2017/07
DICHLOROMETHANE 34423 036 2014/07/08 < .500 2017/07
ETHYLBENZENE 34371 036 2014/07/08 < .500 2017/07
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/08 < 3.000 2017/07
MONOCHLOROBENZENE 34301 036 2014/07/08 < .500 2017/07
STYRENE 77128 036 2014/07/08 < .500 2017/07
TETRACHLOROETHYLENE 34475 036 2014/07/08 < .500 2017/07
TOLUENE 34010 036 2014/07/08 < .500 2017/07
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/08 < .500 2017/07
TRICHLOROETHYLENE 39180 036 2014/07/08 < .500 2017/07
TRICHLOROFLUOROMETHANE 34488 036 2014/07/08 < 5.000 2017/07
VINYL CHLORIDE 39175 036 2014/07/08 < .500 2017/07
XYLENES (TOTAL) 81551 036 2014/07/08 < .500 2017/07
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/30 . 150.000 2014/03 DUE
CALCIUM 00916 036 2011/03/30 . 22.000 2014/03 DUE
CARBONATE ALKALINITY 00445 036 2011/03/30 .000 2014/03 DUE
CHLORIDE 00940 036 2011/03/30 . 11.000 2014/03 DUE
COLOR 00081 036 2011/03/30 < 1.000 2014/03 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-167
Source Name: WELL 5678-1
Source Number: 167
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
COPPER 01042 036 2011/03/30 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2014/07/08 < .200
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/30 . 90.000
HYDROXIDE ALKALINITY 71830 036 2011/03/30 . .000
IRON 01045 036 2014/07/08 < 100.000
MAGNESIUM 00927 036 2011/03/30 . 5.800
MANGANESE 01055 036 2014/07/08 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2014/07/08 < 1.000
PH, LABORATORY 00403 036 2011/03/30 . 7.900
SILVER 01077 036 2014/07/08 < 10.000
SODIUM 00929 036 2011/03/30 30.000
SPECIFIC CONDUCTANCE 00095 036 2011/03/30 . 320.000
SULFATE 00945 036 2011/03/30 23.000
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/30 . 190.000
TURBIDITY, LABORATORY 82079 036 2011/03/30 . .040
ZINC 01092 036 2014/07/08 < 50.000
PS Code: 3310001-168
Source Name: WELL 5677-1
Source Number: 168
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/07/08 < 50.000
ANTIMONY 01097 036 2014/07/08 < 6.000
ARSENIC 01002 036 2011/03/15 < 2.000
BARIUM 01007 036 2014/07/08 < 100.000
BERYLLIUM 01012 036 2014/07/08 < 1.000
CADMIUM 01027 036 2014/07/08 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/03
2017/07
2014/03
2014/03
2017/07
2014/03
2017/07
2017/07
2014/03
2017/07
2014/03
2014/03
2014/03
2014/03
2014/03
2017/07

2017/07
2017/07
2014/03
2017/07
2017/07
2017/07

DUE

DUE
DUE

DUE

DUE

DUE
DUE
DUE
DUE
DUE

DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-168
Source Name: WELL 5677-1
Source Number: 168
Source Status: ACTIVE RAW
Water type: G
INORGANIC
CHROMIUM (TOTAL) 01034 036 2011/03/15 . 13.000 2014/03 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/15 . .600 2014/03 DUE
MERCURY 71900 036 2014/07/08 < 1.000 2017/07
NICKEL 01067 036 2014/07/08 < 10.000 2017/07
PERCHLORATE A-031 036 2014/05/21 < 4.000 2017/05
SELENIUM 01147 036 2011/03/15 < 5.000 2014/03 DUE
THALLIUM 01059 036 2014/07/08 < 1.000 2017/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/05/22 . 3.900 2014/05 DUE
NITRITE (AS N) 00620 036 2011/03/15 < 400.000 2014/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/10 < .000 2018/08
REGULATED SOC
ATRAZINE 39033 072 2011/12/06 < .500 2017/12
DIBROMOCHLOROPROPANE (DBCP) 38761 000 1999/05/07 .000 1999/05 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 1999/05/07 .000 1999/05 DUE
SIMAZINE 39055 072 2011/12/06 < 1.000 2017/12
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/08 < .500 2017/07
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/08 < .500 2017/07
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/08 < 10.000 2017/07
1,1,2-TRICHLOROETHANE 34511 036 2014/07/08 < .500 2017/07
1,1-DICHLOROETHANE 34496 036 2014/07/08 < .500 2017/07
1,1-DICHLOROETHYLENE 34501 036 2014/07/08 < .500 2017/07
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/08 < .500 2017/07
1,2-DICHLOROBENZENE 34536 036 2014/07/08 < .500 2017/07
1,2-DICHLOROETHANE 34531 036 2014/07/08 < .500 2017/07
1,2-DICHLOROPROPANE 34541 036 2014/07/08 < .500 2017/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-168
Source Name: WELL 5677-1
Source Number: 168
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/18 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2014/07/08 < .500 2017/07
BENZENE 34030 036 2014/07/08 < .500 2017/07
CARBON TETRACHLORIDE 32102 036 2014/07/08 < .500 2017/07
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/08 < .500 2017/07
DICHLOROMETHANE 34423 036 2014/07/08 < .500 2017/07
ETHYLBENZENE 34371 036 2014/07/08 < .500 2017/07
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/08 < 3.000 2017/07
MONOCHLOROBENZENE 34301 036 2014/07/08 < .500 2017/07
STYRENE 77128 036 2014/07/08 < .500 2017/07
TETRACHLOROETHYLENE 34475 036 2014/07/08 < .500 2017/07
TOLUENE 34010 036 2014/07/08 < .500 2017/07
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/08 < .500 2017/07
TRICHLOROETHYLENE 39180 036 2014/07/08 < .500 2017/07
TRICHLOROFLUOROMETHANE 34488 036 2014/07/08 < 5.000 2017/07
VINYL CHLORIDE 39175 036 2014/07/08 < .500 2017/07
XYLENES (TOTAL) 81551 036 2014/07/08 < .500 2017/07
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/15 .~ 160.000 2014/03 DUE
CALCIUM 00916 036 2011/03/15 . 25.000 2014/03 DUE
CARBONATE ALKALINITY 00445 036 2011/03/15 .000 2014/03 DUE
CHLORIDE 00940 036 2011/03/15 . 8.900 2014/03 DUE
COLOR 00081 036 2011/03/15 < 1.000 2014/03 DUE
COPPER 01042 036 2011/03/15 < 50.000 2014/03 DUE
FOAMING AGENTS (MBAS) 38260 036 2014/07/08 < .200 2017/07
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/15 . 97.000 2014/03 DUE
HYDROXIDE ALKALINITY 71830 036 2011/03/15 . .000 2014/03 DUE
IRON 01045 036 2014/07/08 < 100.000 2017/07
MAGNESIUM 00927 036 2011/03/15 . 6.700 2014/03 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20
Riverside
(619) 525-4159

System Number: 3310001

System Name: COACHELLA VWD: COVE COMMUNITY

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-168
Source Name: WELL 5677-1
Source Number: 168
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
MANGANESE 01055 036 2014/07/08 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2014/07/08 < 1.000
PH, LABORATORY 00403 036 2011/03/15 7.900
SILVER 01077 036 2014/07/08 < 10.000
SODIUM 00929 036 2011/03/15 28.000
SPECIFIC CONDUCTANCE 00095 036 2011/03/15 320.000
SULFATE 00945 036 2011/03/15 19.000
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/15 190.000
TURBIDITY, LABORATORY 82079 036 2011/03/15 .050
ZINC 01092 036 2014/07/08 < 50.000
PS Code: 3310001-169
Source Name: WELL 5675-1
Source Number: 169
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/06/18 < 50.000
ANTIMONY 01097 036 2014/06/18 < 6.000
ARSENIC 01002 036 2011/03/30 < 2.000
BARIUM 01007 036 2014/06/18 < 100.000
BERYLLIUM 01012 036 2014/06/18 < 1.000
CADMIUM 01027 036 2014/06/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2011/03/30 3.900
CHROMIUM, HEXAVALENT 01032 036 2013/11/26 < 10.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/30 .600
MERCURY 71900 036 2014/06/18 < 1.000
NICKEL 01067 036 2014/06/18 < 10.000
PERCHLORATE A-031 036 2014/04/30 < 4.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2017/07
2014/03
2017/07
2014/03
2014/03
2014/03
2014/03
2014/03
2017/07

2017/06
2017/06
2014/03
2017/06
2017/06
2017/06
2014/03
2016/11
2014/03
2017/06
2017/06
2017/04

DUE
DUE
DUE
DUE

DUE
DUE

DUE

DUE

DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-169
Source Name: WELL 5675-1
Source Number: 169
Source Status: ACTIVE RAW
Water type: G
INORGANIC
SELENIUM 01147 036 2011/03/30 < 5.000 2014/03 DUE
THALLIUM 01059 036 2014/06/18 < 1.000 2017/06
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/05/01 . 2400 2014/05 DUE
NITRITE (AS N) 00620 036 2011/03/30 < 400.000 2014/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/10/18 < .000 2017/10
REGULATED SOC
ATRAZINE 39033 072 2008/11/24 .000 2014/11
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2002/11/13 . .000 2002/11 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2002/11/13 . .000 2002/11 DUE
SIMAZINE 39055 072 2008/11/24 .000 2014/11
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/15 < .000 2014/11
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/15 < .000 2014/11
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/15 < .000 2014/11
1,1,2-TRICHLOROETHANE 34511 036 2011/11/15 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/15 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/15 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/15 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/15 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/15 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/15 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/15 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/15 < .000 2014/11
BENZENE 34030 036 2011/11/15 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/15 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/15 < .000 2014/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-169
Source Name: WELL 5675-1
Source Number: 169
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
DICHLOROMETHANE 34423 036 2011/11/15 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/15 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/15 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/15 < .000 2014/11
STYRENE 77128 036 2011/11/15 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/15 < .000 2014/11
TOLUENE 34010 036 2011/11/15 < .000 2014/11
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/15 < .000 2014/11
TRICHLOROETHYLENE 39180 036 2011/11/15 < .000 2014/11
TRICHLOROFLUOROMETHANE 34488 036 2011/11/15 < .000 2014/11
VINYL CHLORIDE 39175 036 2011/11/15 < .000 2014/11
XYLENES (TOTAL) 81551 036 2011/11/15 < .000 2014/11
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/30 .~ 160.000 2014/03 DUE
CALCIUM 00916 036 2011/03/30 . 32.000 2014/03 DUE
CARBONATE ALKALINITY 00445 036 2011/03/30 .000 2014/03 DUE
CHLORIDE 00940 036 2011/03/30 . 8.700 2014/03 DUE
COLOR 00081 036 2011/03/30 < 1.000 2014/03 DUE
COPPER 01042 036 2011/03/30 < 50.000 2014/03 DUE
FOAMING AGENTS (MBAS) 38260 036 2014/06/18 < .080 2017/06
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/30 . 120.000 2014/03 DUE
HYDROXIDE ALKALINITY 71830 036 2011/03/30 . .000 2014/03 DUE
IRON 01045 036 2014/06/18 < 100.000 2017/06
MAGNESIUM 00927 036 2011/03/30 . 7.100 2014/03 DUE
MANGANESE 01055 036 2014/06/18 < 20.000 2017/06
ODOR THRESHOLD @ 60 C 00086 036 2014/06/18 < 1.000 2017/06
PH, LABORATORY 00403 036 2011/03/30 . 8.100 2014/03 DUE
SILVER 01077 036 2014/06/18 < 10.000 2017/06
SODIUM 00929 036 2011/03/30 18.000 2014/03 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20
Riverside
(619) 525-4159

System Number: 3310001

System Name: COACHELLA VWD: COVE COMMUNITY

PS Code: 3310001-169
Source Name: WELL 5675-1

Source Number: 169

Source Status: ACTIVE RAW
Water type: G

SECONDARY/GP
SPECIFIC CONDUCTANCE
SULFATE
TOTAL DISSOLVED SOLIDS

TURBIDITY, LABORATORY
ZINC

PS Code: 3310001-170
Source Name: WELL 5714-1

Source Number: 170

Source Status: ACTIVE RAW
Water type: G

INORGANIC
ALUMINUM
ANTIMONY
ARSENIC
BARIUM
BERYLLIUM
CADMIUM
CHROMIUM (TOTAL)
CHROMIUM, HEXAVALENT

FLUORIDE (F) (NATURAL-SOURCE)

MERCURY
NICKEL
PERCHLORATE

SELENIUM
THALLIUM

NITRATE/NITRITE
NITRATE (AS NO3)
NITRITE (AS N)

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
00095 036 2011/03/30 330.000
00945 036 2011/03/30 23.000
70300 036 2011/03/30 200.000
82079 036 2011/03/30 .030
01092 036 2014/06/18 50.000
01105 036 2014/07/01 50.000
01097 036 2014/07/01 6.000
01002 036 2011/03/30 2.000
01007 036 2014/07/01 100.000
01012 036 2014/07/01 1.000
01027 036 2014/07/01 1.000
01034 036 2014/06/10 10.000
01032 036 2014/05/01 9.700
00951 036 2011/03/30 .500
71900 036 2014/07/01 1.000
01067 036 2014/07/01 10.000
A-031 036 2014/05/21 4.000
01147 036 2011/03/30 5.000
01059 036 2014/07/01 1.000
71850 012 2013/04/24 2.000
00620 036 2011/03/30 400.000

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014 DRINKING WATER MONITORING SCHEDULE

- DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/03
2014/03
2014/03
2014/03
2017/06

2017/07
2017/07
2014/03
2017/07
2017/07
2017/07
2017/06
2017/05
2014/03
2017/07
2017/07
2017/05
2014/03
2017/07

2014/04
2014/03

DUE
DUE
DUE
DUE

DUE

DUE

DUE

DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-170
Source Name: WELL 5714-1
Source Number: 170
Source Status: ACTIVE RAW
Water type: G
RADIOLOGICAL
GROSS ALPHA 01501 108 2005/11/23 . 2.600 2014/11
REGULATED SOC
ATRAZINE 39033 072 2008/11/24 .000 2014/11
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2002/11/20 . .000 2002/11 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2002/11/20 . .000 2002/11 DUE
SIMAZINE 39055 072 2008/11/24 .000 2014/11
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/01 < .500 2017/07
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/01 < .500 2017/07
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/01 < 10.000 2017/07
1,1,2-TRICHLOROETHANE 34511 036 2014/07/01 < .500 2017/07
1,1-DICHLOROETHANE 34496 036 2014/07/01 < .500 2017/07
1,1-DICHLOROETHYLENE 34501 036 2014/07/01 < .500 2017/07
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/01 < .500 2017/07
1,2-DICHLOROBENZENE 34536 036 2014/07/01 < .500 2017/07
1,2-DICHLOROETHANE 34531 036 2014/07/01 < .500 2017/07
1,2-DICHLOROPROPANE 34541 036 2014/07/01 < .500 2017/07
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/18 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2014/07/01 < .500 2017/07
BENZENE 34030 036 2014/07/01 < .500 2017/07
CARBON TETRACHLORIDE 32102 036 2014/07/01 < .500 2017/07
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/01 < .500 2017/07
DICHLOROMETHANE 34423 036 2014/07/01 < .500 2017/07
ETHYLBENZENE 34371 036 2014/07/01 < .500 2017/07
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/01 < 3.000 2017/07
MONOCHLOROBENZENE 34301 036 2014/07/01 < .500 2017/07
STYRENE 77128 036 2014/07/01 < .500 2017/07
TETRACHLOROETHYLENE 34475 036 2014/07/01 < .500 2017/07
TOLUENE 34010 036 2014/07/01 < .500 2017/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-170
Source Name: WELL 5714-1
Source Number: 170
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/01 < .500
TRICHLOROETHYLENE 39180 036 2014/07/01 < .500
TRICHLOROFLUOROMETHANE 34488 036 2014/07/01 < 5.000
VINYL CHLORIDE 39175 036 2014/07/01 < .500
XYLENES (TOTAL) 81551 036 2014/07/01 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/30 . 130.000
CALCIUM 00916 036 2011/03/30 . 20.000
CARBONATE ALKALINITY 00445 036 2011/03/30 .000
CHLORIDE 00940 036 2011/03/30 . 8.000
COLOR 00081 036 2011/03/30 < 1.000
COPPER 01042 036 2011/03/30 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2014/07/01 < .080
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/30 . 72.000
HYDROXIDE ALKALINITY 71830 036 2011/03/30 . .000
IRON 01045 036 2014/07/01 < 100.000
MAGNESIUM 00927 036 2011/03/30 . 4.000
MANGANESE 01055 036 2014/07/01 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2014/07/01 < 1.000
PH, LABORATORY 00403 036 2011/03/30 . 7.700
SILVER 01077 036 2014/07/01 < 10.000
SODIUM 00929 036 2011/03/30 26.000
SPECIFIC CONDUCTANCE 00095 036 2011/03/30 . 270.000
SULFATE 00945 036 2011/03/30 16.000
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/30 . 170.000
TURBIDITY, LABORATORY 82079 036 2011/03/30 . .030
ZINC 01092 036 2014/07/01 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2017/07
2017/07
2017/07
2017/07

2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2017/07
2014/03
2014/03
2017/07
2014/03
2017/07
2017/07
2014/03
2017/07
2014/03
2014/03
2014/03
2014/03
2014/03
2017/07

DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE

DUE

DUE

DUE
DUE
DUE
DUE
DUE
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District Number: 20
Riverside
(619) 525-4159

System Number: 3310001

System Name: COACHELLA VWD: COVE COMMUNITY

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-172
Source Name: WELL 5679-1
Source Number: 172
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/18 50.000
ANTIMONY 01097 036 2012/07/18 6.000
ARSENIC 01002 036 2012/07/18 2.000
BARIUM 01007 036 2012/07/18 100.000
BERYLLIUM 01012 036 2012/07/18 1.000
CADMIUM 01027 036 2012/07/18 1.000
CHROMIUM (TOTAL) 01034 036 2012/07/25 18.000
CHROMIUM, HEXAVALENT 01032 036 2013/11/06 16.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/18 .600
MERCURY 71900 036 2012/07/18 1.000
NICKEL 01067 036 2012/07/18 10.000
PERCHLORATE A-031 036 2014/04/02 4.000
SELENIUM 01147 036 2012/07/18 5.000
THALLIUM 01059 036 2012/07/18 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/27 2.500
NITRITE (AS N) 00620 036 2012/07/18 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/09 3.800
REGULATED SOC
ATRAZINE 39033 072 2009/12/02 .000
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/05/20 .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/05/20 .000
SIMAZINE 39055 072 2009/12/02 .000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/23 .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/23 .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/23 .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2016/11
2015/07
2015/07
2015/07
2017/04
2015/07
2015/07

2015/03
2015/07

2018/08

2015/12
2003/05 DUE

2003/05 DUE
2015/12

2014/11
2014/11
2014/11

Page 189 of 1813



District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-172
Source Name: WELL 5679-1
Source Number: 172
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1,2-TRICHLOROETHANE 34511 036 2011/11/23 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/23 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/23 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/23 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/23 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/23 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/23 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/23 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/23 < .000 2014/11
BENZENE 34030 036 2011/11/23 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/23 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/23 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/23 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/23 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/23 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/23 < .000 2014/11
STYRENE 77128 036 2011/11/23 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/23 < .000 2014/11
TOLUENE 34010 036 2011/11/23 < .000 2014/11
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/23 < .000 2014/11
TRICHLOROETHYLENE 39180 036 2011/11/23 < .000 2014/11
TRICHLOROFLUOROMETHANE 34488 036 2011/11/23 < .000 2014/11
VINYL CHLORIDE 39175 036 2011/11/23 < .000 2014/11
XYLENES (TOTAL) 81551 036 2011/11/23 < .000 2014/11
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/07/25 . 140.000 2015/07
CALCIUM 00916 036 2012/07/18 . 21.000 2015/07
CARBONATE ALKALINITY 00445 036 2012/07/25 < 3.000 2015/07
CHLORIDE 00940 036 2012/07/25 . 7.000 2015/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-172
Source Name: WELL 5679-1
Source Number: 172
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
COLOR 00081 036 2012/07/18 < 1.000
COPPER 01042 036 2012/07/18 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/07/18 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/18 . 84.000
HYDROXIDE ALKALINITY 71830 036 2012/07/25 < 3.000
IRON 01045 036 2012/07/18 < 100.000
MAGNESIUM 00927 036 2012/07/18 . 5.200
MANGANESE 01055 036 2012/07/18 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/18 < 1.000
PH, LABORATORY 00403 036 2012/07/18 . 7.300
SILVER 01077 036 2012/07/18 < 10.000
SODIUM 00929 036 2012/07/18 30.000
SPECIFIC CONDUCTANCE 00095 036 2012/07/18 . 310.000
SULFATE 00945 036 2012/07/25 16.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/25 . 150.000
TURBIDITY, LABORATORY 82079 036 2012/07/18 . .060
ZINC 01092 036 2012/07/18 < 50.000
PS Code: 3310001-173
Source Name: WELL 5681-1
Source Number: 173
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/06/13 < 50.000
ANTIMONY 01097 036 2012/06/13 < 6.000
ARSENIC 01002 036 2012/06/13 < 2.000
BARIUM 01007 036 2012/06/13 < 100.000
BERYLLIUM 01012 036 2012/06/13 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07

2015/06
2015/06
2015/06
2015/06
2015/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-173
Source Name: WELL 5681-1
Source Number: 173
Source Status: ACTIVE RAW
Water type: G
INORGANIC
CADMIUM 01027 036 2012/06/13 < 1.000
CHROMIUM (TOTAL) 01034 036 2012/06/13 < 10.000
CHROMIUM, HEXAVALENT 01032 036 2013/11/06 < 10.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/06/13 . .400
MERCURY 71900 036 2012/06/13 < 1.000
NICKEL 01067 036 2012/06/13 < 10.000
PERCHLORATE A-031 036 2014/04/16 < 4.000
SELENIUM 01147 036 2012/06/13 < 5.000
THALLIUM 01059 036 2012/06/13 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/22 . 2.200
NITRITE (AS N) 00620 036 2012/06/13 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2006/11/08 1.700
REGULATED SOC
ATRAZINE 39033 072 2009/11/03 .000
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/05/14 . .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/05/14 . .000
SIMAZINE 39055 072 2009/11/03 .000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/15 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/15 < .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/15 < .000
1,1,2-TRICHLOROETHANE 34511 036 2011/11/15 < .000
1,1-DICHLOROETHANE 34496 036 2011/11/15 < .000
1,1-DICHLOROETHYLENE 34501 036 2011/11/15 < .000
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/15 < .000
1,2-DICHLOROBENZENE 34536 036 2011/11/15 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/06
2015/06
2016/11
2015/06
2015/06
2015/06
2017/04
2015/06
2015/06

2015/01
2015/06

2015/11

2015/11
2003/05 DUE

2003/05 DUE
2015/11

2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
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District N
Riverside

umber: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

PS Code: 3310001-173
Source Name: WELL 5681-1

Source Number: 173
Source Status: ACTIVE RAW

Wate

rtype: G

REGULATED VOC

1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE

BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE

STYRENE

TETRACHLOROETHYLENE

TOLUENE
TRANS-1,2-DICHLOROETHYLENE
TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

*Testing

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COLOR

COPPER

FOAMING AGENTS (MBAS)
HARDNESS (TOTAL) AS CACO3
HYDROXIDE ALKALINITY

interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invali

d (NOT) valid analyses reported

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
34531 036 2011/11/15 < .000
34541 036 2011/11/15 < .000
34561 036 2011/11/15 < .000
34571 036 2011/11/15 < .000
34030 036 2011/11/15 < .000
32102 036 2011/11/15 < .000
77093 036 2011/11/15 < .000
34423 036 2011/11/15 < .000
34371 036 2011/11/15 < .000
46491 036 2011/11/15 < .000
34301 036 2011/11/15 < .000
77128 036 2011/11/15 < .000
34475 036 2011/11/15 < .000
34010 036 2011/11/15 < .000
34546 036 2011/11/15 < .000
39180 036 2011/11/15 < .000
34488 036 2011/11/15 < .000
39175 036 2011/11/15 < .000
81551 036 2011/11/15 < .000
00440 036 2012/06/13 110.000
00916 036 2012/06/13 17.000
00445 036 2012/06/13 < .120
00940 036 2012/06/13 11.000
00081 036 2012/06/13 < 1.000
01042 036 2012/06/13 < 50.000
38260 036 2012/06/13 < .050
00900 036 2012/06/13 53.000
71830 036 2012/06/13 < .120

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11
2014/11

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-173
Source Name: WELL 5681-1
Source Number: 173
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
IRON 01045 036 2012/06/13 < 100.000
MAGNESIUM 00927 036 2012/06/13 . 2.100
MANGANESE 01055 036 2012/06/13 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/06/13 < 1.000
PH, LABORATORY 00403 036 2012/06/13 . 8.100
SILVER 01077 036 2012/06/13 < 10.000
SODIUM 00929 036 2012/06/13 33.000
SPECIFIC CONDUCTANCE 00095 036 2012/06/13 . 250.000
SULFATE 00945 036 2012/06/13 20.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/06/13 . 160.000
TURBIDITY, LABORATORY 82079 036 2012/06/13 . .090
ZINC 01092 036 2012/06/13 < 50.000
PS Code: 3310001-174
Source Name: WELL 5715-1
Source Number: 174
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/18 < 50.000
ANTIMONY 01097 036 2012/07/18 < 6.000
ARSENIC 01002 036 2012/07/18 < 2.000
BARIUM 01007 036 2012/07/18 < 100.000
BERYLLIUM 01012 036 2012/07/18 < 1.000
CADMIUM 01027 036 2012/07/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 9.200
CHROMIUM, HEXAVALENT 01032 036 2014/05/01 . 8.800
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/18 . .400
MERCURY 71900 036 2012/07/18 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2017/06
2017/05
2015/07
2015/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-174
Source Name: WELL 5715-1
Source Number: 174
Source Status: ACTIVE RAW
Water type: G
INORGANIC
NICKEL 01067 036 2012/07/18 < 10.000 2015/07
PERCHLORATE A-031 036 2014/04/02 < 4.000 2017/04
SELENIUM 01147 036 2012/07/18 < 5.000 2015/07
THALLIUM 01059 036 2012/07/18 < 1.000 2015/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/04/02 . 12.000 2015/04
NITRITE (AS N) 00620 036 2012/07/18 < 400.000 2015/07
RADIOLOGICAL
GROSS ALPHA 01501 108 2013/10/04 < 3.000 2022/10
REGULATED SOC
ATRAZINE 39033 072 2009/10/27 .000 2015/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/05/20 . .000 2003/05 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/05/20 . .000 2003/05 DUE
SIMAZINE 39055 072 2009/10/27 .000 2015/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2013/10/04 < .500 2016/10
1,1,2,2-TETRACHLOROETHANE 34516 036 2013/10/04 < .500 2016/10
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2013/10/04 < 10.000 2016/10
1,1,2-TRICHLOROETHANE 34511 036 2013/10/04 < .500 2016/10
1,1-DICHLOROETHANE 34496 036 2013/10/04 < .500 2016/10
1,1-DICHLOROETHYLENE 34501 036 2013/10/04 < .500 2016/10
1,2,4-TRICHLOROBENZENE 34551 036 2013/10/04 < .500 2016/10
1,2-DICHLOROBENZENE 34536 036 2013/10/04 < .500 2016/10
1,2-DICHLOROETHANE 34531 036 2013/10/04 < .500 2016/10
1,2-DICHLOROPROPANE 34541 036 2013/10/04 < .500 2016/10
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2013/10/04 < .500 2016/10
1,4-DICHLOROBENZENE 34571 036 2013/10/04 < .500 2016/10
BENZENE 34030 036 2013/10/04 < .500 2016/10

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-174
Source Name: WELL 5715-1
Source Number: 174
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
CARBON TETRACHLORIDE 32102 036 2013/10/04 < .500
CIS-1,2-DICHLOROETHYLENE 77093 036 2013/10/04 < .500
DICHLOROMETHANE 34423 036 2013/10/04 < .500
ETHYLBENZENE 34371 036 2013/10/04 < .500
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2013/10/04 < 3.000
MONOCHLOROBENZENE 34301 036 2013/10/04 < .500
STYRENE 77128 036 2013/10/04 < .500
TETRACHLOROETHYLENE 34475 036 2013/10/04 < .500
TOLUENE 34010 036 2013/10/04 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2013/10/04 < .500
TRICHLOROETHYLENE 39180 036 2013/10/04 < .500
TRICHLOROFLUOROMETHANE 34488 036 2013/10/04 < 5.000
VINYL CHLORIDE 39175 036 2013/10/04 < .500
XYLENES (TOTAL) 81551 036 2013/10/04 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/07/18 . 110.000
CALCIUM 00916 036 2012/07/18 . 21.000
CARBONATE ALKALINITY 00445 036 2012/07/18 < .120
CHLORIDE 00940 036 2012/07/18 . 16.000
COLOR 00081 036 2012/07/18 < 1.000
COPPER 01042 036 2012/07/18 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/07/18 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/18 . 65.000
HYDROXIDE ALKALINITY 71830 036 2012/07/18 < .120
IRON 01045 036 2012/07/18 < 100.000
MAGNESIUM 00927 036 2012/07/18 . 2.600
MANGANESE 01055 036 2012/07/18 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/18 < 1.000
PH, LABORATORY 00403 036 2012/07/18 . 7.200
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-174
Source Name: WELL 5715-1
Source Number: 174
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
SILVER 01077 036 2012/07/18 < 10.000
SODIUM 00929 036 2012/07/18 34.000
SPECIFIC CONDUCTANCE 00095 036 2012/07/18 . 300.000
SULFATE 00945 036 2012/07/18 32.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/18 . 180.000
TURBIDITY, LABORATORY 82079 036 2012/07/18 . .060
ZINC 01092 036 2012/07/18 < 50.000
PS Code: 3310001-175
Source Name: WELL 5716-1
Source Number: 175
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/06/13 < 50.000
ANTIMONY 01097 036 2012/06/13 < 6.000
ARSENIC 01002 036 2012/06/13 < 2.000
BARIUM 01007 036 2012/06/13 < 100.000
BERYLLIUM 01012 036 2012/06/13 < 1.000
CADMIUM 01027 036 2012/06/13 < 1.000
CHROMIUM (TOTAL) 01034 036 2012/06/13 . 11.000
CHROMIUM, HEXAVALENT 01032 036 2013/11/05 < 10.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/06/13 . .600
MERCURY 71900 036 2012/06/13 < 1.000
NICKEL 01067 036 2012/06/13 < 10.000
PERCHLORATE A-031 036 2014/04/16 < 4.000
SELENIUM 01147 036 2012/06/13 < 5.000
THALLIUM 01059 036 2012/06/13 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2016/11
2015/06
2015/06
2015/06
2017/04
2015/06
2015/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-175
Source Name: WELL 5716-1
Source Number: 175
Source Status: ACTIVE RAW
Water type: G
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/05/20 . 2.400 2015/05
NITRITE (AS N) 00620 036 2012/06/13 < 400.000 2015/06
RADIOLOGICAL
GROSS ALPHA 01501 108 2005/03/02 < 3.000 2014/03 DUE
REGULATED SOC
ATRAZINE 39033 072 2009/10/27 .000 2015/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/05/20 . .000 2003/05 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/05/20 . .000 2003/05 DUE
SIMAZINE 39055 072 2009/10/27 .000 2015/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/15 < .500 2017/07
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/15 < .500 2017/07
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/15 < 10.000 2017/07
1,1,2-TRICHLOROETHANE 34511 036 2014/07/15 < .500 2017/07
1,1-DICHLOROETHANE 34496 036 2014/07/15 < .500 2017/07
1,1-DICHLOROETHYLENE 34501 036 2014/07/15 < .500 2017/07
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/15 < .500 2017/07
1,2-DICHLOROBENZENE 34536 036 2014/07/15 < .500 2017/07
1,2-DICHLOROETHANE 34531 036 2014/07/15 < .500 2017/07
1,2-DICHLOROPROPANE 34541 036 2014/07/15 < .500 2017/07
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/12/02 < .000 2014/12
1,4-DICHLOROBENZENE 34571 036 2014/07/15 < .500 2017/07
BENZENE 34030 036 2014/07/15 < .500 2017/07
CARBON TETRACHLORIDE 32102 036 2014/07/15 < .500 2017/07
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/15 < .500 2017/07
DICHLOROMETHANE 34423 036 2014/07/15 < .500 2017/07
ETHYLBENZENE 34371 036 2014/07/15 < .500 2017/07
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/15 < 3.000 2017/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-175
Source Name: WELL 5716-1
Source Number: 175
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
MONOCHLOROBENZENE 34301 036 2014/07/15 < .500
STYRENE 77128 036 2014/07/15 < .500
TETRACHLOROETHYLENE 34475 036 2014/07/15 < .500
TOLUENE 34010 036 2014/07/15 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/15 < .500
TRICHLOROETHYLENE 39180 036 2014/07/15 < .500
TRICHLOROFLUOROMETHANE 34488 036 2014/07/15 < 5.000
VINYL CHLORIDE 39175 036 2014/07/15 < .500
XYLENES (TOTAL) 81551 036 2014/07/15 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/06/13 . 120.000
CALCIUM 00916 036 2012/06/13 . 19.000
CARBONATE ALKALINITY 00445 036 2012/06/13 < .120
CHLORIDE 00940 036 2012/06/13 . 8.200
COLOR 00081 036 2012/06/13 < 1.000
COPPER 01042 036 2012/06/13 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/06/13 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/06/13 . 65.000
HYDROXIDE ALKALINITY 71830 036 2012/06/13 < .120
IRON 01045 036 2012/06/13 < 100.000
MAGNESIUM 00927 036 2012/06/13 . 3.800
MANGANESE 01055 036 2012/06/13 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/06/13 < 1.000
PH, LABORATORY 00403 036 2012/06/13 . 8.100
SILVER 01077 036 2012/06/13 < 10.000
SODIUM 00929 036 2012/06/13 29.000
SPECIFIC CONDUCTANCE 00095 036 2012/06/13 . 260.000
SULFATE 00945 036 2012/06/13 17.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/06/13 . 160.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-175
Source Name: WELL 5716-1
Source Number: 175
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
TURBIDITY, LABORATORY 82079 036 2012/06/13 . .060 2015/06
ZINC 01092 036 2012/06/13 < 50.000 2015/06
PS Code: 3310001-176
Source Name: WELL 5701-2
Source Number: 176
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/07/08 < 50.000 2017/07
ANTIMONY 01097 036 2014/07/08 < 6.000 2017/07
ARSENIC 01002 036 2011/03/22 < 2.000 2014/03 DUE
BARIUM 01007 036 2014/07/08 < 100.000 2017/07
BERYLLIUM 01012 036 2014/07/08 < 1.000 2017/07
CADMIUM 01027 036 2014/07/08 < 1.000 2017/07
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 10.000 2017/06
CHROMIUM, HEXAVALENT 01032 036 2014/05/01 . 10.000 2017/05
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/22 . .600 2014/03 DUE
MERCURY 71900 036 2014/07/08 < 1.000 2017/07
NICKEL 01067 036 2014/07/08 < 10.000 2017/07
PERCHLORATE A-031 036 2014/04/23 < 4.000 2017/04
SELENIUM 01147 036 2011/03/22 < 5.000 2014/03 DUE
THALLIUM 01059 036 2014/07/08 < 1.000 2017/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/07/19 . 3.800 2014/07
NITRITE (AS N) 00620 036 2011/03/22 < 400.000 2014/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/10/18 < .000 2017/10

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-176
Source Name: WELL 5701-2
Source Number: 176
Source Status: ACTIVE RAW
Water type: G
REGULATED SOC
ATRAZINE 39033 072 2008/11/21 .000 2014/11
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2002/11/20 . .000 2002/11 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2002/11/20 . .000 2002/11 DUE
SIMAZINE 39055 072 2008/11/21 .000 2014/11
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/08 < .500 2017/07
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/08 < .500 2017/07
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/08 < 10.000 2017/07
1,1,2-TRICHLOROETHANE 34511 036 2014/07/08 < .500 2017/07
1,1-DICHLOROETHANE 34496 036 2014/07/08 < .500 2017/07
1,1-DICHLOROETHYLENE 34501 036 2014/07/08 < .500 2017/07
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/08 < .500 2017/07
1,2-DICHLOROBENZENE 34536 036 2014/07/08 < .500 2017/07
1,2-DICHLOROETHANE 34531 036 2014/07/08 < .500 2017/07
1,2-DICHLOROPROPANE 34541 036 2014/07/08 < .500 2017/07
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/15 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2014/07/08 < .500 2017/07
BENZENE 34030 036 2014/07/08 < .500 2017/07
CARBON TETRACHLORIDE 32102 036 2014/07/08 < .500 2017/07
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/08 < .500 2017/07
DICHLOROMETHANE 34423 036 2014/07/08 < .500 2017/07
ETHYLBENZENE 34371 036 2014/07/08 < .500 2017/07
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/08 < 3.000 2017/07
MONOCHLOROBENZENE 34301 036 2014/07/08 < .500 2017/07
STYRENE 77128 036 2014/07/08 < .500 2017/07
TETRACHLOROETHYLENE 34475 036 2014/07/08 < .500 2017/07
TOLUENE 34010 036 2014/07/08 < .500 2017/07
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/08 < .500 2017/07
TRICHLOROETHYLENE 39180 036 2014/07/08 < .500 2017/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-176
Source Name: WELL 5701-2
Source Number: 176
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
TRICHLOROFLUOROMETHANE 34488 036 2014/07/08 < 5.000
VINYL CHLORIDE 39175 036 2014/07/08 < .500
XYLENES (TOTAL) 81551 036 2014/07/08 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/22 . 130.000
CALCIUM 00916 036 2011/03/22 . 19.000
CARBONATE ALKALINITY 00445 036 2011/03/22 .000
CHLORIDE 00940 036 2011/03/22 . 8.200
COLOR 00081 036 2011/03/22 < 1.000
COPPER 01042 036 2011/03/22 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2014/07/08 < .200
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/22 . 74.000
HYDROXIDE ALKALINITY 71830 036 2011/03/22 . .000
IRON 01045 036 2014/07/08 < 100.000
MAGNESIUM 00927 036 2011/03/22 . 4.600
MANGANESE 01055 036 2014/07/08 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2014/07/08 < 1.000
PH, LABORATORY 00403 036 2011/03/22 . 8.000
SILVER 01077 036 2014/07/08 < 10.000
SODIUM 00929 036 2011/03/22 24.000
SPECIFIC CONDUCTANCE 00095 036 2011/03/22 . 270.000
SULFATE 00945 036 2011/03/22 17.000
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/22 . 160.000
TURBIDITY, LABORATORY 82079 036 2011/03/22 . .030
ZINC 01092 036 2014/07/08 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2017/07
2017/07

2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2017/07
2014/03
2014/03
2017/07
2014/03
2017/07
2017/07
2014/03
2017/07
2014/03
2014/03
2014/03
2014/03
2014/03
2017/07

DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE

DUE

DUE

DUE
DUE
DUE
DUE
DUE
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District Number: 20
Riverside
(619) 525-4159

System Number: 3310001

System Name: COACHELLA VWD: COVE COMMUNITY

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-177
Source Name: WELL 5680-1
Source Number: 177
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/06/13 50.000
ANTIMONY 01097 036 2012/06/13 6.000
ARSENIC 01002 036 2012/06/13 2.000
BARIUM 01007 036 2012/06/13 100.000
BERYLLIUM 01012 036 2012/06/13 1.000
CADMIUM 01027 036 2012/06/13 1.000
CHROMIUM (TOTAL) 01034 036 2012/06/13 10.000
CHROMIUM, HEXAVALENT 01032 036 2013/11/06 10.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/06/13 .400
MERCURY 71900 036 2012/06/13 1.000
NICKEL 01067 036 2012/06/13 10.000
PERCHLORATE A-031 036 2014/04/30 4.000
SELENIUM 01147 036 2012/06/13 5.000
THALLIUM 01059 036 2012/06/13 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 2.000
NITRITE (AS N) 00620 036 2012/06/13 400.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2006/11/08 2.080
REGULATED SOC
ATRAZINE 39033 072 2009/10/27 .000
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/05/14 .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/05/14 .000
SIMAZINE 39055 072 2009/10/27 .000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/12/01 .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/12/01 .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/12/01 .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2016/11
2015/06
2015/06
2015/06
2017/04
2015/06
2015/06

2015/03
2015/06

2015/11

2015/10
2003/05 DUE

2003/05 DUE
2015/10

2014/12
2014/12
2014/12
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-177
Source Name: WELL 5680-1
Source Number: 177
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1,2-TRICHLOROETHANE 34511 036 2011/12/01 < .000 2014/12
1,1-DICHLOROETHANE 34496 036 2011/12/01 < .000 2014/12
1,1-DICHLOROETHYLENE 34501 036 2011/12/01 < .000 2014/12
1,2,4-TRICHLOROBENZENE 34551 036 2011/12/01 < .000 2014/12
1,2-DICHLOROBENZENE 34536 036 2011/12/01 < .000 2014/12
1,2-DICHLOROETHANE 34531 036 2011/12/01 < .000 2014/12
1,2-DICHLOROPROPANE 34541 036 2011/12/01 < .000 2014/12
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/12/01 < .000 2014/12
1,4-DICHLOROBENZENE 34571 036 2011/12/01 < .000 2014/12
BENZENE 34030 036 2011/12/01 < .000 2014/12
CARBON TETRACHLORIDE 32102 036 2011/12/01 < .000 2014/12
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/12/01 < .000 2014/12
DICHLOROMETHANE 34423 036 2011/12/01 < .000 2014/12
ETHYLBENZENE 34371 036 2011/12/01 < .000 2014/12
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/12/01 < .000 2014/12
MONOCHLOROBENZENE 34301 036 2011/12/01 < .000 2014/12
STYRENE 77128 036 2011/12/01 < .000 2014/12
TETRACHLOROETHYLENE 34475 036 2011/12/01 < .000 2014/12
TOLUENE 34010 036 2011/12/01 < .000 2014/12
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/12/01 < .000 2014/12
TRICHLOROETHYLENE 39180 036 2011/12/01 < .000 2014/12
TRICHLOROFLUOROMETHANE 34488 036 2011/12/01 < .000 2014/12
VINYL CHLORIDE 39175 036 2011/12/01 < .000 2014/12
XYLENES (TOTAL) 81551 036 2011/12/01 < .000 2014/12
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/06/13 . 130.000 2015/06
CALCIUM 00916 036 2012/06/13 . 21.000 2015/06
CARBONATE ALKALINITY 00445 036 2012/06/13 < .120 2015/06
CHLORIDE 00940 036 2012/06/13 . 8.400 2015/06

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-177
Source Name: WELL 5680-1
Source Number: 177
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
COLOR 00081 036 2012/06/13 < 1.000
COPPER 01042 036 2012/06/13 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/06/13 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/06/13 . 67.000
HYDROXIDE ALKALINITY 71830 036 2012/06/13 < .120
IRON 01045 036 2012/06/13 < 100.000
MAGNESIUM 00927 036 2012/06/13 . 2.900
MANGANESE 01055 036 2012/06/13 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/06/13 < 1.000
PH, LABORATORY 00403 036 2012/06/13 . 8.200
SILVER 01077 036 2012/06/13 < 10.000
SODIUM 00929 036 2012/06/13 30.000
SPECIFIC CONDUCTANCE 00095 036 2012/06/13 . 260.000
SULFATE 00945 036 2012/06/13 18.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/06/13 . 160.000
TURBIDITY, LABORATORY 82079 036 2012/06/13 . .060
ZINC 01092 036 2012/06/13 < 50.000
PS Code: 3310001-178
Source Name: WELL 4611-1
Source Number: 178
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/10 < 50.000
ANTIMONY 01097 036 2012/07/10 < 6.000
ARSENIC 01002 036 2012/07/10 < 2.000
BARIUM 01007 036 2012/07/10 < 100.000
BERYLLIUM 01012 036 2012/07/10 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06

2015/07
2015/07
2015/07
2015/07
2015/07

Page 205 of 1813



District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-178
Source Name: WELL 4611-1
Source Number: 178
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
CADMIUM 01027 036 2012/07/10 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 8.600
CHROMIUM, HEXAVALENT 01032 036 2014/05/01 . 9.800
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/10 . .600
MERCURY 71900 036 2012/07/10 < 1.000
NICKEL 01067 036 2012/07/10 < 10.000
PERCHLORATE A-031 036 2014/04/08 < 4.000
SELENIUM 01147 036 2012/07/10 < 5.000
THALLIUM 01059 036 2012/07/10 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/27 . 2.300
NITRITE (AS N) 00620 036 2012/07/10 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/09 < .000
REGULATED SOC
ATRAZINE 39033 072 2009/10/27 .000
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/05/14 . .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/05/14 . .000
SIMAZINE 39055 072 2009/10/27 .000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2012/08/09 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2012/08/09 < .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2012/08/09 < .000
1,1,2-TRICHLOROETHANE 34511 036 2012/08/09 < .000
1,1-DICHLOROETHANE 34496 036 2012/08/09 < .000
1,1-DICHLOROETHYLENE 34501 036 2012/08/09 < .000
1,2,4-TRICHLOROBENZENE 34551 036 2012/08/09 < .000
1,2-DICHLOROBENZENE 34536 036 2012/08/09 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2017/06
2017/05
2015/07
2015/07
2015/07
2017/04
2015/07
2015/07

2015/03
2015/07

2018/08

2015/10
2003/05 DUE

2003/05 DUE
2015/10

2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
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District N
Riverside

umber: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

PS Code: 3310001-178
Source Name: WELL 4611-1

Source Number: 178
Source Status: ACTIVE UNTREATED

Wate

rtype: G

REGULATED VOC

1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE

BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE

STYRENE

TETRACHLOROETHYLENE

TOLUENE
TRANS-1,2-DICHLOROETHYLENE
TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

*Testing

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COLOR

COPPER

FOAMING AGENTS (MBAS)
HARDNESS (TOTAL) AS CACO3
HYDROXIDE ALKALINITY

interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invali

d (NOT) valid analyses reported

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
34531 036 2012/08/09 < .000
34541 036 2012/08/09 < .000
34561 036 2012/08/09 < .000
34571 036 2012/08/09 < .000
34030 036 2012/08/09 < .000
32102 036 2012/08/09 < .000
77093 036 2012/08/09 < .000
34423 036 2012/08/09 < .000
34371 036 2012/08/09 < .000
46491 036 2012/08/09 < .000
34301 036 2012/08/09 < .000
77128 036 2012/08/09 < .000
34475 036 2012/08/09 < .000
34010 036 2012/08/09 < .000
34546 036 2012/08/09 < .000
39180 036 2012/08/09 < .000
34488 036 2012/08/09 < .000
39175 036 2012/08/09 < .000
81551 036 2012/08/09 < .000
00440 036 2012/07/10 170.000
00916 036 2012/07/10 24.000
00445 036 2012/07/10 < .120
00940 036 2012/07/10 8.600
00081 036 2012/07/10 < 1.000
01042 036 2012/07/10 < 50.000
38260 036 2012/07/10 < .050
00900 036 2012/07/10 99.000
71830 036 2012/07/10 < .120

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-178
Source Name: WELL 4611-1
Source Number: 178
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
IRON 01045 036 2012/07/10 < 100.000
MAGNESIUM 00927 036 2012/07/10 . 7.000
MANGANESE 01055 036 2012/07/10 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/10 < 1.000
PH, LABORATORY 00403 036 2012/07/10 . 8.100
SILVER 01077 036 2012/07/10 < 10.000
SODIUM 00929 036 2012/07/10 27.000
SPECIFIC CONDUCTANCE 00095 036 2012/07/10 . 310.000
SULFATE 00945 036 2012/07/10 17.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/10 . 200.000
TURBIDITY, LABORATORY 82079 036 2012/07/10 . .060
ZINC 01092 036 2012/07/10 < 50.000
PS Code: 3310001-179
Source Name: WELL 4631-2
Source Number: 179
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/07/01 < 50.000
ANTIMONY 01097 036 2014/07/01 < 6.000
ARSENIC 01002 036 2011/03/22 < 2.000
BARIUM 01007 036 2014/07/01 < 100.000
BERYLLIUM 01012 036 2014/07/01 < 1.000
CADMIUM 01027 036 2014/07/01 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 11.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/22 . .700
LEAD 01051 036 2005/05/17 . .000
MERCURY 71900 036 2014/07/01 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07

2017/07
2017/07
2014/03 DUE
2017/07
2017/07
2017/07
2017/06
2014/03 DUE
2008/05 DUE
2017/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-179
Source Name: WELL 4631-2
Source Number: 179
Source Status: ACTIVE RAW
Water type: G
INORGANIC
NICKEL 01067 036 2014/07/01 < 10.000 2017/07
PERCHLORATE A-031 036 2014/04/15 < 4.000 2017/04
SELENIUM 01147 036 2011/03/22 < 5.000 2014/03 DUE
THALLIUM 01059 036 2014/07/01 < 1.000 2017/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/04/30 . 1.500 2014/04 DUE
NITRITE (AS N) 00620 036 2011/03/22 < 400.000 2014/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/09 . 6.200 2018/08
REGULATED SOC
ATRAZINE 39033 072 2009/10/27 .000 2015/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/05/22 . .000 2003/05 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/05/22 . .000 2003/05 DUE
SIMAZINE 39055 072 2009/10/27 .000 2015/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/01 < .500 2017/07
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/01 < .500 2017/07
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/01 < 10.000 2017/07
1,1,2-TRICHLOROETHANE 34511 036 2014/07/01 < .500 2017/07
1,1-DICHLOROETHANE 34496 036 2014/07/01 < .500 2017/07
1,1-DICHLOROETHYLENE 34501 036 2014/07/01 < .500 2017/07
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/01 < .500 2017/07
1,2-DICHLOROBENZENE 34536 036 2014/07/01 < .500 2017/07
1,2-DICHLOROETHANE 34531 036 2014/07/01 < .500 2017/07
1,2-DICHLOROPROPANE 34541 036 2014/07/01 < .500 2017/07
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/23 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2014/07/01 < .500 2017/07
BENZENE 34030 036 2014/07/01 < .500 2017/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-179
Source Name: WELL 4631-2
Source Number: 179
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
CARBON TETRACHLORIDE 32102 036 2014/07/01 < .500 2017/07
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/01 < .500 2017/07
DICHLOROMETHANE 34423 036 2014/07/01 < .500 2017/07
ETHYLBENZENE 34371 036 2014/07/01 < .500 2017/07
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/01 < 3.000 2017/07
MONOCHLOROBENZENE 34301 036 2014/07/01 < .500 2017/07
STYRENE 77128 036 2014/07/01 < .500 2017/07
TETRACHLOROETHYLENE 34475 036 2014/07/01 < .500 2017/07
TOLUENE 34010 036 2014/07/01 < .500 2017/07
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/01 < .500 2017/07
TRICHLOROETHYLENE 39180 036 2014/07/01 < .500 2017/07
TRICHLOROFLUOROMETHANE 34488 036 2014/07/01 < 5.000 2017/07
VINYL CHLORIDE 39175 036 2014/07/01 < .500 2017/07
XYLENES (TOTAL) 81551 036 2014/07/01 < .500 2017/07
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/22 . 160.000 2014/03 DUE
CALCIUM 00916 036 2011/03/22 . 30.000 2014/03 DUE
CARBONATE ALKALINITY 00445 036 2011/03/22 .000 2014/03 DUE
CHLORIDE 00940 036 2011/03/22 . 7.600 2014/03 DUE
COLOR 00081 036 2011/03/22 < 1.000 2014/03 DUE
COPPER 01042 036 2011/03/22 < 50.000 2014/03 DUE
FOAMING AGENTS (MBAS) 38260 036 2014/07/01 < .080 2017/07
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/22 . 110.000 2014/03 DUE
HYDROXIDE ALKALINITY 71830 036 2011/03/22 . .000 2014/03 DUE
IRON 01045 036 2014/07/01 < 100.000 2017/07
MAGNESIUM 00927 036 2011/03/22 . 5.400 2014/03 DUE
MANGANESE 01055 036 2014/07/01 < 20.000 2017/07
ODOR THRESHOLD @ 60 C 00086 036 2014/07/01 < 1.000 2017/07
PH, LABORATORY 00403 036 2011/03/22 . 7.400 2014/03 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-179
Source Name: WELL 4631-2
Source Number: 179
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
SILVER 01077 036 2014/07/01 < 10.000 2017/07
SODIUM 00929 036 2011/03/22 26.000 2014/03 DUE
SPECIFIC CONDUCTANCE 00095 036 2011/03/22 . 340.000 2014/03 DUE
SULFATE 00945 036 2011/03/22 38.000 2014/03 DUE
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/22 . 220.000 2014/03 DUE
TURBIDITY, LABORATORY 82079 036 2011/03/22 . .200 2014/03 DUE
ZINC 01092 036 2014/07/01 < 50.000 2017/07
PS Code: 3310001-182
Source Name: WELL 5719-1
Source Number: 182
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/10 < 50.000 2015/07
ANTIMONY 01097 036 2012/07/10 < 6.000 2015/07
ARSENIC 01002 036 2012/10/03 < 2.000 2015/10
BARIUM 01007 036 2012/07/10 < 100.000 2015/07
BERYLLIUM 01012 036 2012/07/10 < 1.000 2015/07
CADMIUM 01027 036 2012/07/10 < 1.000 2015/07
CHROMIUM (TOTAL) 01034 036 2012/10/03 . 18.000 2015/10
CHROMIUM, HEXAVALENT 01032 036 2011/09/01 . 16.000 2014/09
CYANIDE 01291 000 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/10 . .600 2015/07
MERCURY 71900 036 2012/07/10 < 1.000 2015/07
NICKEL 01067 036 2012/07/10 < 10.000 2015/07
PERCHLORATE A-031 036 2014/04/02 < 4.000 2017/04
SELENIUM 01147 036 2012/07/10 < 5.000 2015/07
THALLIUM 01059 036 2012/07/10 < 1.000 2015/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-182
Source Name: WELL 5719-1
Source Number: 182
Source Status: ACTIVE RAW
Water type: G
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/04/02 . 4.100 2015/04
NITRITE (AS N) 00620 036 2012/07/10 < 400.000 2015/07
RADIOLOGICAL
GROSS ALPHA 01501 072 2008/10/28 4.090 2014/10
REGULATED SOC
ATRAZINE 39033 072 2009/04/22 < .500 2015/04
DIBROMOCHLOROPROPANE (DBCP) 38761 000 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 DUE
SIMAZINE 39055 072 2009/04/22 < 1.000 2015/04
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/15 < .500 2017/07
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/15 < .500 2017/07
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/15 < 10.000 2017/07
1,1,2-TRICHLOROETHANE 34511 036 2014/07/15 < .500 2017/07
1,1-DICHLOROETHANE 34496 036 2014/07/15 < .500 2017/07
1,1-DICHLOROETHYLENE 34501 036 2014/07/15 < .500 2017/07
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/15 < .500 2017/07
1,2-DICHLOROBENZENE 34536 036 2014/07/15 < .500 2017/07
1,2-DICHLOROETHANE 34531 036 2014/07/15 < .500 2017/07
1,2-DICHLOROPROPANE 34541 036 2014/07/15 < .500 2017/07
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/12/06 < .000 2014/12
1,4-DICHLOROBENZENE 34571 036 2014/07/15 < .500 2017/07
BENZENE 34030 036 2014/07/15 < .500 2017/07
CARBON TETRACHLORIDE 32102 036 2014/07/15 < .500 2017/07
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/15 < .500 2017/07
DICHLOROMETHANE 34423 036 2014/07/15 < .500 2017/07
ETHYLBENZENE 34371 036 2014/07/15 < .500 2017/07
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/15 < 3.000 2017/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-182
Source Name: WELL 5719-1
Source Number: 182
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
MONOCHLOROBENZENE 34301 036 2014/07/15 < .500
STYRENE 77128 036 2014/07/15 < .500
TETRACHLOROETHYLENE 34475 036 2014/07/15 < .500
TOLUENE 34010 036 2014/07/15 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/15 < .500
TRICHLOROETHYLENE 39180 036 2014/07/15 < .500
TRICHLOROFLUOROMETHANE 34488 036 2014/07/15 < 5.000
VINYL CHLORIDE 39175 036 2014/07/15 < .500
XYLENES (TOTAL) 81551 036 2014/07/15 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/07/10 . 130.000
CALCIUM 00916 036 2012/07/10 . 20.000
CARBONATE ALKALINITY 00445 036 2012/07/10 < .120
CHLORIDE 00940 036 2012/07/10 . 8.900
COLOR 00081 036 2012/07/10 < 1.000
COPPER 01042 036 2012/07/10 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/07/10 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/10 . 65.000
HYDROXIDE ALKALINITY 71830 036 2012/07/10 < .120
IRON 01045 036 2012/07/10 < 100.000
MAGNESIUM 00927 036 2012/07/10 . 3.600
MANGANESE 01055 036 2012/07/10 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/10 < 1.000
PH, LABORATORY 00403 036 2012/07/10 . 8.000
SILVER 01077 036 2012/07/10 < 10.000
SODIUM 00929 036 2012/07/10 30.000
SPECIFIC CONDUCTANCE 00095 036 2012/07/10 . 290.000
SULFATE 00945 036 2012/10/03 . 22.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/10 . 190.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07
2017/07

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/10
2015/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-182
Source Name: WELL 5719-1
Source Number: 182
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
TURBIDITY, LABORATORY 82079 036 2012/07/10 . .060
ZINC 01092 036 2012/07/10 < 50.000
PS Code: 3310001-194
Source Name: WELL 5682-1
Source Number: 194
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/10 < 50.000
ANTIMONY 01097 036 2012/07/10 < 6.000
ARSENIC 01002 036 2012/07/10 < 2.000
BARIUM 01007 036 2012/07/10 < 100.000
BERYLLIUM 01012 036 2012/07/10 < 1.000
CADMIUM 01027 036 2012/07/10 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 7.200
CHROMIUM, HEXAVALENT 01032 036 2014/05/01 . 6.800
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/10 . .600
MERCURY 71900 036 2012/07/10 < 1.000
NICKEL 01067 036 2012/07/10 < 10.000
PERCHLORATE A-031 036 2014/04/16 < 4.000
SELENIUM 01147 036 2012/07/10 < 5.000
THALLIUM 01059 036 2012/07/10 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/27 . 11.000
NITRITE (AS N) 00620 036 2012/07/10 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 048 2012/08/09 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2017/06
2017/05
2015/07
2015/07
2015/07
2017/04
2015/07
2015/07

2015/03
2015/07

2016/08
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-194
Source Name: WELL 5682-1
Source Number: 194
Source Status: ACTIVE RAW
Water type: G
REGULATED SOC
ATRAZINE 39033 072 2009/10/27 .000 2015/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/05/13 . .000 2003/05 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/05/13 . .000 2003/05 DUE
SIMAZINE 39055 072 2009/10/27 .000 2015/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2013/10/03 < .500 2016/10
1,1,2,2-TETRACHLOROETHANE 34516 036 2013/10/03 < .500 2016/10
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2013/10/03 < 10.000 2016/10
1,1,2-TRICHLOROETHANE 34511 036 2013/10/03 < .500 2016/10
1,1-DICHLOROETHANE 34496 036 2013/10/03 < .500 2016/10
1,1-DICHLOROETHYLENE 34501 036 2013/10/03 < .500 2016/10
1,2,4-TRICHLOROBENZENE 34551 036 2013/10/03 < .500 2016/10
1,2-DICHLOROBENZENE 34536 036 2013/10/03 < .500 2016/10
1,2-DICHLOROETHANE 34531 036 2013/10/03 < .500 2016/10
1,2-DICHLOROPROPANE 34541 036 2013/10/03 < .500 2016/10
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2013/10/03 < .500 2016/10
1,4-DICHLOROBENZENE 34571 036 2013/10/03 < .500 2016/10
BENZENE 34030 036 2013/10/03 < .500 2016/10
CARBON TETRACHLORIDE 32102 036 2013/10/03 < .500 2016/10
CIS-1,2-DICHLOROETHYLENE 77093 036 2013/10/03 < .500 2016/10
DICHLOROMETHANE 34423 036 2013/10/03 < .500 2016/10
ETHYLBENZENE 34371 036 2013/10/03 < .500 2016/10
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2013/10/03 < 3.000 2016/10
MONOCHLOROBENZENE 34301 036 2013/10/03 < .500 2016/10
STYRENE 77128 036 2013/10/03 < .500 2016/10
TETRACHLOROETHYLENE 34475 036 2013/10/03 < .500 2016/10
TOLUENE 34010 036 2013/10/03 < .500 2016/10
TRANS-1,2-DICHLOROETHYLENE 34546 036 2013/10/03 < .500 2016/10
TRICHLOROETHYLENE 39180 036 2013/10/03 < .500 2016/10

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-194
Source Name: WELL 5682-1
Source Number: 194
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
TRICHLOROFLUOROMETHANE 34488 036 2013/10/03 < 5.000
VINYL CHLORIDE 39175 036 2013/10/03 < .500
XYLENES (TOTAL) 81551 036 2013/10/03 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/07/10 . 160.000
CALCIUM 00916 036 2012/07/10 . 28.000
CARBONATE ALKALINITY 00445 036 2012/07/10 < .120
CHLORIDE 00940 036 2012/07/10 . 10.000
COLOR 00081 036 2012/07/10 < 1.000
COPPER 01042 036 2012/07/10 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/07/10 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/10 . 110.000
HYDROXIDE ALKALINITY 71830 036 2012/07/10 < .120
IRON 01045 036 2012/07/10 < 100.000
MAGNESIUM 00927 036 2012/07/10 . 7.200
MANGANESE 01055 036 2012/07/10 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/10 < 1.000
PH, LABORATORY 00403 036 2012/07/10 . 8.000
SILVER 01077 036 2012/07/10 < 10.000
SODIUM 00929 036 2012/07/10 25.000
SPECIFIC CONDUCTANCE 00095 036 2012/07/10 . 330.000
SULFATE 00945 036 2012/07/10 20.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/10 . 210.000
TURBIDITY, LABORATORY 82079 036 2012/07/10 . .060
ZINC 01092 036 2012/07/10 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/10
2016/10
2016/10

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
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District Number: 20
Riverside
(619) 525-4159

System Number: 3310001

System Name: COACHELLA VWD: COVE COMMUNITY

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-196
Source Name: WELL 6725-1
Source Number: 196
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/07/16 < 50.000
ANTIMONY 01097 036 2013/07/16 < 6.000
ARSENIC 01002 036 2013/07/16 < 2.000
BARIUM 01007 036 2013/07/16 < 100.000
BERYLLIUM 01012 036 2013/07/16 < 1.000
CADMIUM 01027 036 2013/07/16 < 1.000
CHROMIUM (TOTAL) 01034 036 2013/07/16 14.000
CHROMIUM, HEXAVALENT 01032 036 2013/11/27 13.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/07/16 < .470
MERCURY 71900 036 2013/07/16 < 1.000
NICKEL 01067 036 2013/07/16 < 10.000
PERCHLORATE A-031 036 2014/04/16 < 4.000
SELENIUM 01147 036 2013/07/16 < 5.000
THALLIUM 01059 036 2013/07/16 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/05/20 6.900
NITRITE (AS N) 00620 036 2013/07/16 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2013/10/04 4.000
REGULATED SOC
ATRAZINE 39033 072 2013/10/04 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2001/03/29 .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2001/03/29 .000
SIMAZINE 39055 072 2013/10/04 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/18 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/18 < .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/18 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/11
2016/07
2016/07
2016/07
2017/04
2016/07
2016/07

2015/05
2016/07

2019/10

2019/10
2001/03 DUE

2001/03 DUE
2019/10

2014/11
2014/11
2014/11
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-196
Source Name: WELL 6725-1
Source Number: 196
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1,2-TRICHLOROETHANE 34511 036 2011/11/18 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/18 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/18 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/18 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/18 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/18 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/18 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/18 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/18 < .000 2014/11
BENZENE 34030 036 2011/11/18 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/18 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/18 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/18 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/18 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/18 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/18 < .000 2014/11
STYRENE 77128 036 2011/11/18 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/18 < .000 2014/11
TOLUENE 34010 036 2011/11/18 < .000 2014/11
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/18 < .000 2014/11
TRICHLOROETHYLENE 39180 036 2011/11/18 < .000 2014/11
TRICHLOROFLUOROMETHANE 34488 036 2011/11/18 < .000 2014/11
VINYL CHLORIDE 39175 036 2011/11/18 < .000 2014/11
XYLENES (TOTAL) 81551 036 2011/11/18 < .000 2014/11
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/07/16 < 120.000 2016/07
CALCIUM 00916 036 2013/07/16 < 41.000 2016/07
CARBONATE ALKALINITY 00445 036 2013/07/16 < .120 2016/07
CHLORIDE 00940 036 2013/07/16 < 46.000 2016/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-196
Source Name: WELL 6725-1
Source Number: 196
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
COLOR 00081 036 2013/07/16 < 1.000
COPPER 01042 036 2013/07/16 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/07/16 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/07/16 < 120.000
HYDROXIDE ALKALINITY 71830 036 2013/07/16 < .120
IRON 01045 036 2013/07/16 < 100.000
MAGNESIUM 00927 036 2013/07/16 < 4.800
MANGANESE 01055 036 2013/07/16 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/07/16 < 1.000
PH, LABORATORY 00403 036 2013/07/16 < 8.000
SILVER 01077 036 2013/07/16 < 10.000
SODIUM 00929 036 2013/07/16 < 59.000
SPECIFIC CONDUCTANCE 00095 036 2013/07/16 < 560.000
SULFATE 00945 036 2013/07/16 < 100.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/07/16 < 360.000
TURBIDITY, LABORATORY 82079 036 2013/07/16 < .030
ZINC 01092 036 2013/07/16 < 50.000
PS Code: 3310001-198
Source Name: WELL 5632-2
Source Number: 198
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2011/03/15 < 50.000
ANTIMONY 01097 036 2011/03/15 < 6.000
ARSENIC 01002 036 2011/03/15 < 2.000
BARIUM 01007 036 2011/03/15 < 100.000
BERYLLIUM 01012 036 2011/03/15 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07

2014/03
2014/03
2014/03
2014/03
2014/03

DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-198
Source Name: WELL 5632-2
Source Number: 198
Source Status: ACTIVE RAW
Water type: G
INORGANIC
CADMIUM 01027 036 2011/03/15 < 1.000 2014/03 DUE
CHROMIUM (TOTAL) 01034 036 2011/03/15 . 18.000 2014/03 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/15 . .600 2014/03 DUE
MERCURY 71900 036 2011/03/15 < 1.000 2014/03 DUE
NICKEL 01067 036 2011/03/15 < 10.000 2014/03 DUE
PERCHLORATE A-031 036 2014/04/08 < 4.000 2017/04
SELENIUM 01147 036 2011/03/15 < 5.000 2014/03 DUE
THALLIUM 01059 036 2011/03/15 < 1.000 2014/03 DUE
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/04/24 . 2.600 2014/04 DUE
NITRITE (AS N) 00620 036 2011/03/15 < 400.000 2014/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/10/18 . 4.200 2017/10
REGULATED SOC
ATRAZINE 39033 072 2009/05/26 < .500 2015/05
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2002/07/15 . .000 2002/07 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2002/07/15 . .000 2002/07 DUE
SIMAZINE 39055 072 2009/05/26 < 1.000 2015/05
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2012/08/10 < .000 2015/08
1,1,2,2-TETRACHLOROETHANE 34516 036 2012/08/10 < .000 2015/08
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2012/08/10 < .000 2015/08
1,1,2-TRICHLOROETHANE 34511 036 2012/08/10 < .000 2015/08
1,1-DICHLOROETHANE 34496 036 2012/08/10 < .000 2015/08
1,1-DICHLOROETHYLENE 34501 036 2012/08/10 < .000 2015/08
1,2,4-TRICHLOROBENZENE 34551 036 2012/08/10 < .000 2015/08
1,2-DICHLOROBENZENE 34536 036 2012/08/10 < .000 2015/08
1,2-DICHLOROETHANE 34531 036 2012/08/10 < .000 2015/08

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-198
Source Name: WELL 5632-2
Source Number: 198
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,2-DICHLOROPROPANE 34541 036 2012/08/10 < .000 2015/08
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2012/08/10 < .000 2015/08
1,4-DICHLOROBENZENE 34571 036 2012/08/10 < .000 2015/08
BENZENE 34030 036 2012/08/10 < .000 2015/08
CARBON TETRACHLORIDE 32102 036 2012/08/10 < .000 2015/08
CIS-1,2-DICHLOROETHYLENE 77093 036 2012/08/10 < .000 2015/08
DICHLOROMETHANE 34423 036 2012/08/10 < .000 2015/08
ETHYLBENZENE 34371 036 2012/08/10 < .000 2015/08
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2012/08/10 < .000 2015/08
MONOCHLOROBENZENE 34301 036 2012/08/10 < .000 2015/08
STYRENE 77128 036 2012/08/10 < .000 2015/08
TETRACHLOROETHYLENE 34475 036 2012/08/10 < .000 2015/08
TOLUENE 34010 036 2012/08/10 < .000 2015/08
TRANS-1,2-DICHLOROETHYLENE 34546 036 2012/08/10 < .000 2015/08
TRICHLOROETHYLENE 39180 036 2012/08/10 < .000 2015/08
TRICHLOROFLUOROMETHANE 34488 036 2012/08/10 < .000 2015/08
VINYL CHLORIDE 39175 036 2012/08/10 < .000 2015/08
XYLENES (TOTAL) 81551 036 2012/08/10 < .000 2015/08
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/15 . 150.000 2014/03 DUE
CALCIUM 00916 036 2011/03/15 . 22.000 2014/03 DUE
CARBONATE ALKALINITY 00445 036 2011/03/15 .000 2014/03 DUE
CHLORIDE 00940 036 2011/03/15 . 10.000 2014/03 DUE
COLOR 00081 036 2011/03/15 < 1.000 2014/03 DUE
COPPER 01042 036 2011/03/15 < 50.000 2014/03 DUE
FOAMING AGENTS (MBAS) 38260 036 2011/03/15 < .050 2014/03 DUE
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/15 . 81.000 2014/03 DUE
HYDROXIDE ALKALINITY 71830 036 2011/03/15 . .000 2014/03 DUE
IRON 01045 036 2011/03/15 < 100.000 2014/03 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-198
Source Name: WELL 5632-2
Source Number: 198
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
MAGNESIUM 00927 036 2011/03/15 . 5.000
MANGANESE 01055 036 2011/03/15 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2011/03/15 < 1.000
PH, LABORATORY 00403 036 2011/03/15 . 7.800
SILVER 01077 036 2011/03/15 < 10.000
SODIUM 00929 036 2011/03/15 32.000
SPECIFIC CONDUCTANCE 00095 036 2011/03/15 . 310.000
SULFATE 00945 036 2011/03/15 23.000
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/15 . 190.000
TURBIDITY, LABORATORY 82079 036 2011/03/15 . .100
ZINC 01092 036 2011/03/15 < 50.000
PS Code: 3310001-199
Source Name: WELL 5711-2
Source Number: 199
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/07/08 < 50.000
ANTIMONY 01097 036 2014/07/08 < 6.000
ARSENIC 01002 036 2011/03/15 < 2.000
BARIUM 01007 036 2014/07/08 < 100.000
BERYLLIUM 01012 036 2014/07/08 < 1.000
CADMIUM 01027 036 2014/07/08 < 1.000
CHROMIUM (TOTAL) 01034 036 2011/03/15 . 12.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/15 . .300
MERCURY 71900 036 2014/07/08 < 1.000
NICKEL 01067 036 2014/07/08 < 10.000
PERCHLORATE A-031 036 2014/05/07 < 4.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2014/03

2017/07
2017/07
2014/03
2017/07
2017/07
2017/07
2014/03
2014/03
2017/07
2017/07
2017/05

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE

DUE

DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-199
Source Name: WELL 5711-2
Source Number: 199
Source Status: ACTIVE RAW
Water type: G
INORGANIC
SELENIUM 01147 036 2011/03/15 < 5.000 2014/03 DUE
THALLIUM 01059 036 2014/07/08 < 1.000 2017/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/05/07 . 23.000 2015/05
NITRITE (AS N) 00620 036 2011/03/15 < 400.000 2014/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/14 < .000 2018/08
REGULATED SOC
ATRAZINE 39033 072 2014/06/13 < .500 2020/06
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2014/06/13 < .010 2014/06 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2014/06/13 < .020 2014/06 DUE
SIMAZINE 39055 072 2014/06/13 < 1.000 2020/06
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2013/10/03 < .500 2016/10
1,1,2,2-TETRACHLOROETHANE 34516 036 2013/10/03 < .500 2016/10
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2013/10/03 < 10.000 2016/10
1,1,2-TRICHLOROETHANE 34511 036 2013/10/03 < .500 2016/10
1,1-DICHLOROETHANE 34496 036 2013/10/03 < .500 2016/10
1,1-DICHLOROETHYLENE 34501 036 2013/10/03 < .500 2016/10
1,2,4-TRICHLOROBENZENE 34551 036 2013/10/03 < .500 2016/10
1,2-DICHLOROBENZENE 34536 036 2013/10/03 < .500 2016/10
1,2-DICHLOROETHANE 34531 036 2013/10/03 < .500 2016/10
1,2-DICHLOROPROPANE 34541 036 2013/10/03 < .500 2016/10
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2013/10/03 < .500 2016/10
1,4-DICHLOROBENZENE 34571 036 2013/10/03 < .500 2016/10
BENZENE 34030 036 2013/10/03 < .500 2016/10
CARBON TETRACHLORIDE 32102 036 2013/10/03 < .500 2016/10
CIS-1,2-DICHLOROETHYLENE 77093 036 2013/10/03 < .500 2016/10

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-199
Source Name: WELL 5711-2
Source Number: 199
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
DICHLOROMETHANE 34423 036 2013/10/03 < .500
ETHYLBENZENE 34371 036 2013/10/03 < .500
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2013/10/03 < 3.000
MONOCHLOROBENZENE 34301 036 2013/10/03 < .500
STYRENE 77128 036 2013/10/03 < .500
TETRACHLOROETHYLENE 34475 036 2013/10/03 < .500
TOLUENE 34010 036 2013/10/03 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2013/10/03 < .500
TRICHLOROETHYLENE 39180 036 2013/10/03 < .500
TRICHLOROFLUOROMETHANE 34488 036 2013/10/03 < 5.000
VINYL CHLORIDE 39175 036 2013/10/03 < .500
XYLENES (TOTAL) 81551 036 2013/10/03 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/15 . 91.000
CALCIUM 00916 036 2011/03/15 . 46.000
CARBONATE ALKALINITY 00445 036 2011/03/15 .000
CHLORIDE 00940 036 2011/03/15 . 58.000
COLOR 00081 036 2011/03/15 < 1.000
COPPER 01042 036 2011/03/15 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2014/07/08 < .200
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/15 . 130.000
HYDROXIDE ALKALINITY 71830 036 2011/03/15 . .000
IRON 01045 036 2014/07/08 < 100.000
MAGNESIUM 00927 036 2011/03/15 . 4.300
MANGANESE 01055 036 2014/07/08 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2014/07/08 < 1.000
PH, LABORATORY 00403 036 2011/03/15 . 7.200
SILVER 01077 036 2014/07/08 < 10.000
SODIUM 00929 036 2011/03/15 61.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10

2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2017/07
2014/03
2014/03
2017/07
2014/03
2017/07
2017/07
2014/03
2017/07
2014/03

DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE

DUE

DUE

DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-199
Source Name: WELL 5711-2
Source Number: 199
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
SPECIFIC CONDUCTANCE 00095 036 2011/03/15 . 610.000 2014/03 DUE
SULFATE 00945 036 2011/03/15 99.000 2014/03 DUE
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/15 . 380.000 2014/03 DUE
TURBIDITY, LABORATORY 82079 036 2011/03/15 . .040 2014/03 DUE
ZINC 01092 036 2014/07/08 < 50.000 2017/07
PS Code: 3310001-200
Source Name: WELL 5676-2
Source Number: 200
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/25 < 50.000 2015/07
ANTIMONY 01097 036 2012/07/25 < 6.000 2015/07
ARSENIC 01002 036 2012/07/25 < 2.000 2015/07
BARIUM 01007 036 2012/07/25 < 100.000 2015/07
BERYLLIUM 01012 036 2012/07/25 < 1.000 2015/07
CADMIUM 01027 036 2012/07/25 < 1.000 2015/07
CHROMIUM (TOTAL) 01034 036 2012/07/25 . 13.000 2015/07
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/25 . .900 2015/07
LEAD 01051 036 2003/06/04 . .000 2006/06 DUE
MERCURY 71900 036 2012/07/25 < 1.000 2015/07
NICKEL 01067 036 2012/07/25 < 10.000 2015/07
PERCHLORATE A-031 036 2014/04/16 < 4.000 2017/04
SELENIUM 01147 036 2012/07/25 < 5.000 2015/07
THALLIUM 01059 036 2012/07/25 < 1.000 2015/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 . 2.400 2015/03
NITRITE (AS N) 00620 036 2012/07/25 < 100.000 2015/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-200
Source Name: WELL 5676-2
Source Number: 200
Source Status: ACTIVE RAW
Water type: G
RADIOLOGICAL
GROSS ALPHA 01501 072 2013/10/04 . 6.000 2019/10
REGULATED SOC
ATRAZINE 39033 072 2008/11/25 .000 2014/11
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/06/04 . .000 2003/06 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/06/04 . .000 2003/06 DUE
SIMAZINE 39055 072 2008/11/25 .000 2014/11
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2012/08/10 < .000 2015/08
1,1,2,2-TETRACHLOROETHANE 34516 036 2012/08/10 < .000 2015/08
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2012/08/10 < .000 2015/08
1,1,2-TRICHLOROETHANE 34511 036 2012/08/10 < .000 2015/08
1,1-DICHLOROETHANE 34496 036 2012/08/10 < .000 2015/08
1,1-DICHLOROETHYLENE 34501 036 2012/08/10 < .000 2015/08
1,2,4-TRICHLOROBENZENE 34551 036 2012/08/10 < .000 2015/08
1,2-DICHLOROBENZENE 34536 036 2012/08/10 < .000 2015/08
1,2-DICHLOROETHANE 34531 036 2012/08/10 < .000 2015/08
1,2-DICHLOROPROPANE 34541 036 2012/08/10 < .000 2015/08
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2012/08/10 < .000 2015/08
1,4-DICHLOROBENZENE 34571 036 2012/08/10 < .000 2015/08
BENZENE 34030 036 2012/08/10 < .000 2015/08
CARBON TETRACHLORIDE 32102 036 2012/08/10 < .000 2015/08
CIS-1,2-DICHLOROETHYLENE 77093 036 2012/08/10 < .000 2015/08
DICHLOROMETHANE 34423 036 2012/08/10 < .000 2015/08
ETHYLBENZENE 34371 036 2012/08/10 < .000 2015/08
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2012/08/10 < .000 2015/08
MONOCHLOROBENZENE 34301 036 2012/08/10 < .000 2015/08
STYRENE 77128 036 2012/08/10 < .000 2015/08
TETRACHLOROETHYLENE 34475 036 2012/08/10 < .000 2015/08
TOLUENE 34010 036 2012/08/10 < .000 2015/08

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-200
Source Name: WELL 5676-2
Source Number: 200
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
TRANS-1,2-DICHLOROETHYLENE 34546 036 2012/08/10 < .000
TRICHLOROETHYLENE 39180 036 2012/08/10 < .000
TRICHLOROFLUOROMETHANE 34488 036 2012/08/10 < .000
VINYL CHLORIDE 39175 036 2012/08/10 < .000
XYLENES (TOTAL) 81551 036 2012/08/10 < .000
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/07/25 . 160.000
CALCIUM 00916 036 2012/07/25 . 25.000
CARBONATE ALKALINITY 00445 036 2012/07/25 < .120
CHLORIDE 00940 036 2012/07/25 . 11.000
COLOR 00081 036 2012/07/25 < 1.000
COPPER 01042 036 2012/07/25 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/07/25 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/25 . 94.000
HYDROXIDE ALKALINITY 71830 036 2012/07/25 < .120
IRON 01045 036 2012/07/25 < 100.000
MAGNESIUM 00927 036 2012/07/25 . 6.400
MANGANESE 01055 036 2012/07/25 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/25 < 1.000
PH, LABORATORY 00403 036 2012/07/25 . 7.600
SILVER 01077 036 2012/07/25 < 10.000
SODIUM 00929 036 2012/07/25 28.000
SPECIFIC CONDUCTANCE 00095 036 2012/07/25 . 310.000
SULFATE 00945 036 2012/07/25 16.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/25 . 190.000
TURBIDITY, LABORATORY 82079 036 2012/07/25 . .830
ZINC 01092 036 2012/07/25 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/08
2015/08
2015/08
2015/08
2015/08

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-201
Source Name: WELL 4527-1
Source Number: 201
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/06/18 < 50.000 2017/06
ANTIMONY 01097 036 2014/06/18 < 6.000 2017/06
ARSENIC 01002 036 2011/03/30 < 2.000 2014/03 DUE
BARIUM 01007 036 2014/06/18 < 100.000 2017/06
BERYLLIUM 01012 036 2014/06/18 < 1.000 2017/06
CADMIUM 01027 036 2014/06/18 < 1.000 2017/06
CHROMIUM (TOTAL) 01034 036 2011/03/30 . 4.400 2014/03 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/30 . .400 2014/03 DUE
MERCURY 71900 036 2014/06/18 < 1.000 2017/06
NICKEL 01067 036 2014/06/18 < 10.000 2017/06
PERCHLORATE A-031 036 2014/04/23 < 4.000 2017/04
SELENIUM 01147 036 2011/03/30 < 5.000 2014/03 DUE
THALLIUM 01059 036 2014/06/18 < 1.000 2017/06
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/05/21 . 2.200 2014/05 DUE
NITRITE (AS N) 00620 036 2011/03/30 < 400.000 2014/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 2006/11/06 .831 2015/11
REGULATED SOC
ATRAZINE 39033 072 2008/11/14 .000 2014/11
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2002/08/08 . .000 2002/08 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2002/08/08 . .000 2002/08 DUE
SIMAZINE 39055 072 2008/11/14 .000 2014/11
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2013/10/09 < .500 2016/10
1,1,2,2-TETRACHLOROETHANE 34516 036 2013/10/09 < .500 2016/10
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2013/10/09 < 10.000 2016/10
1,1,2-TRICHLOROETHANE 34511 036 2013/10/09 < .500 2016/10

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-201
Source Name: WELL 4527-1
Source Number: 201
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1-DICHLOROETHANE 34496 036 2013/10/09 < .500 2016/10
1,1-DICHLOROETHYLENE 34501 036 2013/10/09 < .500 2016/10
1,2,4-TRICHLOROBENZENE 34551 036 2013/10/09 < .500 2016/10
1,2-DICHLOROBENZENE 34536 036 2013/10/09 < .500 2016/10
1,2-DICHLOROETHANE 34531 036 2013/10/09 < .500 2016/10
1,2-DICHLOROPROPANE 34541 036 2013/10/09 < .500 2016/10
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2013/10/09 < .500 2016/10
1,4-DICHLOROBENZENE 34571 036 2013/10/09 < .500 2016/10
BENZENE 34030 036 2013/10/09 < .500 2016/10
CARBON TETRACHLORIDE 32102 036 2013/10/09 < .500 2016/10
CIS-1,2-DICHLOROETHYLENE 77093 036 2013/10/09 < .500 2016/10
DICHLOROMETHANE 34423 036 2013/10/09 < .500 2016/10
ETHYLBENZENE 34371 036 2013/10/09 < .500 2016/10
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2013/10/09 < 3.000 2016/10
MONOCHLOROBENZENE 34301 036 2013/10/09 < .500 2016/10
STYRENE 77128 036 2013/10/09 < .500 2016/10
TETRACHLOROETHYLENE 34475 036 2013/10/09 < .500 2016/10
TOLUENE 34010 036 2013/10/09 < .500 2016/10
TRANS-1,2-DICHLOROETHYLENE 34546 036 2013/10/09 < .500 2016/10
TRICHLOROETHYLENE 39180 036 2013/10/09 < .500 2016/10
TRICHLOROFLUOROMETHANE 34488 036 2013/10/09 < 5.000 2016/10
VINYL CHLORIDE 39175 036 2013/10/09 < .500 2016/10
XYLENES (TOTAL) 81551 036 2013/10/09 < .500 2016/10
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/30 . 140.000 2014/03 DUE
CALCIUM 00916 036 2011/03/30 . 25.000 2014/03 DUE
CARBONATE ALKALINITY 00445 036 2011/03/30 .000 2014/03 DUE
CHLORIDE 00940 036 2011/03/30 . 7.900 2014/03 DUE
COLOR 00081 036 2011/03/30 < 1.000 2014/03 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-201
Source Name: WELL 4527-1
Source Number: 201
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
COPPER 01042 036 2011/03/30 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2014/06/18 < .080
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/30 . 87.000
HYDROXIDE ALKALINITY 71830 036 2011/03/30 . .000
IRON 01045 036 2014/06/18 < 100.000
MAGNESIUM 00927 036 2011/03/30 . 3.700
MANGANESE 01055 036 2014/06/18 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2014/06/18 < 1.000
PH, LABORATORY 00403 036 2011/03/30 . 7.900
SILVER 01077 036 2014/06/18 < 10.000
SODIUM 00929 036 2011/03/30 22.000
SPECIFIC CONDUCTANCE 00095 036 2011/03/30 . 280.000
SULFATE 00945 036 2011/03/30 20.000
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/30 . 160.000
TURBIDITY, LABORATORY 82079 036 2011/03/30 . .030
ZINC 01092 036 2014/06/18 < 50.000
PS Code: 3310001-202
Source Name: WELL 4722-1
Source Number: 202
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/07/01 < 50.000
ANTIMONY 01097 036 2014/07/01 < 6.000
ARSENIC 01002 036 2011/03/22 < 2.000
BARIUM 01007 036 2014/07/01 < 100.000
BERYLLIUM 01012 036 2014/07/01 < 1.000
CADMIUM 01027 036 2014/07/01 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/03
2017/06
2014/03
2014/03
2017/06
2014/03
2017/06
2017/06
2014/03
2017/06
2014/03
2014/03
2014/03
2014/03
2014/03
2017/06

2017/07
2017/07
2014/03
2017/07
2017/07
2017/07

DUE

DUE
DUE

DUE

DUE

DUE
DUE
DUE
DUE
DUE

DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-202
Source Name: WELL 4722-1
Source Number: 202
Source Status: ACTIVE RAW
Water type: G
INORGANIC
CHROMIUM (TOTAL) 01034 036 2011/03/22 . 14.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/22 . .800
MERCURY 71900 036 2014/07/01 < 1.000
NICKEL 01067 036 2014/07/01 < 10.000
PERCHLORATE A-031 036 2014/05/21 < 4.000
SELENIUM 01147 036 2011/03/22 < 5.000
THALLIUM 01059 036 2014/07/01 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/07/19 . 4.000
NITRITE (AS N) 00620 036 2011/03/22 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2006/11/06 2.170
REGULATED SOC
ATRAZINE 39033 072 2008/12/03 .000
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2002/06/24 . .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2002/06/24 . .000
SIMAZINE 39055 072 2008/12/03 .000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2013/10/03 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2013/10/03 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2013/10/03 < 10.000
1,1,2-TRICHLOROETHANE 34511 036 2013/10/03 < .500
1,1-DICHLOROETHANE 34496 036 2013/10/03 < .500
1,1-DICHLOROETHYLENE 34501 036 2013/10/03 < .500
1,2,4-TRICHLOROBENZENE 34551 036 2013/10/03 < .500
1,2-DICHLOROBENZENE 34536 036 2013/10/03 < .500
1,2-DICHLOROETHANE 34531 036 2013/10/03 < .500
1,2-DICHLOROPROPANE 34541 036 2013/10/03 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/03
2014/03
2017/07
2017/07
2017/05
2014/03
2017/07

2014/07
2014/03

2015/11

2014/12
2002/06

2002/06
2014/12

2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10

DUE
DUE

DUE

DUE

DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-202
Source Name: WELL 4722-1
Source Number: 202
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2013/10/03 < .500 2016/10
1,4-DICHLOROBENZENE 34571 036 2013/10/03 < .500 2016/10
BENZENE 34030 036 2013/10/03 < .500 2016/10
CARBON TETRACHLORIDE 32102 036 2013/10/03 < .500 2016/10
CIS-1,2-DICHLOROETHYLENE 77093 036 2013/10/03 < .500 2016/10
DICHLOROMETHANE 34423 036 2013/10/03 < .500 2016/10
ETHYLBENZENE 34371 036 2013/10/03 < .500 2016/10
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2013/10/03 < 3.000 2016/10
MONOCHLOROBENZENE 34301 036 2013/10/03 < .500 2016/10
STYRENE 77128 036 2013/10/03 < .500 2016/10
TETRACHLOROETHYLENE 34475 036 2013/10/03 < .500 2016/10
TOLUENE 34010 036 2013/10/03 < .500 2016/10
TRANS-1,2-DICHLOROETHYLENE 34546 036 2013/10/03 < .500 2016/10
TRICHLOROETHYLENE 39180 036 2013/10/03 < .500 2016/10
TRICHLOROFLUOROMETHANE 34488 036 2013/10/03 < 5.000 2016/10
VINYL CHLORIDE 39175 036 2013/10/03 < .500 2016/10
XYLENES (TOTAL) 81551 036 2013/10/03 < .500 2016/10
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/22 . 120.000 2014/03 DUE
CALCIUM 00916 036 2011/03/22 . 38.000 2014/03 DUE
CARBONATE ALKALINITY 00445 036 2011/03/22 .000 2014/03 DUE
CHLORIDE 00940 036 2011/03/22 . 26.000 2014/03 DUE
COLOR 00081 036 2011/03/22 < 1.000 2014/03 DUE
COPPER 01042 036 2011/03/22 < 50.000 2014/03 DUE
FOAMING AGENTS (MBAS) 38260 036 2014/07/01 < .080 2017/07
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/22 . 140.000 2014/03 DUE
HYDROXIDE ALKALINITY 71830 036 2011/03/22 . .000 2014/03 DUE
IRON 01045 036 2014/07/01 < 100.000 2017/07
MAGNESIUM 00927 036 2011/03/22 . 8.500 2014/03 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-202
Source Name: WELL 4722-1
Source Number: 202
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
MANGANESE 01055 036 2014/07/01 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2011/03/22 < 1.000
PH, LABORATORY 00403 036 2011/03/22 . 7.200
SILVER 01077 036 2014/07/01 < 10.000
SODIUM 00929 036 2011/03/22 60.000
SPECIFIC CONDUCTANCE 00095 036 2011/03/22 . 580.000
SULFATE 00945 036 2011/03/22 140.000
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/22 . 360.000
TURBIDITY, LABORATORY 82079 036 2011/03/22 . .050
ZINC 01092 036 2014/07/01 < 50.000
PS Code: 3310001-203
Source Name: WELL 4509-1
Source Number: 203
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/10 < 50.000
ANTIMONY 01097 036 2012/07/10 < 6.000
ARSENIC 01002 036 2012/07/10 < 2.000
BARIUM 01007 036 2012/07/10 < 100.000
BERYLLIUM 01012 036 2012/07/10 < 1.000
CADMIUM 01027 036 2012/07/10 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 11.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/10 . .700
MERCURY 71900 036 2012/07/10 < 1.000
NICKEL 01067 036 2012/07/10 < 10.000
PERCHLORATE A-031 036 2014/04/23 < 4.000
SELENIUM 01147 036 2012/07/10 < 5.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07
2014/03
2014/03

2017/07
2014/03
2014/03
2014/03
2014/03
2014/03

2017/07

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2017/06
2015/07
2015/07
2015/07
2017/04
2015/07

DUE
DUE

DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-203
Source Name: WELL 4509-1
Source Number: 203
Source Status: ACTIVE RAW
Water type: G
INORGANIC
THALLIUM 01059 036 2012/07/10 < 1.000 2015/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/27 . 2.600 2015/03
NITRITE (AS N) 00620 036 2012/07/10 < 400.000 2015/07
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/09 . 6.800 2018/08
REGULATED SOC
ATRAZINE 39033 072 2009/10/27 .000 2015/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/05/21 . .000 2003/05 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/05/21 . .000 2003/05 DUE
SIMAZINE 39055 072 2009/10/27 .000 2015/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2013/10/09 < .500 2016/10
1,1,2,2-TETRACHLOROETHANE 34516 036 2013/10/09 < .500 2016/10
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2013/10/09 < 10.000 2016/10
1,1,2-TRICHLOROETHANE 34511 036 2013/10/09 < .500 2016/10
1,1-DICHLOROETHANE 34496 036 2013/10/09 < .500 2016/10
1,1-DICHLOROETHYLENE 34501 036 2013/10/09 < .500 2016/10
1,2,4-TRICHLOROBENZENE 34551 036 2013/10/09 < .500 2016/10
1,2-DICHLOROBENZENE 34536 036 2013/10/09 < .500 2016/10
1,2-DICHLOROETHANE 34531 036 2013/10/09 < .500 2016/10
1,2-DICHLOROPROPANE 34541 036 2013/10/09 < .500 2016/10
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2013/10/09 < .500 2016/10
1,4-DICHLOROBENZENE 34571 036 2013/10/09 < .500 2016/10
BENZENE 34030 036 2013/10/09 < .500 2016/10
CARBON TETRACHLORIDE 32102 036 2013/10/09 < .500 2016/10
CIS-1,2-DICHLOROETHYLENE 77093 036 2013/10/09 < .500 2016/10
DICHLOROMETHANE 34423 036 2013/10/09 < .500 2016/10

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-203
Source Name: WELL 4509-1
Source Number: 203
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
ETHYLBENZENE 34371 036 2013/10/09 < .500
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2013/10/09 < 3.000
MONOCHLOROBENZENE 34301 036 2013/10/09 < .500
STYRENE 77128 036 2013/10/09 < .500
TETRACHLOROETHYLENE 34475 036 2013/10/09 < .500
TOLUENE 34010 036 2013/10/09 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2013/10/09 < .500
TRICHLOROETHYLENE 39180 036 2013/10/09 < .500
TRICHLOROFLUOROMETHANE 34488 036 2013/10/09 < 5.000
VINYL CHLORIDE 39175 036 2013/10/09 < .500
XYLENES (TOTAL) 81551 036 2013/10/09 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/07/10 . 170.000
CALCIUM 00916 036 2012/07/10 . 26.000
CARBONATE ALKALINITY 00445 036 2012/07/10 < .120
CHLORIDE 00940 036 2012/07/10 . 9.600
COLOR 00081 036 2012/07/10 < 1.000
COPPER 01042 036 2012/07/10 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/07/10 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/10 . 100.000
HYDROXIDE ALKALINITY 71830 036 2012/07/10 < .120
IRON 01045 036 2012/07/10 < 100.000
MAGNESIUM 00927 036 2012/07/10 . 7.300
MANGANESE 01055 036 2012/07/10 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/10 < 1.000
PH, LABORATORY 00403 036 2012/07/10 . 7.900
SILVER 01077 036 2012/07/10 < 10.000
SODIUM 00929 036 2012/07/10 27.000
SPECIFIC CONDUCTANCE 00095 036 2012/07/10 . 330.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-203
Source Name: WELL 4509-1
Source Number: 203
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
SULFATE 00945 036 2012/07/10 20.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/10 . 210.000
TURBIDITY, LABORATORY 82079 036 2012/07/10 . .090
ZINC 01092 036 2012/07/10 < 50.000
PS Code: 3310001-204
Source Name: WELL 4628-2
Source Number: 204
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/06/13 < 50.000
ANTIMONY 01097 036 2012/06/13 < 6.000
ARSENIC 01002 036 2012/06/13 < 2.000
BARIUM 01007 036 2012/06/13 < 100.000
BERYLLIUM 01012 036 2012/06/13 < 1.000
CADMIUM 01027 036 2012/06/13 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 14.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/06/13 . .600
MERCURY 71900 036 2012/06/13 < 1.000
NICKEL 01067 036 2012/06/13 < 10.000
PERCHLORATE A-031 036 2014/04/08 < 4.000
SELENIUM 01147 036 2012/06/13 < 5.000
THALLIUM 01059 036 2012/06/13 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 . 2.200
NITRITE (AS N) 00620 036 2012/06/13 < 400.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07
2015/07
2015/07

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2017/06
2015/06
2015/06
2015/06
2017/04
2015/06
2015/06

2015/03
2015/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-204
Source Name: WELL 4628-2
Source Number: 204
Source Status: ACTIVE RAW
Water type: G
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/10/18 . 6.700 2017/10
REGULATED SOC
ATRAZINE 39033 072 2009/11/04 .000 2015/11
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/07/30 . .000 2003/07 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/07/30 . .000 2003/07 DUE
SIMAZINE 39055 072 2009/11/04 .000 2015/11
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/17 < .000 2014/11
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/17 < .000 2014/11
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/17 < .000 2014/11
1,1,2-TRICHLOROETHANE 34511 036 2011/11/17 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/17 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/17 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/17 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/17 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/17 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/17 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/17 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/17 < .000 2014/11
BENZENE 34030 036 2011/11/17 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/17 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/17 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/17 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/17 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/17 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/17 < .000 2014/11
STYRENE 77128 036 2011/11/17 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/17 < .000 2014/11
TOLUENE 34010 036 2011/11/17 < .000 2014/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-204
Source Name: WELL 4628-2
Source Number: 204
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/17 < .000
TRICHLOROETHYLENE 39180 036 2011/11/17 < .000
TRICHLOROFLUOROMETHANE 34488 036 2011/11/17 < .000
VINYL CHLORIDE 39175 036 2011/11/17 < .000
XYLENES (TOTAL) 81551 036 2011/11/17 < .000
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/06/13 . 160.000
CALCIUM 00916 036 2012/06/13 . 27.000
CARBONATE ALKALINITY 00445 036 2012/06/13 < .120
CHLORIDE 00940 036 2012/06/13 . 9.200
COLOR 00081 036 2012/06/13 < 1.000
COPPER 01042 036 2012/06/13 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/06/13 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/06/13 . 98.000
HYDROXIDE ALKALINITY 71830 036 2012/06/13 < .120
IRON 01045 036 2012/06/13 < 100.000
MAGNESIUM 00927 036 2012/06/13 . 5.400
MANGANESE 01055 036 2012/06/13 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/06/13 < 1.000
PH, LABORATORY 00403 036 2012/06/13 . 8.200
SILVER 01077 036 2012/06/13 < 10.000
SODIUM 00929 036 2012/06/13 31.000
SPECIFIC CONDUCTANCE 00095 036 2012/06/13 . 330.000
SULFATE 00945 036 2012/06/13 25.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/06/13 . 180.000
TURBIDITY, LABORATORY 82079 036 2012/06/13 . .050
ZINC 01092 036 2012/06/13 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/11
2014/11
2014/11
2014/11
2014/11

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06

Page 238 of 1813



District Number: 20
Riverside
(619) 525-4159

System Number: 3310001

System Name: COACHELLA VWD: COVE COMMUNITY

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-205
Source Name: WELL 4510-1
Source Number: 205
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/06/13 50.000
ANTIMONY 01097 036 2012/06/13 6.000
ARSENIC 01002 036 2012/06/13 2.000
BARIUM 01007 036 2012/06/13 100.000
BERYLLIUM 01012 036 2012/06/13 1.000
CADMIUM 01027 036 2012/06/13 1.000
CHROMIUM (TOTAL) 01034 036 2012/06/13 14.000
CHROMIUM, HEXAVALENT 01032 036 2013/11/05 12.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/06/13 .700
MERCURY 71900 036 2012/06/13 1.000
NICKEL 01067 036 2012/06/13 10.000
PERCHLORATE A-031 036 2014/04/15 4.000
SELENIUM 01147 036 2012/06/13 5.000
THALLIUM 01059 036 2012/06/13 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 2.600
NITRITE (AS N) 00620 036 2012/06/13 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/10/18 6.600
REGULATED SOC
ATRAZINE 39033 072 2009/11/03 .000
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/04/29 .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/04/29 .000
SIMAZINE 39055 072 2009/11/03 .000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2014/07/15 .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2014/07/15 .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2014/07/15 10.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2016/11
2015/06
2015/06
2015/06
2017/04
2015/06
2015/06

2015/03
2015/06

2017/10

2015/11
2003/04 DUE

2003/04 DUE
2015/11

2017/07
2017/07
2017/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-205
Source Name: WELL 4510-1
Source Number: 205
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1,2-TRICHLOROETHANE 34511 036 2014/07/15 < .500 2017/07
1,1-DICHLOROETHANE 34496 036 2014/07/15 < .500 2017/07
1,1-DICHLOROETHYLENE 34501 036 2014/07/15 < .500 2017/07
1,2,4-TRICHLOROBENZENE 34551 036 2014/07/15 < .500 2017/07
1,2-DICHLOROBENZENE 34536 036 2014/07/15 < .500 2017/07
1,2-DICHLOROETHANE 34531 036 2014/07/15 < .500 2017/07
1,2-DICHLOROPROPANE 34541 036 2014/07/15 < .500 2017/07
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/29 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2014/07/15 < .500 2017/07
BENZENE 34030 036 2014/07/15 < .500 2017/07
CARBON TETRACHLORIDE 32102 036 2014/07/15 < .500 2017/07
CIS-1,2-DICHLOROETHYLENE 77093 036 2014/07/15 < .500 2017/07
DICHLOROMETHANE 34423 036 2014/07/15 < .500 2017/07
ETHYLBENZENE 34371 036 2014/07/15 < .500 2017/07
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2014/07/15 < 3.000 2017/07
MONOCHLOROBENZENE 34301 036 2014/07/15 < .500 2017/07
STYRENE 77128 036 2014/07/15 < .500 2017/07
TETRACHLOROETHYLENE 34475 036 2014/07/15 < .500 2017/07
TOLUENE 34010 036 2014/07/15 < .500 2017/07
TRANS-1,2-DICHLOROETHYLENE 34546 036 2014/07/15 < .500 2017/07
TRICHLOROETHYLENE 39180 036 2014/07/15 < .500 2017/07
TRICHLOROFLUOROMETHANE 34488 036 2014/07/15 < 5.000 2017/07
VINYL CHLORIDE 39175 036 2014/07/15 < .500 2017/07
XYLENES (TOTAL) 81551 036 2014/07/15 < .500 2017/07
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/06/13 . 170.000 2015/06
CALCIUM 00916 036 2012/06/13 . 28.000 2015/06
CARBONATE ALKALINITY 00445 036 2012/06/13 < .120 2015/06
CHLORIDE 00940 036 2012/06/13 . 10.000 2015/06

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-205
Source Name: WELL 4510-1
Source Number: 205
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
COLOR 00081 036 2012/06/13 < 1.000
COPPER 01042 036 2012/06/13 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/06/13 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/06/13 . 100.000
HYDROXIDE ALKALINITY 71830 036 2012/06/13 < .120
IRON 01045 036 2012/06/13 < 100.000
MAGNESIUM 00927 036 2012/06/13 . 6.600
MANGANESE 01055 036 2012/06/13 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/06/13 < 1.000
PH, LABORATORY 00403 036 2012/06/13 . 8.300
SILVER 01077 036 2012/06/13 < 10.000
SODIUM 00929 036 2012/06/13 30.000
SPECIFIC CONDUCTANCE 00095 036 2012/06/13 . 340.000
SULFATE 00945 036 2012/06/13 22.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/06/13 . 190.000
TURBIDITY, LABORATORY 82079 036 2012/06/13 . .060
ZINC 01092 036 2012/06/13 < 50.000
PS Code: 3310001-206
Source Name: WELL 4567-1
Source Number: 206
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/07/01 < 50.000
ANTIMONY 01097 036 2014/07/01 < 6.000
ARSENIC 01002 036 2011/03/22 < 2.000
BARIUM 01007 036 2014/07/01 < 100.000
BERYLLIUM 01012 036 2014/07/01 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06

2017/07
2017/07
2014/03 DUE
2017/07
2017/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-206
Source Name: WELL 4567-1
Source Number: 206
Source Status: ACTIVE RAW
Water type: G
INORGANIC
CADMIUM 01027 036 2014/07/01 < 1.000 2017/07
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 9.800 2017/06
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/22 . .800 2014/03 DUE
MERCURY 71900 036 2014/07/01 < 1.000 2017/07
NICKEL 01067 036 2014/07/01 < 10.000 2017/07
PERCHLORATE A-031 036 2014/04/22 < 4.000 2017/04
SELENIUM 01147 036 2011/03/22 < 5.000 2014/03 DUE
THALLIUM 01059 036 2014/07/01 < 1.000 2017/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/05/21 . 3.800 2014/05 DUE
NITRITE (AS N) 00620 036 2011/03/22 < 400.000 2014/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/10 . 3.500 2018/08
REGULATED SOC
ATRAZINE 39033 072 2008/11/13 .000 2014/11
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2002/09/24 . .000 2002/09 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2002/09/24 . .000 2002/09 DUE
SIMAZINE 39055 072 2008/11/13 .000 2014/11
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2013/10/03 < .500 2016/10
1,1,2,2-TETRACHLOROETHANE 34516 036 2013/10/03 < .500 2016/10
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2013/10/03 < 10.000 2016/10
1,1,2-TRICHLOROETHANE 34511 036 2013/10/03 < .500 2016/10
1,1-DICHLOROETHANE 34496 036 2013/10/03 < .500 2016/10
1,1-DICHLOROETHYLENE 34501 036 2013/10/03 < .500 2016/10
1,2,4-TRICHLOROBENZENE 34551 036 2013/10/03 < .500 2016/10
1,2-DICHLOROBENZENE 34536 036 2013/10/03 < .500 2016/10
1,2-DICHLOROETHANE 34531 036 2013/10/03 < .500 2016/10

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-206
Source Name: WELL 4567-1
Source Number: 206
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,2-DICHLOROPROPANE 34541 036 2013/10/03 < .500
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2013/10/03 < .500
1,4-DICHLOROBENZENE 34571 036 2013/10/03 < .500
BENZENE 34030 036 2013/10/03 < .500
CARBON TETRACHLORIDE 32102 036 2013/10/03 < .500
CIS-1,2-DICHLOROETHYLENE 77093 036 2013/10/03 < .500
DICHLOROMETHANE 34423 036 2013/10/03 < .500
ETHYLBENZENE 34371 036 2013/10/03 < .500
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2013/10/03 < 3.000
MONOCHLOROBENZENE 34301 036 2013/10/03 < .500
STYRENE 77128 036 2013/10/03 < .500
TETRACHLOROETHYLENE 34475 036 2013/10/03 < .500
TOLUENE 34010 036 2013/10/03 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2013/10/03 < .500
TRICHLOROETHYLENE 39180 036 2013/10/03 < .500
TRICHLOROFLUOROMETHANE 34488 036 2013/10/03 < 5.000
VINYL CHLORIDE 39175 036 2013/10/03 < .500
XYLENES (TOTAL) 81551 036 2013/10/03 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/22 . 190.000
CALCIUM 00916 036 2011/03/22 . 32.000
CARBONATE ALKALINITY 00445 036 2011/03/22 .000
CHLORIDE 00940 036 2011/03/22 . 10.000
COLOR 00081 036 2011/03/22 < 1.000
COPPER 01042 036 2011/03/22 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2014/07/01 < .080
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/22 . 120.000
HYDROXIDE ALKALINITY 71830 036 2011/03/22 . .000
IRON 01045 036 2014/07/01 < 100.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10

2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2017/07
2014/03
2014/03
2017/07

DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-206
Source Name: WELL 4567-1
Source Number: 206
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
MAGNESIUM 00927 036 2011/03/22 . 8.000
MANGANESE 01055 036 2014/07/01 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2014/07/01 < 1.000
PH, LABORATORY 00403 036 2011/03/22 . 7.800
SILVER 01077 036 2014/07/01 < 10.000
SODIUM 00929 036 2011/03/22 27.000
SPECIFIC CONDUCTANCE 00095 036 2011/03/22 . 370.000
SULFATE 00945 036 2011/03/22 23.000
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/22 . 220.000
TURBIDITY, LABORATORY 82079 036 2011/03/22 . .180
ZINC 01092 036 2014/07/01 < 50.000
PS Code: 3310001-207
Source Name: WELL 5718-1
Source Number: 207
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/06/13 < 50.000
ANTIMONY 01097 036 2012/06/13 < 6.000
ARSENIC 01002 036 2012/06/13 < 2.000
BARIUM 01007 036 2012/06/13 < 100.000
BERYLLIUM 01012 036 2012/06/13 < 1.000
CADMIUM 01027 036 2012/06/13 < 1.000
CHROMIUM (TOTAL) 01034 036 2012/06/13 . 18.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/06/13 . .600
MERCURY 71900 036 2012/06/13 < 1.000
NICKEL 01067 036 2012/06/13 < 10.000
PERCHLORATE A-031 036 2014/04/16 < 4.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/03
2017/07
2017/07

2014/03
2017/07

2014/03

2014/03

2014/03

2014/03

2014/03
2017/07

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2017/04

DUE

DUE

DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-207
Source Name: WELL 5718-1
Source Number: 207
Source Status: ACTIVE RAW
Water type: G
INORGANIC
SELENIUM 01147 036 2012/06/13 < 5.000 2015/06
THALLIUM 01059 036 2012/06/13 < 1.000 2015/06
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/05/20 . 2.900 2015/05
NITRITE (AS N) 00620 036 2012/06/13 < 400.000 2015/06
RADIOLOGICAL
GROSS ALPHA 01501 072 2012/08/09 3.200 2018/08
REGULATED SOC
ATRAZINE 39033 072 2009/11/04 .000 2015/11
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/04/10 . .000 2003/04 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/04/10 . .000 2003/04 DUE
SIMAZINE 39055 072 2009/11/04 .000 2015/11
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2013/10/04 < .500 2016/10
1,1,2,2-TETRACHLOROETHANE 34516 036 2013/10/04 < .500 2016/10
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2013/10/04 < 10.000 2016/10
1,1,2-TRICHLOROETHANE 34511 036 2013/10/04 < .500 2016/10
1,1-DICHLOROETHANE 34496 036 2013/10/04 < .500 2016/10
1,1-DICHLOROETHYLENE 34501 036 2013/10/04 < .500 2016/10
1,2,4-TRICHLOROBENZENE 34551 036 2013/10/04 < .500 2016/10
1,2-DICHLOROBENZENE 34536 036 2013/10/04 < .500 2016/10
1,2-DICHLOROETHANE 34531 036 2013/10/04 < .500 2016/10
1,2-DICHLOROPROPANE 34541 036 2013/10/04 < .500 2016/10
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2013/10/04 < .500 2016/10
1,4-DICHLOROBENZENE 34571 036 2013/10/04 < .500 2016/10
BENZENE 34030 036 2013/10/04 < .500 2016/10
CARBON TETRACHLORIDE 32102 036 2013/10/04 < .500 2016/10
CIS-1,2-DICHLOROETHYLENE 77093 036 2013/10/04 < .500 2016/10

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-207
Source Name: WELL 5718-1
Source Number: 207
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
DICHLOROMETHANE 34423 036 2013/10/04 < .500
ETHYLBENZENE 34371 036 2013/10/04 < .500
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2013/10/04 < 3.000
MONOCHLOROBENZENE 34301 036 2013/10/04 < .500
STYRENE 77128 036 2013/10/04 < .500
TETRACHLOROETHYLENE 34475 036 2013/10/04 < .500
TOLUENE 34010 036 2013/10/04 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2013/10/04 < .500
TRICHLOROETHYLENE 39180 036 2013/10/04 < .500
TRICHLOROFLUOROMETHANE 34488 036 2013/10/04 < 5.000
VINYL CHLORIDE 39175 036 2013/10/04 < .500
XYLENES (TOTAL) 81551 036 2013/10/04 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/06/13 . 140.000
CALCIUM 00916 036 2012/06/13 . 20.000
CARBONATE ALKALINITY 00445 036 2012/06/13 < .120
CHLORIDE 00940 036 2012/06/13 . 9.300
COLOR 00081 036 2012/06/13 < 1.000
COPPER 01042 036 2012/06/13 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/06/13 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/06/13 . 69.000
HYDROXIDE ALKALINITY 71830 036 2012/06/13 < .120
IRON 01045 036 2012/06/13 < 100.000
MAGNESIUM 00927 036 2012/06/13 . 4.200
MANGANESE 01055 036 2012/06/13 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/06/13 < 1.000
PH, LABORATORY 00403 036 2012/06/13 . 8.200
SILVER 01077 036 2012/06/13 < 10.000
SODIUM 00929 036 2012/06/13 32.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-207
Source Name: WELL 5718-1
Source Number: 207
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
SPECIFIC CONDUCTANCE 00095 036 2012/06/13 . 280.000
SULFATE 00945 036 2012/06/13 18.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/06/13 . 180.000
TURBIDITY, LABORATORY 82079 036 2012/06/13 . .070
ZINC 01092 036 2012/06/13 < 50.000
PS Code: 3310001-209
Source Name: WELL 5717-1
Source Number: 209
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/10 < 50.000
ANTIMONY 01097 036 2012/07/10 < 6.000
ARSENIC 01002 036 2012/07/10 < 2.000
BARIUM 01007 036 2012/07/10 < 100.000
BERYLLIUM 01012 036 2012/07/10 < 1.000
CADMIUM 01027 036 2012/07/10 < 1.000
CHROMIUM (TOTAL) 01034 036 2012/07/10 . 10.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/10 . .600
MERCURY 71900 036 2012/07/10 < 1.000
NICKEL 01067 036 2012/07/10 < 10.000
PERCHLORATE A-031 036 2014/04/02 < 4.000
SELENIUM 01147 036 2012/07/10 < 5.000
THALLIUM 01059 036 2012/07/10 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/04/02 . 3.700
NITRITE (AS N) 00620 036 2012/07/10 < 400.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/06
2015/06
2015/06
2015/06
2015/06

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2017/04
2015/07
2015/07

2015/04
2015/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-209
Source Name: WELL 5717-1
Source Number: 209
Source Status: ACTIVE RAW
Water type: G
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/03/09 . 1.430 2017/03
REGULATED SOC
ATRAZINE 39033 072 2009/11/03 .000 2015/11
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/06/03 . .000 2003/06 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/06/03 . .000 2003/06 DUE
SIMAZINE 39055 072 2009/11/03 .000 2015/11
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2013/10/03 < .500 2016/10
1,1,2,2-TETRACHLOROETHANE 34516 036 2013/10/03 < .500 2016/10
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2013/10/03 < 10.000 2016/10
1,1,2-TRICHLOROETHANE 34511 036 2013/10/03 < .500 2016/10
1,1-DICHLOROETHANE 34496 036 2013/10/03 < .500 2016/10
1,1-DICHLOROETHYLENE 34501 036 2013/10/03 < .500 2016/10
1,2,4-TRICHLOROBENZENE 34551 036 2013/10/03 < .500 2016/10
1,2-DICHLOROBENZENE 34536 036 2013/10/03 < .500 2016/10
1,2-DICHLOROETHANE 34531 036 2013/10/03 < .500 2016/10
1,2-DICHLOROPROPANE 34541 036 2013/10/03 < .500 2016/10
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2013/10/03 < .500 2016/10
1,4-DICHLOROBENZENE 34571 036 2013/10/03 < .500 2016/10
BENZENE 34030 036 2013/10/03 < .500 2016/10
CARBON TETRACHLORIDE 32102 036 2013/10/03 < .500 2016/10
CIS-1,2-DICHLOROETHYLENE 77093 036 2013/10/03 < .500 2016/10
DICHLOROMETHANE 34423 036 2013/10/03 < .500 2016/10
ETHYLBENZENE 34371 036 2013/10/03 < .500 2016/10
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2013/10/03 < 3.000 2016/10
MONOCHLOROBENZENE 34301 036 2013/10/03 < .500 2016/10
STYRENE 77128 036 2013/10/03 < .500 2016/10
TETRACHLOROETHYLENE 34475 036 2013/10/03 < .500 2016/10
TOLUENE 34010 036 2013/10/03 < .500 2016/10

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-209
Source Name: WELL 5717-1
Source Number: 209
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
TRANS-1,2-DICHLOROETHYLENE 34546 036 2013/10/03 < .500
TRICHLOROETHYLENE 39180 036 2013/10/03 < .500
TRICHLOROFLUOROMETHANE 34488 036 2013/10/03 < 5.000
VINYL CHLORIDE 39175 036 2013/10/03 < .500
XYLENES (TOTAL) 81551 036 2013/10/03 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/07/10 . 140.000
CALCIUM 00916 036 2012/07/10 . 21.000
CARBONATE ALKALINITY 00445 036 2012/07/10 < .120
CHLORIDE 00940 036 2012/07/10 . 8.900
COLOR 00081 036 2012/07/10 < 1.000
COPPER 01042 036 2012/07/10 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/07/10 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/10 . 70.000
HYDROXIDE ALKALINITY 71830 036 2012/07/10 < .120
IRON 01045 036 2012/07/10 < 100.000
MAGNESIUM 00927 036 2012/07/10 . 4.200
MANGANESE 01055 036 2012/07/10 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/10 < 1.000
PH, LABORATORY 00403 036 2012/07/10 . 7.900
SILVER 01077 036 2012/07/10 < 10.000
SODIUM 00929 036 2012/07/10 30.000
SPECIFIC CONDUCTANCE 00095 036 2012/07/10 . 270.000
SULFATE 00945 036 2012/07/10 17.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/10 . 190.000
TURBIDITY, LABORATORY 82079 036 2012/07/10 . .050
ZINC 01092 036 2012/07/10 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/10
2016/10
2016/10
2016/10
2016/10

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07

Page 249 of 1813



District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-210
Source Name: WELL 4613-1
Source Number: 210
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/18 < 50.000
ANTIMONY 01097 036 2012/07/18 < 6.000
ARSENIC 01002 036 2012/07/18 < 2.000
BARIUM 01007 036 2012/07/18 < 100.000
BERYLLIUM 01012 036 2012/07/18 < 1.000
CADMIUM 01027 036 2012/07/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2012/07/18 . 12.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/18 . .700
MERCURY 71900 036 2012/07/18 < 1.000
NICKEL 01067 036 2012/07/18 < 10.000
PERCHLORATE A-031 036 2014/04/08 < 4.000
SELENIUM 01147 036 2012/07/18 < 5.000
THALLIUM 01059 036 2012/07/18 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/27 . 2.600
NITRITE (AS N) 00620 036 2012/07/18 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 072 2011/10/18 . 5.400
REGULATED SOC
ATRAZINE 39033 072 2009/10/27 .000
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/09/25 . .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/09/25 . .000
SIMAZINE 39055 072 2009/10/27 .000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2012/08/10 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2012/08/10 < .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2012/08/10 < .000
1,1,2-TRICHLOROETHANE 34511 036 2012/08/10 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2017/04
2015/07
2015/07

2015/03
2015/07

2017/10

2015/10
2003/09 DUE

2003/09 DUE
2015/10

2015/08
2015/08
2015/08
2015/08
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District N
Riverside

umber: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

PS Code: 3310001-210
Source Name: WELL 4613-1

Source Number: 210
Source Status: ACTIVE RAW

Wate

rtype: G

REGULATED VOC

1,1-DICHLOROETHANE
1,1-DICHLOROETHYLENE
1,2,4-TRICHLOROBENZENE
1,2-DICHLOROBENZENE
1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE
BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE
TRANS-1,2-DICHLOROETHYLENE
TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

*Testing

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COLOR

interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invali

d (NOT) valid analyses reported

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
34496 036 2012/08/10 < .000
34501 036 2012/08/10 < .000
34551 036 2012/08/10 < .000
34536 036 2012/08/10 < .000
34531 036 2012/08/10 < .000
34541 036 2012/08/10 < .000
34561 036 2012/08/10 < .000
34571 036 2012/08/10 < .000
34030 036 2012/08/10 < .000
32102 036 2012/08/10 < .000
77093 036 2012/08/10 < .000
34423 036 2012/08/10 < .000
34371 036 2012/08/10 < .000
46491 036 2012/08/10 < .000
34301 036 2012/08/10 < .000
77128 036 2012/08/10 < .000
34475 036 2012/08/10 < .000
34010 036 2012/08/10 < .000
34546 036 2012/08/10 < .000
39180 036 2012/08/10 < .000
34488 036 2012/08/10 < .000
39175 036 2012/08/10 < .000
81551 036 2012/08/10 < .000
00440 036 2012/07/18 170.000
00916 036 2012/07/18 28.000
00445 036 2012/07/18 < .120
00940 036 2012/07/18 9.400
00081 036 2012/07/18 < 1.000

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08

2015/07
2015/07
2015/07
2015/07
2015/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-210
Source Name: WELL 4613-1
Source Number: 210
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
COPPER 01042 036 2012/07/18 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/07/18 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/18 . 110.000
HYDROXIDE ALKALINITY 71830 036 2012/07/18 < .120
IRON 01045 036 2012/07/18 < 100.000
MAGNESIUM 00927 036 2012/07/18 . 7.400
MANGANESE 01055 036 2012/07/18 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/18 < 1.000
PH, LABORATORY 00403 036 2012/07/18 . 7.400
SILVER 01077 036 2012/07/18 < 10.000
SODIUM 00929 036 2012/07/18 25.000
SPECIFIC CONDUCTANCE 00095 036 2012/07/18 . 340.000
SULFATE 00945 036 2012/07/18 22.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/18 . 200.000
TURBIDITY, LABORATORY 82079 036 2012/07/18 . .100
ZINC 01092 036 2012/07/18 < 50.000
PS Code: 3310001-212
Source Name: WELL 5725-1
Source Number: 212
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/07/16 < 50.000
ANTIMONY 01097 036 2013/07/16 < 6.000
ARSENIC 01002 036 2013/07/16 < 2.000
BARIUM 01007 036 2013/07/16 < 100.000
BERYLLIUM 01012 036 2013/07/16 < 1.000
CADMIUM 01027 036 2013/07/16 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-212
Source Name: WELL 5725-1
Source Number: 212
Source Status: ACTIVE RAW
Water type: G
INORGANIC
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 12.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/07/16 < .480
MERCURY 71900 036 2013/07/16 < 1.000
NICKEL 01067 036 2013/07/16 < 10.000
PERCHLORATE A-031 036 2014/04/16 < 4.000
SELENIUM 01147 036 2013/07/16 < 5.000
THALLIUM 01059 036 2013/07/16 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/05/20 . 3.400
NITRITE (AS N) 00620 036 2013/07/16 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2006/11/08 2.750
REGULATED SOC
ATRAZINE 39033 072 2010/11/23 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2004/07/06 . .000
ETHYLENE DIBROMIDE (EDB) 77651 000 2004/07/06 . .000
SIMAZINE 39055 072 2010/11/23 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2012/08/10 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2012/08/10 < .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2012/08/10 < .000
1,1,2-TRICHLOROETHANE 34511 036 2012/08/10 < .000
1,1-DICHLOROETHANE 34496 036 2012/08/10 < .000
1,1-DICHLOROETHYLENE 34501 036 2012/08/10 < .000
1,2,4-TRICHLOROBENZENE 34551 036 2012/08/10 < .000
1,2-DICHLOROBENZENE 34536 036 2012/08/10 < .000
1,2-DICHLOROETHANE 34531 036 2012/08/10 < .000
1,2-DICHLOROPROPANE 34541 036 2012/08/10 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/06
2016/07
2016/07
2016/07
2017/04
2016/07
2016/07

2015/05
2016/07

2015/11

2016/11
2004/07 DUE

2004/07 DUE
2016/11

2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-212
Source Name: WELL 5725-1
Source Number: 212
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2012/08/10 < .000 2015/08
1,4-DICHLOROBENZENE 34571 036 2012/08/10 < .000 2015/08
BENZENE 34030 036 2012/08/10 < .000 2015/08
CARBON TETRACHLORIDE 32102 036 2012/08/10 < .000 2015/08
CIS-1,2-DICHLOROETHYLENE 77093 036 2012/08/10 < .000 2015/08
DICHLOROMETHANE 34423 036 2012/08/10 < .000 2015/08
ETHYLBENZENE 34371 036 2012/08/10 < .000 2015/08
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2012/08/10 < .000 2015/08
MONOCHLOROBENZENE 34301 036 2012/08/10 < .000 2015/08
STYRENE 77128 036 2012/08/10 < .000 2015/08
TETRACHLOROETHYLENE 34475 036 2012/08/10 < .000 2015/08
TOLUENE 34010 036 2012/08/10 < .000 2015/08
TRANS-1,2-DICHLOROETHYLENE 34546 036 2012/08/10 < .000 2015/08
TRICHLOROETHYLENE 39180 036 2012/08/10 < .000 2015/08
TRICHLOROFLUOROMETHANE 34488 036 2012/08/10 < .000 2015/08
VINYL CHLORIDE 39175 036 2012/08/10 < .000 2015/08
XYLENES (TOTAL) 81551 036 2012/08/10 < .000 2015/08
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/07/16 < 120.000 2016/07
CALCIUM 00916 036 2013/07/16 < 17.000 2016/07
CARBONATE ALKALINITY 00445 036 2013/07/16 < .120 2016/07
CHLORIDE 00940 036 2013/07/16 < 9.700 2016/07
COLOR 00081 036 2013/07/16 < 1.000 2016/07
COPPER 01042 036 2013/07/16 < 50.000 2016/07
FOAMING AGENTS (MBAS) 38260 036 2013/07/16 < .050 2016/07
HARDNESS (TOTAL) AS CACO3 00900 036 2013/07/16 < 54.000 2016/07
HYDROXIDE ALKALINITY 71830 036 2013/07/16 < .120 2016/07
IRON 01045 036 2013/07/16 < 100.000 2016/07
MAGNESIUM 00927 036 2013/07/16 < 2.600 2016/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-212
Source Name: WELL 5725-1
Source Number: 212
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
MANGANESE 01055 036 2013/07/16 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/07/16 < 1.000
PH, LABORATORY 00403 036 2013/07/16 < 8.000
SILVER 01077 036 2013/07/16 < 10.000
SODIUM 00929 036 2013/07/16 < 30.000
SPECIFIC CONDUCTANCE 00095 036 2013/07/16 < 260.000
SULFATE 00945 036 2013/07/16 < 20.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/07/16 < 170.000
TURBIDITY, LABORATORY 82079 036 2013/07/16 < .030
ZINC 01092 036 2013/07/16 < 50.000
PS Code: 3310001-214
Source Name: WELL 6726-1
Source Number: 214
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/06/13 < 50.000
ANTIMONY 01097 036 2012/06/13 < 6.000
ARSENIC 01002 036 2012/06/13 < 2.000
BARIUM 01007 036 2012/06/13 < 100.000
BERYLLIUM 01012 036 2012/06/13 < 1.000
CADMIUM 01027 036 2012/06/13 < 1.000
CHROMIUM (TOTAL) 01034 036 2012/06/13 . 15.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/06/13 . .600
MERCURY 71900 036 2012/06/13 < 1.000
NICKEL 01067 036 2012/06/13 < 10.000
PERCHLORATE A-031 036 2014/05/20 < 4.000
SELENIUM 01147 036 2012/06/13 < 5.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2017/05
2015/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-214
Source Name: WELL 6726-1
Source Number: 214
Source Status: ACTIVE RAW
Water type: G
INORGANIC
THALLIUM 01059 036 2012/06/13 < 1.000 2015/06
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 . 2.000 2015/03
NITRITE (AS N) 00620 036 2012/06/13 < 400.000 2015/06
RADIOLOGICAL
GROSS ALPHA 01501 108 2010/07/22 1.030 2019/07
REGULATED SOC
ATRAZINE 39033 072 2009/10/27 .000 2015/10
SIMAZINE 39055 072 2009/10/27 .000 2015/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2012/08/09 < .000 2015/08
1,1,2,2-TETRACHLOROETHANE 34516 036 2012/08/09 < .000 2015/08
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2012/08/09 < .000 2015/08
1,1,2-TRICHLOROETHANE 34511 036 2012/08/09 < .000 2015/08
1,1-DICHLOROETHANE 34496 036 2012/08/09 < .000 2015/08
1,1-DICHLOROETHYLENE 34501 036 2012/08/09 < .000 2015/08
1,2,4-TRICHLOROBENZENE 34551 036 2012/08/09 < .000 2015/08
1,2-DICHLOROBENZENE 34536 036 2012/08/09 < .000 2015/08
1,2-DICHLOROETHANE 34531 036 2012/08/09 < .000 2015/08
1,2-DICHLOROPROPANE 34541 036 2012/08/09 < .000 2015/08
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2012/08/09 < .000 2015/08
1,4-DICHLOROBENZENE 34571 036 2012/08/09 < .000 2015/08
BENZENE 34030 036 2012/08/09 < .000 2015/08
CARBON TETRACHLORIDE 32102 036 2012/08/09 < .000 2015/08
CIS-1,2-DICHLOROETHYLENE 77093 036 2012/08/09 < .000 2015/08
DICHLOROMETHANE 34423 036 2012/08/09 < .000 2015/08
ETHYLBENZENE 34371 036 2012/08/09 < .000 2015/08
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2012/08/09 < .000 2015/08

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-214
Source Name: WELL 6726-1
Source Number: 214
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
MONOCHLOROBENZENE 34301 036 2012/08/09 < .000
STYRENE 77128 036 2012/08/09 < .000
TETRACHLOROETHYLENE 34475 036 2012/08/09 < .000
TOLUENE 34010 036 2012/08/09 < .000
TRANS-1,2-DICHLOROETHYLENE 34546 036 2012/08/09 < .000
TRICHLOROETHYLENE 39180 036 2012/08/09 < .000
TRICHLOROFLUOROMETHANE 34488 036 2012/08/09 < .000
VINYL CHLORIDE 39175 036 2012/08/09 < .000
XYLENES (TOTAL) 81551 036 2012/08/09 < .000
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/06/13 . 120.000
CALCIUM 00916 036 2012/06/13 . 11.000
CARBONATE ALKALINITY 00445 036 2012/06/13 < .120
CHLORIDE 00940 036 2012/06/13 . 7.800
COLOR 00081 036 2012/06/13 < 1.000
COPPER 01042 036 2012/06/13 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/06/13 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/06/13 . 47.000
HYDROXIDE ALKALINITY 71830 036 2012/06/13 < .120
IRON 01045 036 2012/06/13 < 100.000
MAGNESIUM 00927 036 2012/06/13 . 2.400
MANGANESE 01055 036 2012/06/13 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/06/13 < 1.000
PH, LABORATORY 00403 036 2012/06/13 . 8.200
SILVER 01077 036 2012/06/13 < 10.000
SODIUM 00929 036 2012/06/13 38.000
SPECIFIC CONDUCTANCE 00095 036 2012/06/13 . 260.000
SULFATE 00945 036 2012/06/13 16.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/06/13 . 170.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08

2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
2015/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-214
Source Name: WELL 6726-1
Source Number: 214
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
TURBIDITY, LABORATORY 82079 036 2012/06/13 . .060
ZINC 01092 036 2012/06/13 < 50.000
PS Code: 3310001-215
Source Name: WELL 6728-1
Source Number: 215
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/08/16 < 50.000
ANTIMONY 01097 036 2012/08/16 < 6.000
ARSENIC 01002 036 2014/06/11 . 4.200
BARIUM 01007 036 2012/08/16 < 100.000
BERYLLIUM 01012 036 2012/08/16 < 1.000
CADMIUM 01027 036 2012/08/16 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/03/18 . 15.000
CHROMIUM, HEXAVALENT 01032 036 2014/03/18 . 15.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/08/16 . .700
MERCURY 71900 036 2012/08/16 < 1.000
NICKEL 01067 036 2012/08/16 < 10.000
PERCHLORATE A-031 036 2014/04/02 < 4.000
SELENIUM 01147 036 2014/03/18 < 5.000
THALLIUM 01059 036 2012/08/16 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/04/02 . 5.100
NITRITE (AS N) 00620 036 2012/08/16 < 100.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2005/12/21 . 352.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/06
2015/06

2015/08
2015/08
2017/06
2015/08
2015/08
2015/08
2017/03
2017/03
2015/08
2015/08
2015/08
2017/04
2017/03
2015/08

2015/04
2015/08

2014/12
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-215
Source Name: WELL 6728-1
Source Number: 215
Source Status: ACTIVE RAW
Water type: G
REGULATED SOC
ATRAZINE 39033 072 2009/10/27 .000 2015/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2003/08/28 . .000 2003/08 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2003/08/28 . .000 2003/08 DUE
SIMAZINE 39055 072 2009/10/27 .000 2015/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/18 < .000 2014/11
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/18 < .000 2014/11
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/18 < .000 2014/11
1,1,2-TRICHLOROETHANE 34511 036 2011/11/18 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/18 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/18 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/18 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/18 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/18 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/18 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/18 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/18 < .000 2014/11
BENZENE 34030 036 2011/11/18 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/18 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/18 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/18 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/18 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/18 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/18 < .000 2014/11
STYRENE 77128 036 2011/11/18 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/18 < .000 2014/11
TOLUENE 34010 036 2011/11/18 < .000 2014/11
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/18 < .000 2014/11
TRICHLOROETHYLENE 39180 036 2011/11/18 < .000 2014/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-215
Source Name: WELL 6728-1
Source Number: 215
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
TRICHLOROFLUOROMETHANE 34488 036 2011/11/18 < .000
VINYL CHLORIDE 39175 036 2011/11/18 < .000
XYLENES (TOTAL) 81551 036 2011/11/18 < .000
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2012/08/16 . 90.000
CALCIUM 00916 036 2012/08/16 . 8.900
CARBONATE ALKALINITY 00445 036 2012/08/16 < 3.000
CHLORIDE 00940 036 2012/08/16 . 11.000
COLOR 00081 036 2012/08/16 < 3.000
COPPER 01042 036 2012/08/16 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/08/16 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/08/16 . 26.000
HYDROXIDE ALKALINITY 71830 036 2012/08/16 < 3.000
IRON 01045 036 2012/08/16 < 100.000
MAGNESIUM 00927 036 2012/08/16 < 1.000
MANGANESE 01055 036 2012/08/16 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/08/16 < 1.000
PH, LABORATORY 00403 036 2012/08/16 . 7.500
SILVER 01077 036 2012/08/16 < 10.000
SODIUM 00929 036 2012/08/16 40.000
SPECIFIC CONDUCTANCE 00095 036 2012/08/16 . 260.000
SULFATE 00945 036 2012/08/16 19.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/08/16 . 160.000
TURBIDITY, LABORATORY 82079 036 2012/08/16 < .200
ZINC 01092 036 2012/08/16 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/11
2014/11
2014/11

2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-216
Source Name: WELL 4614-2
Source Number: 216
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/06/18 < 50.000
ANTIMONY 01097 036 2013/06/18 < 6.000
ARSENIC 01002 036 2013/06/18 < 2.000
BARIUM 01007 036 2013/06/18 < 100.000
BERYLLIUM 01012 036 2013/06/18 < 1.000
CADMIUM 01027 036 2013/06/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 9.500
CHROMIUM, HEXAVALENT 01032 036 2013/11/26 < 10.000
CYANIDE 01291 000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/06/18 . .720
MERCURY 71900 036 2013/06/18 < 1.000
NICKEL 01067 036 2013/06/18 < 10.000
PERCHLORATE A-031 036 2014/04/15 < 4.000
SELENIUM 01147 036 2013/06/18 < 5.000
THALLIUM 01059 036 2013/06/18 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 . 2.600
NITRITE (AS N) 00620 036 2013/06/18 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2006/06/13 3.000
REGULATED SOC
ATRAZINE 39033 072 2010/11/23 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000
ETHYLENE DIBROMIDE (EDB) 77651 000
SIMAZINE 39055 072 2010/11/23 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2012/08/09 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2012/08/09 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2017/06
2016/11
DUE
2016/06
2016/06
2016/06
2017/04
2016/06
2016/06

2015/03
2016/06

2015/06

2016/11
DUE

DUE
2016/11

2015/08
2015/08
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-216
Source Name: WELL 4614-2
Source Number: 216
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2012/08/09 < .000 2015/08
1,1,2-TRICHLOROETHANE 34511 036 2012/08/09 < .000 2015/08
1,1-DICHLOROETHANE 34496 036 2012/08/09 < .000 2015/08
1,1-DICHLOROETHYLENE 34501 036 2012/08/09 < .000 2015/08
1,2,4-TRICHLOROBENZENE 34551 036 2012/08/09 < .000 2015/08
1,2-DICHLOROBENZENE 34536 036 2012/08/09 < .000 2015/08
1,2-DICHLOROETHANE 34531 036 2012/08/09 < .000 2015/08
1,2-DICHLOROPROPANE 34541 036 2012/08/09 < .000 2015/08
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2012/08/09 < .000 2015/08
1,4-DICHLOROBENZENE 34571 036 2012/08/09 < .000 2015/08
BENZENE 34030 036 2012/08/09 < .000 2015/08
CARBON TETRACHLORIDE 32102 036 2012/08/09 < .000 2015/08
CIS-1,2-DICHLOROETHYLENE 77093 036 2012/08/09 < .000 2015/08
DICHLOROMETHANE 34423 036 2012/08/09 < .000 2015/08
ETHYLBENZENE 34371 036 2012/08/09 < .000 2015/08
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2012/08/09 < .000 2015/08
MONOCHLOROBENZENE 34301 036 2012/08/09 < .000 2015/08
STYRENE 77128 036 2012/08/09 < .000 2015/08
TETRACHLOROETHYLENE 34475 036 2012/08/09 < .000 2015/08
TOLUENE 34010 036 2012/08/09 < .000 2015/08
TRANS-1,2-DICHLOROETHYLENE 34546 036 2012/08/09 < .000 2015/08
TRICHLOROETHYLENE 39180 036 2012/08/09 < .000 2015/08
TRICHLOROFLUOROMETHANE 34488 036 2012/08/09 < .000 2015/08
VINYL CHLORIDE 39175 036 2012/08/09 < .000 2015/08
XYLENES (TOTAL) 81551 036 2012/08/09 < .000 2015/08
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2013/06/18 . 180.000 2016/06
CALCIUM 00916 036 2013/06/18 . 32.000 2016/06
CARBONATE ALKALINITY 00445 036 2013/06/18 < .120 2016/06

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-216
Source Name: WELL 4614-2
Source Number: 216
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
CHLORIDE 00940 036 2013/06/18 . 9.000
COLOR 00081 036 2013/06/18 < 1.000
COPPER 01042 036 2013/06/18 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2013/06/18 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2013/06/18 . 110.000
HYDROXIDE ALKALINITY 71830 036 2013/06/18 < .120
IRON 01045 036 2013/06/18 < 100.000
MAGNESIUM 00927 036 2013/06/18 . 7.700
MANGANESE 01055 036 2013/06/18 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/06/18 < 1.000
PH, LABORATORY 00403 036 2013/06/18 < 8.200
SILVER 01077 036 2013/06/18 < 10.000
SODIUM 00929 036 2013/06/18 24.000
SPECIFIC CONDUCTANCE 00095 036 2013/06/18 . 340.000
SULFATE 00945 036 2013/06/18 22.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/06/18 . 200.000
TURBIDITY, LABORATORY 82079 036 2013/06/18 . .050
ZINC 01092 036 2013/06/18 < 50.000
PS Code: 3310001-217
Source Name: WELL 4612-1
Source Number: 217
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/07/31 < 50.000
ANTIMONY 01097 036 2013/07/31 < 6.000
ARSENIC 01002 036 2013/07/31 < 2.000
BARIUM 01007 036 2013/07/31 < 100.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06

2016/07
2016/07
2016/07
2016/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-217
Source Name: WELL 4612-1
Source Number: 217
Source Status: ACTIVE RAW
Water type: G
INORGANIC
BERYLLIUM 01012 036 2013/07/31 < 1.000
CADMIUM 01027 036 2013/07/31 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 6.400
CHROMIUM, HEXAVALENT 01032 036 2014/05/01 . 6.900
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/07/31 < .550
MERCURY 71900 036 2013/07/31 < 1.000
NICKEL 01067 036 2013/07/31 < 10.000
PERCHLORATE A-031 036 2014/04/15 < 4.000
SELENIUM 01147 036 2013/07/31 < 5.000
THALLIUM 01059 036 2013/07/31 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/22 < 2.000
NITRITE (AS N) 00620 036 2013/07/31 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2007/03/20 2.480
REGULATED SOC
ATRAZINE 39033 072 2010/11/23 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2004/09/09 < .010
ETHYLENE DIBROMIDE (EDB) 77651 000 2004/09/09 < .020
SIMAZINE 39055 072 2010/11/23 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2013/10/04 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2013/10/04 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2013/10/04 < 10.000
1,1,2-TRICHLOROETHANE 34511 036 2013/10/04 < .500
1,1-DICHLOROETHANE 34496 036 2013/10/04 < .500
1,1-DICHLOROETHYLENE 34501 036 2013/10/04 < .500
1,2,4-TRICHLOROBENZENE 34551 036 2013/10/04 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2017/06
2017/05
2016/07
2016/07
2016/07
2017/04
2016/07
2016/07

2015/01
2016/07

2016/03

2016/11
2004/09 DUE

2004/09 DUE
2016/11

2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
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District N
Riverside

umber: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

PS Code: 3310001-217
Source Name: WELL 4612-1

Source Number: 217
Source Status: ACTIVE RAW

Wate

rtype: G

REGULATED VOC

1,2-DICHLOROBENZENE
1,2-DICHLOROETHANE
1,2-DICHLOROPROPANE
1,3-DICHLOROPROPENE (TOTAL)
1,4-DICHLOROBENZENE

BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE
METHYL-TERT-BUTYL-ETHER (MTBE)
MONOCHLOROBENZENE

STYRENE

TETRACHLOROETHYLENE

TOLUENE
TRANS-1,2-DICHLOROETHYLENE
TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

*Testing

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COLOR

COPPER

FOAMING AGENTS (MBAS)
HARDNESS (TOTAL) AS CACO3

interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invali

d (NOT) valid analyses reported

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
34536 036 2013/10/04 < .500
34531 036 2013/10/04 < .500
34541 036 2013/10/04 < .500
34561 036 2013/10/04 < .500
34571 036 2013/10/04 < .500
34030 036 2013/10/04 < .500
32102 036 2013/10/04 < .500
77093 036 2013/10/04 < .500
34423 036 2013/10/04 < .500
34371 036 2013/10/04 < .500
46491 036 2013/10/04 < 3.000
34301 036 2013/10/04 < .500
77128 036 2013/10/04 < .500
34475 036 2013/10/04 < .500
34010 036 2013/10/04 < .500
34546 036 2013/10/04 < .500
39180 036 2013/10/04 < .500
34488 036 2013/10/04 < 5.000
39175 036 2013/10/04 < .500
81551 036 2013/10/04 < .500
00440 036 2013/07/31 < 150.000
00916 036 2013/07/31 < 25.000
00445 036 2013/07/31 < .120
00940 036 2013/07/31 < 7.600
00081 036 2013/07/31 < 1.000
01042 036 2013/07/31 95.000
38260 036 2013/07/31 < .050
00900 036 2013/07/31 < 86.000

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-217
Source Name: WELL 4612-1
Source Number: 217
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
HYDROXIDE ALKALINITY 71830 036 2013/07/31 < .120
IRON 01045 036 2013/07/31 < 100.000
MAGNESIUM 00927 036 2013/07/31 < 5.500
MANGANESE 01055 036 2013/07/31 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2013/07/31 < 1.000
PH, LABORATORY 00403 036 2013/07/31 < 8.200
SILVER 01077 036 2013/07/31 < 10.000
SODIUM 00929 036 2013/07/31 < 22.000
SPECIFIC CONDUCTANCE 00095 036 2013/07/31 < 280.000
SULFATE 00945 036 2013/07/31 < 15.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/07/31 < 170.000
TURBIDITY, LABORATORY 82079 036 2013/07/31 < .060
ZINC 01092 036 2013/07/31 < 50.000
PS Code: 3310001-218
Source Name: WELL 5727-1
Source Number: 218
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2013/06/18 < 50.000
ANTIMONY 01097 036 2013/06/18 < 6.000
ARSENIC 01002 036 2013/06/18 < 2.000
BARIUM 01007 036 2013/06/18 < 100.000
BERYLLIUM 01012 036 2013/06/18 < 1.000
CADMIUM 01027 036 2013/06/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 11.000
CHROMIUM, HEXAVALENT 01032 036 2014/05/01 . 11.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2013/06/18 . .510
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07
2016/07

2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2017/06
2017/05
2016/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-218
Source Name: WELL 5727-1
Source Number: 218
Source Status: ACTIVE RAW
Water type: G
INORGANIC
MERCURY 71900 036 2013/06/18 < 1.000 2016/06
NICKEL 01067 036 2013/06/18 < 10.000 2016/06
PERCHLORATE A-031 036 2014/04/02 < 4.000 2017/04
SELENIUM 01147 036 2013/06/18 < 5.000 2016/06
THALLIUM 01059 036 2013/06/18 < 1.000 2016/06
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/03/26 < 2.000 2015/03
NITRITE (AS N) 00620 036 2013/06/18 < 400.000 2016/06
RADIOLOGICAL
GROSS ALPHA 01501 108 2006/12/06 .214 2015/12
REGULATED SOC
ATRAZINE 39033 072 2010/11/23 < .500 2016/11
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2004/10/25 < .010 2004/10 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2004/10/25 < .020 2004/10 DUE
SIMAZINE 39055 072 2010/11/23 < 1.000 2016/11
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2012/08/09 < .000 2015/08
1,1,2,2-TETRACHLOROETHANE 34516 036 2012/08/09 < .000 2015/08
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2012/08/09 < .000 2015/08
1,1,2-TRICHLOROETHANE 34511 036 2012/08/09 < .000 2015/08
1,1-DICHLOROETHANE 34496 036 2012/08/09 < .000 2015/08
1,1-DICHLOROETHYLENE 34501 036 2012/08/09 < .000 2015/08
1,2,4-TRICHLOROBENZENE 34551 036 2012/08/09 < .000 2015/08
1,2-DICHLOROBENZENE 34536 036 2012/08/09 < .000 2015/08
1,2-DICHLOROETHANE 34531 036 2012/08/09 < .000 2015/08
1,2-DICHLOROPROPANE 34541 036 2012/08/09 < .000 2015/08
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2012/08/09 < .000 2015/08
1,4-DICHLOROBENZENE 34571 036 2012/08/09 < .000 2015/08

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District N
Riverside

umber: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

PS Code: 3310001-218
Source Name: WELL 5727-1

Source Number: 218
Source Status: ACTIVE RAW

Wate

rtype: G

REGULATED VOC

BENZENE

CARBON TETRACHLORIDE
CIS-1,2-DICHLOROETHYLENE
DICHLOROMETHANE
ETHYLBENZENE

METHYL-TERT-BUTYL-ETHER (MTBE)

MONOCHLOROBENZENE
STYRENE
TETRACHLOROETHYLENE
TOLUENE

TRANS-1,2-DICHLOROETHYLENE

TRICHLOROETHYLENE
TRICHLOROFLUOROMETHANE
VINYL CHLORIDE

XYLENES (TOTAL)

SECONDARY/GP

*Testing

0 = No data for this constituent and is DUE NOW

| = Invali

BICARBONATE ALKALINITY
CALCIUM

CARBONATE ALKALINITY
CHLORIDE

COLOR

COPPER

FOAMING AGENTS (MBAS)
HARDNESS (TOTAL) AS CACO3
HYDROXIDE ALKALINITY
IRON

MAGNESIUM

MANGANESE

ODOR THRESHOLD @ 60 C

interval is in months;

d (NOT) valid analyses reported

TESTING LAST TEST

STORET INTERVAL DATE LAST RESULT

NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
34030 036 2012/08/09 < .000
32102 036 2012/08/09 < .000
77093 036 2012/08/09 < .000
34423 036 2012/08/09 < .000
34371 036 2012/08/09 < .000
46491 036 2012/08/09 < .000
34301 036 2012/08/09 < .000
77128 036 2012/08/09 < .000
34475 036 2012/08/09 < .000
34010 036 2012/08/09 < .000
34546 036 2012/08/09 < .000
39180 036 2012/08/09 < .000
34488 036 2012/08/09 < .000
39175 036 2012/08/09 < .000
81551 036 2012/08/09 < .000
00440 036 2013/06/18 120.000
00916 036 2013/06/18 17.000
00445 036 2013/06/18 < .120
00940 036 2013/06/18 7.800
00081 036 2013/06/18 < 1.000
01042 036 2013/06/18 < 50.000
38260 036 2013/06/18 < .050
00900 036 2013/06/18 52.000
71830 036 2013/06/18 < .120
01045 036 2013/06/18 < 100.000
00927 036 2013/06/18 2.600
01055 036 2013/06/18 < 20.000
00086 036 2013/06/18 < 1.000

Any analyses not listed as required for testing has been Waive (not required)

08/25/2014

DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08
2015/08

2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06

Page 268 of 1813



District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-218
Source Name: WELL 5727-1
Source Number: 218
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
PH, LABORATORY 00403 036 2013/06/18 < 8.200
SILVER 01077 036 2013/06/18 < 10.000
SODIUM 00929 036 2013/06/18 30.000
SPECIFIC CONDUCTANCE 00095 036 2013/06/18 . 250.000
SULFATE 00945 036 2013/06/18 16.000
TOTAL DISSOLVED SOLIDS 70300 036 2013/06/18 . 160.000
TURBIDITY, LABORATORY 82079 036 2013/06/18 . .060
ZINC 01092 036 2013/06/18 < 50.000
PS Code: 3310001-219
Source Name: WELL 5603-2
Source Number: 219
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/07/01 < 50.000
ANTIMONY 01097 036 2014/07/01 < 6.000
ARSENIC 01002 036 2011/03/15 < 2.000
BARIUM 01007 036 2014/07/01 < 100.000
BERYLLIUM 01012 036 2014/07/01 < 1.000
CADMIUM 01027 036 2014/07/01 < 1.000
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 7.300
CHROMIUM, HEXAVALENT 01032 036 2014/05/01 . 8.800
CYANIDE 01291 000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/15 . .300
MERCURY 71900 036 2014/07/01 < 1.000
NICKEL 01067 036 2014/07/01 < 10.000
PERCHLORATE A-031 036 2014/04/02 < 4.000
SELENIUM 01147 036 2011/03/15 < 5.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06
2016/06

2017/07
2017/07
2014/03
2017/07
2017/07
2017/07
2017/06
2017/05

2014/03
2017/07
2017/07
2017/04

2014/03

DUE

DUE
DUE

DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-219
Source Name: WELL 5603-2
Source Number: 219
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
THALLIUM 01059 036 2014/07/01 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/05/22 . 5.500
NITRITE (AS N) 00620 036 2011/03/15 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2007/04/11 1.040
REGULATED SOC
ATRAZINE 39033 072 2011/12/01 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2014/06/13 < .010
ETHYLENE DIBROMIDE (EDB) 77651 000
SIMAZINE 39055 072 2011/12/01 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2013/10/09 < .500
1,1,2,2-TETRACHLOROETHANE 34516 036 2013/10/09 < .500
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2013/10/09 < 10.000
1,1,2-TRICHLOROETHANE 34511 036 2013/10/09 < .500
1,1-DICHLOROETHANE 34496 036 2013/10/09 < .500
1,1-DICHLOROETHYLENE 34501 036 2013/10/09 < .500
1,2,4-TRICHLOROBENZENE 34551 036 2013/10/09 < .500
1,2-DICHLOROBENZENE 34536 036 2013/10/09 < .500
1,2-DICHLOROETHANE 34531 036 2013/10/09 < .500
1,2-DICHLOROPROPANE 34541 036 2013/10/09 < .500
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2013/10/09 < .500
1,4-DICHLOROBENZENE 34571 036 2013/10/09 < .500
BENZENE 34030 036 2013/10/09 < .500
CARBON TETRACHLORIDE 32102 036 2013/10/09 < .500
CIS-1,2-DICHLOROETHYLENE 77093 036 2013/10/09 < .500
DICHLOROMETHANE 34423 036 2013/10/09 < .500
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/07

2014/05
2014/03

2016/04

2017/12
2014/06

2017/12

2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10

DUE
DUE

DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-219
Source Name: WELL 5603-2
Source Number: 219
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
ETHYLBENZENE 34371 036 2013/10/09 < .500
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2013/10/09 < 3.000
MONOCHLOROBENZENE 34301 036 2013/10/09 < .500
STYRENE 77128 036 2013/10/09 < .500
TETRACHLOROETHYLENE 34475 036 2013/10/09 < .500
TOLUENE 34010 036 2013/10/09 < .500
TRANS-1,2-DICHLOROETHYLENE 34546 036 2013/10/09 < .500
TRICHLOROETHYLENE 39180 036 2013/10/09 < .500
TRICHLOROFLUOROMETHANE 34488 036 2013/10/09 < 5.000
VINYL CHLORIDE 39175 036 2013/10/09 < .500
XYLENES (TOTAL) 81551 036 2013/10/09 < .500
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/15 . 110.000
CALCIUM 00916 036 2011/03/15 . 16.000
CARBONATE ALKALINITY 00445 036 2011/03/15 .000
CHLORIDE 00940 036 2011/03/15 . 11.000
COLOR 00081 036 2011/03/15 < 1.000
COPPER 01042 036 2011/03/15 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2014/07/01 < .080
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/15 . 52.000
HYDROXIDE ALKALINITY 71830 036 2011/03/15 . .000
IRON 01045 036 2014/07/01 < 100.000
MAGNESIUM 00927 036 2011/03/15 . 1.500
MANGANESE 01055 036 2014/07/01 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2014/07/01 < 1.000
PH, LABORATORY 00403 036 2011/03/15 . 7.000
SILVER 01077 036 2014/07/01 < 10.000
SODIUM 00929 036 2011/03/15 32.000
SPECIFIC CONDUCTANCE 00095 036 2011/03/15 . 260.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10
2016/10

2014/03
2014/03
2014/03
2014/03
2014/03
2014/03
2017/07
2014/03
2014/03
2017/07
2014/03
2017/07
2017/07
2014/03
2017/07
2014/03
2014/03

DUE
DUE
DUE
DUE
DUE
DUE

DUE
DUE

DUE

DUE

DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-219
Source Name: WELL 5603-2
Source Number: 219
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
SULFATE 00945 036 2011/03/15 23.000
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/15 . 160.000
TURBIDITY, LABORATORY 82079 036 2011/03/15 . .100
ZINC 01092 036 2014/07/01 < 50.000
PS Code: 3310001-220
Source Name: WELL 6707-1
Source Number: 220
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/06/18 < 50.000
ANTIMONY 01097 036 2014/06/18 < 6.000
ARSENIC 01002 036 2011/07/20 < 2.000
BARIUM 01007 036 2014/06/18 < 100.000
BERYLLIUM 01012 036 2014/06/18 < 1.000
CADMIUM 01027 036 2014/06/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2011/07/20 . 12.000
CHROMIUM, HEXAVALENT 01032 036 2013/10/23 . 12.000
CYANIDE 01291 036
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/07/20 . .500
MERCURY 71900 036 2014/06/18 < 1.000
NICKEL 01067 036 2014/06/18 < 10.000
PERCHLORATE A-031 036 2014/05/20 < 4.000
SELENIUM 01147 036 2011/07/20 < 5.000
THALLIUM 01059 036 2014/06/18 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/05/22 . 2.800
NITRITE (AS N) 00620 036 2011/07/20 < 100.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/03 DUE
2014/03 DUE
2014/03 DUE
2017/07

2017/06
2017/06
2014/07
2017/06
2017/06
2017/06
2014/07
2016/10
DUE
2014/07
2017/06
2017/06
2017/05
2014/07
2017/06

2014/05 DUE
2014/07

Page 272 of 1813



District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-220
Source Name: WELL 6707-1
Source Number: 220
Source Status: ACTIVE RAW
Water type: G
RADIOLOGICAL
GROSS ALPHA 01501 108 2008/10/28 1.220 2017/10
REGULATED SOC
2,3,7,8-TCDD (DIOXIN) 34676 000
2,4,5-TP (SILVEX) 39045 000
2,4-D 39730 000
ALACHLOR 77825 000
ATRAZINE 39033 003 2011/12/01 < .500 2012/03
BENTAZON 38710 000
BENZO (A) PYRENE 34247 000
CARBOFURAN 81405 000
CHLORDANE 39350 000
DALAPON 38432 000
DI(2-ETHYLHEXYL)ADIPATE A-026 000
DI(2-ETHYLHEXYL)PHTHALATE 39100 000
DIBROMOCHLOROPROPANE (DBCP) 38761 000
DINOSEB 81287 000
DIQUAT 78885 003 2005/12/19 . .000 2006/03
ENDOTHALL 38926 000
ENDRIN 39390 000
ETHYLENE DIBROMIDE (EDB) 77651 000
GLYPHOSATE 79743 003 2005/12/19 . .000 2006/03
HEPTACHLOR 39410 000
HEPTACHLOR EPOXIDE 39420 000
HEXACHLOROBENZENE 39700 000
HEXACHLOROCYCLOPENTADIENE 34386 000
LINDANE 39340 000
METHOXYCHLOR 39480 000
MOLINATE 82199 000
OXAMYL 38865 000

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)

DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-220
Source Name: WELL 6707-1
Source Number: 220
Source Status: ACTIVE RAW
Water type: G
REGULATED SOC
PENTACHLOROPHENOL 39032 000 DUE
PICLORAM 39720 000 DUE
POLYCHLORINATED BIPHENYLS, TOTAL, AS DCB 39516 000 DUE
SIMAZINE 39055 003 2011/12/01 < 1.000 2012/03 DUE
THIOBENCARB A-001 000 DUE
TOXAPHENE 39400 000 DUE
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/15 < .000 2014/11
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/15 < .000 2014/11
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/15 < .000 2014/11
1,1,2-TRICHLOROETHANE 34511 036 2011/11/15 < .000 2014/11
1,1-DICHLOROETHANE 34496 036 2011/11/15 < .000 2014/11
1,1-DICHLOROETHYLENE 34501 036 2011/11/15 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/15 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/15 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/15 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/15 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/15 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/15 < .000 2014/11
BENZENE 34030 036 2011/11/15 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/15 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/15 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/15 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/15 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/15 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/15 < .000 2014/11
STYRENE 77128 036 2011/11/15 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/15 < .000 2014/11
TOLUENE 34010 036 2011/11/15 < .000 2014/11

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-220
Source Name: WELL 6707-1
Source Number: 220
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/15 < .000
TRICHLOROETHYLENE 39180 036 2011/11/15 < .000
TRICHLOROFLUOROMETHANE 34488 036 2011/11/15 < .000
VINYL CHLORIDE 39175 036 2011/11/15 < .000
XYLENES (TOTAL) 81551 036 2011/11/15 < .000
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/07/20 . 110.000
CALCIUM 00916 036 2011/07/20 . 15.000
CARBONATE ALKALINITY 00445 036 2011/07/20 < .100
CHLORIDE 00940 036 2011/07/20 . 10.000
COLOR 00081 036 2011/07/20 < 1.000
COPPER 01042 036 2011/07/20 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2014/06/18 < .080
HARDNESS (TOTAL) AS CACO3 00900 036 2011/07/20 . 47.000
HYDROXIDE ALKALINITY 71830 036 2011/07/20 < .100
IRON 01045 036 2014/06/18 < 100.000
MAGNESIUM 00927 036 2011/07/20 . 2.300
MANGANESE 01055 036 2014/06/18 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2014/06/18 < 1.000
PH, LABORATORY 00403 036 2011/12/01 . 8.000
SILVER 01077 036 2014/06/18 < 10.000
SODIUM 00929 036 2011/07/20 32.000
SPECIFIC CONDUCTANCE 00095 036 2011/07/20 . 250.000
SULFATE 00945 036 2011/07/20 21.000
TOTAL DISSOLVED SOLIDS 70300 036 2011/07/20 . 160.000
TURBIDITY, LABORATORY 82079 036 2011/07/20 . .040
ZINC 01092 036 2014/06/18 < 50.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/11
2014/11
2014/11
2014/11
2014/11

2014/07
2014/07
2014/07
2014/07
2014/07
2014/07
2017/06
2014/07
2014/07
2017/06
2014/07
2017/06
2017/06
2014/12
2017/06
2014/07
2014/07
2014/07
2014/07
2014/07
2017/06
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-221
Source Name: WELL 6729-1
Source Number: 221
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/07/01 < 50.000 2017/07
ANTIMONY 01097 036 2014/07/01 < 6.000 2017/07
ARSENIC 01002 036 2011/03/15 < 2.000 2014/03 DUE
BARIUM 01007 036 2014/07/01 < 100.000 2017/07
BERYLLIUM 01012 036 2014/07/01 < 1.000 2017/07
CADMIUM 01027 036 2014/07/01 < 1.000 2017/07
CHROMIUM (TOTAL) 01034 036 2011/03/15 < 1.000 2014/03 DUE
CHROMIUM, HEXAVALENT 01032 036 2013/10/23 < 1.000 2016/10
CYANIDE 01291 000 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/15 . .200 2014/03 DUE
MERCURY 71900 036 2014/07/01 < 1.000 2017/07
NICKEL 01067 036 2014/07/01 < 10.000 2017/07
PERCHLORATE A-031 036 2014/06/11 < 4.000 2017/06
SELENIUM 01147 036 2011/03/15 < 5.000 2014/03 DUE
THALLIUM 01059 036 2014/07/01 < 1.000 2017/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/05/22 . 2.600 2014/05 DUE
NITRITE (AS N) 00620 036 2011/03/15 < 400.000 2014/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 108 2007/09/25 2.570 2016/09
REGULATED SOC
ATRAZINE 39033 072 2013/10/04 < .500 2019/10
DIBROMOCHLOROPROPANE (DBCP) 38761 000 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 DUE
SIMAZINE 39055 072 2013/10/04 < 1.000 2019/10
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2013/10/04 < .500 2016/10
1,1,2,2-TETRACHLOROETHANE 34516 036 2013/10/04 < .500 2016/10

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-221
Source Name: WELL 6729-1
Source Number: 221
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2013/10/04 < 10.000 2016/10
1,1,2-TRICHLOROETHANE 34511 036 2013/10/04 < .500 2016/10
1,1-DICHLOROETHANE 34496 036 2013/10/04 < .500 2016/10
1,1-DICHLOROETHYLENE 34501 036 2013/10/04 < .500 2016/10
1,2,4-TRICHLOROBENZENE 34551 036 2013/10/04 < .500 2016/10
1,2-DICHLOROBENZENE 34536 036 2013/10/04 < .500 2016/10
1,2-DICHLOROETHANE 34531 036 2013/10/04 < .500 2016/10
1,2-DICHLOROPROPANE 34541 036 2013/10/04 < .500 2016/10
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2013/10/04 < .500 2016/10
1,4-DICHLOROBENZENE 34571 036 2013/10/04 < .500 2016/10
BENZENE 34030 036 2013/10/04 < .500 2016/10
CARBON TETRACHLORIDE 32102 036 2013/10/04 < .500 2016/10
CIS-1,2-DICHLOROETHYLENE 77093 036 2013/10/04 < .500 2016/10
DICHLOROMETHANE 34423 036 2013/10/04 < .500 2016/10
ETHYLBENZENE 34371 036 2013/10/04 < .500 2016/10
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2013/10/04 < 3.000 2016/10
MONOCHLOROBENZENE 34301 036 2013/10/04 < .500 2016/10
STYRENE 77128 036 2013/10/04 < .500 2016/10
TETRACHLOROETHYLENE 34475 036 2013/10/04 < .500 2016/10
TOLUENE 34010 036 2013/10/04 < .500 2016/10
TRANS-1,2-DICHLOROETHYLENE 34546 036 2013/10/04 < .500 2016/10
TRICHLOROETHYLENE 39180 036 2013/10/04 < .500 2016/10
TRICHLOROFLUOROMETHANE 34488 036 2013/10/04 < 5.000 2016/10
VINYL CHLORIDE 39175 036 2013/10/04 < .500 2016/10
XYLENES (TOTAL) 81551 036 2013/10/04 < .500 2016/10
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/15 . 96.000 2014/03 DUE
CALCIUM 00916 036 2011/03/15 . 71.000 2014/03 DUE
CARBONATE ALKALINITY 00445 036 2011/03/15 .000 2014/03 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-221
Source Name: WELL 6729-1
Source Number: 221
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
CHLORIDE 00940 036 2011/03/15 . 120.000 2014/03 DUE
COLOR 00081 036 2011/03/15 < 1.000 2014/03 DUE
COPPER 01042 036 2011/03/15 < 50.000 2014/03 DUE
FOAMING AGENTS (MBAS) 38260 036 2014/07/01 < .080 2017/07
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/15 . 230.000 2014/03 DUE
HYDROXIDE ALKALINITY 71830 036 2011/03/15 . .000 2014/03 DUE
IRON 01045 036 2014/07/01 < 100.000 2017/07
MAGNESIUM 00927 036 2011/03/15 . 12.000 2014/03 DUE
MANGANESE 01055 036 2014/07/01 < 20.000 2017/07
ODOR THRESHOLD @ 60 C 00086 036 2014/07/01 < 1.000 2017/07
PH, LABORATORY 00403 036 2011/03/15 . 7.500 2014/03 DUE
SILVER 01077 036 2014/07/01 < 10.000 2017/07
SODIUM 00929 036 2011/03/15 130.000 2014/03 DUE
SPECIFIC CONDUCTANCE 00095 036 2011/03/15 .~ 1100.000 2014/03 DUE
SULFATE 00945 036 2011/03/15 280.000 2014/03 DUE
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/15 .~ 700.000 2014/03 DUE
TURBIDITY, LABORATORY 82079 036 2011/03/15 . .060 2014/03 DUE
ZINC 01092 036 2014/07/01 < 50.000 2017/07
PS Code: 3310001-222
Source Name: WELL 4528-1
Source Number: 222
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2012/07/18 < 50.000 2015/07
ANTIMONY 01097 036 2012/07/18 < 6.000 2015/07
ARSENIC 01002 036 2012/07/18 < 2.000 2015/07
ASBESTOS 81855 000 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-222
Source Name: WELL 4528-1
Source Number: 222
Source Status: ACTIVE RAW
Water type: G
INORGANIC
BARIUM 01007 036 2012/07/18 < 100.000 2015/07
BERYLLIUM 01012 036 2012/07/18 < 1.000 2015/07
CADMIUM 01027 036 2012/07/18 < 1.000 2015/07
CHROMIUM (TOTAL) 01034 036 2012/07/18 < 10.000 2015/07
CHROMIUM, HEXAVALENT 01032 036 2013/11/05 < 10.000 2016/11
CYANIDE 01291 036 2006/01/24 < 100.000 2009/01 DUE
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2012/07/18 . .600 2015/07
MERCURY 71900 036 2012/07/18 < 1.000 2015/07
NICKEL 01067 036 2012/07/18 < 10.000 2015/07
PERCHLORATE A-031 036 2014/04/15 < 4.000 2017/04
SELENIUM 01147 036 2012/07/18 < 5.000 2015/07
THALLIUM 01059 036 2012/07/18 < 1.000 2015/07
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2014/01/22 . 2.000 2015/01
NITRITE (AS N) 00620 036 2012/07/18 < 400.000 2015/07
RADIOLOGICAL
GROSS ALPHA 01501 072 2013/10/04 < 3.000 2019/10
RADIUM 228 11501 072 2009/02/26 .000 2015/02
REGULATED SOC
2,3,7,8-TCDD (DIOXIN) 34676 000 DUE
2,4,5-TP (SILVEX) 39045 003 2006/01/24 < 1.000 2006/04 DUE
2,4-D 39730 003 2006/01/24 < 10.000 2006/04 DUE
ALACHLOR 77825 003 2006/01/24 < 1.000 2006/04 DUE
ATRAZINE 39033 003 2012/08/29 < .500 2012/11 DUE
BENTAZON 38710 003 2006/01/24 < 2.000 2006/04 DUE
BENZO (A) PYRENE 34247 000 DUE
CARBOFURAN 81405 000 DUE
CHLORDANE 39350 000 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-222
Source Name: WELL 4528-1
Source Number: 222
Source Status: ACTIVE RAW
Water type: G
REGULATED SOC
DALAPON 38432 003 2006/01/24 < 10.000 2006/04 DUE
DI(2-ETHYLHEXYL)ADIPATE A-026 000 DUE
DI(2-ETHYLHEXYL)PHTHALATE 39100 000 DUE
DIBROMOCHLOROPROPANE (DBCP) 38761 003 2006/01/24 < .010 2006/04 DUE
DINOSEB 81287 003 2006/01/24 < 2.000 2006/04 DUE
DIQUAT 78885 000 DUE
ENDOTHALL 38926 000 DUE
ENDRIN 39390 000 DUE
ETHYLENE DIBROMIDE (EDB) 77651 003 2006/01/24 < .020 2006/04 DUE
GLYPHOSATE 79743 000 DUE
HEPTACHLOR 39410 000 DUE
HEPTACHLOR EPOXIDE 39420 000 DUE
HEXACHLOROBENZENE 39700 000 DUE
HEXACHLOROCYCLOPENTADIENE 34386 000 DUE
LINDANE 39340 000 DUE
METHOXYCHLOR 39480 000 DUE
MOLINATE 82199 003 2006/01/24 < .900 2006/04 DUE
OXAMYL 38865 000 DUE
PENTACHLOROPHENOL 39032 003 2006/01/24 < .200 2006/04 DUE
PICLORAM 39720 003 2006/01/24 < 1.000 2006/04 DUE
POLYCHLORINATED BIPHENYLS, TOTAL, AS DCB 39516 000 DUE
SIMAZINE 39055 003 2012/08/29 < 1.000 2012/11 DUE
THIOBENCARB A-001 003 2006/01/24 < 1.000 2006/04 DUE
TOXAPHENE 39400 000 DUE
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2013/10/04 < .500 2016/10
1,1,2,2-TETRACHLOROETHANE 34516 036 2013/10/04 < .500 2016/10
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2013/10/04 < 10.000 2016/10
1,1,2-TRICHLOROETHANE 34511 036 2013/10/04 < .500 2016/10

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-222
Source Name: WELL 4528-1
Source Number: 222
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1-DICHLOROETHANE 34496 036 2013/10/04 < .500 2016/10
1,1-DICHLOROETHYLENE 34501 036 2013/10/04 < .500 2016/10
1,2,4-TRICHLOROBENZENE 34551 036 2013/10/04 < .500 2016/10
1,2-DICHLOROBENZENE 34536 036 2013/10/04 < .500 2016/10
1,2-DICHLOROETHANE 34531 036 2013/10/04 < .500 2016/10
1,2-DICHLOROPROPANE 34541 036 2013/10/04 < .500 2016/10
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2013/10/04 < .500 2016/10
1,4-DICHLOROBENZENE 34571 036 2013/10/04 < .500 2016/10
BENZENE 34030 036 2013/10/04 < .500 2016/10
CARBON TETRACHLORIDE 32102 036 2013/10/04 < .500 2016/10
CIS-1,2-DICHLOROETHYLENE 77093 036 2013/10/04 < .500 2016/10
DICHLOROMETHANE 34423 036 2013/10/04 < .500 2016/10
ETHYLBENZENE 34371 036 2013/10/04 < .500 2016/10
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2013/10/04 < 3.000 2016/10
MONOCHLOROBENZENE 34301 036 2013/10/04 < .500 2016/10
STYRENE 77128 036 2013/10/04 < .500 2016/10
TETRACHLOROETHYLENE 34475 036 2013/10/04 < .500 2016/10
TOLUENE 34010 036 2013/10/04 < .500 2016/10
TRANS-1,2-DICHLOROETHYLENE 34546 036 2013/10/04 < .500 2016/10
TRICHLOROETHYLENE 39180 036 2013/10/04 < .500 2016/10
TRICHLOROFLUOROMETHANE 34488 036 2013/10/04 < 5.000 2016/10
VINYL CHLORIDE 39175 036 2013/10/04 < .500 2016/10
XYLENES (TOTAL) 81551 036 2013/10/04 < .500 2016/10
SECONDARY/GP
AGGRSSIVE INDEX (CORROSIVITY) 82383 036 2006/01/24 12.000 2009/01 DUE
BICARBONATE ALKALINITY 00440 036 2012/07/18 . 150.000 2015/07
CALCIUM 00916 036 2012/07/18 . 23.000 2015/07
CARBONATE ALKALINITY 00445 036 2012/07/18 < .120 2015/07
CHLORIDE 00940 036 2012/07/18 . 8.300 2015/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-222
Source Name: WELL 4528-1
Source Number: 222
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
COLOR 00081 036 2012/07/18 < 1.000
COPPER 01042 036 2012/07/18 < 50.000
FOAMING AGENTS (MBAS) 38260 036 2012/07/18 < .050
HARDNESS (TOTAL) AS CACO3 00900 036 2012/07/18 . 90.000
HYDROXIDE ALKALINITY 71830 036 2012/07/18 < .120
IRON 01045 036 2012/07/18 < 100.000
MAGNESIUM 00927 036 2012/07/18 . 5.800
MANGANESE 01055 036 2012/07/18 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2012/07/18 < 1.000
PH, LABORATORY 00403 036 2012/07/18 . 7.400
SILVER 01077 036 2012/07/18 < 10.000
SODIUM 00929 036 2012/07/18 23.000
SPECIFIC CONDUCTANCE 00095 036 2012/07/18 . 290.000
SULFATE 00945 036 2012/07/18 15.000
TOTAL DISSOLVED SOLIDS 70300 036 2012/07/18 . 160.000
TURBIDITY, LABORATORY 82079 036 2012/07/18 . .070
ZINC 01092 036 2012/07/18 < 50.000
PS Code: 3310001-223
Source Name: WELL 4568-1
Source Number: 223
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
ALUMINUM 01105 036 2011/03/15 < 50.000
ANTIMONY 01097 036 2011/03/15 < 6.000
ARSENIC 01002 036 2011/03/15 < 2.000
BARIUM 01007 036 2011/03/15 < 100.000
BERYLLIUM 01012 036 2011/03/15 < 1.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07
2015/07

2014/03
2014/03
2014/03
2014/03
2014/03

DUE
DUE
DUE
DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-223
Source Name: WELL 4568-1
Source Number: 223
Source Status: ACTIVE UNTREATED
Water type: G
INORGANIC
CADMIUM 01027 036 2011/03/15 < 1.000 2014/03 DUE
CHROMIUM (TOTAL) 01034 036 2014/06/10 . 9.100 2017/06
CHROMIUM, HEXAVALENT 01032 036 2014/05/02 . 7.700 2017/05
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/15 . .700 2014/03 DUE
MERCURY 71900 036 2011/03/15 < 1.000 2014/03 DUE
NICKEL 01067 036 2011/03/15 < 10.000 2014/03 DUE
PERCHLORATE A-031 036 2014/04/25 < 4.000 2017/04
SELENIUM 01147 036 2011/03/15 < 5.000 2014/03 DUE
THALLIUM 01059 036 2011/03/15 < 1.000 2014/03 DUE
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/05/22 . 3.200 2014/05 DUE
NITRITE (AS N) 00620 036 2011/03/15 < 400.000 2014/03 DUE
RADIOLOGICAL
GROSS ALPHA 01501 072 2013/10/03 . 5.400 2019/10
REGULATED SOC
ATRAZINE 39033 072 2011/11/23 < .500 2017/11
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2005/07/22 < .010 2005/07 DUE
ETHYLENE DIBROMIDE (EDB) 77651 000 2005/07/22 < .020 2005/07 DUE
SIMAZINE 39055 072 2011/11/23 < 1.000 2017/11
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2012/12/28 < .000 2015/12
1,1,2,2-TETRACHLOROETHANE 34516 036 2012/12/28 < .000 2015/12
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2012/12/28 < .000 2015/12
1,1,2-TRICHLOROETHANE 34511 036 2012/12/28 < .000 2015/12
1,1-DICHLOROETHANE 34496 036 2012/12/28 < .000 2015/12
1,1-DICHLOROETHYLENE 34501 036 2012/12/28 < .000 2015/12
1,2,4-TRICHLOROBENZENE 34551 036 2012/12/28 < .000 2015/12
1,2-DICHLOROBENZENE 34536 036 2012/12/28 < .000 2015/12

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-223
Source Name: WELL 4568-1
Source Number: 223
Source Status: ACTIVE UNTREATED
Water type: G
REGULATED VOC
1,2-DICHLOROETHANE 34531 036 2012/12/28 < .000 2015/12
1,2-DICHLOROPROPANE 34541 036 2012/12/28 < .000 2015/12
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2012/12/28 < .000 2015/12
1,4-DICHLOROBENZENE 34571 036 2012/12/28 < .000 2015/12
BENZENE 34030 036 2012/12/28 < .000 2015/12
CARBON TETRACHLORIDE 32102 036 2012/12/28 < .000 2015/12
CIS-1,2-DICHLOROETHYLENE 77093 036 2012/12/28 < .000 2015/12
DICHLOROMETHANE 34423 036 2012/12/28 < .000 2015/12
ETHYLBENZENE 34371 036 2012/12/28 < .000 2015/12
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2012/12/28 < .000 2015/12
MONOCHLOROBENZENE 34301 036 2012/12/28 < .000 2015/12
STYRENE 77128 036 2012/12/28 < .000 2015/12
TETRACHLOROETHYLENE 34475 036 2012/12/28 < .000 2015/12
TOLUENE 34010 036 2012/12/28 < .000 2015/12
TRANS-1,2-DICHLOROETHYLENE 34546 036 2012/12/28 < .000 2015/12
TRICHLOROETHYLENE 39180 036 2012/12/28 < .000 2015/12
TRICHLOROFLUOROMETHANE 34488 036 2012/12/28 < .000 2015/12
VINYL CHLORIDE 39175 036 2012/12/28 < .000 2015/12
XYLENES (TOTAL) 81551 036 2012/12/28 < .000 2015/12
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/15 . 170.000 2014/03 DUE
CALCIUM 00916 036 2011/03/15 . 35.000 2014/03 DUE
CARBONATE ALKALINITY 00445 036 2011/03/15 .000 2014/03 DUE
CHLORIDE 00940 036 2011/03/15 . 7.500 2014/03 DUE
COLOR 00081 036 2011/03/15 < 1.000 2014/03 DUE
COPPER 01042 036 2011/03/15 < 50.000 2014/03 DUE
FOAMING AGENTS (MBAS) 38260 036 2011/03/15 < .050 2014/03 DUE
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/15 . 110.000 2014/03 DUE
HYDROXIDE ALKALINITY 71830 036 2011/03/15 . .000 2014/03 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-223
Source Name: WELL 4568-1
Source Number: 223
Source Status: ACTIVE UNTREATED
Water type: G
SECONDARY/GP
IRON 01045 036 2011/03/15 < 100.000 2014/03 DUE
MAGNESIUM 00927 036 2011/03/15 . 6.100 2014/03 DUE
MANGANESE 01055 036 2011/03/15 < 20.000 2014/03 DUE
ODOR THRESHOLD @ 60 C 00086 036 2011/03/15 < 1.000 2014/03 DUE
PH, LABORATORY 00403 036 2011/03/15 . 71.700 2014/03 DUE
SILVER 01077 036 2011/03/15 < 10.000 2014/03 DUE
SODIUM 00929 036 2011/03/15 25.000 2014/03 DUE
SPECIFIC CONDUCTANCE 00095 036 2011/03/15 . 350.000 2014/03 DUE
SULFATE 00945 036 2011/03/15 31.000 2014/03 DUE
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/15 . 210.000 2014/03 DUE
TURBIDITY, LABORATORY 82079 036 2011/03/15 . .050 2014/03 DUE
ZINC 01092 036 2011/03/15 < 50.000 2014/03 DUE
PS Code: 3310001-224
Source Name: WELL 4520-2 - PENDING
Source Number: 224
Source Status: PENDING
Water type: G
*** ALL SCHEDULE CONSTITUENTS ARE WAIVED *** 999
PS Code: 3310001-249
Source Name: WELL 6734-1
Source Number: 249
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/06/18 < 50.000 2017/06
ANTIMONY 01097 036 2014/06/18 < 6.000 2017/06

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-249
Source Name: WELL 6734-1
Source Number: 249
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ARSENIC 01002 036 2011/07/20 < 2.000
BARIUM 01007 036 2014/06/18 < 100.000
BERYLLIUM 01012 036 2014/06/18 < 1.000
CADMIUM 01027 036 2014/06/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2011/07/20 . 14.000
CHROMIUM, HEXAVALENT 01032 036 2013/10/23 . 15.000
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/07/20 . .600
MERCURY 71900 036 2014/06/18 < 1.000
NICKEL 01067 036 2014/06/18 < 10.000
PERCHLORATE A-031 036 2014/04/23 < 4.000
SELENIUM 01147 036 2011/07/20 < 5.000
THALLIUM 01059 036 2014/06/18 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/05/21 . 3.000
NITRITE (AS N) 00620 036 2011/07/20 < 100.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2009/06/26 2.230
REGULATED SOC
ATRAZINE 39033 072 2009/06/26 < .500
DIBROMOCHLOROPROPANE (DBCP) 38761 000 2008/01/23 < .010
ETHYLENE DIBROMIDE (EDB) 77651 000 2008/01/23 < .020
SIMAZINE 39055 072 2009/06/26 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/11/17 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/11/17 < .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/11/17 < .000
1,1,2-TRICHLOROETHANE 34511 036 2011/11/17 < .000
1,1-DICHLOROETHANE 34496 036 2011/11/17 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/07
2017/06
2017/06
2017/06
2014/07
2016/10
2014/07
2017/06
2017/06
2017/04
2014/07
2017/06

2014/05 DUE
2014/07

2018/06

2015/06
2008/01 DUE

2008/01 DUE
2015/06

2014/11
2014/11
2014/11
2014/11
2014/11
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-249
Source Name: WELL 6734-1
Source Number: 249
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
1,1-DICHLOROETHYLENE 34501 036 2011/11/17 < .000 2014/11
1,2,4-TRICHLOROBENZENE 34551 036 2011/11/17 < .000 2014/11
1,2-DICHLOROBENZENE 34536 036 2011/11/17 < .000 2014/11
1,2-DICHLOROETHANE 34531 036 2011/11/17 < .000 2014/11
1,2-DICHLOROPROPANE 34541 036 2011/11/17 < .000 2014/11
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/11/17 < .000 2014/11
1,4-DICHLOROBENZENE 34571 036 2011/11/17 < .000 2014/11
BENZENE 34030 036 2011/11/17 < .000 2014/11
CARBON TETRACHLORIDE 32102 036 2011/11/17 < .000 2014/11
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/11/17 < .000 2014/11
DICHLOROMETHANE 34423 036 2011/11/17 < .000 2014/11
ETHYLBENZENE 34371 036 2011/11/17 < .000 2014/11
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/11/17 < .000 2014/11
MONOCHLOROBENZENE 34301 036 2011/11/17 < .000 2014/11
STYRENE 77128 036 2011/11/17 < .000 2014/11
TETRACHLOROETHYLENE 34475 036 2011/11/17 < .000 2014/11
TOLUENE 34010 036 2011/11/17 < .000 2014/11
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/11/17 < .000 2014/11
TRICHLOROETHYLENE 39180 036 2011/11/17 < .000 2014/11
TRICHLOROFLUOROMETHANE 34488 036 2011/11/17 < .000 2014/11
VINYL CHLORIDE 39175 036 2011/11/17 < .000 2014/11
XYLENES (TOTAL) 81551 036 2011/11/17 < .000 2014/11
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/07/20 . 120.000 2014/07
CALCIUM 00916 036 2011/07/20 . 14.000 2014/07
CARBONATE ALKALINITY 00445 036 2011/07/20 < .100 2014/07
CHLORIDE 00940 036 2011/07/20 . 9.500 2014/07
COLOR 00081 036 2011/07/20 < 1.000 2014/07
COPPER 01042 036 2011/07/20 < 50.000 2014/07

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-249
Source Name: WELL 6734-1
Source Number: 249
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
FOAMING AGENTS (MBAS) 38260 036 2014/06/18 < .080
HARDNESS (TOTAL) AS CACO3 00900 036 2011/07/20 . 44.000
HYDROXIDE ALKALINITY 71830 036 2011/07/20 < .100
IRON 01045 036 2014/06/18 < 100.000
MAGNESIUM 00927 036 2011/07/20 . 2.400
MANGANESE 01055 036 2014/06/18 < 20.000
ODOR THRESHOLD @ 60 C 00086 036 2014/06/18 < 1.000
PH, LABORATORY 00403 036 2011/11/17 . 8.400
SILVER 01077 036 2014/06/18 < 10.000
SODIUM 00929 036 2011/07/20 36.000
SPECIFIC CONDUCTANCE 00095 036 2011/07/20 . 260.000
SULFATE 00945 036 2011/07/20 18.000
TOTAL DISSOLVED SOLIDS 70300 036 2011/07/20 . 160.000
TURBIDITY, LABORATORY 82079 036 2011/07/20 . .030
ZINC 01092 036 2014/06/18 < 50.000
PS Code: 3310001-254
Source Name: WELL 6805-1
Source Number: 254
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/06/18 < 50.000
ANTIMONY 01097 036 2014/06/18 < 6.000
ARSENIC 01002 036 2011/03/30 . 2.500
BARIUM 01007 036 2014/06/18 < 100.000
BERYLLIUM 01012 036 2014/06/18 < 1.000
CADMIUM 01027 036 2014/06/18 < 1.000
CHROMIUM (TOTAL) 01034 036 2011/03/30 . 25.000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2017/06
2014/07
2014/07
2017/06
2014/07
2017/06
2017/06
2014/11
2017/06
2014/07
2014/07
2014/07
2014/07
2014/07
2017/06

2017/06
2017/06
2014/03 DUE
2017/06
2017/06
2017/06
2014/03 DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST
STORET INTERVAL DATE LAST RESULT
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED
PS Code: 3310001-254
Source Name: WELL 6805-1
Source Number: 254
Source Status: ACTIVE RAW
Water type: G
INORGANIC
FLUORIDE (F) (NATURAL-SOURCE) 00951 036 2011/03/30 . .500
MERCURY 71900 036 2014/06/18 < 1.000
NICKEL 01067 036 2014/06/18 < 10.000
PERCHLORATE A-031 036 2011/12/01 < .000
SELENIUM 01147 036 2011/03/30 < 5.000
THALLIUM 01059 036 2014/06/18 < 1.000
NITRATE/NITRITE
NITRATE (AS NO3) 71850 012 2013/05/22 . 3.900
NITRITE (AS N) 00620 036 2011/03/30 < 400.000
RADIOLOGICAL
GROSS ALPHA 01501 108 2006/11/09 2.050
REGULATED SOC
ATRAZINE 39033 072 2014/06/13 < .500
SIMAZINE 39055 072 2014/06/13 < 1.000
REGULATED VOC
1,1,1-TRICHLOROETHANE 34506 036 2011/12/01 < .000
1,1,2,2-TETRACHLOROETHANE 34516 036 2011/12/01 < .000
1,1,2-TRICHLORO-1,2,2-TRIFLUOROETHANE 81611 036 2011/12/01 < .000
1,1,2-TRICHLOROETHANE 34511 036 2011/12/01 < .000
1,1-DICHLOROETHANE 34496 036 2011/12/01 < .000
1,1-DICHLOROETHYLENE 34501 036 2011/12/01 < .000
1,2,4-TRICHLOROBENZENE 34551 036 2011/12/01 < .000
1,2-DICHLOROBENZENE 34536 036 2011/12/01 < .000
1,2-DICHLOROETHANE 34531 036 2011/12/01 < .000
1,2-DICHLOROPROPANE 34541 036 2011/12/01 < .000
1,3-DICHLOROPROPENE (TOTAL) 34561 036 2011/12/01 < .000
1,4-DICHLOROBENZENE 34571 036 2011/12/01 < .000
BENZENE 34030 036 2011/12/01 < .000
*Testing interval is in months;
0 = No data for this constituent and is DUE NOW
| = Invalid (NOT) valid analyses reported
Any analyses not listed as required for testing has been Waive (not required)
08/25/2014 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014

NEXT TEST

DATE
(vyyy/mm)

2014/03
2017/06
2017/06
2014/12

2014/03
2017/06

2014/05
2014/03

2015/11

2020/06
2020/06

2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12
2014/12

DUE

DUE

DUE
DUE
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-254
Source Name: WELL 6805-1
Source Number: 254
Source Status: ACTIVE RAW
Water type: G
REGULATED VOC
CARBON TETRACHLORIDE 32102 036 2011/12/01 < .000 2014/12
CIS-1,2-DICHLOROETHYLENE 77093 036 2011/12/01 < .000 2014/12
DICHLOROMETHANE 34423 036 2011/12/01 < .000 2014/12
ETHYLBENZENE 34371 036 2011/12/01 < .000 2014/12
METHYL-TERT-BUTYL-ETHER (MTBE) 46491 036 2011/12/01 < .000 2014/12
MONOCHLOROBENZENE 34301 036 2011/12/01 < .000 2014/12
STYRENE 77128 036 2011/12/01 < .000 2014/12
TETRACHLOROETHYLENE 34475 036 2011/12/01 < .000 2014/12
TOLUENE 34010 036 2011/12/01 < .000 2014/12
TRANS-1,2-DICHLOROETHYLENE 34546 036 2011/12/01 < .000 2014/12
TRICHLOROETHYLENE 39180 036 2011/12/01 < .000 2014/12
TRICHLOROFLUOROMETHANE 34488 036 2011/12/01 < .000 2014/12
VINYL CHLORIDE 39175 036 2011/12/01 < .000 2014/12
XYLENES (TOTAL) 81551 036 2011/12/01 < .000 2014/12
SECONDARY/GP
BICARBONATE ALKALINITY 00440 036 2011/03/30 .~ 100.000 2014/03 DUE
CALCIUM 00916 036 2011/03/30 . 22.000 2014/03 DUE
CARBONATE ALKALINITY 00445 036 2011/03/30 .000 2014/03 DUE
CHLORIDE 00940 036 2011/03/30 . 22.000 2014/03 DUE
COLOR 00081 036 2011/03/30 < 1.000 2014/03 DUE
COPPER 01042 036 2011/03/30 < 50.000 2014/03 DUE
FOAMING AGENTS (MBAS) 38260 036 2014/06/18 < .080 2017/06
HARDNESS (TOTAL) AS CACO3 00900 036 2011/03/30 . 67.000 2014/03 DUE
HYDROXIDE ALKALINITY 71830 036 2011/03/30 . .000 2014/03 DUE
IRON 01045 036 2014/06/18 < 100.000 2017/06
MAGNESIUM 00927 036 2011/03/30 . 1.300 2014/03 DUE
MANGANESE 01055 036 2014/06/18 < 20.000 2017/06
ODOR THRESHOLD @ 60 C 00086 036 2014/06/18 < 1.000 2017/06
PH, LABORATORY 00403 036 2011/03/30 . 8.000 2014/03 DUE

*Testing interval is in months;

0 = No data for this constituent and is DUE NOW

| = Invalid (NOT) valid analyses reported

Any analyses not listed as required for testing has been Waive (not required)
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District Number: 20 DRINKING WATER MONITORING SCHEDULE - DATA CURRENT AS OF AUGUST 22, 2014
Riverside
(619) 525-4159

System Number: 3310001
System Name: COACHELLA VWD: COVE COMMUNITY

TESTING LAST TEST NEXT TEST
STORET INTERVAL DATE LAST RESULT DATE
NUMBER (MONTHS)* (yyyy/mm/dd) REPORTED (vyyy/mm)
PS Code: 3310001-254
Source Name: WELL 6805-1
Source Number: 254
Source Status: ACTIVE RAW
Water type: G
SECONDARY/GP
SILVER 01077 036 2014/06/18 < 10.000 2017/06
SODIUM 00929 036 2011/03/30 41.000 2014/03 DUE
SPECIFIC CONDUCTANCE 00095 036 2011/03/30 . 340.000 2014/03 DUE
SULFATE 00945 036 2011/03/30 45.000 2014/03 DUE
TOTAL DISSOLVED SOLIDS 70300 036 2011/03/30 . 210.000 2014/03 DUE
TURBIDITY, LABORATORY 82079 036 2011/03/30 . .040 2014/03 DUE
ZINC 01092 036 2014/06/18 < 50.000 2017/06
PS Code: 3310001-257
Source Name: WELL 6808-1
Source Number: 257
Source Status: ACTIVE RAW
Water type: G
INORGANIC
ALUMINUM 01105 036 2014/07/01 < 50.000 2017/07
ANTIMONY 01097 036 2014/07/01 < 6.000 2017/07
ARSENIC 01002 036 2012/01/31 . 3.300 2015/01
BARIUM 01007 036 2014/07/01 < 100.000 2017/07
BERYLLIUM 01012 036 2014/07/01 < 1.000 2017/07
CADMIUM 01027 036 2014/07/01 < 1.000 2017/07
CHROMIUM (TOTAL) 01034 036 2011/09/15 19.000 2014/09
CHROMIUM, HEXAVALENT 01032 036 2013/10/23 . 20.000 